Participation d'un Système de Stockage à la Stabilité des Réseaux Insulaires by Mongkoltanatas, Jiravan
Energy Storage for stability of microgrids
Jiravan Mongkoltanatas
To cite this version:
Jiravan Mongkoltanatas. Energy Storage for stability of microgrids. Electric power. Universite´
de Grenoble, 2014. English. <tel-01225144>
HAL Id: tel-01225144
https://hal.archives-ouvertes.fr/tel-01225144
Submitted on 5 Nov 2015
HAL is a multi-disciplinary open access
archive for the deposit and dissemination of sci-
entific research documents, whether they are pub-
lished or not. The documents may come from
teaching and research institutions in France or
abroad, or from public or private research centers.
L’archive ouverte pluridisciplinaire HAL, est
destine´e au de´poˆt et a` la diffusion de documents
scientifiques de niveau recherche, publie´s ou non,
e´manant des e´tablissements d’enseignement et de
recherche franc¸ais ou e´trangers, des laboratoires
publics ou prive´s.
 THÈSE 
Pour obtenir le grade de 
DOCTEUR DE L’UNIVERSITÉ DE GRENOBLE 
Spécialité : Génie Électrique 
Arrêté ministériel : 7 août 2006 
 
 
 
Présentée par 
« Jiravan MONGKOLTANATAS » 
 
 
Thèse dirigée par « Mme., Delphine RIU » et  
codirigée par « M.,  Xavier LE-PIVERT » 
 
préparée au sein du Laboratoire de Génie Électrique de Grenoble 
(G2ELab) et  
dans l'École Doctorale: Électronique, Électrotechnique, 
Automatique et Traitement du Signal (EEATS)  
 
Participation d'un Système de 
Stockage à la Stabilité des 
Réseaux Insulaires 
 
 
Thèse soutenue publiquement le 3 Décembre 2014, 
devant le jury composé de :  
M., Seddik BACHA 
Professeur au G2ELab à Grenoble, Président 
M., Serge PIERFEDERICI 
Professeur au Green à Nancy, Rapporteur 
M., Bruno FRANCOIS 
Professeur au L2EP à Lille, Rapporteur 
M., Hamid BEN AHMED 
Maître de Conférences HDR au SATIE à Rennes, Examinateur 
Mme., Delphine, RIU 
Maître de Conférences au G2ELab à Grenoble, Directrice de thèse 
M., Xavier LE-PIVERT 
Ingénieur de Recherche au CEA, Co-encadrant 
  
i 
 
Acknowledgements  
 
 
 
 
 
 
The research leading to these results has received funding from the CEA (Commissariat à 
l'énergie atomique et aux énergies alternatives) which is the French Alternative Energies and Atomic 
Energy Commission. I would like to thank you for financial support. 
For three years and a half of working, my thesis cannot be accomplished without the patient and 
powerful people. I would like to express my sincere gratitude to all people who contributed this work. 
It is an unforgettable experience for me.  
Especially, I want to express my deep thanks and appreciate to my supervisor, Mme. Delphine 
RIU, for her support for working at G2ELAB, and the correction of the thesis. This thesis cannot be 
possible without her guidance and her encouragement. I can overcome many difficulties and learned 
many things. Moreover, I am very grateful to my co-supervisor, M. Xavier Le-Pivert, for the insightful 
discussion, his guidance, and his support for working at INES. My thesis cannot be success without 
the help and patience from two important people; my supervisor and my co-supervisor. We have 
worked together since my master’s thesis (January, 2011). I would like to thank for everything for this 
four years. Their confidence in me is one of powerful motivation to keep on working and make this 
thesis possible. 
I would also like to thank members of the jury; M., Seddik BACHA, M., Serge 
PIERFEDERICI, M., Bruno FRANCOIS, and M., Hamid BEN AHMED, for their agreeing to serve as 
committees for my Ph.D. thesis defence. And I am very grateful for their valuable discussions, 
suggestions, and comments. 
Many thanks also go to M. RUMEAU Axel for his help on the experimental in RTLAB at 
G2Elab. He instructed me everything about RTLAB and hardware. Without his support, the final part 
of this thesis cannot be accomplished which means that this thesis will not complete.  
I would like to thank M. Quoc Tuan TRAN for his support and his guidance to do the 
experimental in RTLAB at INES. Equally, I am very thankful to M. Nicolas MATIN for his guidance 
about INSGRAF, his suggestions, his help, and his encouragement during my work.  
I would like also to thank my friends, my colleagues, and various institutions at the National 
Solar Energy Institute (INES; Institut National de l'Energie Solaire) under the CEA, and at the 
Grenoble Electrical Engineering laboratory (G2Elab; Laboratoire de Génie Électrique de Grenoble) 
for their friendship, useful discussions, and encouraging supports. Although I cannot speak French 
fluently, they tried to communicate and help me everything. It makes such a good atmosphere of 
working. 
Furthermore, I would like to take this chance to express my sincere thanks to Thai government 
for the best opportunity of higher education in France (Master’s and Doctor’s degree). I appreciate all 
financial support from full scholarship granted by the Thai Ministry of Sciences and Technology. I 
also would like to thanks the Office of Education Affairs, Royal Thai Embassy in France, for all 
support about official documents, and encouragement which relieve all difficulties for living in 
France.  
I cannot finish without revealing my thankfulness and gratefulness to all my families and my 
friends for their support, understanding, and encouragement during seven years in France. My families 
(my parents, my sister, my grand-parents, and my aunts) are my best back up team. Their 
encouragement makes me overcome all difficulties. I want to express my gratitude and deepest 
appreciation to my father for the correction of my thesis, and my mother for her continuous support by 
sending food and books from Thailand. I also thank and appreciate my sister for her support, 
assistances, and taking care of our parents in place of me. I am very thankful to my boyfriend for his 
understanding, support, and encouraging. No matter what problems I meet, he is always by my side 
and reboots my energy to encounter and overcome all problems. Moreover, I would like to express my 
thanks to all my Thai friends (in France for their infinite friendship, and assistances in numerous ways 
during my seven years. They are my second family which relieves the loneliness of far away from 
home. My life in France could be hard without them. Thank you for everything. And I also thanks for 
my entire friends in Thailand for their support, encouragement, and all warm welcome when I came 
back.  
Finally, I would like to sincerely thank everything which bring me here, in France. It is a 
valuable experience and the best memory in my life. 
 
 
Jiravan MONGKOLTANATAS 
09 October 2014 
Contents 
INTRODUCTION ................................................................................................................................. 1 
CHAPTER 1 .......................................................................................................................................... 3 
PROBLEMATIC OF MICROGRIDS: THE RULE OF STORAGE DEVICES ............................ 3 
1.1 INTRODUCTION ....................................................................................................................................... 3 
1.2 FREQUENCY STABILITY .......................................................................................................................... 3 
1.2.1 Primary frequency control ................................................................................................................ 4 
1.2.2 Secondary frequency control ............................................................................................................. 4 
1.3 MICRO POWER SYSTEM (MICRO GRID) .................................................................................................... 5 
1.3.1 Characteristics of micro power system ............................................................................................. 6 
1.3.2 The energy mix in micro power system ............................................................................................. 7 
1.3.3 Microgrids in Thailand ..................................................................................................................... 9 
1.3.4 Frequency variation issue according to intermittency ...................................................................... 9 
1.4 ENERGY STORAGE IN MICRO POWER SYSTEM........................................................................................ 10 
1.4.1 Energy storage technologies ........................................................................................................... 10 
1.4.1.1 Mechanical energy storage ..................................................................................................................... 11 
1.4.1.2 Electrochemical energy storage .............................................................................................................. 11 
1.4.1.3 Chemical energy storage ........................................................................................................................ 12 
1.4.1.4 Electrical storage system ........................................................................................................................ 13 
1.4.1.5 Thermal energy storage .......................................................................................................................... 13 
1.4.1.6 Comparing different technologies of energy storage .............................................................................. 13 
1.4.2 Applications of energy storage in micro grids ................................................................................ 16 
1.4.2.1 General applications for utility services ................................................................................................. 16 
1.4.2.2 Applications for micro power systems ................................................................................................... 17 
1.4.2.3 Sizing of energy storage ......................................................................................................................... 18 
1.4.3 Energy storage for primary frequency control in isolated micro grid ............................................ 18 
1.4.3.1 Energy storage is the main source of frequency regulation .................................................................... 19 
1.4.3.2 Classical primary frequency control (droop characteristics) ................................................................... 19 
1.4.3.3 Energy storage as impulse source ........................................................................................................... 19 
1.4.3.4 Robust control for frequency regulation by energy storage (H infinity controller) ................................ 20 
1.4.3.5 Filter strategy .......................................................................................................................................... 21 
1.5 CONCLUSION ........................................................................................................................................ 21 
CHAPTER 2 ........................................................................................................................................ 23 
CHARACTERISTICS OF PHOTOVOLTAIC POWER VARIATION ....................................... 23 
2.1 INTRODUCTION ..................................................................................................................................... 23 
2.2 STATE OF ARTS ..................................................................................................................................... 23 
2.3 STUDIED POWER PV DATA ................................................................................................................... 25 
2.4 ANALYSIS METHODS ............................................................................................................................ 26 
2.4.1 Statistical analysis ........................................................................................................................... 26 
2.4.1.1 Statistical analysis methodology............................................................................................................. 27 
2.4.1.2 Results .................................................................................................................................................... 28 
2.4.1.3 Conclusion of statistic approach ............................................................................................................. 30 
2.4.2 Statistical analysis in probability approach .................................................................................... 30 
2.4.2.1 Statistical analysis in probability methodology ...................................................................................... 30 
2.4.2.2 Results of probability approach .............................................................................................................. 33 
2.4.2.3 Conclusion of probability approach ........................................................................................................ 42 
2.4.3 Frequency analysis .......................................................................................................................... 42 
2.4.3.1 Frequency analysis methodology ........................................................................................................... 44 
2.4.3.2 Frequency analysis results ...................................................................................................................... 44 
2.4.3.3 Conclusion of frequency analysis ........................................................................................................... 47 
2.5 COMPARISON AND LINK TO FREQUENCY PROBLEM ............................................................................... 47 
2.5.1 Monthly analysis ............................................................................................................................. 48 
2.5.2 Daily analysis .................................................................................................................................. 49 
2.6 CONCLUSION ........................................................................................................................................ 52 
 
 
CHAPTER 3: IMPACT OF PHOTOVOLTAIC POWER VARIATION ON SYSTEM 
FREQUENCY ...................................................................................................................................... 53 
3.1 INTRODUCTION ..................................................................................................................................... 53 
3.2 SYSTEM MODELLING AND SIMULATED SYSTEM .................................................................................... 53 
3.2.1 Diesel generator .............................................................................................................................. 54 
3.2.1.1 Frequency control of synchronous machine ........................................................................... 54 
3.2.1.2 Modeling of synchronous machine ......................................................................................... 54 
3.2.2 Photovoltaic .................................................................................................................................... 55 
3.2.3 Load ................................................................................................................................................ 55 
3.2.4 Modelling of power system .............................................................................................................. 55 
3.3 POWER SYSTEM ANALYSIS AND PARAMETER VARIATION ANALYSIS ..................................................... 56 
3.3.1 Frequency analysis on transfer function of power system (Bode Diagram) ................................... 57 
3.3.1.1 Critical frequency ................................................................................................................... 57 
3.3.1.2 Different frequency zone ........................................................................................................ 58 
3.3.1.3 Parameters variation ............................................................................................................... 59 
3.3.2 Time domain analysis (Power variation of PV in step and sine signal) .......................................... 61 
3.3.2.1 Step and ramp signal .............................................................................................................. 61 
3.3.2.2 Sine signal .............................................................................................................................. 64 
3.4 RELATION BETWEEN FREQUENCY DEVIATION AND POWER DEVIATION ................................................. 67 
3.4.1 Step signal ....................................................................................................................................... 68 
3.4.2 Ramp signal ..................................................................................................................................... 68 
3.4.3 Sine signal ....................................................................................................................................... 69 
3.5 LIMITATION OF POWER DEVIATION DIAGRAM ....................................................................................... 69 
3.6 METHODOLOGY TO ANALYZE POWER SYSTEM WITH RENEWABLE ENERGY .......................................... 70 
3.7 CONCLUSION ........................................................................................................................................ 71 
 
CHAPTER 4 ........................................................................................................................................ 73 
ENERGY STORAGE SYSTEM MODELLING AND CONTROL ............................................... 73 
4.1 INTRODUCTION ..................................................................................................................................... 73 
4.2 ENERGY STORAGE SYSTEM (ESS)......................................................................................................... 73 
4.2.1 Energy storage device ..................................................................................................................... 74 
4.2.2 Interfacing  energy storage to power system ................................................................................... 75 
4.2.3 Control loops of energy storage system .......................................................................................... 77 
4.2.4 PLL description ............................................................................................................................... 77 
4.3 CONTROL SYSTEM ARCHITECTURE OF ENERGY STORAGE SYSTEM ........................................................ 77 
4.3.1 Droop frequency control ................................................................................................................. 78 
4.3.2 Energy storage control #1: ES+AC/DC (no control of Vdc) .......................................................... 78 
4.3.3 Energy storage control #2: Control Vdc by DC/DC and control id by AC/DC ................................ 80 
4.4.1.1 Internal control loop of storage current .................................................................................................. 80 
4.4.1.2 DC voltage controller ............................................................................................................................. 81 
4.3.4 Energy storage control #3: Control IES by DC/DC and Vdc by AC/DC ........................................... 83 
4.4.1.3 Current of energy storage controller ....................................................................................................... 83 
4.4.1.4 Three phases current controller .............................................................................................................. 83 
4.4.1.5 DC voltage controller ............................................................................................................................. 83 
4.3.5 Phase Lock Loop (PLL)................................................................................................................... 85 
4.4 SIMULATION OF ENERGY STORAGE SYSTEM WITH DROOP CHARACTERISTIC ......................................... 86 
4.5.1 Simulation of ESS control #1 .......................................................................................................... 88 
4.5.2 Energy storage control #2 ............................................................................................................... 90 
4.5.3 Energy storage control #3 ............................................................................................................... 92 
4.5 CONCLUSION ........................................................................................................................................ 94 
 
CHAPTER 5 ........................................................................................................................................ 99 
COORDINATED STRATEGY FOR ENERGY STORAGE .......................................................... 99 
5.1 INTRODUCTION ..................................................................................................................................... 99 
5.2 SIMULATED SYSTEM AND INDICATOR OF STRATEGY ANALYSIS ............................................................ 99 
5.3 STRATEGY WITH LIMIT ∆PPV DIAGRAM .............................................................................................. 100 
5.3.1 Control strategy algorithm ............................................................................................................ 101 
5.3.1.1 Power system without secondary control ............................................................................................. 103 
5.3.1.2 Power system with secondary control .................................................................................................. 104 
5.3.2 Validation control strategy with MATLAB .................................................................................... 104 
5.3.2.1 Simulation with simulated signal.......................................................................................................... 104 
5.3.2.2 Additional algorithm according to secondary control of diesel for real signal ..................................... 107 
5.3.3 Robustness analysis ....................................................................................................................... 116 
5.3.3.1 Impact of limitation of power deviation of PV diagram ....................................................................... 116 
5.3.3.2 Impact of error in measured power of PV ............................................................................................ 116 
5.3.3.3 Impact on time to take decision of power of energy storage ................................................................ 118 
5.3.4 Strategy with limit power deviation diagram conclusion .............................................................. 118 
5.4 FILTER STRATEGY .............................................................................................................................. 118 
5.4.1 Strategy approach ......................................................................................................................... 119 
5.4.2 Analysis filter strategy in frequency domain ................................................................................. 119 
5.4.2.1 Filter strategy 1 ..................................................................................................................................... 119 
5.4.2.2 Filter strategy 2 ..................................................................................................................................... 121 
5.4.2.3 Filter strategy 3 ..................................................................................................................................... 122 
5.4.2.4 Filter strategy 4 ..................................................................................................................................... 123 
5.4.2.5 Compare different filter strategies ........................................................................................................ 124 
5.4.3 Analysis filter strategy in time domain .......................................................................................... 124 
5.4.3.1 Filter strategy 1 ..................................................................................................................................... 124 
5.4.3.2 Filter strategy 2 ..................................................................................................................................... 126 
5.4.3.3 Filter strategy 3 ..................................................................................................................................... 129 
5.4.3.4 Filter strategy 4 ..................................................................................................................................... 130 
5.4.3.5 Compare different filter strategies ........................................................................................................ 132 
5.4.3.6 Vary parameters of frequency control of diesel .................................................................................... 134 
5.4.4 Filter strategy conclusion .............................................................................................................. 135 
5.5.1 Time domain analysis .................................................................................................................... 135 
5.5.2 Frequency domain analysis ........................................................................................................... 138 
5.5.3 Participation of energy storage study for each strategies ............................................................. 140 
5.5.4 Impact of PV penetration rate ....................................................................................................... 145 
5.5.4.1 System initial (without energy storage) ................................................................................................ 145 
5.5.4.2 Droop control strategy for energy storage ............................................................................................ 145 
5.5.4.3 Strategy with limit ∆Ppv diagram .......................................................................................................... 146 
5.5.4.4 Filter strategy 1 to 4 .............................................................................................................................. 147 
5.5.4.5 Comparison of all strategies ................................................................................................................. 148 
5.5.4.6 Improve control strategy according to rate penetration PV .................................................................. 149 
5.5.5 Sizing of energy storage ................................................................................................................ 154 
5.5.5.1 Strategy with limit ∆Ppv diagram .......................................................................................................... 155 
5.5.5.2 Filter strategy 2 ..................................................................................................................................... 160 
5.5 CONCLUSION ...................................................................................................................................... 160 
 
 
CHAPTER 6 ...................................................................................................................................... 155 
DESIGN OF AN H INFINITY CONTROLLER FOR ENERGY STORAGE SYSTEM .......... 155 
6.1 INTRODUCTION ................................................................................................................................... 155 
6.2 H INFINITY (H∞) CONTROLLER .......................................................................................................... 155 
6.2.1 Weighting function design ............................................................................................................. 158 
6.2.2 Robustness analysis: μ-analysis .................................................................................................... 159 
6.3 ENERGY STORAGE SYSTEM MODELING ............................................................................................... 161 
6.3.1 Power system model ...................................................................................................................... 162 
6.3.2 Energy storage system modelling .................................................................................................. 163 
6.3.3 State space representation of studied system ................................................................................ 164 
6.3.4 Initial state calculation.................................................................................................................. 166 
6.3.4.1 Case #1: Rdc is neglected ...................................................................................................................... 166 
6.3.4.2 Case #2: Rdc is taken into account ........................................................................................................ 166 
6.3.5 Model validation ........................................................................................................................... 166 
6.3.6 System analysis: stability, controllability and observability ......................................................... 168 
6.4 CONTROLLER DESIGN AND VALIDATION ............................................................................................. 169 
6.4.1 Weighting function design ............................................................................................................. 169 
6.4.2 Controller design and validation .................................................................................................. 171 
6.5 ROBUSTNESS ANALYSIS ...................................................................................................................... 175 
6.5.1 Parametric uncertainties with sensitivity function analysis .......................................................... 175 
6.5.2 µ-analysis for robustness .............................................................................................................. 178 
6.6 CONCLUSION ...................................................................................................................................... 180 
CHAPTER 7 ...................................................................................................................................... 181 
SIMULATION AND VALIDATION ON EXPERIMENTAL TEST BENCH (RTLAB) .......... 181 
7.1 INTRODUCTION ................................................................................................................................... 181 
7.2 RTLAB PRESENTATION ..................................................................................................................... 181 
7.3 SIMULATED SYSTEM AND STEP OF SIMULATION.................................................................................. 182 
7.3.1 Hardware specification ................................................................................................................. 182 
7.3.1.1 Controllable DC source ........................................................................................................................ 183 
7.3.1.2 DC loads ............................................................................................................................................... 183 
7.3.1.3 Super capacitor pack with its reversible DC/DC converter .................................................................. 184 
7.3.2 Hardware in a loop configuration................................................................................................. 184 
7.3.2.1 Separated charge and discharge mode simulation ................................................................................ 185 
a.) Current of energy storage control ................................................................................................................... 186 
b.) DC voltage control ......................................................................................................................................... 187 
7.3.2.2 Supercapacitor simulation .................................................................................................................... 188 
7.4 SIMULATED RESULTS .......................................................................................................................... 189 
7.4.1 Results of charging and discharging modes .................................................................................. 189 
7.4.1.1 Current control of energy storage ......................................................................................................... 189 
7.4.1.2 DC voltage control ............................................................................................................................... 190 
7.4.2 Supercapacitor behavior ............................................................................................................... 191 
7.5 CONCLUSION ...................................................................................................................................... 193 
CONCLUSIONS ................................................................................................................................ 194 
PERSPECTIVES ............................................................................................................................... 195 
APPENDIX I ...................................................................................................................................... 196 
NUMBER OF OCCURRENCES FOR EACH MAXIMAL POWER CHANGE OF EACH PLANT ..... 196 
APPENDIX II .................................................................................................................................... 197 
SENSIBILITY PARAMETERS (DROOP, INERTIA EQUIVALENT, AND LOAD DAMPING 
CONSTANT) FOR STEP POWER VARIATION SIGNAL ................................................................. 197 
APPENDIX III ................................................................................................................................... 199 
SUMMARY OF PARAMETERS OF ENERGY STORAGE SYSTEM................................................. 199 
APPENDIX IV ................................................................................................................................... 203 
PARAMETERS OF ENERGY STORAGE CONTROL SYSTEMS ..................................................... 203 
APPENDIX V .................................................................................................................................... 204 
SIMULATION OF STRATEGY LIMITATION DIAGRAM WITH SIMULATED SIGNAL ............... 204 
BIBLIOGRAPHY ............................................................................................................................. 206 
 
List of Figures 
Figure 1.1 (a) Droop characteristics of power source (b) secondary control description ........................................ 4 
Figure 1.2 Frequency control (primary and secondary controls) ............................................................................ 5 
Figure 1.3 Sizes of micro grid around the world ..................................................................................................... 7 
Figure 1.4 Composition of microgrid installation around the world (focus on renewable energy) ......................... 8 
Figure 1.5 Mixed energy in different power system in 2012 .................................................................................. 8 
Figure 1.6 Trend of energy capacity of installed ES in Microgrids by technology in world markets 2014-2024. 10 
Figure 1.7 (a) Ragone chart of different energy storage technologies (b) Chart of power density and energy 
density in ratio to volume for various energy storage technologies ...................................................................... 15 
Figure 1.8  Comparison of rated power, energy content and discharge time of different energy storage 
technologies (Fraunhofer ISE) .............................................................................................................................. 16 
Figure 1.9 Production powers and loads during two days of Miyako Island project ............................................ 19 
Figure 1.10 (a) Frequency response (b) Active power of ESS for energy storage as impulse source ................... 20 
Figure 1.11 H infinity controller for ESS .............................................................................................................. 21 
Figure 1.12 (a) Pre- and Post-filtered (with ESS) powers of wind farm at different wind directions (b) System 
frequency response of system without  and with ESS  according to wind power variations ................................ 21 
Figure 2.1 Power distribution of PV for one day with its average value and standard deviation .......................... 27 
Figure 2.2 Power deviation from reference signal ................................................................................................ 27 
Figure 2.3 Standard deviation from reference signal ............................................................................................ 27 
Figure 2.4 Perfect power PV distribution on 18/09/2011 ...................................................................................... 27 
Figure 2.5 PV production of PV plant #1 in (a) September and (b) November .................................................... 28 
Figure 2.11 Detection of maximal power deviation .............................................................................................. 32 
Figure 2.12 Chart of our methodology .................................................................................................................. 33 
Figure 2.13  Application of the statistical methodology ....................................................................................... 34 
Figure 2.14  Power production on 16
th
 September, 2011 ...................................................................................... 34 
Figure 2.15 Zoom in the optimum power deviation for the fast fluctuation situationwith various time durations 35 
Figure 2.16 Zoom in the optimum power deviation for the loss of power situation with various time durations . 35 
Figure 2.17  Distribution histogram of optimum power deviation with various time durations ........................... 36 
Figure 2.18  Cumulative distribution of maximal power deviation for various time durations ............................ 37 
Figure 2.21 Compare signal initial with signal applied moving average and normal average .............................. 39 
Figure 2.22 Cumulative distributions of optimum power deviation in 3 months .................................................. 39 
Figure 2.23 Maximum of maximum power deviation in September with different time durations ...................... 40 
Figure 2.24 Maximum of maximum power deviation in October with different time durations .......................... 40 
Figure 2.25 Maximum of maximum power deviation maximum in November with different time durations ..... 41 
Figure 2.26 Cumulative distribution of PV plant #1, 2, and 3 for time duration 10 minutes ................................ 41 
Figure 2.27 (a) Signal in time domain (b) Spectral of signal (a) ........................................................................... 42 
Figure 2.28 Signal presented in time domain and frequency domain ................................................................... 42 
Figure 2.29 Spectral of power data in each month ................................................................................................ 44 
Figure 2.30  Power PV signals of four days in August ......................................................................................... 45 
Figure 2.31 Spectral of five days in August .......................................................................................................... 45 
Figure 2.32 (a) FHC in high frequency of each day in August (b) Average spectrum of each day in August ...... 45 
Figure 2.33 FHC in high frequency of each day in September ............................................................................. 46 
Figure 2.34 FHC in high frequency of each day in October ................................................................................. 46 
Figure 2.35 FHC in high frequency of each day in November ............................................................................. 46 
Figure 2.36 Studied power signal .......................................................................................................................... 48 
Figure 2.37 SD∆ of six studied signals .................................................................................................................. 48 
Figure 2.38 Histogram of dPmax signal A, B, and D ........................................................................................... 49 
Figure 2.39 Cumulative plot of different studied signals ...................................................................................... 50 
Figure 2.40 Maximum of dPmax .......................................................................................................................... 50 
Figure 2.41 Spectrum of studied signals ............................................................................................................... 51 
Figure 2.42 FHC∆ in low and high frequency region of studied signals ............................................................... 51 
Figure 3.1 Simulated system representation.......................................................................................................... 53 
Figure 3.2 Simulated system control architecture ................................................................................................. 53 
Figure 3.3 Modelling of diesel generator .............................................................................................................. 54 
Figure 3.4 Bode diagram of different frequency control of diesel ........................................................................ 58 
Figure 3.5 Bode diagram of system with secondary control (with and without dynamic part of diesel) .............. 59 
Figure 3.6 Poles evolution of system according to parameters variation .............................................................. 59 
Figure 3.11 Power and power deviation of PV in time domain (a) decreasing case (b) increasing case .............. 62 
Figure 3.12  (a) Power variations of solar energy (b) Frequency responses ......................................................... 62 
Figure 3.13 (a) Minimal value of grid frequency (b) frequency deviation in steady state versus different duration 
of change for various amplitude of power deviation ............................................................................................. 64 
Figure 3.14 The maximum frequency deviation versus amplitude of power deviation for various durations of 
change ................................................................................................................................................................... 64 
Figure 3.15 Minimum frequency versus the duration of change for variation of (a) equivalent inertia(b) droop 
value of diesel generator (c) load damping constant ............................................................................................. 64 
Figure 3.16 Power fluctuation of solar energy in sine signal fPV=1Hz and its frequency response ...................... 65 
Figure 3.17 Amplitude of grid frequency response for different frequencies of PV fluctuation ........................... 66 
Figure 3.18 Maximal frequency deviations versus power deviations for various frequencies of fluctuation ....... 66 
Figure 3.19 Maximal frequency deviations versus droop values for various frequencies of PV fluctuation ........ 67 
Figure 3.21  Maximal frequency deviations versus load dumping constant for various frequencies of fluctuation 
(droop value of 4% in solid line and 8% in dash-dot line) .................................................................................... 68 
Figure 3.22 Limitation on PV power deviations according to maximal frequency deviation ............................... 70 
Figure 3.23 Power deviation PV limit for (∆fmax=0.2Hz) ..................................................................................... 70 
Figure 3.24 Maximal penetration rate of photovoltaic versus percentage of power fluctuation for various 
acceptable frequency deviations ........................................................................................................................... 71 
Figure 4.1 Energy storage device connected to system via inverter, and AC filter............................................... 74 
Figure 4.2 Energy storage device connected to system via DC/DC converter, inverter, and AC filter ................ 74 
Figure 4.3 Equivalent model of Battery ................................................................................................................ 75 
Figure 4.4 Model of Super Capacitor .................................................................................................................... 75 
Figure 4.5 Model of DC/DC converter [105] ........................................................................................................ 76 
Figure 4.6 Model of AC/DC inverter [110] .......................................................................................................... 76 
Figure 4.7 General diagram of classical Phase Lock Loop ................................................................................... 77 
Figure 4.8 Droop characteristic for energy storage ............................................................................................... 78 
Figure 4.9 Control diagram of energy storage control # 1 .................................................................................... 79 
Figure 4.10 Closed loop of three phase current control ........................................................................................ 79 
Figure 4.11 Time domain response of current of energy storage with step change in reference (P controller) .... 80 
Figure 4.12 Control diagram of energy storage control # 2 .................................................................................. 80 
Figure 4.13 Closed loop system of current of energy storage control ................................................................... 81 
Figure 4.14 Time domain response of current of energy storage with step change in reference (P controller) .... 81 
Figure 4.15 Closed loop system of DC voltage control ........................................................................................ 81 
Figure 4.16 DC voltage response with DC voltage reference change at 1 second ................................................ 82 
Figure 4.17 Current of energy storage response with DC voltage reference change at 1 second.......................... 82 
Figure 4.18 Control diagram of energy storage control # 3 .................................................................................. 83 
Figure 4.19 Closed loop system of DC voltage control ........................................................................................ 84 
Figure 4.20 DC voltage response according to DC voltage reference change at 1 second ................................... 84 
Figure 4.21 Current output of inverter in d-axis response according to DC voltage reference change at 1s ........ 85 
Figure 4.22 Phase lock loop with PI controller ..................................................................................................... 85 
Figure 4.23 Measured frequency from PLL for various ωn_PLL ............................................................................. 86 
Figure 4.24 Measured frequency from PLL for various time constant of low pass filter...................................... 86 
Figure 4.25 Simulated system representation........................................................................................................ 87 
Figure 4.26 AC current output of energy storage with sampling time simulation (a) 5e-5 s (b) 1e-5 s ................ 87 
Figure 4.27 (a) AC voltage output (b) AC current output of ESS according to increasing of load power 10kW . 88 
Figure 4.28  (a) DC voltage of AC/DC (b) Current output in d-axis and its reference value according to 
increasing of load power 10 kW ........................................................................................................................... 88 
Figure 4.29 Frequency response of system without and with ESS according to increasing of load power 10 kW 
(a) angle velocity of synchronous machine of diesel generator and (b) measured frequency by PLL .................. 89 
Figure 4.30 (a) DC voltage of AC/DC (b) Current output in d-axis and its reference value according to 
decreasing of load power 10 kW ........................................................................................................................... 89 
Figure 4.31 Frequency response of system without and with ESS according to increasing of load power 10 kW 89 
Figure 4.32 (a) AC voltage output (b) AC current output of ESS system according to increasing of load power 
100kW ................................................................................................................................................................... 90 
Figure 4.33 Frequency response of system without and with ESS (a) increasing of load power 100kW (b) 
decreasing of load power 100kW .......................................................................................................................... 90 
Figure 4.34 DC voltage of AC/DC (a) increasing of load power 100kW (b) decreasing of load power 100kW .. 91 
Figure 4.35 Current output in d-axis and its reference value (a) increasing of load power 100kW (b) decreasing 
of load power 100kW ............................................................................................................................................ 91 
Figure 4.36 Current of energy storage and its reference value (a) increasing of load power 100kW (b) decreasing 
of load power 100kW ............................................................................................................................................ 91 
Figure 4.37 (a) AC voltage output (b) AC current output of ESS system according to increasing of load power 
100kW ................................................................................................................................................................... 92 
Figure 4.38  Frequency response of system without and with ESS (a) increasing of load power (b) decreasing of 
load power 100kW ................................................................................................................................................ 92 
Figure 4.39 DC voltage of AC/DC (a) increasing of load power 100kW (b) decreasing of load power 100kW .. 93 
Figure 4.40 Current output in d-axis and its reference value (a) increasing of load power 100kW (b) decreasing 
of load power 100kW ............................................................................................................................................ 93 
Figure 4.41 Current of energy storage and its reference value (a) increasing of load power 100kW (b) decreasing 
of load power 100kW ............................................................................................................................................ 93 
Figure 5.1 Simulated system ................................................................................................................................. 96 
Figure 5.2 Energy used calculation ....................................................................................................................... 96 
Figure 5.3 Different PV power signal with (a) fast fluctuation (b) slow fluctuation ............................................ 97 
Figure 5.4 Energy storage systems ........................................................................................................................ 97 
Figure 5.5 Power management algorithm for strategy with limitation diagram .................................................... 98 
Figure 5.6 Control strategy ................................................................................................................................... 98 
Figure 5.7 Power variation of PV for system without secondary control ............................................................. 99 
Figure 5.8 Calculation of power deviation of PV ............................................................................................... 100 
Figure 5.9 Power reference defined .................................................................................................................... 100 
Figure 5.10 (a) Simulated power of PV (slow fluctuation) (b) Power of ESS (c) Frequency response of system 
without and with ESS (d) Calculated power variation of PV and limitation (e) Calculated duration of change 101 
Figure 5.11 Power PV signal (a) fluctuates continuously (b) decreases and is stable at new values .................. 102 
Figure 5.12 Power of PV 26/08/2011 ................................................................................................................. 102 
Figure 5.13  (a) Power of PV (b) Power of ESS (c) Frequency response (d) Power deviation of PV from P0 and 
limitation (e) Power deviation of one step sampling time ................................................................................... 103 
Figure 5.14 (a) frequency response (b) power of diesel generator according to increasing of load power with 
different Ki .......................................................................................................................................................... 104 
Figure 5.15 Linear extrapolation for power of PV .............................................................................................. 104 
Figure 5.16  (a) Power of PV (b) Power variation for one sampling time (c) Simulated frequency signal between 
2.8x10
4
 to 5 x10
4
 seconds ................................................................................................................................... 105 
Figure 5.17 (a) Power of PV (b) Power variation for one sampling time (c) Simulated frequency signal during 
3.4 x10
4
seconds to 3.6x10
4
seconds (2000 seconds) ............................................................................................ 105 
Figure 5.18 (a) Power of ESS (b) energy of ESS for different dP_steady and t_steady 5 seconds ..................... 106 
Figure 5.19  (a) Maximal and minimal powers (b) energy used of primary control of diesel for different 
dP_steady and t_steady of 5 seconds .................................................................................................................. 107 
Figure 5.20 (a) Power of ESS (b) energy of ESS for different t_steady and dP_steady 5x10
-4
 .......................... 108 
Figure 5.21 (a) Minimal and maximal powers (b) energy used of primary control of diesel for different t_steady 
and dP_steady 5x10
-4
 .......................................................................................................................................... 108 
Figure 5.22 Power of PV signal (a) 20/10/2011 (b) 26/08/2011 (c) 27/08/2011 (d) 11/09/2011 (e) 31/08/2011 (f) 
28/08/2011 .......................................................................................................................................................... 109 
Figure 5.23 Impact of our strategy on : (a) the frequency response (b) the power delivered by energy storage for 
power signal on 20/10/2011 ................................................................................................................................ 110 
Figure 5.24 Limitations ∆Ppv diagram with different (a) Maximal value of frequency deviation (b) Droop value 
of diesel generator (c) Equivalent inertia (d) Load damping constant (e) Time response of diesel generator .... 111 
Figure 5.25 (a) Low pass filter (b) High pass filter ............................................................................................. 113 
Figure 5.26 Magnitude of transfer function between frequency variation and power variation of filter strategy 1 
(a) load damping constant is zero (b) load damping constant is one ................................................................... 114 
Figure 5.27 Magnitude of transfer function between frequency variation and power variation of filter strategy 1 
with different cut-off frequencies ........................................................................................................................ 114 
Figure 5.28 Magnitude of transfer function between frequency variation and power variation of filter strategy #1 
with different cut-off frequency .......................................................................................................................... 115 
Figure 5.29 Magnitude of transfer function between frequency variation and power variation of filter strategy #2 
with different cut-off frequency .......................................................................................................................... 115 
Figure 5.30 Band pass filter ................................................................................................................................ 116 
Figure 5.31 Magnitude of transfer function between frequency variation and power variation of filter strategy #3
 ............................................................................................................................................................................ 116 
Figure 5.32 Magnitude of transfer function between frequency variation and power variation of filter strategy #4 
with different cut-off frequency .......................................................................................................................... 117 
Figure 5.33 Magnitude of transfer function between frequency variation and power variation of filter strategy #1 
with different droop values of ESS ..................................................................................................................... 117 
Figure 5.34 Magnitude of transfer function between frequency variation and power variation of different filter 
strategies of energy storage system ..................................................................................................................... 118 
Figure 5.35 Frequency response of system with filter strategy #1 for cut-off frequency (a) 0.025Hz (b) 0.001Hz 
in 26/08/2011 ...................................................................................................................................................... 119 
Figure 5.36 Frequency response of system with filter strategy #1 for cut-off frequency 0.001Hz in 20/10/2011
 ............................................................................................................................................................................ 119 
Figure 5.37 (a) Power of diesel generator (b) Power of ESS in 26/08/2011 ....................................................... 119 
Figure 5.38 (a) Power of diesel generator (b) Power of ESS in 20/10/2011 ....................................................... 120 
Figure 5.39  (a) Frequency response (b) Power of ESS (c) Power of primary control of diesel generator (d) 
Power of secondary control of diesel generator  of power system with filter strategy #2 in 26/08/2011 ........... 121 
Figure 5.40 (a) Energy used of ESS (b) Energy used of diesel generator of power system with filter strategy #2 in 
26/08/2011 .......................................................................................................................................................... 121 
Figure 5.41 Standard deviation of (a) power of ESS (b) power of primary control of diesel generator for different 
cut-off frequency of filter strategy #2 in 26/08/2011 .......................................................................................... 121 
Figure 5.42 (a) Spectrum (b) FHC in each frequency region of power of ESS for different cut-off frequency of 
filter strategy #2 in 26/08/2011 ........................................................................................................................... 122 
Figure 5.43  (a) Spectrum (b) FHC in each frequency region of power of primary control of diesel generator for 
different cut-off frequency of filter strategy #2 in 26/08/2011 ........................................................................... 122 
Figure 5.44 (a) Standard deviation (b) FHC of spectral of power total of diesel generator for different cut-off 
frequency of filter strategy #2 in 26/08/2011 ...................................................................................................... 122 
Figure 5.45 (a) Energy used of ESS (b) Energy used of diesel generator of power system with filter strategy 3 in 
26/08/2011 .......................................................................................................................................................... 123 
Figure 5.46 (a) Frequency response (b) Power of ESS of power system with filter strategy 4 with different cut off 
frequency in 26/08/2011 ..................................................................................................................................... 124 
Figure 5.47 Standard deviation of power of ESS with filter strategy 4 with different cut off frequency in 
26/08/2011 .......................................................................................................................................................... 124 
Figure 5.48 (a) Spectral (b) FHC in each frequency region of power of ESS for different cut-off frequency of 
filter strategy 4 in 26/08/2011 ............................................................................................................................. 125 
Figure 5.49 (a) Standard deviation (b) FHC in each frequency region of power total of diesel generator for 
different cut-off frequency of filter strategy #2 in 26/08/2011 ........................................................................... 125 
Figure 5.50 Frequency response of power system with filter strategy #4 with different droop of ESS in 
26/08/2011 .......................................................................................................................................................... 125 
Figure 5.51 Data analysis of PV signal 26/08/2011 (a) Frequency maximal and minimal (b) Power maximal and 
minimal of ESS (c) Energy used of ESS (d) Energy used of diesel generator (e) Power of primary control of 
diesel (f) Energy used of primary control of diesel ............................................................................................. 127 
Figure 5.52 Data analysis of PV signal 20/10/2011 (a) Frequency maximal and minimal (b) Power maximal and 
minimal of ESS (c) Energy used of ESS (d) Energy used of diesel generator (e) Power of primary control of 
diesel (f) Energy used of primary control of diesel ............................................................................................. 127 
Figure 5.53 Magnitude of transfer function between frequency variation and power variation with different 
integral gain of secondary control of diesel generator ........................................................................................ 128 
Figure 5.54  Frequency response of different strategies for ESS in 20/10/2011 ................................................. 129 
Figure 5.55 Frequency maximal and minimum of different strategies for ESS in 20/10/2011 ........................... 129 
Figure 5.56 (a) Power of ESS (b) Standard deviation of power of ESS (c) Energy used of ESS for different 
strategies in 20/10/2011 ...................................................................................................................................... 130 
Figure 5.57 (a) Power of (b) Standard deviation of power of (c) Energy used of primary frequency control of 
diesel generator for different strategies in 20/10/2011 ........................................................................................ 131 
Figure 5.58 Frequency maximal and minimum of different strategies for ESS with cut-off frequency 0.025Hz for 
filter strategy #2 and #3 in 20/10/2011 ............................................................................................................... 131 
Figure 5.59 (a) Standard deviation of power of (b) Energy used of ESS of different strategies for ESS with cut-
off frequency 0.025Hz for filter strategy #2 and #3 in 20/10/2011 ..................................................................... 131 
Figure 5.60 (a) Standard deviation of power of (b) Energy used of primary frequency control of diesel generator 
of different strategies for ESS with cut-off frequency 0.025Hz for filter strategy #2 and #3 in 20/10/2011 ...... 132 
Figure 5.61 (a) Spectral (b) FHC in each frequency range of power of energy storage system .......................... 132 
Figure 5.62 (a) Spectral (b) FHC in each frequency range of power of primary frequency control of diesel 
generator ............................................................................................................................................................. 133 
Figure 5.63 (a) Spectral (b) FHC in each frequency range of power total of diesel generator ............................ 134 
Figure 5.64 Power of energy storage during charge and discharge ..................................................................... 134 
Figure 5.65 (a) Droop control strategy (b) Strategy with ∆Ppv diagram for ESS (c) Filter strategy #1 (d) Filter 
strategy #2 (e) Filter strategy #3 (f) Filter strategy #4 ........................................................................................ 135 
Figure 5.66 (a) Droop control strategy (b) Strategy with ∆Ppv diagram for ESS (c) Filter strategy #1 (d) Filter 
strategy #2 (e) Filter strategy #3 (f) Filter strategy #4 ........................................................................................ 136 
Figure 5.67 Power discharge and energy total discharge maximal 26/08/2011 .................................................. 136 
Figure 5.68 (a) Maximal time discharge and power discharge at this time discharge (b) The maximal power 
discharge and time discharge at this power discharge......................................................................................... 137 
Figure 5.69 Power discharge and energy total discharge maximal 20/10/2011 .................................................. 137 
Figure 5.70 (a) Maximal time discharge and power discharge at this time discharge (b) The maximal power 
discharge and time discharge at this power discharge......................................................................................... 137 
Figure 5.71 Power discharge and energy total discharge maximal with strategy #2 on 20/10/2011................... 138 
Figure 5.72 (a) Maximal time discharge and power discharge at this time discharge (b) Maximal power discharge 
and time discharge at this power discharge ......................................................................................................... 138 
Figure 5.74 (a) Frequency response (b) Power of primary control of diesel generator of power system without 
energy storage system for various penetration rates of PV on 20/10/2011 ......................................................... 139 
Figure 5.75 (a) Frequency response (b) Power of ESS (c) Power of primary control of diesel generator of power 
system with ESS by droop control for various penetration rates of PV .............................................................. 140 
Figure 5.76 (a) Frequency response (b) Power of ESS  (c) Power of primary control of diesel generator of power 
system with ESS by strategy with limit ∆Ppv diagram for various penetration rates of PV ............................... 141 
Figure 5.77 Frequency response with cut-off frequency (a) 0.001Hz (b) 0.025Hz of power system with ESS by 
filter strategy #2 with various penetration rates of PV ........................................................................................ 141 
Figure 5.78 Number of occurrence of over limit frequency variation versus penetration rates of PV for different 
strategies ............................................................................................................................................................. 142 
Figure 5.79 (a) Power discharge maximum (b) Energy used of ESS versus penetration rates of PV for different 
strategies ............................................................................................................................................................. 143 
Figure 5.80 (a) Power maximum (b) Energy used of primary control of diesel versus penetration rates of PV for 
different strategies ............................................................................................................................................... 143 
Figure 5.81 (a) Number of occurrence of over limit frequency variation (b) Power maximum of primary 
frequency control of diesel generator versus penetration rates of PV of droop control strategy for ESS ........... 144 
Figure 5.82 (a) Power discharge maximum (b) Energy used of ESS versus penetration rates of PV of droop 
control strategy for ESS ...................................................................................................................................... 144 
Figure 5.83 Number of occurrence of over limit frequency variation versus penetration rates of PV for different 
droop values of ESS (comparing to other strategies) .......................................................................................... 144 
Figure 5.84 Number of occurrence of over limit frequency variation versus penetration rates of PV of droop 
control strategy for ESS (with different power rated of energy storage) ............................................................ 145 
Figure 5.85 Number of occurrence of over limit frequency variation versus penetration rates of PV of filter 
strategy #2 with various cut-off frequencies ....................................................................................................... 145 
Figure 5.86 (a) Power discharge maximum (b) Energy used of ESS versus penetration rate of PV of filter 
strategy #2 with various cut-off frequencies ....................................................................................................... 146 
Figure 5.87 (a) Power maximum (b) Energy used of primary frequency control of diesel generator versus 
penetration rate of PV of filter strategy #2 with various cut-off frequencies ...................................................... 146 
Figure 5.88 Number of occurrence of over limit frequency variation versus penetration rate of PV for different 
cut-off frequencies of filter strategy #2 (comparing to other strategies) ............................................................. 147 
Figure 5.89 Cut-off frequency maximum selected for filter strategy #2 from Magnitude of Bode diagram of 
transfer function between frequency variation and power variation ................................................................... 147 
Figure 5.90 Magnitude of Bode diagram of transfer function between frequency and power variations ........... 148 
Figure 5.91 Cut-off frequency maximum selected for filter strategy 3 from Magnitude of Bode diagram of 
transfer function between frequency and power variations ................................................................................. 148 
Figure 5.92 Calculation of power variation ........................................................................................................ 149 
Figure 5.93 Distribution of power deviation maximal in 3 months for time different 10 seconds with different 
case study ............................................................................................................................................................ 150 
Figure 5.94 (a) Limitation ∆Ppv diagram (b) Power deviation response with different cases of new power 
deviation .............................................................................................................................................................. 150 
Figure 5.95 Power deviation response of situation B (in green line) comparing to the initial power deviation (in 
black line)............................................................................................................................................................ 151 
Figure 5.96 Limitation curve of power deviation (∆P) for different duration of change (dt).............................. 151 
Figure 5.97 Histogram of ∆Pmax for dt 5 seconds ............................................................................................. 151 
Figure 5.98 Histogram of ∆Pmax for dt 10 seconds ........................................................................................... 152 
Figure 6.1 Classical control architecture ............................................................................................................. 156 
Figure 6.2 System of H infinity controller .......................................................................................................... 157 
Figure 6.3 Weighting function design for output performance ........................................................................... 158 
Figure 6.4 Weighting function design for control input ...................................................................................... 158 
Figure 6.5 Complete system control with uncertainties ...................................................................................... 160 
Figure 6.5 Uncertainties representation .............................................................................................................. 161 
Figure 6.7 Studied power system ........................................................................................................................ 162 
Figure 6.8 Summary of inputs and outputs of the model .................................................................................... 162 
Figure 6.9 Energy storage system connects to power system ............................................................................. 163 
Figure 6.10 DC voltage of energy storage system according to power variation (a) +100kW (b) -100kW ........ 167 
Figure 6.11 DC current of energy storage according to power variation (a) +100kW (b) -100kW .................... 167 
Figure 6.12 AC current in d-axis of energy storage system according to power variation (a) +100kW (b) -100kW
 ............................................................................................................................................................................ 168 
Figure 6.13 Frequency of power system according to power variation (a) +100kW (b) -100kW....................... 168 
Figure 6.14 Singluar values (gain) of transfer functions: (a) ∆fres/∆Pdiff (b) ∆fres/∆αh (c) ∆fres/∆βd (d) ∆Vdc/∆Pdiff 
(e) ∆Vdc /∆αh (f) ∆Vdc /∆βd .................................................................................................................................. 168 
Figure 6.15 Frequency response of power system without energy storage with different droop value and 
equivalent inertia (H1=1s, H2=2s) according to rising of load active power of100 kW (Tg of diesel generator is 
equal to 0.22 seconds) ......................................................................................................................................... 170 
Figure 6.16 Sensitivity function of (a) frequency variation (b) DC voltage variation ........................................ 171 
Figure 6.17 Complementary sensitivity function of (a) frequency variation (b) DC voltage variation .............. 172 
Figure 6.18 Frequency response according to load power variation (a) +100kW (b) -100kW ........................... 172 
Figure 6.19 DC voltage response according to load power variation (a) +100kW (b) -100kW .......................... 173 
Figure 6.20 (a) Power of diesel generator according to load power variation +100kW (b) -100kW (c) Power of 
energy storage according to load power variation +100kW (d) -100kW ............................................................ 174 
Figure 6.21 Sensitivity function of transfer function between power variation of diesel generator and power 
variation of load and PV (∆Pdiff) ......................................................................................................................... 174 
Figure 6.22 (a) Frequency and DC voltage response in time domain (b) S1 (sensitivity function of transfer 
function between frequency variation and power variation) for various inertia equivalents (H) ........................ 176 
Figure 6.23 S1 (sensitivity function of transfer function between frequency variation and power variation) for (a) 
various droop value of diesel generator (sd) (b) various time response of diesel generator (Tg) (c) various load 
damping constant (D) .......................................................................................................................................... 177 
Figure 6.24 (a) S2 (sensitivity function of transfer function between DC voltage variation and power variation) 
(b) DC voltage response in time domain for various initial voltage of energy storage (Ves0) ............................. 178 
Figure 6.25 µ plot of robust performance according uncertainty of inertia equivalent ....................................... 179 
Figure 6.26 µ plot of (a) robust stability (b) robust performance according to uncertainty of equivalent value of 
voltage of energy storage .................................................................................................................................... 179 
Figure 6.27 Frequency response with different equivalent point of voltage of energy storage at 0, 60, and 120 
seconds and load power variation 100kW at 3, 65, and 125 seconds .................................................................. 179 
Figure 6.28 DC voltage response with different equivalent point of voltage of energy storage at 0, 60, and 120 
seconds and load power variation 100kW at 3, 65, and 125 seconds .................................................................. 180 
Figure 7.1 RTLAB platform ............................................................................................................................... 181 
Figure 7.2 Real time studied system ................................................................................................................... 182 
Figure 7.3 Controllable DC source ..................................................................................................................... 183 
Figure 7.4 Description of the DC controllable .................................................................................................... 183 
Figure 7.5 Supercapacitor system (a) front view (b) back view .......................................................................... 184 
Figure 7.6 Protection circuit of supercapacitor with its converter ...................................................................... 184 
Figure 7.7 Hardware in a loop of DC part of energy storage system for DC voltage control ............................. 185 
Figure 7.8 Hardware in a loop for complete energy storage system simulation ................................................. 185 
Figure 7.9 Configuration of HIL for separating charge and discharge mode (a) DC part of energy storage system 
(b) Discharge mode (c) Charge mode ................................................................................................................. 186 
Figure 7.10 Hardware circuit of current of energy storage control (a) in discharge mode (b) in charge mode .. 187 
Figure 7.11 (a) Power of energy storage according to droop control strategy (b) Current of energy storage signal
 ............................................................................................................................................................................ 187 
Figure 7.12 Hardware circuit of DC voltage control (a) in discharge mode (b) in charge mode ........................ 188 
Figure 7.13 DC part of energy storage configuration for supercapacitor simulation .......................................... 189 
Figure 7.14 (a) PV power profile (b) Power delivered by energy storage device for different strategies ........... 189 
Figure 7.15 (a) Measured and reference current of energy storage in discharge mode (b) Measured and reference 
current of energy storage in charge mode (c) DC voltage (calculated in RTLAB software) for ESS with a droop 
control strategy .................................................................................................................................................... 190 
Figure 7.16 (a) DC current for controlling controllable DC load (b) DC voltage reference and measured for 
discharging mode for ESS with a droop control strategy .................................................................................... 191 
Figure 7.17 (a) DC current for controlling controllable DC source (b) DC voltage reference and measured for 
charging mode for ESS with a droop control strategy ........................................................................................ 191 
Figure 7.18 DC current of different control strategies ........................................................................................ 192 
Figure 7.19 DC voltage output of converter according to current signal of (a) droop control strategy (b) limit 
dPpv strategy (c) high pass filter for energy storage strategy ............................................................................. 192 
Figure 7.20 Voltage of super capacitor for droop control strategy simulation .................................................... 193 
 
List of Tables 
Table 1.1: Characteristics of energy storage systems ............................................................................................ 15 
Table 1.2: Current isolated microgrids with renewable energy............................................................................. 18 
Table 2.1: Results of power signal analysis in time domain ................................................................................. 28 
Table 2.2: Results of power signal analysis in time domain (Different from reference signal) ............................ 28 
Table 2.3: Frequency distribution of optimal power deviation between 85 kW and 115 kW (different ∆t) ......... 36 
Table 2.4: Parameters of equation (2.18) for each plant ....................................................................................... 42 
Table 2.5: Frequency at pics of spectrum ............................................................................................................. 45 
Table 3.1:  Parameter of islanding micro power system ....................................................................................... 56 
Table 3.2:  The summary result of frequency response for different time of power change ................................. 62 
Table 3.3:   the summary result of frequency response for various fluctuation frequencies ................................. 65 
Table 5.1: Frequency response analysis of system initial and system with energy storage for six different PV 
signal ................................................................................................................................................................... 116 
Table 5.2: Results of simulation with different time to take decision of power of energy storage for power PV 
20/10/2011 .......................................................................................................................................................... 118 
Table 5.3: Parameter of filter strategies .............................................................................................................. 132 
Table 5.4: Parameter of different strategies ........................................................................................................ 135 
Table 5.5: Power rated of diesel and PV penetration rate ................................................................................... 145 
Table 5.6: Data from Figure 5.97 for power deviation which out of limit and Sizing of energy storage for dt 5 
seconds ................................................................................................................................................................ 158 
Table 5.7: Data from Figure 5.98 for power deviation which out of limit and Sizing of energy storage for dt 10 
seconds ................................................................................................................................................................ 158 
Table 5.8: Data from histogram of power deviation which out of limit and Sizing of energy storage for dt 30 
seconds ................................................................................................................................................................ 159 
Table 5.9: Data from histogram of power deviation which out of limit and Sizing of energy storage for dt 60 
seconds ................................................................................................................................................................ 159 
Table 5.10: Data summary of power and energy total of energy storage for each duration of change ............... 159 
Table 6.1 : Maximal uncertainties for robust stability and robust performance for different parameters ........... 184 
Table A.1: Summary results of number of occurrences for each maximal power change of each plant ............. 202 
Table A.2: The summary result of frequency response when a droop value is varied ........................................ 203 
Table A.3: The summary result of frequency response when an inertia equivalent is varied ............................. 204 
Table A.4: The summary result of frequency response when a damping load constant is varied ....................... 204 
Table A.5: Summary of parameters of energy storage system 7kHz .................................................................. 205 
Table A.6: Summary of parameters of energy storage system with different frequency of PWM ..................... 205 
Table A.7: Parameters of different energy storage control systems .................................................................... 206 
 
Notations 
𝐻i
𝑆𝑛𝑖 Inertia of each rotating machine (generator or motor) MWs/MVA 
Ω0𝑖 Nominal rotation speed rad/s 
?̅? Mean value - 
∆fstd, dFstd, dF_std Acceptable frequency deviation Hz 
∆Pch(t) Independent power variation of load to frequency variation per unit 
∆Pch_d(t) Dependent power variation of load to frequency variation per unit  
∆Pdiff Total of power deviation per unit 
∆Pm
*
  Power deviation reference for diesel generator per unit 
∆Pmax, dPmax Optimum power deviation of PV W 
∆Ppv (%) Percentage of power variation from rated power of PV %  
∆Ppv_limit Limitation of power variation of PV per unit 
∆t  Time difference or duration of power change  s 
∆tlimit Limitation of duration of power change of PV s 
D Load damping coefficient %  
E0 Voltage at full charge of battery Volt 
Eb DC voltage source of battery model V 
Eeq Kinetic energy of all rotating machines MW.s 
Est Participate of energy of energy storage W.s 
f, fres Frequency of power system Hz 
f0 Nominal frequency Hz 
fc1 Cut-off frequency of low pass filter Hz 
fc2 Cut-off frequency of high pass filter Hz 
fcr Critical frequency  rad/s 
Heq Equivalent inertia of power system s 
I Current A 
Idc DC current A 
Ir Current output of filter  A 
Is Current outout of AC/DC before filter A  
Isrc DC current output of converter A 
IES Current input of converter or current of energy storage device A  
J Moment of inertia kg.m
2
 
K Primary energy reserved of diesel generator Hz/W 
kd1 Derivative parameters of PD controller - 
Ki Integral gain of PI controller - 
Kp Proportional gain of PI controller - 
KES Energy reserve of energy storage system  Hz/W 
Meq Equivalent time characteristic of power system s 
PES, PES_ref Power reference of energy storage system to regulate frequency per unit 
PES_max Rated power of energy storage system W  
Pini Power initial of PV W  
Pload Power of load W 
Pm  Current power output of diesel generator W 
Pm0  Scheduled power output of diesel generator W 
Pmax Nominal power of diesel generator W 
Ppv Power of photovoltaic W 
Ppv_rated  Rated power of PV W 
Q Actual capacity of battery Ah  
Q0 Initial capacity of battery Ah  
sd Droop value of diesel generator % 
Sdiesel_rated  Rated apparent power of diesel generator  VA 
ses Droop value of energy storage system % 
Sn_ES Apparent power of energy storage system VA 
Srated Rated apparent power of power system VA 
t Times s 
T1 and T2 Times characteristic of diesel engine s 
ta  Time average s 
Ta Time response of actuator s 
Tc  Resistive torque of the generator N.m 
Tg Combustion delay s 
Tge Mechanical torque of the turbine N.m 
tmin Time of optimal frequency (in dynamic response) s 
tr Time response of controller s 
ts Time resolution s 
V Voltage V 
Vdc  DC voltage output V 
Vhj Voltage input of boost converter V 
Vr  RMS voltage phase to ground of power system V 
Vs Voltage output of inverter (voltage before filter)  V 
αh Switching function - 
β1, β2, β3 Three phase switching functions - 
θest Measured angle from PLL rad 
θr Angle initial of AC voltage rad 
τ Time delay of diesel engine s 
τ1 Time constant of low pass filter s 
τ2 Time constant of high pass filter s 
τm Torque of coupling shaft N.m 
ωr Frequency of power system rad/s 
subscripts 
A Ampere 
AC Alternative component 
AGC Automatic Generation Control 
Ah Ampere-Hour 
AVR Automatic voltage regulator  
C Capacitor 
CAES Compressed Air Energy Storage 
CH4 Methane  
CO2 Carbon dioxide gas 
DC Direct component 
DFT  Discrete Fourier transforms 
DoD Depth of discharge 
EDLC Electrochemical Double-layer Capacitors 
EES Electrical Energy storage  
ES,es Energy storage device 
ESS Energy storage system 
FFT Fast Fourier transforms 
FHC  Fluctuation harmonic content 
H2 Hydrogen  
Hz Hertz 
kW Kilo Watt 
L Inductor 
Li-ion Lithium ion battery  
Me-air Metal air battery  
MVA Mega volt.amps 
MW Mega Watt 
NSD  Normalized standard deviation 
O2 Oxygen  
P Active power 
PEMFC Polymer Exchange Membrane Fuel Cell  
PHES or PHS Pumped Hydro Energy Storage  
PI Proportional and Intregral controller 
PLL Phase Lock Loop 
PSD Power spectral density 
pu Per unit 
PV Photovoltaic 
PWM Pulse width modulation  
Q Reactive power  
R Resistor 
rad/s Radian per second 
redox  Reduction-oxidation 
S Second 
SC Supercapacitors  
SCC  Shout-circuit capacity 
SD Standard deviation 
SMES Superconductive magnetic energy storage  
SNG Synthetic natural gas 
SoC State of Charge 
SOFC Solid Oxide Fuel Cell  
TES Thermal energy storage 
V Volts 
VAR  Variance 
VSI Voltage source inverter  
μs Micro second
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This project received the financial support from the Thai government and the CEA 
(Commissariat à l'énergie atomique et aux énergies alternatives) which is the French Alternative 
Energies and Atomic Energy Commission. All works were done at the LITEN laboratory (and in 
particular at the National Solar Energy Institute (INES)) and at the Grenoble Electrical Engineering 
laboratory (G2Elab).  
Microgrids can be considered as one controllable load and one controllable generation unit for 
power grid defined by a much higher short-circuit power. They can operate with connecting to main 
grid, which guarantees the stability of microgrids. Nonetheless, the stability can be a critical situation 
for isolated microgrids. The stability of power systems is ensured if three parameters, i.e. internal 
angle of generator, frequency and voltage, come back over their initial values or in acceptable limits 
after any disturbance. In this thesis, only the frequency stability in isolated large microgrids (over 
1MW) is considered.  
Frequency variation is a function of the inverse of equivalent inertia, and depends also on the 
imbalance between load and supply active powers. The equivalent inertia of isolated microgrids is 
small because of the limited number of rotating machines. Therefore, frequency of such grids is highly 
sensitive to power variation of loads and productions. Many studies have considered the impact of 
active power variation of loads which change instantly. The impact of production side is particularly 
studied in this thesis, thanks to the massive integration of renewables, especially for islanding 
microgrids. Then, until now, thermal generator is the classical production unit in isolated microgrids. 
The active power of this generation unit can be controlled according to the active power variation of 
loads (or frequency variation); therefore, the frequency stability is guaranteed with the definition of 
droop characteristic for primary control of the frequency (i.e. during the first 15 minutes after 
deviation of frequency). However, the development of renewable energies, such as wind energy or 
photovoltaic, take a significant par between the other production systems and their installed capacity is 
increasing because of their zero emission greenhouse gas effects. Then, the rising of renewable energy 
presents high risks of frequency instability because of their intermittency.  
To maintain the frequency stability of isolated microgrids, the first idea would be to increase the 
capacity of thermal generator; another way should be to design Energy Storage System (denoted ESS 
in following sessions) to provide of absorb or inject active power according to the frequency value of 
the grid. Increasing capacity of thermal generator is a very simple solution but it has impacts on the 
environment (e.g. with emissions of pollutants and greenhouse gas) and its operating cost can be high 
(with a higher price of fuels, oil and gas). Installation of energy storage could be an interesting 
solution for preventing frequency instability with more considerations for local environment. 
Furthermore, time response of energy storage is small thanks to the utilization of power electronics 
interfaces. Notwithstanding with the high investment cost of such a solution, this green energy has a 
significant role to play for energy generation, in the present and future.  In this thesis, energy storage is 
selected to participate in frequency regulation in order to prevent the frequency instability linked to 
intermittency of solar production. Then, energy storage seems to be a relevant solution for primary 
frequency regulation thanks to its fast time response.  
The installation of ESS leads of course to some questions: 
- Therefore, which energy storage technology is suitable for frequency regulation in an 
isolated microgrid?  
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- How to design the interface, the installed power and capacity of such a system? 
- How to design the architecture of control-command and select the appropriate control 
strategy? 
Therefore, the objective of this thesis is to propose some solutions to this problematic and 
particularly, define a methodology to design the appropriate size and strategy of energy storage in 
isolated microgrids with a high penetration rate of photovoltaic. It would be also important to validate 
this approach with the help of an experimental bench. 
This thesis is organized in seven chapters. In the first chapter, the three main key words of this 
thesis, i.e. frequency stability, isolated microgrids and ESS are presented. Frequency stability of 
isolated microgrids is the analyzed through the integration of renewable energy. Issues linked to 
energy storage devices and technologies are also described. Existed projects of development of ESS in 
microgrids and classical primary control strategies are finally summarized, before presenting the 
scientific issues of this work. In chapter 2 to 7, isolated large microgrid will be called isolated grid or 
islanding grid.    
The second Chapter allows describing the different situations of photovoltaic power variations 
and the classical characterizations through statistic approach, probabilistic approach and spectral 
analysis. Some real signals of PV production are then studied using these methods to model 
disturbances of PV production. Each method will provide different levels of information on power 
fluctuation which will be used in the following sessions. This study enables to know the characteristics 
of power fluctuation which will be related to the frequency variation. 
In the chapter 3, the impact of PV power fluctuation on the system frequency is studied both in 
frequency and time domains. The relationship between power fluctuation of PV and frequency 
variation is firstly studied in frequency domain by analyze the transfer function between the frequency 
and the photovoltaic power. Moreover, the impacts of power system parameters on this transfer 
function are studied. For time domain analysis, different situations of power variation (i.e. sine, step 
and ramp signals) are applied as disturbances to power system simulation. These studies enable to 
define critical impacts of power variation on frequency, which are presented by a limitation diagram of 
power fluctuations. Chapter 2 and 3 will be used for sizing and defining strategy for ESS in Chapter 5. 
Energy storage system, which consists in a source of energy, a DC/DC converter, an inverter 
with its filter and its associated control loops, is presented in chapter 4. The power electronic 
converters (DC/DC, AC/DC) enable to control the active power of energy storage for frequency 
regulation. Three different energy storage systems are presented in this chapter, according a gradable 
complexity of the system. 
In the chapter 5, different strategies of energy management for the ESS in order to participate to 
the primary frequency control are proposed taking into account of PV power variations.  The link 
between the design of the storage device, its technology and the control strategies will be discussed. A 
comparison of the different strategies will be held according to their respective performances. 
Chapter 6 presents an original strategy of control of the ESS based on robustness against 
parameter uncertainties of the system (on production, grid and ESS). Therefore, a H infinity controller 
has been designed according to dynamic specifications on frequency time response, and results have 
been compared to classical approach. Moreover, its robustness in stability and performances has been 
analyzed.  Finally, in the last chapter, real time simulation have been done with hardware-in-the-loop 
(HIL) simulations, replacing some parts of the studied system by hardware and other models with 
numerical models. This experimental bench, depicter in this section, will conclude this report by 
validating all proposed strategies.  
This report will be concluded by some perspectives of further works in order to complete the 
theoretical and experimental results of this thesis. 
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Chapter 1 
Problematic of microgrids: the rule of storage 
devices 
 
 
 
1.1 Introduction 
Renewable energy has become fascinating source for electricity production according to green 
energy trends. Wind energy and solar energy or photovoltaic (PV) are widely in researches as well as 
in service. Because of its intermittent power, reliability and stability of power system is affected. 
Energy storage system is proposed as one of solutions to maintain the stability and improve power 
quality. 
In this chapter, the general context is described in relation to three main key words: frequency 
stability, islanding micro power system or isolated micro grid, and energy storage. Firstly, general 
information of frequency stability and its control system is presented; followed by the elaboration of 
the general characteristics of micro power system which relate to the frequency variation problem. 
These two topics link to the main issue of this thesis concerning frequency variation according to 
renewable energy. Finally, descriptions and applications of energy storages are summarized. 
1.2 Frequency stability 
There are three types of stability in power system: angle, voltage, and frequency stability.  The 
stability is the ability of power system to remain its value (angle, voltage, frequency) at a rated value 
or in acceptable limits during the normal operation or after any disturbance [1]. The angle stability is 
linked to the synchronous machine and its active power variation. Voltage variation is caused by 
imbalance of reactive power between production and load demand. In this thesis, only stability of 
frequency and its control are considered. Frequency stability is linked to the imbalance of active power 
between production and load demand. From the mechanical equation of (1.1), variation of angular 
velocity of turbine (ωt) is expresses as a function of moment of inertia (J), mechanical torque of the 
turbine (Tge) and resistive torque of the generator (Tc) [2]. Tg relates to power produced by the turbine 
and Tc relates to the power consumption in (see (1.2)). Consequently, from (1.1) and (1.2), the 
deviation of the square of angular velocity can be defined as a function of source and load active 
powers (equation (1.3)). When supply power is upper than the load, deviation of square of angular 
velocity is positive; means that velocity of the turbine rises up. Frequency of system increases from its 
nominal value. On the contrary, frequency decreases from its nominal value when load demand is over 
the source power. The deviation of the square of velocity is then negative; therefore, the velocity of 
turbine is slow down. 
 𝐉
𝐝𝛚𝒕
𝐝𝐭
= 𝐓𝐠𝐞 − 𝐓𝐜 (1.1) 
 𝑻𝒈𝒆 =
𝑷𝒈
𝛚𝒕
            𝑻𝒄 =
𝑷𝒄
𝛚𝒕
 (1.2) 
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𝟏
𝟐
𝐉
𝐝𝛚𝒕
𝟐
𝐝𝐭
= 𝐓𝐠𝐞𝛚𝒕 − 𝐓𝐜𝛚𝒕 = 𝑷𝒈 − 𝑷𝒄  (1.3) 
Generally, the frequency control is integrated in power plant with rotating generator, such as, 
gas turbine plant, diesel generator, and hydro power plant. Frequency control system is separated in 
three control levels: primary, secondary, and tertiary controls. The primary frequency control is 
highlighted in this thesis as it is the first action of control to limit frequency deviation after 
disturbance. After that, secondary control takes action to bring frequency back to nominal value 
(50Hz). Finally, the tertiary control is regulated manually by system operator (at least 15 minutes after 
disturbance) to complete secondary control; in case it cannot bring frequency back to nominal value. 
This control allows regulating the imbalance of active power between supply and demand in case of 
slow fluctuations [3]. Only primary and secondary frequency controls are elaborated in this section. 
1.2.1 Primary frequency control 
After imbalance of active power between generation and load, all generators, which participate 
to the primary frequency control, will limit the frequency deviation by changing their power supply. 
Each generator adjusts its power from the scheduled power (Pm0) to the current power output (Pm) by 
applying the droop control as shown in Figure 1.1a. The power variation (ΔPm) is proportional to the 
frequency variation (Δf), the nominal frequency (f0), the nominal power of generator (Pmax), and the 
droop value (sd) in (1.4). Frequency variation (Δf) corresponds to the difference between the current 
frequency (f) and the nominal one (f0 or 50Hz). The droop value is the ratio between steady-state 
frequency deviation and active power variation in per unit in (see (1.5)). Therefore, the steady-state 
value of frequency during primary frequency control depends on droop value which is defined as the 
acceptable range of frequency variation in steady state (fmax and fmin in Figure 1.1a). For example, a 
droop of 4% of generators guarantee a frequency comprised between 49 and 51Hz (50Hz x 4% = 
2Hz).  
The ratio between frequency deviation to active power variation is equal to the primary energy 
reserved, denoted K (Hz/W) in (1.6) [1], [4]. This energy depends on the nominal frequency (f0), the 
rated power of source (Pmax), and the droop value (sd). Power systems with small K (large droop value 
and/or small power generation) can meet higher frequency variation than systems with large K (small 
droop value and/or large power generation) for a same power deviation.  
It is obvious that two important parameters in frequency control can then be mentioned: droop 
value and size of generation unit. Generally, droop value is defined by operator of system between 4 
and 6%. Therefore, rated power of plants has to be overdesigned to guarantee frequency performance. 
    
(a)                                                 (b) 
Figure 1.1 (a) Droop characteristics of power source (b) secondary control description 
 ∆𝐏𝐦 = 𝐏𝐦 − 𝐏𝐦𝟎 = −
𝐏𝐦𝐚𝐱
𝐬𝐝.𝐟𝟎
. ∆𝒇 (1.4) 
 𝒔𝒅(%) =
∆𝒇 𝒇𝟎⁄
∆𝑷𝒎 𝑷𝒎𝒂𝒙⁄
. 𝟏𝟎𝟎  (1.5) 
 𝐊 =
𝟏
𝒔𝒅
.
𝑷𝒎𝒂𝒙
𝒇𝟎
  (1.6) 
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1.2.2 Secondary frequency control 
Several seconds after disturbance, frequency reaches a different stable value from the nominal 
one. Next, secondary control is turned on to bring the frequency back to 50 Hz. In France, this control 
will turn on within 30 seconds after the disturbance  [5], [6]. This control changes the reference of 
power supply (see Figure 1.1b).  
The primary and secondary controls are represented by PI controller in (1.7) [1], [7]. 
Proportional gain of PI controller (Kp) represents the primary frequency control and Kp is equal to the 
inverse of droop value (Kp=1/sd). The integral gain (Ki) of the controller corresponds to the inverse of 
the time response of the secondary control.  
 ∆𝐏m(s) = −(Ki +
Kp
s
) . ∆f (1.7) 
Frequency response and participation of generation unit in primary and secondary frequency 
controls are presented in Figure 1.2. At time t0, the active power of generation unit is larger than load 
power so frequency drops from its nominal value of 50Hz. Then, frequency reaches its new value and 
remains stable with some steady state error until time t1. Active power of generation unit is increased 
(or decreased) from its reference power during primary frequency control (from t0 to t1 in several 
seconds). This active power deviation is called primary power. In a second time, secondary frequency 
control will turn on at time t1 and resume frequency back to its nominal value (50Hz).  When 
secondary control is turned on, primary power decreases and secondary power increases.  
 
Figure 1.2 Frequency control (primary and secondary controls) 
The secondary frequency control is not applied to all sources in a power system [8]. Some 
sources are merely controlled by primary and tertiary controls.   
1.3 Micro power system (micro grid) 
In modern life, electricity is one of the fundamental necessary needs of people. Everything 
around us needs to be powered and electricity happens to be the main source. Furthermore, electricity 
is a vital part to drive a business. The system which produces, transfers, and consumes energy is called 
electrical power system. “Electrical power systems are real-time energy delivery system” [9]. The 
customer has to consume energy at the same time as it is generated with equivalent amount which is 
the definition of real-time system. The power system is generally separated into three parts: 
generation, transmission, and distribution. Power plant (generation unit) produces energy which is 
delivered to different types of costumer or end use (distribution unit or load) by transmission line. 
Power systems are installed in every country around the world for supplying energy. Electrical power 
system in each country is in a very large scale and complex and has different characteristic and size. 
Loads, which are the end users of electricity around the country; are mostly far away from the power 
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plants which have been spreading allocated at selected appropriate places around the country to 
guarantee power quality and stability. Because of its complexity, generators and loads which locate 
within close geographic proximity of each others have then been grouped and represented to a main 
power system as a controllable load and a generator station [10]–[12]. This grouped power system is 
called micro power system or micro grid.  
1.3.1 Characteristics of micro power system 
Micro power system consists of micro sources, loads and transmission system. It can be 
classified into three groups: Isolated, Islandable, and Non-synchronous microgrids [13]. Isolated or 
islanding microgrids which do not connect to the utility grid and employ only in isolated mode like 
stand-alone system are installed in remote areas or islands [11]. Islandable microgrids are the micro 
power system which can operate in two different modes: islanding mode or connected to the utility 
grid [12], [14], [15]. Moreover, this system can participate in utility grid (consume and supply energy 
to utility grid). Non-synchronous microgrids will only consume energy from utility grid but they 
cannot inject energy back to it.   
Stability of frequency of micro power systems in grid connected mode is guaranteed thanks to 
the high short-circuit power of the main grid. Micro power systems sometimes disconnect to main grid 
following a fault. Islanding micro power system can then be reconnected to main grid if voltage drop 
is below 3%, frequency variation below 0.1Hz, and phase-angle error below 10 degree for micro grid 
with distributed generation units in 1.5MW to 10MW plants [16]. The transition between grid 
connected mode and islanding mode is quite remarkable but it will not be considered here. Only 
isolated micro power systems are elaborated in this thesis thanks to their high frequency variations 
[15]. Two main characteristics of islanding micro power systems induce a high sensitivity to  load and 
production variations [17]: 
 A leak short-circuit power: short-circuit power or shout-circuit capacity (SCC) is the ratio 
between the square of voltage and the equivalent impedance of network (generator, load, 
transmission line, and transformer) [18]. Transmission voltage in islanding power system 
is very low. Furthermore, the number of generators connected in parallel is limited, so the 
equivalent impedance of network is high. According to these two characteristics, short-
circuit capacity of islanding micro grid is very small. 
 Small equivalent inertia of the grid: variation of frequency depends on unbalance power 
between generation and load and the inverse of equivalent inertia. This last parameter of 
power system is defined from the moment of inertia (J) of all rotating machine in power 
system. In islanding micro power system, the number of thermal generator is limited and 
its inertia is small. Consequently; the equivalent inertia of such a power system is 
relatively small. 
The equivalent inertia has a great influence on frequency variation in micro grids. Inertia of 
each rotating machine (generator or motor) (𝐻i
𝑆𝑛𝑖) in MWs/MVA is calculated from moment of inertia 
(Ji), nominal rotation speed (Ω0𝑖), and  nominal power of the machine (Sni) in (1.8), where i denotes 
the index of each rotating machine [19]. Kinetic energy of all rotating machines (Eeq) (n for generator 
and m for motor) in MW.s is defined from inertia and nominal power of all rotation machines in (1.9). 
Finally, equivalent time characteristic (Meq) and equivalent inertia (Heq) of power system are 
calculated in (1.10), where Meq equals to twice of Heq [1], [19]. 
𝑯𝐢
𝑺𝒏𝒊 =
𝟏
𝟐
𝑱𝒊𝛀𝟎𝒊
𝟐
𝑺𝒏𝒊
               (1.8) 
 𝑬𝒆𝒒 = ∑ (𝑯𝐢
𝑺𝒏𝒊 . 𝑺𝒏𝒊
𝒏
𝒊=𝟏 ) + ∑ (𝑯𝐢
𝑺𝒎𝒊 . 𝑺𝒎𝒊
𝒎
𝒊=𝟏 )                   (1.9) 
 𝑴𝒆𝒒 =
𝟐.𝑬𝒆𝒒
𝑽𝑨𝒃𝒂𝒔𝒆
     or     𝑯𝒆𝒒 =
𝑬𝒆𝒒
𝑽𝑨𝒃𝒂𝒔𝒆
 (1.10) 
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Microgrids is an attractive system to be used in rural remote areas and islands. Microgrids have 
many advantages. For instance, they require small capital investment; especially can offset the need 
for new conventional generation. Furthermore, it can coordinate in the reduction of transmission 
system congestion, support the local voltage, and improve power quality resulting in the enhancement 
of local power reliability [20]. Fuel consumption will also be reduced because renewable energy can 
be appropriately integrated with it. As grouped loads are quite known; it enables to design an 
appropriate renewable energy generating system to cope with the demand. Besides, the improvement 
in power quality is improved because transmission loss is small (loads and generation unit are not far 
away). The micro power system is also claimed to have a high reliability in operation as it is able to 
maintain the operation during or after accidental problems or disaster occurred to the  main grid [11]. 
There are many microgrids around the world which have different sizes as presented in Figure 
1.3. It can be seen from the illustration that about 32% of the total are small and very small systems. 
Microgrids of these sizes, which are easy to design, implement, and operate; usually have been 
installed in small remote areas with least problems. Notwithstanding with this fact; the majority of 
micro power systems are in large and very large scale (34% and 19% respectively) which are more 
difficult and complicated in design and operation. However, they have profound impacts on the future 
of energy utilization of the world. This thesis has therefore been designed to undertake study for the 
development of these majority systems.   
 
Figure 1.3 Sizes of micro grid around the world [11] 
1.3.2 The energy mix in micro power system 
The power generations of micro power system is the mixture of different energy. At least one of 
multiple power sources of micro grid is a renewable energy that is zero-emission generation sources 
[11]. Renewable energy refers to infinite natural resources which can be naturally replenished; such as, 
solar, wind, falling water, plant materials (biomass), and heat (geothermal), etc. Although renewable 
energy cannot run out, it is not available all the time and everywhere. It depends on the weather and 
geographic.  Therefore, renewable energy can be called intermittent energy.   
Number of mixed energy of various renewable energy types (Fuel cells, wind energy, 
photovoltaic) and non-renewable energy types around the world is presented in Figure 1.4. More than 
50% are renewable energy which has been installed around the world. Very small, small, and medium 
micro power system generation plants can be relied on this energy up to 100%. Wind energy is the 
most popular renewable energy which is accounted at 30%.  Moreover, penetration rate of renewable 
energy can be high in some micro power systems because of the connection with wider power system. 
For isolated micro power system, penetration rate of renewable energy reduces because of the 
instability problem when size of micro grid increases. For example, power is produced by wind and 
solar for 100% in 100kW micro power system in Chengde and Zhangbei in China against 6%-14% in 
4MW-12MW Cape Verde wind-diesel systems in Cape verde Islands, Republic of Cape verde [11]; 
and wind penetration is just at 18% in 13.6MW King island micro grid in Tasmania, Australia. 
However, in small micro power system with 100% sustainable energy, energy storage is necessary, for 
Very small (less than 50kW) 17%
Small (between 50kW and 500kW) 15%
Medium (between 500kW and 1MW) 15 %
Large (between 1MW and 5MW) 34%
Very large (over 5MW) 19%
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example, 180kWh and 400kWh lithium battery are installed in Chengde and Zhangbei micro grid 
respectively.  
 
Figure 1.4 Composition of microgrid installation around the world (focus on renewable energy)  [11] 
The mixed energy of large and very large micro power system in different French overseas 
departments and territories (Corse, Guadeloup, Guyane, and Martinique) are shown in Figure 1.5. All 
power systems except in Corse are isolated. Power generation plant in Corse (an island in the 
Mediterranean Sea) bases on the interconnection of 32.9%. Main energy source is oil and gaz 
(thermal) in Corse, Guadeloup, and Martinique which have been estimated at about 50% but 
hydroelectric power generation is the dominant source in Guyane. This two energy sources have to be 
connected to synchronous machine which normally has some inertia which is able to absorb some load 
variation. It therefore is advisable that the main power generation of micro power system should be 
energy source coordinated with rotating machine. Although hydroelectric is one of renewable energy 
and does not produce greenhouse effect gas as the same as thermal plat do, its installation requires an 
enormous area for construction of a huge dam. It undoubtedly creates some severe effects on the 
present worldwide environmental situation such as the destruction of limited forest areas, animals and 
human’s habitat around the plant area.  
 
(a)         (b) 
 
(c)         (d) 
Figure 1.5 Mixed energy in different power system (a) Corse (b) Guadeloupe (c) Guyane (d) Martinique in 2012 [21]–[23] 
Thermal plant with reciprocating engine 33%
Fuel cells 8%
Micro-turbines 6%
Other non-renewable energy 4%
Wind energy 30%
Photovoltaic 15%
Other renewable  energy 4%
The energy mix in Corse 
Thermal 45.5%
Hydroelectric 15.3%
Biogas 0.4%
Photovoltaic 4.6%
Wind energy 1.3%
Interconnection 32.9%
The energy mix in Guadeloup 
Thermal 52.8%
Hydroelectric 0.8%
Biogas 0%
Photovoltaic 5.3%
Wind energy 3.0%
Coal 31.6%
Bagasse 3.6%
The energy mix in Guyane 
Thermal 28%
Hydroelectric 64%
Biomass 1%
Photovoltaic 6%
The energy mix in Martinique 
Thermal 93.7%
Hydroelectric 0%
Waste inceneration 1.2%
Photovoltaic 5%
Wind energy 0.1%
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In spite of the possibility to use others renewable energy sources such as solar and wind energy 
to produce electricity to micro power system, their penetration rates are very low (less than 10%) 
because of reliability and stability problem. Moreover, these sources are quite promising for the 
replacement of thermal energy (gas and oil) which occurred to be a limited source. For example, 
penetration rate of photovoltaic power plant should be developed to be able to replace the thermal 
generating source (93.7%) in micro power system of Martinique. However, the increasing of solar 
energy tends to induce frequency instability problem which will be elaborated in the following topic. 
1.3.3 Microgrids in Thailand 
Electrical power generation and transmission in Thailand are operated by the Electricity 
Generating Authority of Thailand (EGAT) under the Ministry of Energy. About 45% of installed 
generating capacities are power plants of EGAT which compose by 3 thermal power plants, 6 
combined cycle power plants, 22 hydropower plants, 8 renewable energy plants, and a diesel power 
plant. EGAT purchases other 55% of electricity generation from Independent Power Producers.    
Electricity generation in Thailand is profoundly relied on thermal energy at around 90% of 
energy; with mixed composite of: 70% natural gas, 10% coal, and about 2% oil [24], [25]. Renewable 
energy takes part only 8% in energy mixed and mostly is hydroelectric energy (about 5%). In 2011, 
renewable energy (excluded hydroelectric) reached 3.7% from 0% in 2001 [26]. Attractive renewable 
energy is biofuels and co-generation from biomass and biogas which are mostly in operation by 
private sector. According to energy mixed, Thailand energy system is not quite sustainable and 
reliable because natural gas is imported form Myanmar. To make independent energy system, 
renewable energy happens to be a sound promising source.  Furthermore, it is obviously that 
generation capacity of sustainable sources have to be  increased because of the continual rising of 
power demand and green energy extension target according to the Power Development Plan (PDP) 
lunched in 2010 [24], [27], [28]. National Renewable Energies Development Plan 2008-2022 (REDP) 
has been ongoing implemented to bring renewable energy application up to 25% of energy mixed in 
2022 for all sectors (electricity production, transports, and heat) [29]. And it will be 7.3% of electric 
generation in 2030 [26]. To increase renewable energy, smart grids and microgrids are the attractive 
power systems for the integration of this energy. Moreover, isolated microgrids with renewable energy 
are quite appropriate for most remote areas in Thailand where have not yet had electricity. Present 
microgrids implemented in Thailand is mostly small system (about 10-100kW) with PV-diesel based 
hybrid system [25]. However, many large microgrids are ongoing developed in the universities under 
the government sponsorship with little in private sector [30] and has not been yet in service [11].  
1.3.4 Frequency variation issue according to intermittency 
Islanding micro power systems are weak in frequency stability because of its own 
characteristics. Frequency is very sensible to variations of active power of productions or loads. As a 
matter of fact, power from renewable energy (wind, solar, etc) is quite instable but it is increasingly 
installed as one production of micro power system. Undoubtedly, power quality (frequency and 
voltage) is affected [11], [31]–[33]. When intermittent energy production is increased or installed in 
isolated micro grids, other production sources have to increase their production or new generation 
plants have to be installed. For example, for every 10% wind penetration, other generation sources 
about 2%-4% of the installed wind capacity is needed for a stable power system operation [32].  
Renewable energy can be installed with limitation penetration rate to assure power quality (such 
as voltage and frequency performance). Frequency deviation should be in a range of ±0.5Hz for 
system with wind energy [34], [35] or 1% of nominal frequency [33]. Penetration rate of wind turbine 
is classically limited at  20%  according to economic and technology constraints [17]. In current 
French islanded micro grid (presented in previous topic), the penetration rate of renewable is limited at 
30% [36]. Renewable energy induces an extra cost for the reserved sources to guarantee stability of 
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power system. For example, thermal plant has to be overdesigned to guarantee frequency performance. 
Installation of intermittent energy with penetration rate of 10 and 30% will cause additional costs of 
225-600 M€/year and 300-750 M€/year respectively [2].  
Many studies analyzed frequency variation corresponds to the consequence of power variation 
of load or loss of production supply which is a step variation [37]–[39]. However, active power of 
renewable energy fluctuates quite slowly; for example, power variation of wind energy can be about 
100kW for 10 seconds [2], which causes different impacts on system frequency. Active power of wind 
energy is characterized in [40]. Frequency of fluctuation can be separated into three regions: low 
(below 0.01 Hz), medium (0.01-1Hz), and high (over 1 Hz) frequency. Most of power fluctuation of 
wind energy fluctuates at low and medium frequency. Frequency variation has large affected from 
medium frequency fluctuation [41]. Nevertheless, the inertia of turbine generator will absorb the high 
fluctuation of active power [40].  
1.4 Energy storage in micro power system 
“Electrical Energy storage (EES) (or energy storage) refers to a process of converting electrical 
energy from a power network into a form that can be stored for converting back to electrical energy 
when needed” [32], [42], [43]. According to green energy trend, energy storage has become an 
attractive source for transportation and utility applications. Plug-in electric hybrid car and electrical 
car have been developed for decades and already in service in order to reduce CO2 emission and fossil 
oil consumption. Batteries are quite suitable in transportation domain because of their modularity and 
portability even though their life cycle is quite short [32]. For utility service, energy storage 
technologies play an important role in addition of renewable energy to power system and development 
of smart-grids, smart-micro grids, and smart houses [44]–[46]. Grid connected energy storage will 
rapidly increase and will reach 6GW in 2017 and  will be over 40GW in 2020; according to HIS report 
[47]. Increasing trend projection of energy storages installation in microgrids as illustrated in Figure 
1.6 based on the growth of renewable energy in this grid. 
 
Figure 1.6 Trend of energy capacity of installed ES in Microgrids by technology in world markets 2014-2024 [48] 
Various technologies of energy storage are firstly presented and followed by their different 
applications in micro grids. Finally, different control strategies for frequency control of energy storage 
will be summarized. 
1.4.1 Energy storage technologies 
Energy storage system can be categorized by storing form of energy into five groups: 
mechanical, electrochemical, chemical, electrical, and thermal storage [44]. However, electrochemical 
and chemical energy storage can be grouped into one group of chemical energy storage system [43]. 
Different energy storage transforms different forms of energy to electricity and vice versa. There are 
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two function modes of energy storage. It is in “charge” mode when electrical energy from power 
system is converted in other forms and stored in energy storage. On the contrary, when energy is 
transformed to electrical energy in order to inject to the system, it then is in “discharge” mode. 
1.4.1.1 Mechanical energy storage 
Electrical energy is stored and converted back in potential or kinetic energy by rotating part of 
the generator or motor (turbine) for mechanical storages such as Pumped Hydro Energy Storage 
(PHES or PHS), Compressed Air Energy Storage (CAES), and Flywheel. Energy from rotating part is 
stored in different media. Pumped hydro energy storage of which capacity is accounted around 99% of 
global energy storage installation [44], stored energy in form of water in upper level and flow down to 
lower reservoir while passing through the micro turbine to release energy. Water is then pumped back 
to upper reservoir to store in form of potential energy. This energy storage technology has been 
developed for high power applications (a few less than one-tenth of GWh or 100 of MW) [49].  There 
are number advantages of PHES such as high efficiency (70-85%), very long life time, long storage 
period, practically unlimited cycle stability of the installation, and relatively low capital cost per unit 
of energy generated [43], [44], [49]. However, it need wide space area and a high cost for construction 
as well as risk of environmental deterioration issues. 
For Compressed air energy storage, turbine of generator operates reversely as motor to 
compress and stock air in reservoir for later use [32]. And compressed air is then be used in 
combustion process to produce energy back to the system. The advantages and disadvantages of this 
energy storage are similar to PHES with high efficiency around 70-89% [43]. However, this 
technology is dependent on fossil fuel. It has to be connected to gas turbine plant and cannot use with 
other power plants [43]. This happened to be its prime draw back. 
For the last technology, flywheel stores electrical energy in form of kinetic energy in rotating 
mass. The stored energy in flywheel depends on the constancy of speed as well as its mass and  
configuration [43], [50]. Rotating part is accelerated by motor to store energy. On the contrary, it will 
be slowed down by the same motor which will act as a generator to pull out its stored energy. 
Notwithstanding with its very high efficiency of around 90-95% [43], flywheel has a quite high self-
discharge loss. It therefore has been considered to be an unreliable energy storage type. 
1.4.1.2 Electrochemical energy storage 
Electrochemical energy storage or battery converts electrical energy to chemical energy by 
electrochemical reactions and vice versa [49]. It can be classified into two groups: secondary and flow 
batteries [44]. Rechargeable secondary batteries consist of negative and positive electrodes (anode and 
cathode) and electrolytes. When battery is in discharge mode (supply energy to external circuit) and 
connects to load, oxidation reaction between ions of electrolyte and cathode is occurred at anode 
(negative electrode), and electrons are then released. While the cathode substance, ions and free 
electrons are combined at cathode side (positive electrode) which is called reduction reaction at the 
same time. Therefore, electricity flows through load from cathode to anode which is the reverse 
direction of electrons. On the contrary, oxidation reaction (release electrons to external) and reduction 
reaction (consume electrons from external are occurred at cathode and anode, respectively, during 
charging. Various technologies of secondary battery are Lead acid battery (Pb-acid), Nickel cadmium 
battery (NiCd), Nickel metal battery (NiMH), Lithium ion battery (Li-ion), Sodium sulphur battery 
(NaS), Metal air battery (Me-air), and Sodium nickel chloride battery (NaNiCl). The difference of 
technologies is classified by different materials of cathode and anode and electrolytes. The 
characteristics of all secondary batteries are compared in [32], [43], [44]. For this batteries type, 
electrodes are the active elements which cause the transformation of energy for charge and discharge 
modes. In case of flow battery types, “chemical energy is stored in one or more electro-active species 
which are dissolved in liquid electrolytes” [44].  
12  Chapter 1: Problematic of microgrids 
   
12 
 
Flow battery consists of two electrolytes which have been stored in different tanks, and a cell of 
two electrodes (positive and negative) and a micro-porous membrane between the two electrolytes. 
The membrane will screen ions from electrochemical reaction which can pass through it in order to 
create an electrical current [32], [44], [49]. Electrolytes are pumped and pass through the cell in order 
to create reduction-oxidation reaction and back to its particular tanks again. This battery type can be 
classified into two groups: redox (reduction-oxidation) flow batteries and hybrid flow batteries. 
Developed electrolytes are zinc (ZnBr), sodium (NaBr), vanadium (VRB) and, more recently, sodium 
polysulfide [49]. Hybrid flow battery is the combination of secondary and redox flow batteries but 
does not consist of two different tanks of electrolyte. There is only one external tank filled with liquid 
electrolyte for storing only one active mass, whereas the others is stored in the electrochemical cell 
(electrodes and membrane module) [44]. 
The advantages of battery are fast time response and high energy efficiency of about 60-95% 
[43]. Notwithstanding with its advantages, there are numbers of inferior characteristics; such as, low 
energy density, small power capacity, high maintenance costs, short life cycle (about 100 to 1000 
cycles), limited discharge capability, and contain toxic materials [43], [49]. 
1.4.1.3 Chemical energy storage  
Chemical energy storage is composed with two different functions: production of fuels 
(hydrogen or methane) or storing energy which is equivalent to the charge mode of battery, and 
electricity production or discharge mode [32]. Its main working principle can described as follows: 
chemical A (fuels) is consumed in order to produce electricity and chemical B, and then electricity and 
chemical B is consumed to produce chemical A in reverse reaction [43]. It consists of an electrolyzer, 
a storage tank, and fuel cell or electrochemical cell (which consists of two electrodes and electrolytes). 
External supplies of fuel (refer to chemical A) and oxidant are passed through two electrodes (anode 
and cathode) in the cell. Electricity and product of reaction (chemical B) is then produced by 
electrochemical reaction. The reverse reaction is occurred in electrolyzer by consuming external 
electrical energy in order to produce fuel and store in a storage tank for future use. This energy storage 
can also be called fuel cells. 
The structure of cell is similar to battery. However, the electrodes of fuel cells do not react and 
change as the electrodes of battery. They are catalytic and relatively stable [43]. Furthermore, all 
reactions of batteries are occurred in one closed system and there is no product of reaction flowing out 
while fuel cells consume reactant (fuel and oxidant) and there is reaction product flowing out. This 
energy storage can produce electricity as long as fuel and oxidant are supplied to the cell but capacity 
of batteries is limited (low energy density and power capacity) in a short life cycle.    
There are many combinations of fuel and oxidant. Fuels or energy carriers of this energy storage 
can be Hydrogen (H2) (so it is called hydrogen storage in some studies) or synthetic natural gas (SNG) 
(methane – CH4) ,which is a secondary energy source and the oxidant is oxygen. In the electrolyzer, 
water is decomposed into hydrogen (H2) and oxygen (O2) with consumption of electricity which is 
called electrolysis of water for hydrogen fuel cells. Hydrogen is stocked in a storage tank as a fuel for 
future use. Oxygen is not stored but is injected back to the atmosphere. As it is a powerful oxidizer 
which requires expensive and high security storing in order to avoid flam and explosive. Hydrogen 
(from reserve tank) and oxygen (from air) are passes through the fuel cell  to create an electrochemical 
reaction, which is the reverse reaction of splitting water, in order to produce water and electricity [44], 
[49], [50]. There are various technologies of flue cells such as Polymer Exchange Membrane Fuel Cell 
(PEMFC), Solid Oxide Fuel Cell (SOFC), etc. which are different in the electrolyte uses, operating 
temperature, design and applications [49].  
The electrolysis of water and its reverse reaction can be replaced by methanation reaction to 
produce methane and oxygen from hydrogen and carbon dioxide (CO2) and vice versa to produce 
electricity for synthetic natural gas fuel cells [44]. Furthermore, hydrogen or methane can be used as 
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fuel in combustion process by replacing fuel cells with  gas motors, gas turbines and combined cycles 
of gas or steam turbines [44], [50]. 
Fuel cells are able to be stored in large amount of energy (up to the terawatt-hour (TWh) range). 
However, their energy efficiency is low (less than 50%) comparing to other energy storage types [44]. 
1.4.1.4 Electrical storage system 
Capacitor is the simplest way in storing electrical energy. The structure of conventional 
capacitor is consisted of two metal plates (electrical conductors) and a dielectric (a non-conducting 
layer) which is quite similar to structure of battery (two electrodes and one electrolyte). When 
capacitor is connected to a direct-current source, energy is charged to capacitor while one plate is 
induced to be a positive electrode and the other plat is induced to be a negative electrode. After 
charging, capacitor performs as a direct-current source which can supply energy to direct-current load. 
Its capacity to store energy has been defined as “Capacitance” which depends on the area of two 
plates, the permittivity of dielectric, inverse of the distance between two plates. 
The conventional capacitor has limitation in application due to its low energy density [43]. 
Electrochemical Double-layer Capacitors (EDLC) and supercapacitors (SC), which work similar to 
conventional capacitor, have been developed to enhance its energy density by using very high 
electrodes surface area and high-permittivity dielectric [43], [32], [49], [50]. EDLC and 
supercapacitors consist of two electrodes partitioned by a very thin porous separator; immersed in an 
electrolyte. However, there is no chemical reaction, ionic or electronic is therefore not transferred in 
the cell. Their terminal voltage is proportional to the State of charge (SoC). Another technology of this 
energy storage type is Superconductive magnetic energy storage (SMES) which store energy in the 
magnetic field produced by a direct current flowing through a superconducting coil [32], [44], [50]. 
The principle advantage of electrical energy storage systems is the very fast time response; in 
the range of milliseconds (both in charge and discharge modes) [44], [49]. Furthermore, they have a 
long cycle life (very durable: 8-10 years or up to one million cycles [44], [49]) because electrode is not 
degraded during normal operation as battery [32], [49], enhanced by their high efficiency (90-95% for 
EDLCs or supercapacitors and 85-90% for SMES [36]). Besides the prime advantages; they have wide 
range of operation, and high power density (SMES is the highest). Notwithstanding with all cited 
advantages, as electrons are not confined by chemical reactions, energy density of this storage is 
therefore very low, and they can be completely discharged (high self-discharge loss; 5% per day [49]) 
which will cause very large terminal voltage variation [32], [43], [44], [49].  
1.4.1.5 Thermal energy storage  
Thermal energy storage (TES) stores energy in a form of heat by different methods in an 
insulated repository [44]. TES can be classified by operating temperature of the energy storage 
medium (with comparing to the room temperature) into two groups: low and high-temperature TES 
[43]. Energy or heat is stored by changing temperature of the storage medium which can be a liquid 
(such as water or thermo-oil) or a solid (such as concrete or the ground). Electricity is consumed to 
cool or heat medium storage for future use. The capacity of this energy storage system is defined by 
the specific heat capacity and the mass of the medium used. Various technologies of this energy 
storage are storage of sensible heat, storage of latent heat, and, thermo-chemical and absorption 
storage. The most well-known thermal energy storage is storage of sensible heat.  
Thermal energy storage is friendly to environment but its overall efficiency is very low (30-
60%) [43]. This energy storage is widely spectrum of applications such as heating and cooling system 
in aerospace, industrial application, and electricity production integrated with renewable energy. For 
example, a synthetic oil or molten salt is used to store energy from solar thermal power plants to 
smooth down  the power production and extend the production period (1-10 hours after sunset) [32]. 
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Besides, thermal energy storage has also been used in residential and industrial in order to reduce 
electricity consumption during peak demand.  
1.4.1.6 Comparing different technologies of energy storage 
Different energy storage systems can be compared in technical or economic approach. The cost 
investment of various technologies was studied in [19], [43], [50], [51], which will not be taken into 
this study. The technical characteristics of energy storage: energy density or specific energy, power 
density or specific power, energy efficiency, life cycle (life time), and self-discharge are elaborated as 
follows.  
 Specific energy (Wh/kg) and power (W/kg) are the energy to weight ratio and the power 
to weight ratio respectively. Power density refers to the ability of energy storage to provide 
instantaneous power [31]. While energy density specifies the ability to provide continuous 
energy over a period of time. Energy storage with higher power density can discharge large 
amounts of power on demand. And high energy density indicates that energy storage 
technologies can discharge energy for a long period. 
 Energy efficiency (%) is the ratio of released energy to stored energy [49] or the output 
and input electricity without concerning of self-discharge [43]. 
 Life cycle or durability (cycles) is the number of times which energy storage can release 
the designed energy level after each recharge. One cycle means one charge and one 
discharge [49]. 
 Self-discharge is the ratio of initial stored energy to dissipated energy over a non-use 
time [49]. 
The characteristics of various technologies of energy storage are summarized in Table 1.1. The 
energy storages which have the highest energy efficiency are flywheel and EDLC. On the contrary, 
CAES has very low efficiency and NiMH is the lowest efficiency in battery technology. As having 
mention previously, mechanical energy storage technologies (PHES, CAES, and flywheel) are very 
durable. Battery technology has short life cycle while lead acid battery (Pb-acid) is the shortest in this 
group. Although flywheel has long life time, its self-discharge is very high. EDLC also has very self-
discharge notwithstanding with its very high efficiency. Self-discharge can be neglected for PHES and 
VRB (vanadium redox battery). 
Table 1.1: Characteristics of energy storage systems [32] 
Type 
Energy 
Efficiency (%) 
Energy Density 
(Wh/kg) 
Power Density 
(W/kg) 
Cycle Life 
(cycles) 
Self-
Discharge 
Pumped hydro (PHES) 65-80 0.3 - >20 years Negligible 
CAES 40-50 10-30 - > 20 years - 
Flywheel (steel) 95 5-30 1000 > 20000 Very High 
Flywheel (composite) 95 >50 5000 > 20000 Very high 
Pb-acid 70-80 20-35 25 200-2000 Low 
Ni-Cd 60-90 40-60 140-180 500-2000 Low 
Ni-MH 50-80 60-80 220 < 3000 High 
Li-ion 70-85 100-200 360 500-2000 Med 
Li-polymer 70 200 250-1000 > 1200 Med 
NaS 70 120 120 2000 - 
VRB 80 25 80-150 > 16000 Negligible 
EDLC 95 <50 4000 > 50000 Very High 
 
Furthermore, power and energy density of all energy storage technologies can be plotted in 
logarithm chart which is called Ragone chart as shown in Figure 1.7(a) [52], [53]. The diagonal axis 
represents discharge time which signifies the duration of energy storage discharging at rated power. 
Energy and power density in ratio to volume is plotted in Figure 1.7(b). Mostly energy storage 
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technologies have either high energy density or high power density, but lithium ion battery (Li-ion) 
has quite high both energy density and power density. This characteristic makes lithium ion battery the 
mostly uses in mobility application because it needs small weight and volume for high energy and 
power (see Figure 1.7(a) and (b)). 
  
(a) 
 
(b) 
Figure 1.7 (a) Ragone chart of different energy storage technologies [52] (b) Chart of power density and energy density in 
ratio to volume for various energy storage technologies [44] 
Technologies of energy storage can be separated into two groups: high energy density and low 
power density, and, low energy density and high power density. Energy storage with high energy 
density and low power density like batteries is suitable for a long period service (about an hour) but its 
time response is large. Energy storage with low energy density and high power density such as 
supercapacitor and flywheel provides fast time response but it cannot be in service for a long period 
(in several seconds to minutes). Choosing technology of energy storage depends on desired service. 
16  Chapter 1: Problematic of microgrids 
   
16 
 
 
Figure 1.8  Comparison of rated power, energy content and discharge time of different energy storage technologies 
(Fraunhofer ISE) [44] 
For better understanding, rated power and energy content of energy storage system for present 
and future applications are plotted in logarithm diagram presented in Figure 1.8. Discharge time is also 
presented in the diagonal axis. This chart will be used in the following study to select energy storage 
technologies related to the desired applications. Discharge time response divides energy storage into 
three groups: short discharge time (seconds to minute; such as, electrical storage system and flywheel), 
medium discharge time (minutes to an hour; such as, flywheel, Li-ion battery, etc.), and long discharge 
time (hours to months; such as, PHES, CAES, chemical energy storage, etc.) [44]. Energy storage 
technologies can be compared with other criteria; such as, technical maturity [43], [44], reliability 
[49], and environmental impact [43], [49]. 
Furthermore, energy storages have some limitations. They cannot absorb or supply energy if 
they are already full of or empty respectively. Therefore, either energy stored or energy used of energy 
storage has to be elaborated. State of Charge (SoC) and Depth of discharge (DoD) are introduced. 
State of Charge signifies level of energy which remains in storage comparing to the total capacity of 
energy storage in percentage. Depth of Discharge is the contary of SoC. It defines how much energy is 
used or discharges in percentage to the total capacity. In control system, SoC is one important 
parameter which has profound impacts on the control strategy of energy storage. For example, if 
energy storage cannot supply energy because SoC is very low, control strategy has to recharge storage 
as soon as possible and other sources have to be spared to supply compensating energy.   
1.4.2 Applications of energy storage in micro grids 
Energy storage technologies have been classified by their characteristics in the previous topic. 
However, they can be grouped by their applications. Energy storage applications can be divided into 
two group: transportation and utility service [32]. In this thesis, only utility application is highlighted.  
1.4.2.1 General applications for utility services 
Many studies classified utility applications of energy storage by its connection point which is at 
generation-side (or electricity utility industry application), and demand-side (or grid connected end 
user application) applications [19], [31], [44], [46], [54]. For end user, application of energy storage 
can be as back-up power, time-shift (storing, consuming and selling during off-peak and on-peak 
periods), peak shaving (reducing peak load), power quality (protecting loads from voltage and 
frequency variation, harmonics, etc.), and demand response (turning off part of load from order of the 
grid operator while using ES to take over the supply of this load). It also can be in service of primary 
reserved power (to maintain grid frequency), secondary reserve power, reserved capacity (in case the 
normal electricity supply resources become unavailable), Grid stability & performance/ Ancillary 
services to support transmission, time-shift (storing and selling during off-peak and on-peak period), 
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and peak-shaving, for generation side [46]. From the technical point of view, the function of utility 
application or period of energy storage in service can be one of the criteria to classify energy storage 
system, which are: power quality (to ensure the quality of power; for a few seconds), bridging power 
(or buffer and emergency storage; to ensure service continuity; for seconds to minutes), and energy 
management (to decouple synchronization between power generation and consumption) [43], [49].  
  As a matter of fact, one of the general applications of energy storage is time-shift. When 
energy storage is applied for end user application, it is called load levelling [32]. During low demand 
or off-peak period, energy storage is charged and then is discharged to cope up with the peak demand 
during on-peak period (high price of electricity). This application of energy storage is called energy 
arbitrage when energy storage is connected at generation side. Energy is charged during cheap 
electricity price and exploited at a higher price. Furthermore, energy storage can be used in primary 
frequency control as an ancillary service because of its fast time response  [32], [51]. 
Hybrid energy storage system has also been proposed in some studies. As energy storage is 
needed to guarantee the stability of power system; it therefore should be characterized by both high 
energy and power densities. However, there are none mature technologies of energy storage having 
both two characteristics. Such hybrid energy storage system, with combination of battery and 
supercapacitors or flywheels, mostly used for transportation have been studied for micro grids [15]. 
Adding of the other energy storage will coordinate in regulating imbalance of power, increases its life 
cycle as well as reduces power losses but undoubtedly induces higher economic cost. Hybrid energy 
storage system with VRB battery is used in power system from wind energy. Depth of discharge 
(DoD) of VRB is decreased and power losses of energy storage system are then reduced [15]. Hybrid 
energy storage (Fuel cell plus battery plus supercapacitor) is proposed for residential demand to 
compensate PV [55] in order to reduce the size of reversible fuel cell and battery. 
1.4.2.2 Applications for micro power systems 
Many studies have proposed various different strategies for energy storage in micro power 
system. Two principal applications of energy storage in micro grids are power quality for system with 
renewable energy and in service with it. For system without renewable energy impact, energy storage 
maintains the stability in both frequency and voltage after transition from connected mode to islanding 
mode [12], [56]. It can support the thermal plant in frequency regulation during islanding micro grid. 
It has been proofed that energy storage is a relevant source for replacing or reducing some production 
of diesel generators in order to reduce the emission of CO2. Past studies and current projects of energy 
storage in frequency regulation in micro grid (in both grid connected mode and islanding mode) are 
summarized in [19]. As having mentioned earlier that energy storage technologies used in micro 
power system are: battery, flywheel, supercapacitors, and fuel cells. The selection relies on application 
criteria and their characteristics accomplished with the feasibility. For instance, fuel cell is not widely 
used because of its expensive investment cost [11]. Flywheel has been used in micro grid for primary 
and secondary frequency controls in order to avoid load shedding because of its fast response [57].  
For micro grid with renewable energy, energy storages has been considered as a mean to 
increase the ratio of renewable energy integration while maintaining a high quality of reliability by 
keeping the balance between power production and demand [11], [31], [32], [46], [58], [59]. Energy 
storage coordinates to smooth power of renewable energy and make it as a constant power source.  For 
instance, a battery of 50kW-150kW is installed in a small micro grid which consists of diesel 
generator of 70kW, photovoltaic, and load to compensate imbalance of active power [34]. 
In case of fragile isolated micro power system, energy storage is a very promising production 
source in remote isolated areas,  for regulating and increasing the quality of the current (constant and 
continuous voltage), for renewable applications [49]. Mostly energy storages is installed in rural area 
with small micro grids (100-800kW) to guarantee the stability according to variation of renewable 
energy power [60]. All examples of islanding microgrids presented in Table 1.2 have renewable 
18  Chapter 1: Problematic of microgrids 
   
18 
 
energy but energy storage is needed only in some projects. As having mentioned earlier, thermal plant 
can guarantee power quality and stability for some penetration rate of renewable energy. To increase 
the capacity of renewable energy and/or decrease thermal energy production for environmental 
reasons, energy storage is an appropriate source.  
Table 1.2: Current isolated microgrids with renewable energy [11], [22], [23], [61], [62] 
Microgrids 
project 
Site 
Energy mix 
thermal Wind Solar Other production 
Energy 
storage 
Verve Energy’s 
Bremer Bay wind 
diesel system 
Australia 1.3MW 660kW - - - 
Cape Verde wind-
diesel systems 
Cape Verde 
Island 
4-12MW 
600-
900kW 
- - - 
Lan Island Project Thailand 500kVA 200kW 60kW - - 
Power Corp Flores 
Island microgrid 
Portugal 600kW 600kW - 
Hydroelectric 
1.48MW 
- 
Gauloupe 
microgrid 
France  382MW 27.4MW 52MW 
Hydroelectric 
837MW 
Other renewable 
energy 15MW 
- 
Gayane microgrid France 131MW - 1.5MW 
Hydroelectric 
114MW 
Biomass 2MW 
- 
Kythnos 
Microgrids 
Greece 5kW - 12kW - 5kW 
King island 
Microgrid 
Australia - 2.45MW 110kW - 1MWh 
Miyako project Japan 300kW - 750kW - 3.058kWh 
 
Generally, in isolated microgrids with energy storage, renewable energy is the dominant 
production source. In Kythnos microgrid, droop frequency control is applied to battery and SoC 
limitation is also applied. Whenever the SoC is too low, some loads have to be disconnected from the 
grid or diesel generator has to be in operation. The production of PV is limited if SoC of energy 
storage is very high or it is already fully charged. For Miyako project, energy storage is a dominate 
source of power balance or frequency regulation which will be explained in the following topic.  
1.4.2.3 Sizing of energy storage 
Another important question of installation energy storage in micro power system is its sizing. 
Installed power and energy of energy storage is designed based on different proposes. If energy 
storage is installed in load levelling application, energy storage has to be dimensioned by the peak 
load power and power production maximal. However, sizing of energy storage is done project by 
project and normally overdesigned. Sometimes economic approach is taken into account in sizing of 
energy storage [50], [51].  
Furthermore, sizing of energy storage can be determined according to penetration rate of 
renewable, in case that energy storage is in service of ensuring stability and energy quality of system 
with renewable energy. For example, energy storage is dimensioned according to penetration rate of 
wind energy [63]. If the total power of conventional generator is much over installed power of wind 
turbine, wind turbine becomes passive generator of which energy storage is not needed. If 50% of 
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production is wind energy, sizing of energy storage relates to power rated of wind turbine. Finally, if 
wind power plant is the main production source, energy storage has to be designed according to the 
capacity of the micro grid. In [64], power rated of energy storage is defined from power maximal of 
photovoltaic. Moreover, sizing of energy storage and photovoltaic is designed according to frequency 
deviation and environmental constrain (emission of CO2) [34]. Overloading characteristic has been 
used in [65] to minimize power installed of energy storage (low investment cost) in islanding 
microgrids for primary frequency control (SoC is taken into account). 
1.4.3 Energy storage system for primary frequency control in isolated micro grid  
Control strategies of micro-sources and energy storage system has then an important role to play 
on  the stability of micro grid [20]. Energy storage cannot be directly connected to the grid; an inverter 
is necessary for interfacing. Power electronic instruments are used to control the participation of 
sources in maintaining the stability of micro grid. Energy storage device coordinated with the power 
electronics devise is called Energy storage system (ESS). The participation of ESS or power reference 
is calculated from different strategies of frequency control. There are many strategies proposed for 
ESS. Some studies have not taken renewable energy into account but ESS is installed to coordinate in 
frequency regulation of diesel generator and improve frequency response [19]. As the time response of 
diesel generator is large [12] which profoundly affected the variation of the system frequency. Impact 
of renewable energy on system frequency has been analyzed and proofed to be reduced by ESS in 
some studies [66], [67].  
1.4.3.1 ESS is the main source of frequency regulation 
This strategy confides the diesel generator to operate at constant power or not supply energy, 
and the renewable energy is acts as the main production. ESS plays an important role in frequency 
regulation by balancing power production and demand. For instance, a hybrid Photovoltaic-Diesel 
power generation system has been operated since 1994 at Miyako Island, Japan [68], [69].  
 
Figure 1.9 Production powers and loads during two days of Miyako Island project 
The mixed energy of this system is: photovoltaic (PV) 750kW, Diesel 300kW, and Battery 
3.058 kWh. The average power of load is 90kW and peak load is 200kW. The photovoltaic production 
is twice of diesel generator. Therefore, PV is the main source of production and battery is in service to 
maintain constant power production. Diesel generator is an auxiliary source which operates during 
critical situation. In normal operation, summation of power of PV and battery equals to power of 
loads. During the day (see Figure 1.9), the energy storage system absorbs energy if the power of PV 
more than the power of loads. Whenever there is no solar energy (during night), energy storage system 
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will supply energy until its SoC is below the limit. Diesel generator will then be turned on to supply 
power to loads and also for charging energy storage. Battery will be charged when the SoC of battery 
is below 20 % until its SoC is over 30 %. The diesel will merely operate at night if it is sunny during 
the day. It seems that diesel generator may consume much more fuel as it has to operate at high power. 
However, this study claimed that the fuel consumption of diesel generator (l/day) for both load supply 
and battery charging is smaller than in case that diesel supply only load power (battery will be charged 
by PV) because the diesel generates power for both load supply and battery charging less frequently.  
1.4.3.2 Classical primary frequency control (droop characteristics) 
Droop characteristic in topic 1.2 is applied to energy storage system in order to coordinate with 
diesel generator in limiting frequency variation [37]–[39]. The rated power of energy storage system is 
designed from the power rated of diesel generator, and droop value of diesel generator and of energy 
storage system [38]. Participated power of energy storage system in frequency regulation depends on 
the maximum power variation of load, droop value and its rated power. Therefore, energy storage 
system capacity has to be large enough in order to reduce the frequency variation. 
1.4.3.3 ESS as impulse source 
Another sizing of energy storage system method has been proposed [19]. Frequency variation is 
limited by injecting entire power of energy storage during several times after disturbance as shown in 
Figure 1.10. Energy storage system acts as an impulse energy source. Dynamic frequency equation in 
function with parameters of diesel generators (droop value, time responses) and parameters of power 
system (inertia equivalent, and load damping constant) has been proposed and are used to calculate the 
maximum frequency variation after imbalance between production and demand. Load power variation 
is the critical situation which is used in design. Energy storage system is dimensioned to reduce this 
maximum frequency variation to a specific value.  
The participation of energy storage system which depends on frequency variation which can be 
divided into three zones: below 0.05Hz, between 0.05Hz and 0.2Hz, and over 0.2Hz [70]. Energy 
storage system will not participate in frequency regulation for frequency variation below 0.05Hz. 
Power of energy storage system is defined from droop characteristic for frequency variation between 
0.05Hz and 0.2Hz. Finally, energy storages will supply or absorb at the full device rated power for 
frequency variation over 0.2Hz. Consequently, the optimal size of energy storage is calculated in 
accordance to this strategy and SoC limitation [70]. 
      
(a) (b) 
Figure 1.10 (a) Frequency response (b) Active power of energy storage for energy storage as impulse source in [19] 
1.4.3.4 Robust control for frequency regulation by ESS (H infinity controller) 
To limit frequency deviation, the time response of frequency should be as small as possible. 
From the classical droop frequency control, derivative part of frequency should be taken into 
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frequency control consideration in order to improve the time response. Proportional and Derivative 
controller (PD) is applied; however, gains of this controller are quite difficult to find with the 
achievement all desired performance. When derivative gain is increased for better good transient 
response, some oscillation occurs in the response and system is more sensitive against the 
measurement noise. H infinity controller is then applied to ESS and/or diesel generator for fast 
frequency response and low frequency variation as illustrated in Figure 1.11(a) [71], [72]. H infinity 
controller is a robust controller and is calculated by compromising all the desired performances (such 
as good reference tracking, robust to measurement noise, reject disturbance, etc.). Desired 
performances (specifications of frequency) are fixed by the weighting function in controller design. 
The limitation of energy storage which is State of Charge (SoC) can also be considered in the robust 
controller design. H infinity controller has been proofed to be robust against measurement noise of the 
measured frequency. In this study, system frequency is faster and has smaller deviation than the 
classical droop and PD controller (with various derivative parameters (kd1)) as illustrated in Figure 
1.11(b). In conclusion, energy storage control system has to be robust to measurement noise.  
1.4.3.5 Filter strategy 
According to characteristics of power fluctuation of wind energy and characteristics of system 
frequency in [40], [41], [66], participated power of ESS can be defined by output of high pass filter of 
wind power. Cut-off frequency is defined from power system characteristics. Power of wind is 
smooth, so frequency variation is small as illustrated in Figure 1.12. Capacity of ESS is defined from 
the rated power of wind energy and the maximum variation of wind power [66]. 
  
(a)         (b) 
Figure 1.11 H infinity controller for ESS 
  
(a)         (b) 
Figure 1.12 (a) Pre- and Post-filtered (with ESS) powers of wind farm at different wind directions (b) System frequency 
response of system without (pre-filtered) and with ESS (filtered) according to wind power variations for steam unit, hybrid, 
and hydro units power system [40] 
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1.5 Conclusion 
Micro grids are a fascinating power system which is increasingly installed especially in rural and 
remote area or island. Renewable sources play an important role in these grids. The stability and 
reliability of isolated microgrids are significant issues. In current grids, penetration rate of renewable 
energy has already reached its limitation. Many studies and projects try to increase the renewable 
energy capacity (goal is reaching 50% of penetration rated). Generally, thermal generators like gas 
turbine plant or diesel generator which are the main sources for frequency regulation have to increase 
their capacity and production level in order to maintain the frequency stability of isolated micro power 
system. While the greenhouse effects from power plants exhausted fume emission has become an 
international concerning issue. Other production source like energy storages is a very relevant source 
to maintain frequency stability because of its characteristics and no CO2 emission. 
There are many strategies of frequency regulation proposed for energy storage system as having 
mentioned earlier. Mostly control strategies are based on power variation of load or loss of generation, 
which is the step power variation, and some control strategies have been defined from analysis of wind 
power fluctuation. However, there are very few studies on the impacts of power PV variation on 
system frequency. Only characteristics of intermittent signals (irradiance and power) have been 
analysed [73]–[79]. Therefore, in the following study, power signals of photovoltaic are studied and 
linked to system frequency variation. Control strategy and sizing of energy storage system will be 
defined according to the power variation of PV in order to limit frequency variation as well as 
maintain frequency stability.     
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2.1 Introduction 
The utility system operators and planners need to understand the effect of fluctuating power on 
system regulation and stability. Without high-frequency power data and realistic power plant models 
to analyze the problem, utilities often rely on conservative assumptions and worst-case scenarios to 
make engineering decisions [80]. The data of intermittent sources like power, irradiance, and wind 
speed are studied in time and frequency domains in order to know their characteristics of fluctuation 
which are helpful to save cost and avoid problems from power fluctuations. Objective of this study is 
to find an appropriate method to study the photovoltaic production power that can be related to the 
issue of frequency variation. Knowing characteristic of power fluctuation could then be useful to 
maintain frequency stability. Furthermore, this study would be useful to design the size and the control 
strategy of energy storage devices later. Various methods to analyze power of photovoltaic in both 
time and frequency domains are applied to real power PV signal. Firstly, all data analysis methods are 
summarized. Then, power data in function with time is studied with a statistical approach to calculate 
average value, variance, and standard deviation. A second method will study power data using a 
probabilistic approach to find out the possibility of occurrence of each situation. Then, signal is 
analyzed into the frequency domain by Fourier transform for spectral analysis. Finally, each method is 
compared and linked to frequency variation problems. 
2.2 State of art 
Data analysis is important and useful in many fields such as, social science, psychology, 
science, etc. Data analysis permits to study what happen in the past and also forecast for the future. 
Raw data contains much information but it is difficult to understand without interpretation. 
Interpretation or analysis data is needed to present or summary raw data in a meaningful way. Six 
steps of data analysis enable us to understand the nature of the problems, deciding what and how to 
measure them, collect data, allow data summarization and preliminary analysis, formal data analysis 
and interpretation of  results [81]. 
In renewable energy study, data of intermittent sources such as: power, irradiance and wind 
speed are studied in time and frequency domains in order to analysis its characteristics which could 
help to find model of their intermittency, and to protect our power system according to its variation. 
There are many methods for intermittency study but each method will be appropriate for a particular 
objective.  
The statistical approach is used by the National Renewable Energy Laboratory (NREL) to study 
high-resolution (1-hertz [Hz]) wind power output data from large wind power plants in various 
regions. The objective of this project is to systematically collect actual wind power data from large 
commercial wind power plants so that wind power fluctuations, their frequency distributions, the 
effects of spatial diversity, and then the ancillary services requirements can be analyzed [80]. This 
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project analyses the power deviation by calculation with step changes and with ramping rates. The 
histograms of power deviation with different calculation are then analyzed. The power deviation with 
step change gives information of power deviation with fixed time scale. The power deviation with 
ramping rate is the calculation between optimum points. Besides, the rate of change of power 
deviation by ramping rates is calculated by (2.1) where P (j+1) is the optimum actual power, P (j) is 
the previous optimal power, t (j+1) is the actual time at which P (j+1) appears, and t (j) is time at 
which P (j) appears. 
Rate of change of power deviation (j) = [P (j+1)-P (j)] / [t (j+1)-t (j)]  (2.1) 
The rate of change  of power deviation by ramping rate is also proposed by [82] for analysis of 
irradiance data of solar energy. The histograms of irradiance data and ramps of irradiance (or clearness 
index) over a period of time are analyzed.  Furthermore, the auto covariance and autocorrelations in 
the time series of clearness index and of ramps of clearness index are calculated. 
The change in irradiance level (∆R (j)) of duration ∆t(j) is calculated by (2.2), (2.3) where R(j) 
is the optimum irradiance value at time t(j). Sequences {(∆R (j),∆t(j))i} are obtained and then, the 
bivariate histogram of {(∆R (j),∆t(j))i} is plotted. The x-axis is the change in irradiance level ∆R (j), 
the y-axis is the duration ∆t(j) and the z-axis, number of occurrences.     
∆R (j) = R (j+1)-R (j)  (2.2) 
∆t (j) = t (j+1)-t (j) (2.3) 
The statistical approach is also used to study the irradiance of solar energy in [83]. Ramp rates 
of 1 minute are defined as the absolute value of the difference between the instantaneous power of PV 
at the beginning and at the end of a period of 1 minute. Different time scales of ramp rates are also 
used such as one second ramp rates, ten seconds ramp rates, one minute ramp rates and ten minutes 
ramp rates. The ramp rates or rates of change of power in this study are not calculated by power 
deviation between optimum points. This approach shows the power deviation of different time scales. 
The ramp rate values are highly dependent on the time range used to determine the scalar ramp rate. 
The annual ramp rates are compared with the annual ramp rates of power system equipped with energy 
storage. The statistic values are calculated from data of clear day and variable day. The calculation of 
the ramp rates based on the moving average is also taken into account. This study proposes to limit the 
output power of PV at 50% of its rated value. The results show the significant reduction in larger ramp 
rates due to this limitation of power. Furthermore, the power fluctuation with limiting power at 50% is 
applied to power system to study the frequency fluctuation. The frequency response is in the 
acceptable range by applying limit power to photovoltaic. Irradiance signal is analyzed to estimate the 
impact of meteorologically induced irradiance fluctuation on distribution networks with PV power 
generation and to evaluate the smoothing effect by statistical and probability approach [84], [85]. 
Standard deviation of power data is computed in [85] to be related to the largest power fluctuation.  
Other methods for characterizing the intermittency of renewable, for instance analysis in 
frequency domain, are also proposed. The Fourier transform or the wavelet transform are then applied 
to the recorded data [86], in order to evaluate the smoothing effect. These two methods are applied to 
classify the fluctuation characteristics of one individual site and nine average sites for different 
weather, such as: a clear weather day, a cloudy after fine weather day, a slightly cloudy sky day, and a 
rainy weather day. Irradiance data are measured every 1 min. Moreover, [87] used wavelet transform 
for estimating the impact of meteorologically induced irradiance fluctuation on distribution networks 
with PV power generation. The power spectrum is used to calculate the average spectrum in order to 
identify each signal. Wavelet transform is also applied to irradiance to study smoothing effect [77]. 
Wind power is also analyzed in frequency domain by power spectrum [88].  The wind power is 
measured at every one second for several months. The power spectrum of wind can then be separated 
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in 4 regions: upper limit, linear (exponential in frequency), low pass filter and noise floor. The linear 
region is then identified to a variation law according to 𝑓𝛼 (in [88], α has been identified to -5/3). 
Power of large PV plants (4.59MWp) is analyzed using a statistic approach and in frequency 
domain [89]. Power data are collected for 2 years with a sampling of 1 min and for 2 months with a 
sampling time of 10s. The power spectral density (PSD) is used to analyze the fluctuation of large PV 
and compared to small PV and wind turbine. The power spectrum of power PV has linear region for 
frequency more than 2x10
-3
 Hz. The power spectrum of PV is flatter than wind turbine. It can be 
implied that the magnitude of fluctuation in 10 min and up to several hours of PV is larger than wind. 
The irradiance and power of PV are analyzed in frequency domain to find a correlation [74]. In 
this reference, data are acquired during 1 year with a sampling time of 1 s. The power is equivalent to 
the irradiance signal passing through a low pass filter. The cut-off frequency of this filter depends on 
the peak power and area of PV. The larger the maximal power of PV or area is, the smaller the cut-off 
frequency is. So the fluctuation of large PV is mostly in the low frequency region. Intermittent signal 
is analyzed in frequency domain by power spectrum [86], [88], [89].  The power spectrum of PV is 
flatter than wind turbine [89]. The magnitude of fluctuation in 10 min to several hours of PV is larger 
than wind energy. The compensation of variation of PV is taken into account in this frequency region 
for large PV. 
Not only intermittent signals are characterized in the literature, their impacts on system 
frequency are also studied. Impact of power variation of wind energy on the system frequency is 
analyzed in the frequency domain in [41], and [66]. The spectral analysis is applied to power signal for 
periods of 10 min and sampling time of 1 s. The variation of signal is then characterized by the 
Fluctuation Harmonic Content (FHC). FHC specifies the intensity of the power fluctuations over 
particular frequency regions [66]. Frequency regions of fluctuations can be separated into 3 zones: low 
frequency (below 0.01 Hz), medium frequency (0.01-1Hz), and high frequency (above 1Hz). The 
frequency of fluctuation in low and medium frequency has an impact on the system frequency. The 
high frequency of fluctuation is filtered by the equivalent inertia of the power system. Statistic 
approach is also applied to analyze insolation in [90]; then, the estimation of power fluctuation of high 
penetration PV and for analyze the impact of power fluctuation on load frequency control. 
In conclusion, there are various methods to treat and analysis some data. Each different method 
is appropriate for a particular objective. According to our objective, three methods (statistical analysis, 
probability approach, and spectral analysis) are selected. Power signals of PV are analyzed in time 
domain for two information; amplitude and time duration of fluctuation, and in frequency domain for 
characterizing frequency characteristic of power variation. 
2.3 Studied PV data  
Analysis methods presented in previous section are applied to real power PV signal. The 
sampling time of intermittent data recorded is quite important, some studies using large sampling time 
(i.e. low sampling frequency) between 1 to 10 min in [66], [86], [89]. Some studies used high 
sampling frequency or several seconds (1-10 seconds) in [66], [74], [80], [88], [89]. Low sampling 
frequency is normally useful for study of several months or several years data in order to characterize 
global information of intermittent source. On the contrary, high sampling frequency is quite proper to 
distinguish different signals. In our study, high sampling frequency is needed to study impact of power 
variation on system frequency.   
The power data of solar energy have been recorded on PV plants in three different location in 
France: north of Orange in the Vaucluse department (called later as the PV plant #1), north of Poitiers 
in the Vienne department (called later as the PV plant #2), and west of Arles in the Bouches du Rhône 
department (called later as the PV plant #3). PV plant #1 is located in Orange city which is on south-
east of France. Poitiers (location of PV plant #2) locates at central of France. Finally, Arles (location 
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of PV plant #3) is a city in the south of France. 
These three PV plants have different rated power. The power data of PV plant #1 have been 
recorded on a PV plant of 250kW during 24/08/2011 to 30/11/2011 with a sampling time of 5 seconds. 
A rated power of PV plant #2 is 10kW. And the data during one year of this plant have been recorded 
from 11/2010 to 09/2011. Finally, photovoltaic productions of PV plant #3 have been recorded on a 
PV plant of 190kW during 11/2010 to 09/2011. 
2.4 Analysis methods 
In our study, three different approaches have been studied on real PV data: statistical analysis, 
probability approach, and spectral analysis are chosen. Actually, statistical analysis and probability 
analysis can be grouped together. In this study, statistical approach is a method to process raw data 
directly. But for probabilistic approach, power deviation for various step times is computed from raw 
data. The frequency distribution and the maximum value of these power fluctuations are then 
investigated. 
Global information of each analysis is presented and analyzed towards their impact on grid 
frequency variation. Methodology of each strategy is described. Each analysis is based on several 
indicator linked to fluctuation. Then, the indicators linked to the statistical analysis and the probability 
approaches are the standard deviation and the frequency distribution of power variation respectively. 
Fluctuation Harmonic Content (FHC) and the average spectrum are indicators of fluctuation for 
spectral analysis. Firstly, all data of full period and monthly period are analyzed. This allows us to 
study global characteristics of the studied photovoltaic plant. Then, power data for daily period is 
studied. Finally, we will try to distinguish different fluctuation signals and link them to frequency 
variation issue.  
2.4.1 Statistical analysis 
Statistic tool is simple and well known to analyze large time domain data in many domains such 
as environmental sciences, social science, business, etc. This tool is used to summarize or interpret 
large data into simple and few values. Representing large data into one value can cause loss of some 
information; however, it depends on application or data interpretation. Basic statistical values are the 
mean, the median, the standard deviation and the variance. Mean and median values are parameters to 
measure a central tendency [91]. Mean value (?̅?) is the arithmetic average of a distribution of data or 
the ratio between the sum of all data and the total number of data in (2.4) where Xi is data, n is series 
number of data (1 to N) and N is the total number of data. Mean value is commonly used to represent 
data because it is simple but it is a too rough summary of them. It does not give information of how 
spread out of data (variance) or if this mean is high or low value, etc. [91]. 
?̅? =
∑ 𝐗𝐢
𝐍
𝐢=𝟏
𝐍
 (2.4) 
𝐕𝐀𝐑 =
∑ (𝐗𝐢−?̅?)
𝟐𝐍
𝐧=𝟏
𝐍
 (2.5) 
Therefore, measurement of variability is also examined to complete the data analysis. Three 
mostly used indicators to determine dispersion of data are the range, the variance and the standard 
deviation. Range is the difference between a maximum and a minimum value of data, but it will not be 
used in this study. Variance signifies dispersion or variability of distribution [91], [92]. If the variance 
is equal to zero, it means that all data are identical. The square of difference between each data (Xi) 
and its average is divided by the number of total data defines the variance (denoted VAR in (2.5)). 
Generally, this parameter is not used as a stand-alone indicator for dispersion but it is used as a step in 
the calculation of other statistics [91]. The square root of variance corresponds to the standard 
deviation (SD in (2.6)), that is a famous indicator to determine variability of data because it signifies 
how far away data evaluate from their average value with the same unit as studied signal. For example 
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if a power signal in kW is analyzed, the SD of signal is expressed in kW too. Besides, SD can be 
normalized by the average value (SD/?̅?) to compare variation of signal whose average is different. 
The reliable data depends on accuracy of raw data and number of data. 
𝑺𝑫 = √
∑ (𝑿𝒊−?̅?)𝟐
𝑵
𝒏=𝟏
𝑵
 (2.6) 
2.4.1.1 Statistical analysis methodology 
Firstly, power data in time domain for three months duration are analyzed. Then, monthly and daily 
power data are analyzed. Power average (Pav) and standard deviation (SD) for each time length are 
calculated in (2.7) and (2.8) where P(n) corresponds to the collected data for the n-sampling data and 
N is the total number of data (for three months period, for each month, for each day). Power data of 
PV for a one day period is illustrated in black line in Figure 2.1. The average power (Pav) is in red line 
to represent the global power production and standard deviation of power data in blue line signifies the 
variation of power from its average. 
𝐏𝐚𝐯 =
∑ 𝐏(𝐧)𝐍𝐧=𝟏
𝐍
 (2.7) 
𝐒𝐃 = √
∑ (𝐏(𝐧)−𝐏𝐚𝐯)𝟐
𝐍
𝐧=𝟏
𝐍
 (2.8) 
 
Figure 2.1 Power distribution of PV for one day with its average value and standard deviation 
   
 (a) (b) 
Figure 2.2 Power deviation from reference signal (a) Power of PV signals (b) Power deviation from reference signal 
 ∆Ppv = Ppv – Ppv_ref (2.9) 
SD∆ = √∆Ppv
2 N⁄  (2.10) 
 
Figure 2.3 Standard deviation from reference signal 
 
Figure 2.4 Perfect power PV distribution on 18/09/2011 
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These two simple statistic values can help to interpret data but they may not be suitable for our 
dynamical study. The power fluctuation that relates to the system frequency variation can be defined 
from the power reference, desired or estimated using predictability tools. As an instance, PV Power 
(Ppv, black line in Figure 2.2(a)) is compared to perfect power PV signal (Ppv_ref , red line in Figure 
2.2(a)) and power difference (denoted ∆Ppv) in (2.9) is computed and illustrated in Figure 2.2(b). 
Standard deviation of difference signal, denoted SD∆, is calculated by (2.10) ; so now this standard 
deviation (blue line in Figure 2.3) signifies how far the PV power fluctuates from the reference. The 
calculations will be done even for one-month collected data. The number of data which are out of SD 
or SD∆ limit (not in zone between blue lines in Figure 2.1 and Figure 2.3) are computed to analyze the 
number of large variation. The perfect power PV distribution (power reference) is chosen for power 
data on 18/09/2011 and it is illustrated in Figure 2.4. 
2.4.1.2 Results 
a.) Monthly analysis 
From PV signal during 24/08/2011 to 30/11/2011, the average power is equal to 54.13 kW and 
the standard deviation to 65.037kW (besides a maximal power maximal of 271.8kW and a minimal 
power of 0kW have been recorded). The average value is quite low compare to the maximal value 
because there are numerous of null power (especially during nights!). Then, the power data of each 
month are analyzed and the results are summarized in table 2.1. The percentage of data which are out 
of SD limit (not in the zone between blue lines in Figure 2.1) is also shown in table 2.1.  
Table 2.1: Power signal analysis in time domain 
Period Pav(kW) SD(kW) % Power more than SD 
24-30/08/2011 81.83 74. 6 49.52% 
sept-11 70.07 70.11 42.95% 
oct-11 52.05 64.74 32.21% 
nov-11 32.964 48.28 25.00% 
24/08/2011-30/11/2011 54.13 65.07 34.07% 
 
The average power of November is the smallest because there is less solar energy during winter 
as illustrated in Figure 2.5 (b). Furthermore, SD of PV power in November is also the smallest. This is 
linked to the least fluctuation. Power of PV in November is grouped mostly within SD so fluctuations 
are small.  
    
 (a) (b) 
Figure 2.5 PV production of PV plant #1 in (a) September and (b) November 
Power data are then compared to ideal PV power time-distribution. All results are shown in 
table 2.2. The percentage of PV power upper than SD∆ (i.e. out of limit) is also computed to signify 
the variation of signal. The results in table 2.2 show that the SD∆ for November is the highest value but 
the percentage of power upper than SD∆ of October is biggest. The signal in November has many large 
variations but they are mostly within SD∆. Whereas, variations of October are also quite large but 
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almost half of data are out of within SD∆. This signifies that PV power in October is highly fluctuated 
compared to the reference.  
Table 2.2: Results of power signal analysis in time domain (differences from reference signal) 
Period ∆Pav(kW) SD∆ (kW) % Power more than SD∆ 
24-30/08/2011 -3.95 26.87 15.14% 
sept-11 -12.76 34. 4 3.43% 
oct-11 -26. 29 51.46 42.73% 
nov-11 -40.6 66.54 18.54% 
24/08/2011-30/11/2011 -24.73 50.87 37.64% 
 
b.) Daily analysis 
The SD∆ is also calculated for each day during 4 months signal. The SD∆ of each month is 
plotted in Figure 2.6, Figure 2.7, Figure 2.8, and Figure 2.9 for each month.  Variations of PV power 
from the reference are maximal at around 100kW on 31/10/2011, 01/11/2011, 19/11/2011. Powers 
produced in August and September is less fluctuated than in October and November. In Figure 2.9, 
power deviations are quite large for almost every day in November, which is in good agreement with 
the value of SD∆ in Table 2.2. On the other hand, variations in October in Figure 2.8 are quite 
important but there are some small variations which mean a smaller SD∆ for October than those of 
November in Table 2.2. 
 
Figure 2.6 Daily standard deviation from reference signal in August 
 
Figure 2.7 Daily standard deviation from reference signal in September 
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Figure 2.8 Daily standard deviation from reference signal in October 
 
Figure 2.9 Daily standard deviation from reference signal in November 
2.4.1.3 Conclusion of statistical approach 
Statistic values can be used to represent signal for extraction of global information. Standard 
deviation, that defines variation of PV power from both average and reference signal; will be used as a 
representation of signal in the next chapter. This information will help us to classify signals and link 
them to frequency problem. In the next section, other methods are analyzed to more precisely 
characterize PV power fluctuations. 
2.4.2 Probability approach 
In the previous section, simple statistic values (mean and standard deviation) summarize the 
fluctuation of power data in one value. However, only amplitude of power deviation is obtained but 
frequency variation which also depends on time change of each variation is not considered. In this 
topic, power data situation is analyzed to quantify the occurrence and the periodicity of PV power 
fluctuation. 
 “Probability is used to quantify the likelihood, or chance, that an outcome of a random 
experiment will occur” [92]. Data can be separated into many categories. If data are distinguished by a 
number of data set, they can be classified into mono variable data (single data set), bivariate data set 
(with two variables), and multivariate data set (for two or more variable) [81]. Moreover, data can be 
categorical, or qualitative, or nominal if data are in a verbal or narrative format [81], [93]. This data 
type can be grouped and can be ordered (from least to most). Furthermore, data set can be numerical 
or quantitative or metric if data is a number where numerical operations such as addition or 
multiplication can be performed. 
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Large categorical data or discrete quantitative data can be grouped and presented in frequency 
distribution table which presents possible coincided groups with the associated frequencies and/or 
relative frequencies. Frequency is the number of times that each grouped data are presented in the 
data set. And the relative frequency is the proportion of number of occurrences to the total number of 
data set [81]; this value is then less than one. Moreover, relative frequency can be defined as 
probability of each occurrence or data grouped. Frequency distribution can be presented by table but it 
is quite difficult to understand for large amount of data groups. So it can be presented in bar charts or 
histograms. Histogram are commonly used as the best graphical diagram to represent frequency or 
probability data in statistic approach [94]. The horizontal axis of this diagram is the groups of data and 
the vertical axis is the frequency or probability of each data group.  
Moreover, the cumulative distribution is one useful parameter to interpret data. Cumulative 
distribution function (denoted F(x)) is the possibility that data (X or xi) is less than data range (x). It is 
then equals to the summation of all frequency of data (f(xi)) below data range (x) in (2.11) [92]. 
F(x) = P(X ≤ x) = ∑ f(xi)xi≤x   (2.11) 
2.4.2.1 Statistical analysis in probability methodology 
The deviation of photovoltaic power is calculated for different periods of time such as 10 
seconds, 30 seconds, 1 minutes, etc. The different time periods are used to distinguish different 
situations of PV variation because the same magnitude of power deviation can cause different 
frequency variation depending on duration of variation. For example, a power change of 100 kW 
during 10 seconds or 20 seconds will cause different occurrence of frequency variation. The different 
situations depicted in Figure 2.10 needs to be classified. If a time period of power change is less than 
the time duration specified, this peak cannot be seen. If the power deviation changes when the time 
duration rises, the power fluctuation is slow as is illustrated in Figure 2.10(a). On the other hand, if the 
value of power deviation is not changed when the time duration rises, it means that PV power 
decreases or increases rapidly and after it remains constant, even at a low value (see Figure 2.10(b)). 
 
             (a)                          (b) 
Figure 2.10 Different situation of power fluctuation 
Moreover, moving average and normal average are applied to power data to filter small 
variations of PV power which are not interesting. Firstly, the data in one day is analyzed because it is 
practical to analyze precisely. We choose to study power data for 16th September, 2011. After that, 
data of three months in 2011 (September, October, and November) are studied. Finally, the other 
power plants are analyzed. Step by step of this study are: 
1
st
 step: Treatment of data and calculation of power deviation (simulations 1 to 3 below). The 
power deviation (denoted ∆P(t)) is calculated by (2.12) for various step time (denoted 
∆t) of 10s, 30s, 1 min, 2min, 5min, 10min, and 15 min. This power deviation 
corresponds to the power difference between actual power and power measured at the 
last sampling time in Figure 2.11. 
∆P(t) = P(t) − P(t − ∆t) (2.12) 
∆𝑃𝑚𝑎𝑥(𝑛) = {
𝑚𝑎𝑥[∆𝑃(𝑡1), ∆𝑃(𝑡2)];  ∆𝑃(𝑖) > 0
𝑚𝑖𝑛[∆𝑃(𝑡1), ∆𝑃(𝑡2)] ;  ∆𝑃(𝑖) < 0
 (2.13) 
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− Simulation 1: Power deviation of photovoltaic is calculated from data recorded with 
various time durations (∆t). This is our reference analysis that gives all occurrences of 
fluctuations. 
− Simulation 2: The moving average (equation (2.14) and (2.15)) with different average 
time of average (ta) is applied to our initial data and the deviation in power is calculated 
with various time durations (∆t) from this average data. The moving average is like a 
filter. Some information will then be loosed from the first simulation. 
− Simulation 3: The average (equation (2.14) and (2.16)) with different average time (ta) is 
applied to our initial data and the power deviation is calculated with various time 
durations (∆t) from this average data. This is the same approach as the moving average 
but data are filtered with a different matter. 




1
0
1
)(
N
i
inP
N
nP  (2.14) 
n=N, N+1, N+2,… for moving average (2.15) 
n=N, 2N, 3N,… for classical average (2.16) 
2
nd
 step: Finding of the maximal power deviation (∆Pmax) with conserving the sign. The maximal 
point of power deviation for positive and negative values is searched. The negative 
values are linked to power reduction, while positive values mean increasing power. To 
find maximal power deviations in Figure 2.11, points for which power deviation (∆P(t)) 
changes its sign (positive to negative or negative to positive) are firstly searched and 
denoted as ∆P(t1) and ∆P(t2), where t1 is the first time for which power signal change 
and t2 is the last time the time before a next signal change. Next, maximal and minimal 
points are searched between ∆P(t1) and ∆P(t2) in (2.13). For example, let’s consider the 
power change variation from negative to positive at t=200s in Figure 2.11; in this case, 
∆P(t1) equals to ∆P(t=200). The next change signal is observed when t=330s, so ∆P(t2) 
is equal to ∆P(t=330). The maximal variation between ∆P(t1) and ∆P(t2) is then founded 
to 180kW (∆P(t=250)). 
 
Figure 2.11 Detection of maximal power deviation 
3
rd
 step: Plot distribution histogram of ∆Pmax. This histogram illustrates the frequency of 
occurrence of ∆Pmax for each different time. Moreover, the cumulative distribution of 
maximal or minimal power deviations is plotted. The distribution histogram and the 
cumulative distribution of optimal power deviation are then analyzed, particularly 
according to parameters as data treatment method, time duration (∆t), and time for 
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average calculation (ta). Besides, maximal values of ∆Pmax for each day (and for 
different time duration ∆t) are also analyzed for complementary information. 
Finally, the methodology can be represented on the Figure 2.12. 
  
Figure 2.12 Chart of our methodology 
For example, the power deviation is calculated and represented (in brown) in Figure 2.13(a) 
with a 2 minutes time duration from power data recorded (P, with a sampling time of 5s) in blue, 
which is zoomed in for one hour. After that, the optimal power deviation is determined in Figure 
2.13(b). Finally, the distribution histogram of optimal power deviation with time duration of 2 minutes 
for one day is plotted in Figure 2.13(c). 
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(c) 
Figure 2.13  Application of the statistical methodology (a) PV power and power deviation (with a time duration of 2 min) (b) 
Maximal power deviation (c) Histogram of maximal power deviation 
2.4.2.2 Results of probability approach 
a.) Daily analysis 
The power of solar energy is recorded in one day on 16
th
 September, 2011, as illustrated in 
Figure 2.14. Firstly, this raw data is analyzed directly without any treatment. The occurrences of 
fluctuation are separated in 3 types: the fast fluctuation, the slow one, and the loss of production (for 
long period). The impact of various time durations on different situation is analyzed.  
 
Figure 2.14  Power production on 16th September, 2011 
The time duration of 10 seconds is too small to present power variation of PV because it cannot 
distinguish different situations in Figure 2.15(a). The occurrence of fast fluctuation is well illustrated 
for time of 30 seconds and 1 minute as shown in Figure 2.15(a), but some errors can be observed for 
power deviation with a 30 seconds time duration. Furthermore, duration of fast fluctuations is 
supposed to do not exceed 1 minute.  However, these two time durations give information on small 
variations during the decreasing or increasing of power (see Figure 2.16(a)). Nevertheless this should 
be neglected. Therefore, the large power deviation (loss of power) is not shown for these two time 
durations. If the time duration period increases to 2 minutes or even 5 minutes, some occurrence is 
cancelled in Figure 2.15(b). For example, the power deviation 75 kW cannot be seen by time duration 
5 minutes. However, the occurrence of power loss or slow fluctuation is shown well by these two time 
durations in Figure 2.15(b), because the small peaks are filtered. The time durations of 10 and 15 
minutes are too long to calculate the power deviation during fast fluctuation (see Figure 2.15(c)). 
Power peaks during fast fluctuation are brought together to be one peak, so a lot of information are 
lost. For slow fluctuations, the small peaks can be also vanished as the time durations of 2 and 5 
minutes in Figure 2.16(c).  
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(a)  (b) 
 
(c) 
Figure 2.15 Zoom in the optimum power deviation for the fast fluctuation situation (during 3.68e4 to 4.05e4 seconds) with 
various time durations (a) 10 seconds, 30 seconds, and 1minute (b) 2 and 5 minutes (c) 10 and 15 minutes 
 
(a)  (b) 
 
(c) 
Figure 2.16 Zoom in the optimum power deviation for the loss of power situation (during 4.9e4 to 5.25e4 seconds) with 
various time durations (a) 10 seconds, 30 seconds, and 1minute (b) 2 and 5 minutes (c) 10 and 15 minutes 
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The frequency of maximal or minimal power deviations is summarized by histogram in Figure 
2.17. The increase of time duration causes the reduction of number of occurrence of small peaks (for 
power deviation between +/-15kW). Moreover, a time duration of 10 seconds is too small as described 
before because the large power deviation of 100 kW does not appear in Figure 2.17(a). 
The frequencies of maximal power between 85kW and 115 kW for each time duration are 
presented in table 2.3. The power between 85kW and 115 kW for time durations of 30 seconds, 1, and 
2 minutes in table 2.3 are the power deviation during fast fluctuation. The average period of fast 
fluctuation is comprised between 30 seconds and 1 minute. A lost of production of 100kW (for a long 
period) can be seen by time duration above 2 minutes. Some information of power deviation between 
85kW and 115 kW with time duration of 5 minutes during fast fluctuations is lost. Power reduction 
upper than 115 kW is represented by time duration of 10 and 15 minutes because the power deviation 
are calculated for more long time.  
 
   (a)             (b) 
 
(c) 
Figure 2.17  Distribution histogram of optimum power deviation with various time durations (a) 10 seconds (b) 1 minute (c) 
5 minutes 
Table 2.3 : Frequency distribution of maximal power deviation between 85 kW and 115 kW (different ∆t) 
 
From Figure 2.17, frequency data in histrograms for different time duration are presented. To 
collect all frequency data for different time durations into one figure, cummulative distribution is 
plotted in Figure 2.18. Time duration of 5 and 10 seconds induce loss of some information (see Figure 
2.18). The cumulative distribution function of large rising power (more than 100 kW) is quite identical 
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for time duration of 30 seconds to 15 minutes. The number of high power reductions (less than 100 
kW) can be well observed for time durations higher than 2 minutes. The time duration chosen to study 
power fluctuation is based on which situation is relevant and which occurrence should be neglected. 
Indeed, we can conclude that fast fluctuations of PV power is observed for durations around 30 
seconds to 1 minute and loss of PV is observed for at least 2 minutes durations. 
 
Figure 2.18  Cumulative distribution of maximal power deviation for various time durations  
The moving average with different average times of 10, 20, 30 seconds or 1, 2, 5, and 10 
minutes are applied to data recorded. The power data after data treatment with different average time 
are plotted in Figure 2.19. Average times of 10, 20, and 30 seconds can only reduce amplitude of 
power but they cannot filter power signal. The power data can be filtered by average time of 1, 2, 5, 
and 10 minutes but they cancel some large peaks during fast fluctuations. The peaks during fast 
fluctuations are brought together in Figure 2.19(a) and the small peaks during slow fluctuation or loss 
of production are filtered in Figure 2.19(b). Therefore, if loss of production or slow fluctuation is 
observed, a moving average with average time over 1 minute should be applied to raw power data.  
  
(a)                                                                                             (b) 
Figure 2.19 Power signal moving average for various average times during (a) 4.05e4 to 4.11e4 seconds (b) 4.95e4 to 5.08e4 
seconds 
The data with moving average is translated to power deviation for various time durations. The 
time duration is never lower than the average time; for example, if the average time is equal to 1 
minute, the time duration can be given by 1, 2, 5 or 10 minutes. There is no difference in power 
deviation values between the recorded data and the data with moving average times of 10 and 20 
seconds whatever time duration is. The distribution histogram shows that there are less small 
variations for data with moving average of 10 and 20 seconds. 
As the power deviation is studied for fixed time duration (∆t) with different average time (ta), 
fluctuations are lessen by the increase of average time. Average time of 1 minute filters power signal 
while time duration of 2 minutes is used to calculate the power deviation (and does not filter the signal 
again). But time duration of 5 minutes filters the power signal with moving average of 1 minute again. 
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Although, the moving average for small average time cannot filter the power signal, the time duration 
of 5 minutes can alleviate some small peaks during slow fluctuations. The time duration of 5 minutes 
is quite a large period so it can filter small peaks of initial signal. Therefore, this long time duration is 
not suitable to calculate the power deviation for data with moving average because it has filtered the 
signal again. Some information will be lost. For example, 3 peaks are turned to 2 peaks by the moving 
average of 1 minute to 2 minute and, after calculations, the power deviation with 5 minutes induces 
another loss of 1 peak. 
In Figure 2.20, the cumulative distribution of maximal power deviation is plotted. It can be seen 
that the increase of average average timelessens the number of large power deviations because the 
large average time has decreased the power deviation value. Figure 2.20(d) shows that average times 
of 5 and 10 minutes cause an error in power deviation calculation (as large power deviations are lost). 
So, the average average timeshould not be more than 2 minutes. Moreover, the large power deviations 
can not be seen when the average average timeis equal to the time duration. Therefore, the average 
average timeshould be less than time duration.  
Finally, data is averaged with fix window for various average times such as: 10, 20, 30 seconds 
or 1, 2, 5, and 10 minutes. The moving average and classical average with the same average time are 
applied to the same initial signals to study the impact of data treatment method. The power signals 
after treatment with the two studied methods for average time of 30 seconds are mostly identical 
except that the amplitude of power fluctuation is different as shown in Figure 2.21(a) (during 3.82e4 to 
3.97e4 seconds). For average time of 1 minute in Figure 2.21(b), one can observe several differences 
during fast fluctuations. Then, the moving average conserves some small peaks during fast 
fluctuations, even though these small peaks disappear with the classical average.  
 
                                                   (a)                    (b) 
  
                                                   (c)                    (d) 
Figure 2.20  Cumulative distribution of optimum power deviation for various average times with time duration (a) 1 minutes 
(b) 2 minutes (c) 5 minutes (d) 10 minutes 
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                                                   (a)                    (b) 
Figure 2.21 Compare signal initial with signal applied moving average and normal average for average time (a) 30 
seconds (b) 1 minute 
An average time of 10, 20 or and 30 seconds can only reduce amplitude of power variations, but 
these durations do not filter the power signal as well as the moving average. The power data can be 
filtered by average time of 1, 2, 5, and 10 minutes but they alleviate some large peaks during fast 
fluctuations. Moreover, the small peaks during slow fluctuations or loss of production are filtered. The 
power deviation calculated with the classical average has almost the same characteristics as with 
moving average. 
b.) Three-months data study 
The power data are recorded for 3 months in September, October, and November 2011. Firstly, 
power data of each month is studied. Next, the whole three months data are analyzed, with or without 
any moving average.  
  
        (a)                (b) 
 
        (c)                             (d) 
Figure 2.22 Cumulative distributions of optimum power deviation in (a) September (b) October (c) November (d) 3 months  
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The cumulative distributions of maximal power deviation for each month and during a three 
months period are plotted in Figure 2.22. The power of solar energy in November is less fluctuated 
than the power data in September and October. The power data of 3 consecutive months in Figure 
2.22(d) show all occurrences of power variations. The time duration of 10 seconds is always too small 
to characterize such different situations of power fluctuations as it has been explained earlier. Other 
time durations can characterize the occurrences of fluctuation. The time duration depends on which 
occurrence is studied (fast fluctuation, slow fluctuation, and production lost). The maximal power 
deviation in three months data is +180 kW, which occurs in September and October. 
c.) Maximum of power deviation for each time duration for every day in 3 months 
In this section, the maximum of power deviation for each time duration is searched regardless to 
the signals in order to know the most critical power variation in each day. This maximum power will 
be compared to the limitation of power variation for each time duration for defining frequency 
problem. If the maximal power deviation is over the limitation power, frequency variation will be out 
of limit. In the first study, the number of occurrences of each power deviation is computed to 
characterize the different situations of power fluctuation. Therefore, power data for one day is 
translated to the maximal power deviation (see Figure 2.23, Figure 2.24 and Figure 2.25 for 
September, October and November respectively). Maximal power deviation of short time duration is 
smaller than of large time duration. Maximum of power variation in November is the smallest in three 
months. And the maximal power deviation of 200kW at time duration 1 minute is on 19 September 
2011.  
 
              (a)                      (b) 
Figure 2.23 Maximum of maximum power deviation in September with time duration (a) 5, 10, and 30 seconds (b) 1, 2, 
and 5 minutes 
  
            (a)                      (b) 
Figure 2.24 Maximum of maximum power deviation in October with time duration (a) 5, 10, and 30 seconds (b) 1, 2, and 5 
minutes 
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         (a)               (b) 
Figure 2.25 Maximum of maximum power deviation maximum in November with time duration (a) 5, 10, and 30 seconds (b) 
1, 2, and 5 minutes 
d.) Influence of PV rated power 
The influence of the PV plant on the preceding analysis is studied in this section, according to 
the rated power of solar energy. The power data in one year are then recorded from different 
photovoltaic plants:  
- PV plant #2, with a rated power of 10kW and data recorded from 11/2010 to 09/2011, 
- PV plant #3, with a rated power of 190kW and a recording from 11/2010 to 09/2011.  
The maximal power changes (∆Pmax) for various time durations (∆t) are calculated for each 
plant. In this study, relative power fluctuation (ratio between the maximum power difference and the 
rated power (∆Pmax/Prated)) is used to compare several PV plants with different rated power. The 
summary results of number of occurrences for each maximum power variation of each plant are 
presented in Appendix I. We can see that the number of occurrence of power deviation increases when 
the rated power decreases.  
Cumulative plot of all plants for time duration of 10 minutes is illustrated in Figure 2.26. It 
shows that the number of occurrence of large power variations for small rated plant (e.g. PV plant #2) 
is upper than that for large rated power plant (e.g. PV plant #3).  
 
Figure 2.26 Cumulative distribution of PV plant #1, 2, and 3 for time duration 10 minutes 
2.4.2.3 Conclusion of probability approach 
To characterize different situation of fluctuations, time duration of 10 seconds seems to be too 
small. However, selection of time duration depends on which occurrence (fast fluctuation, slow 
fluctuation, and production lost) are relevant to the counting of occurrences of each situation. Time 
duration of 30 seconds is suitable for studying fast fluctuations. Time durations of 1 minute and 2 
minutes seem to be the most adaptive time for the study of almost all occurrences. And time durations 
of 5, 10 and 15 minutes can be used to analyze slow fluctuations and losses of production. However, 
time duration above or equal to 2 minutes can filter small peaks.  
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Sliding and classical average calculations work as filters for data signals. The calculation of 
power deviations from the recorded data and data treated with average (with or without sliding) for 
time durations of 5, 10 and 15 minutes, are identical for slow fluctuations. Large time duration can be 
assumed as filter. The average time should not be upper than 2 minutes and less than time duration. 
Finally, this section shows how to characterize any occurrence on PV power. But some 
questions have not been answered yet. For example: which situation of power fluctuation affects grid 
frequency? The following section is focused on this point. 
2.4.3 Frequency analysis of PV signals 
In the two preceding sections, signals of PV power were analyzed using a statistical approach. 
In this section, the power of PV signal is analyzed in the frequency domain in order to classify the 
characteristics of different signals. Spectrum of signal in frequency domain is obtained using the 
Fourier transform.  
The frequency domain representation describes the signal in terms of its frequency content [95]. 
A spectrum of signal consists of a DC component (spectrum at zero frequency), and a component at 
each frequency. The DC component is equivalent to the average value in time domain. For example, 
signal in Figure 2.27(a) is transformed into frequency domain as presented in Figure 2.27(b). 
Spectrum in Figure 2.27(b) consists of DC component, a fundamental frequency component (w0), a 
fifth harmonic component (5w0), and a ninth harmonic component (9w0) [96].  The signal is presented 
in frequency and time domain in Figure 2.28. 
Fourier transforms (FT) is used to transform signal in time domain to frequency domain. As PV 
signal is discrete so it can be transformed to be in frequency domain by Discrete Fourier transform 
(DFT) in equation (2.17) where x(nT) is the discrete signal in time domain, N is number of sampled 
data, F is spacing of frequency domain samples, and T is the sampling period in time domain [95]. 
                  
(a)                                                                             (b) 
Figure 2.27 (a) Signal in time domain (b) Spectral of signal (a) 
 
Figure 2.28 Signal presented in time domain and frequency domain 
𝑿(𝒌𝑭) =  ∑ 𝒙(𝒏𝑻)𝒆−𝒋𝟐𝝅(𝒌𝑭)(𝒏𝑻) 𝑵⁄𝑵−𝟏𝒏=𝟎   (2.17) 
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In our analysis, function of Fast Fourier transform (FFT) in MATLAB is used for calculating a 
DFT. FFT is a very fast and efficient algorithm for implementing a DFT [95].  DFT needs N
2
 number 
of computations but FFT requires only Nlog2N operations. 
DFT has some limitations. It is valid only in certain frequency and depends on sampling time 
and number of data. Moreover, the DFT assumes that signal is periodic. This causes a phenomenon 
known as “leakage” [95]. When signal is replicated, the discontinuity can occur. Spectral line spreads 
out over the wide frequency range. The solution is to force signal to zero at the end of the time record. 
Signal in time domain has to be multiplied to window function such as Hanning, Hamming, 
exponential, Blackman, etc. Window has to be well chosen to match our signal. In our analysis, the 
window method is not applied which is the same as [88] (analyze wind power in frequency domain by 
power spectrum). The spectrums of data with and without window methods are quite equivalent 
because, replicating our signal, no overlapping can be observed. Therefore, PV power is equal to zero 
at the end of measurement for each day.  
From literature review in the first section, the power spectrum is used for frequency analysis 
[1]–[3]. The power spectrum corresponds to the square of the coefficients of Fourier transform. 
Furthermore, the “average spectrum”, which means the intensity of the distribution of fluctuations 
during the entire day, is calculated [97]. The power spectrum is useful because the square of many 
electric component (like current (I), Voltage (V)) is homogeneous to power [96]. The power spectral 
density (PSD) corresponds to the normalized power spectrum by frequency. 
Furthermore, the Fluctuation Harmonic Content (FHC) in equation (2.18) is computed to define 
fluctuations for each frequency, where P(f) is the spectrum at each frequency and P0 is the average 
power [66]. If F is a whole range of frequency, FHC is equivalent to normalized standard deviation 
(NSD) in time domain. Large FHC means large fluctuations. 
𝐅𝐇𝐂(𝐅) =
√∑ (𝐏(𝐟) √𝟐⁄ )
𝟐
𝐟∈{𝐅}
𝐏𝟎
 (2.18) 
Firstly, studies about signal analysis of intermittent energy in frequency domain are 
summarized. Next, the Fourier transform, data and indicators are defined for our case study. Finally, 
results and conclusions are presented    
2.4.3.1 Frequency analysis methodology 
Power data in time domain are transformed to frequency domain by DFT. To increase the 
resolution in frequency domain, the number of data for DFT will be increased to be 8 times of initial 
data (adding zero to initial data by MATLAB). DC value is analyzed as it is equal to the average value 
of power signal in time domain (Pav). Then, power spectrum and average spectrum are computed. 
Average spectrum gives some indications on the fluctuations of signal. In our analysis, the average 
spectrum for frequency upper than 0.01 Hz is computed. If the average spectrum has a large 
bandwidth, the signal is highly fluctuating. On the other hand, tight average spectrum means low 
fluctuations. Finally, FHC∆ is calculated. Our FHC∆ is calculated by (2.19) without any normalization 
by average power or DC value. Only one PV production plant is analyzed. If various PV plants are 
compared their characteristics, it should be normalized by average power or rated power. FHC∆ is 
equivalent to standard deviation (SD) in time domain.    
𝐅𝐇𝐂∆(𝐅) = √∑ (𝐏(𝐟) √𝟐⁄ )
𝟐
𝐟∈{𝐅}  (2.19) 
Our frequency range for FHC∆ is separated into 2 regions for low frequencies (below 0.01 Hz) 
and “high” frequency region (above 0.01 Hz). The separating frequency is approximated thanks to the 
cut-off frequency of secondary control of diesel (around 0.02Hz for our system). Frequency of power 
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fluctuations below this value is then filtered by secondary control of diesel.  In our analysis, the 
maximal frequency of spectral is equal to 0.1 Hz for data with a sampling time of 5 seconds. 
2.4.3.2 Frequency analysis results 
The data recorded during one month are first analyzed, before studying fluctuations during one 
day. 
a.) Monthly analysis 
Spectrum in Figure 2.29 presents different peaks reported in Table 2.4. Peak at 1.25e-5 Hz 
signifies the period of signal for one day of 8e4 seconds. Other peaks are two to six times the base 
frequency of 1.25e-5 Hz. Average spectrums (for frequencies upper than 0.01 Hz) of 08/2011 to 
11/2011 are equal to 1.572, 0.52, 1.332, and 0.083 respectively. So power in November presents 
always fewer fluctuations than for other months. 
Table 2.4: Frequency at pics of spectrum 
Period Pic at frequency (x10-5 Hz) 
24-30/08/2011 1,25//2,48//3,78//5 
sept-11 1,25//2,5//4,99//7,51 
oct-11 1,25//2,5//5 
nov-11 1,25//2,48//3,78//8 
24/08/2011-30/11/2011 1,25//2,5//3,75 
 
Figure 2.29 Spectral of power data in each month 
b.) Daily analysis 
The data for each day are analyzed. Signal in time domain of August 2011 that is illustrated in 
Figure 2.30 is transformed to frequency domain by FFT as presented in Figure 2.31. FHC for high 
frequencies and average spectrum of each day are also presented in Figure 2.32 (a) and (b) 
respectively.  
Spectrums in Figure 2.31 have the same cut-off frequency. The FHC on 26/08 and 27/08 are 
much larger than other signals in August (Figure 2.32(a)).  Signals on 29/08 and 30/08 have fewer 
variations. The average spectrum has the same trends in Figure 2.32(b). It is always largest on 26/08 
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and 27/08. So we may use FHC or average spectrum to classify situations related to frequency 
problems.  
The FHC and average spectrum are computed for all signals in September, October, and 
November. The FHC in high frequency region (>0.01 Hz) of each month is illustrated in Figure 2.33, 
Figure 2.34, and Figure 2.35. The FHC in high frequency of November in Figure 2.35 is minimal and 
is maximal in October as shown in Figure 2.34. 
 
Figure 2.30  Power PV signals of four days in August 
 
Figure 2.31 Spectral of five days in August 
 
            (a)                      (b) 
Figure 2.32 (a) FHC in high frequency of each day in August (b) Average spectrum of each day in August 
10
-6
10
-5
10
-4
10
-3
10
-2
10
-1
0
20
40
60
80
100
120
140
frequency(Hz)
P
p
v
 (
k
W
)
 
 
26/08/2011
27/08/2011
28/08/2011
29/08/2011
31/08/2011
24 25 26 27 28 29 30 31
0
5
10
15
20
25
F
H
C
 (
k
W
)
FHC - AUG 2011High frequency region
24 25 26 27 28 29 30 31
0
5
10
15
20
25
30
35
40
A
v
e
ra
g
e
 s
p
e
c
tr
u
m
AUG 2011average spectrum
46 Chapter 2: Characteristics of photovoltaic power variation 
46 
 
 
Figure 2.33 FHC in high frequency of each day in September 
 
Figure 2.34 FHC in high frequency of each day in October 
 
Figure 2.35 FHC in high frequency of each day in November 
2.4.3.3 Conclusion of frequency analysis 
Frequency analysis allows us to focus on frequency of fluctuations. There are many parameters 
to study any frequency spectrum. Average spectrum and FHC are quite suitable parameters to define 
variations of signal. High and low frequency regions are separated to be linked to frequency problems 
in the following section.  
2.5 Comparison and link to frequency problem 
Three different analysis methods have been applied to power data in the previous sections for 
both daily and monthly analysis. In this topic, methods are compared and linked to frequency issue. 
Firstly, the frequency variation according to PV variation is studied.   
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Real power data of the PV plant #1 (PV plant of 250kW) with a 5 seconds sampling time are 
used as a disturbance source of isolated micro power system.  Islanding micro power system that 
consists of diesel generator of 2MW and global load of 1MW (corresponding to “Les Saintes” 
microgrid) is modeled in MATLAB Simulink. Active power of load is first assumed to be constant. 
The equivalent inertia is equal to 1 second. Frequency regulation of diesel generator is designed for 
primary and secondary frequency controls (with a droop value of 8%). The frequency response for any 
PV variation is then analyzed. Acceptable frequency range is 49.8-50.2Hz. If the frequency deviation 
from 50 Hz is always less than 0.2 Hz, it means no frequency problem. Frequency problems could be 
different if parameters of power system such as power rated of diesel, droop value of primary 
frequency control of diesel, inertia equivalent of system, etc. Then, acceptable frequency range is 
modified. 
The PV signals inducing frequency issues are:  
- for August => 2 signals : 26/08/2011 and 27/08/2011 
- for September => 1 signal : 19/09/2011 
- for October  => 5 signals : 07/10/2011, 08/10/2011, 09/10/2011, 14/10/2011, 20/10/2011 
- for November => 0 signal  
So variations of PV power in November do not cause any problem to grid frequency. The most 
critical month is October. The analysis of signal fluctuation in the following topic is linked to this 
result in order to find the relationship between signal fluctuation and grid frequency problem. 
2.5.1 Monthly analysis 
From Table 2.1, the standard deviation of November, that is the minimal value, coincides with 
the absence of frequency problem. Many fluctuations in November may be presented in low frequency 
region. So this fluctuation study has to be combined with the signal analysis in frequency domain to 
know how much variations are presented in each frequency region.  
The most critical month on grid frequency is October, but the SD and the percentage of powers 
out of limit for this month are less than for August or September. Therefore, SD signifies only that 
weather frequency is out of limit but it cannot identify impacts on frequency problem. Then, 
parameters in Table 2.2 are analyzed. Percentage over SD∆ is in good accordance with frequency 
situations for October and November, excepted in September which presents a less percentage over 
SD∆ than November. This may be caused by fast and large amplitude of variations in September but in 
few times, so these fluctuations have less impact on SD∆. The average power (Pav) and SD (variation 
from average value) can represent signal but SD∆, which means the variation from the reference signal, 
is much related to frequency problem, as power deviation which induces frequency variation is 
defined from the reference power point for which the frequency is equal to 50 Hz. So among five 
chosen signals analysis, only SD∆ will be used as an indicator of fluctuation. 
It has been indicated that parameters of signal analysis in time domain cannot be linked to 
fluctuation occurrences. It merely indicates that there is a risk to have a frequency problem. Standard 
deviation from both mean value and reference signal presents the global variation of signal but large 
frequency variations can happen at one time of large and fast fluctuations, which are neglected in SD 
and SD∆ calculations. So maximal power deviation from reference signal of each month and all three 
months are searched.  
The cumulative plots of each month data in Figure 2.21(a), (b) and (c) are analyzed. The power 
of solar energy in November is less fluctuate than the power data in September and October that 
coincides with result of normal statistical analysis and frequency problem. The cumulative distribution 
of maximal power deviation in three months period for various time durations is illustrated in Figure 
2.21(d). The power deviation for 5 and 10 seconds are smaller than others. These two time durations 
give information of fast fluctuation. When time duration increases, the calculated power deviation also 
rises up. The maximum power deviation of this photovoltaic plant is 120kW and 180 kW with time 
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duration lower and over 30 seconds, respectively. This analysis with three months period is a global 
description and it could give useful information for sizing energy storage later. 
The power data recorded during three months in time domain are transformed to frequency 
domain. Average spectrums (for frequency more than 0.01 Hz) of 08/2011 to 11/2011 are 1.572, 0.52, 
1.332, and 0.083 respectively. High average spectrum signifies high fluctuations. So PV power in 
November presents fewer fluctuations than the other months, which is in good accordance with the 
two previous studies. Moreover, FHC for high frequencies of November (Figure 2.35) is less than one 
for the other months in Figure 2.32, Figure 2.33, and Figure 2.34. Calculations of maximal power 
deviation by probabilistic approach and average spectrum by frequency analysis can be classified from 
small to large values for November, September, and October respectively, which are in agreement 
with frequency problem. 
To precise this first analysis, daily variations are analyzed in the next section. 
2.5.2 Daily analysis 
From all data, five different signals which illustrated in Figure 2.36 are studied. Signal A on 
13/09/2011 is the reference case with a PV power presenting few fluctuations). Signals B and C which 
present some fluctuations are on 06/09/2011 and 14/10/2011, respectively. The last two signals 
(denoted signal D and E) recorded on 20/10/2011 and 25/10/2011 are very high fluctuated signals. 
Power signals A, B, and E do not cause any frequency problem. Besides, frequency response of power 
signals C and D is out of limit. The most critical frequency issue is caused by power signal D. 
The SD∆ of these different signals are presented in Figure 2.37. SD∆ of power signals B and C, 
which are less fluctuated and quite similar to reference signal or signal A, are smaller than SD∆ of 
signal D and E. However, the most fluctuated signal is signal E. Then, statistical analysis cannot 
always coincide with frequency problem. This is the same results as monthly analysis. The most 
fluctuation signal by this study is signal E but this signal does not cause any frequency problem.  
 
   Figure 2.36 Studied power signal 
 
Figure 2.37 SD∆ of six studied signals 
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The distribution histograms of maximal power deviation of signal A, B, and D with various time 
durations are shown in Figure 2.38(a), (b), and (c) respectively. The increase of time duration induces  
reduction of number of occurrences of small peaks (i.e. for power deviations between +/-15kW). 
Furthermore, maximal power deviation of reference signal (A) in Figure 2.38(a) is much smaller than 
signal D in Figure 2.38(b). Large power deviations of signals B and C (which have less fast 
fluctuations) appear for time duration over 30 seconds (that corresponds to slow fluctuations). Large 
power deviations of signal D and E appear for time duration of 10 seconds because it corresponds to 
fast fluctuations. The chosen time duration depends on which occurrence (fast or slow fluctuation) is 
relevant and which occurrence should disappear. Small time duration is adapted for fast fluctuation 
analysis and vice versa for slow fluctuation analysis. 
 
 (a)  (b) 
 
(c) 
Figure 2.38 (a) Histogram of dPmax signal A (b) Histogram of dPmax signal B (c) Histogram of dPmax signal D         
Moreover, cumulative plot of signal A, B, D, and E are illustrated in Figure 2.39. Large 
maximal power deviation of signal A is very different for each step time because power deviation is 
cumulated. Power deviation of signals B, D, and E for time duration over 30 seconds are quite similar 
as shown in Figure 2.39.  
Figure 2.40 presents the maximum value of maximal power deviation (dPmax) of signal A to E. 
Signal D has the highest maximum power deviation for all time durations. Although signal C has less 
variation than signal E, the maximum of dPmax of signal C with time duration below 1 minute is 
larger than signal E. By this analysis, the largest fluctuation signal in signal D is different from 
previous study. 
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Figure 2.39 Cumulative plot of different studied signals 
Data for each day are analyzed in the frequency domain. Spectrum of each signal is then 
illustrated in Figure 2.41 and the FHC∆ in low and high frequency regions are shown in Figure 2.42 for 
each situation. We can then observe that: 
- DC value of signal E is smaller than others.  
- Cut-off frequencies of spectrum of signals A, B, and C in Figure 2.41 are quite identical.  
- FHC∆ calculated for signal A in high frequency region is closed to zero, which means that no 
fast fluctuations occurred. This coincides with signal represented in time domain in Figure 
2.36.  
In Figure 2.42, FHC∆ of signal E in low frequency region is smaller than the others and FHC∆ of 
signal D is larger than other signals in high frequency region. For future study on system frequency 
problem, the high frequency region is quite relevant. Therefore, the most fluctuated signal by this 
analysis is signal D, which is in good agreement with the probabilistic analysis. 
 
Figure 2.40 Maximum of dPmax 
Maximum power deviations of C and D are larger than the others as shown in Figure 2.40. 
Moreover, FHC∆ of high frequency region in Figure 2.42 of signal C and D are larger than the others. 
These two results coincide with frequency problem. These two power signal C and D cause frequency 
variation larger than limit. 
-5 0 5 10 15
0
0.2
0.4
0.6
0.8
1
dPmax (kW)
C
u
m
u
la
ti
v
e
 p
e
rc
e
n
t 
(%
)
signal A
 
 
-200 -100 0 100 200
0
0.2
0.4
0.6
0.8
1
dPmax (kW)
C
u
m
u
la
ti
v
e
 p
e
rc
e
n
t 
(%
)
signal B
 
 
5s 10s 30s 1min 2min 5min 10min 15min
-200 -100 0 100 200
0
0.2
0.4
0.6
0.8
1
dPmax (kW)
C
u
m
u
la
ti
v
e
 p
e
rc
e
n
t 
(%
)
signal D
 
 
-200 -100 0 100 200
0
0.2
0.4
0.6
0.8
1
dPmax (kW)
C
u
m
u
la
ti
v
e
 p
e
rc
e
n
t 
(%
)
signal E
 
 
signal A signal B signal C signal D signal E
0
20
40
60
80
100
120
140
160
180
200
M
a
x
im
u
m
 o
f 
d
P
m
a
x
 (
k
W
)
 
 
dt 5s
dt 10s
dt 30s
dt 1min
dt 2min
dt 5min
Chapter 2: Characteristics of photovoltaic power variation  51 
 
 
The signal E in Figure 2.36 seems to be more fluctuated and may be the most critical situation 
of frequency problem but frequency response according to signal E respects frequency limitations. 
However, signal C which is less fluctuated than signal E also cause frequency problem. Frequency 
problem of signal C and E cannot be explained by FHC in high frequency alone because FHC in high 
frequency of signal C is smaller than signal E. It needs complementary information from maximum 
power deviation in Figure 2.40. Maximum of the maximum power deviation of signal C is larger than 
signal E for time duration from 5 seconds to 1 minute. Therefore, signal E is much fluctuated but 
amplitudes of variations are small. On the other hand, signal C is less fluctuated but there are fast 
fluctuations with large amplitude. The few times of large power deviation are not presented in FHC or 
in the average spectrum. 
From these five chosen signals, we can conclude that if the FHC in high frequency is upper than 
15 kW, frequency deviation will be higher than 0.2 Hz (signal D). If the FHC in high frequency is 
between 5 and 15 kW, the frequency has a risk to be out of limitations (it is the case of signals C and 
E). In this range of FHC values, the maximal power deviation for different time duration has to be 
analyzed. If the maximum power deviation at time duration of 10 seconds is more than 100kW, 
frequency problem will occur (signal C). On the contrary, frequency remains in acceptable limit if the 
maximum power deviation is small (signal E). Finally, a very small FHC in high frequencies (less than 
5kW) signifies an absence of frequency problem (signals A and B).  
These results should in future studies be strengthened and maybe generalized with another data 
from several PV plants. 
 
Figure 2.41 Spectrum of studied signals 
 
Figure 2.42 FHC∆ in low and high frequency region of studied signals 
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2.6 Conclusion 
This study investigates the relationship between power fluctuation and system frequency 
variation. The standard deviation which is an indicator of fluctuation in statistical approach does not 
coincide with system frequency variation. This indicator can only notice a risk of frequency problem. 
The standard deviation presents only global information about fluctuations. But one large frequency 
problem can be caused from only one large power variation, and this phenomenon cannot be taken 
into account in the standard deviation calculation.   
Probability analysis and frequency domain analysis are applicable for the investigation of power 
fluctuation impact on system frequency. However, frequency distribution of power deviation from 
probability approach could be useful for design or sizing energy storage which will be elaborated in 
chapter 3. 
Separation FHC value is approximated from the observation in three months data. If there are 
more analyzed data, this range will change. The value to separate region of FHC depends on the 
maximum frequency deviation (acceptable range of frequency), rated power of PV, and of diesel. 
Power deviation range will be studied another time in chapter 3 to evaluate the impact of PV power 
variation on grid frequency, in order to specify the relation of this range to the parameter of islanding 
micro power system. 
For further study, frequency problem can be predicted in associate with weather forecast. Power 
variation of PV can be specified from predicted irradiance of meteorological study. Furthermore, 
Generic indicator based on PV production should be established in order to identify the risk of 
maintaining frequency, and the interest in hybridizing the main source with an energy storage system. 
Besides, Kernel methods may be quite relevant for advance statistical analysis in order to classify 
different signals. 
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Chapter 3  
Impact of photovoltaic power variations on 
system frequency 
 
 
 
3.1 Introduction 
Grid frequency is usually regulated by interconnecter synchronous generators. However, if the 
electrical grid integrates many renwable energy, the frequency regulation by synchronous generator 
can not be sufficient ever. Thus, an energy storage system (ESS) can be an interesting alternative for 
the system to garuantee the frequency stability. The question is: for which situation of fluctuation an 
energy storage would be really needed? In the previous chapter, power signals of photovoltaic 
production have been studied and several characteristics of fluctuations have been identified thanks to 
indicators and analyses in frequency and time domains. This chapter will then focus on the impact of 
various fluctuations on the system frequency.  The objectives of this study are to search for different 
critical situations of power fluctuation on grid frequency.   
Firstly, the studied power grid of “les Saintes” is modeled. Then, the transfer function between 
the grid frequency and the photovoltaic power is studied taking into account of variation of power 
system parameters. The different situations of PV power variation according to different wave forms 
(as sine, step and ramp signals) are analyzed. Finally, the design of the energy storage device is 
discussed with a closed link to the characteristics of power fluctuation.  
3.2 Grid modelling and simulated system 
The studied islanding grid in Figure 3.1 consists in a direct connection of a unique diesel 
generator, a plant of solar energy production and an agregated load. Each element is modeled using 
dynamical models, in order to study frequency stability. The global control architecture is summarized 
in Figure 3.2. In this study, the generator is modeled only by its equivalent time response which 
depends on its rated power. The load power is constant. The small or large power fluctuations of 
photovoltaic are modelled as disturbances which cause frequency variations.  
 
Figure 3.1 Simulated system representation 
 
Figure 3.2 Simulated system control architecture 
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3.2.1 Diesel generator 
Diesel generator system is constituted with a governor, fuel injection and engine, coupling shaft, 
automatic voltage regulator (AVR), and synchronous generator as illustrated in Figure 3.3(a). Only 
frequency control of synchronous generator (governor, fuel injection and engine, and coupling shaft) 
is considered. Controlling synchronous speed of generator (ωen) enables us to control power of diesel 
generator via controlling torque of coupling shaft (τm). From Figure 3.3(a), governor is turned to 
frequency control; fuel injection, engine, and coupling shaft are grouped into diesel system in Figure 
3.3(b). 
Model of diesel generator in Figure 3.3(b) is separated into two parts: the frequency control and 
the dynamic behavior of engine. Frequency control will generate power deviation reference for diesel 
generator (∆Pm
*) in relation with frequency variation (∆f). Power deviation of diesel that participate to 
frequency regulation (∆Pm) is a function of power reference (∆Pm
*
) from frequency control and 
dynamic properties of diesel engine. 
  
(a) [98] 
 
(b) 
Figure 3.3 Modelling of diesel generator 
3.2.1.1 Frequency control of synchronous machine 
As it has been already seen in chapter 1, there are three levels of frequency control: primary, 
secondary, and tertiary controls. The role of energy storage device will be only associated to primary 
frequency control in this thesis.  
Firstly, frequency control of diesel generator in this chapter is modeled with primary frequency 
control (equation (1.1)) in (3.1) where Pm0 denotes the scheduled power, Pm the actual output power, 
∆Pm
*
 the reference of power deviation, Δf the frequency variation, and sd, the droop value. Frequency 
variation (Δf) is the difference between actual frequency (f) and nominal frequency (f0 or 50Hz) in per 
unit. Besides, frequency control in equation (1.4) that presents primary and secondary control by PI 
controller is represented in (3.2) Proportional term of this controller is equivalent to primary frequency 
control, with a proportional gain Kp equals to the inverse of droop value (sd). Integral part corresponds 
to the secondary frequency control, where integral gain Ki is linked to the inverse of time response of 
secondary control. Power and frequency in (3.1) and (3.2) are expressed in per unit. 
 ∆𝐏𝐦
∗(𝐬) = 𝐏𝐦 − 𝐏𝐦𝟎 = −
𝟏
𝐬𝐝
. ∆𝐟(𝐬) (3.1)  
∆𝐏𝐦
∗ (𝐬) = −(𝐊𝐢 +
𝐊𝐩
𝐬
) . ∆𝐟(𝐬) (3.2) 
3.2.1.2 Modeling of synchronous machine 
Dynamic part of thermal generator consists of actuator, governor and turbine. The reheat stream 
turbine, non-reheat steam turbine, and hydraulic unit are studied in [1], [40]. For diesel generator, 
turbine is replaced by engine. Dynamic of diesel engine can be modelled using different ways and 
degrees of complexity. In many studies (for instance in [7], [60],and [99]), actuator is simply modeled 
as a first order transfer function and diesel engine is modelled as a time delay in (3.3), where Ta is the 
time response of actuator, and τ, the time delay of diesel engine. Moreover, dynamic part (governor 
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and engine) can be modelled as a transfer function with one pole and one zero in (3.4), where T1 and 
T2 are linked to characteristics of diesel engine [19]. To simplify the model, a first order transfer 
function in (3.5), where Tg denotes the combustion delay as presented in [61], [67], [100], is also used. 
This last model is considered to be sufficient to simulate micro turbine for grid frequency problem 
[67]. Time response of diesel generator of 500kW varies classically between 0.8 and 1 second [100]. 
∆𝐏𝐦(𝐬) =
𝟏
𝐓𝐚.𝐬+𝟏
. 𝒆−𝝉𝒔. ∆𝐏𝐦
∗ (𝒔)  (3.3) 
          ∆𝐏𝐦(𝐬) =
𝐓𝟏𝐬+𝟏
𝐓𝟐.𝐬+𝟏
. ∆𝐏𝐦
∗ (𝐬)    (3.4) 
∆𝐏𝐦(𝐬) =
𝟏
𝐓𝐠.𝐬+𝟏
. ∆𝐏𝐦
∗ (𝒔) (3.5) 
3.2.2 Photovoltaic production 
Power variation of photovoltaic corresponds to a disturbance on system frequency. Power of 
photovoltaic is first modeled in time domain using different signals. Then, the power of photovoltaic 
will evaluate from an initial value (PPV0) to a final one (PPVn) either rapidly (as a step signal) or 
continuously (as a ramp signal). Finally, the power fluctuations around the initial power (PPV0) will be 
considered with different frequencies in a sine signal. It will be modeled in the following section. Only 
simulated signals are analyzed in this chapter. Real power PV presented in Chapter 2 will be used later 
in Chapter 5 in order to validate control strategy which is defined from results of studies in Chapter 2 
and 3.  
3.2.3 Load modelling 
Active power variation of load (∆Pload(t)) can be separated into two parts, according to its 
independence (∆Pch(t)) and dependence (∆Pch_d(t)) on frequency variation as shown in (3.6) [19]. The 
active load power independent to frequency variation is constant and equals to the summation of initial 
power of generator (Pm0) and initial power of photovoltaic (PPV0). Initial means “conditions of 
frequency equilibrium”. Therefore, load power deviation ∆Pch(t) is equal to zero. Active power of load 
that depends on frequency variation is defined in (3.7), where D denotes the load damping coefficient.  
∆𝐏𝐥𝐨𝐚𝐝(𝐭) = ∆𝐏𝒄𝒉(𝐭) + ∆𝐏𝒄𝒉_𝒅(𝐭)  (3.6) 
∆𝐏𝒄𝒉_𝒅(𝐭) = 𝐃. ∆𝐟(𝐭)  (3.7) 
In [1], load damping constant is defined as the percentage of load power variation for 1% of 
change in frequency. For example, a load damping constant equal to 2 means that 1% change in 
frequency would be related to a load variation of 2%. This parameter D is classically defined by 
experience [101], [102]. However, as information about load characteristic is quite limited, define an 
appropriate value of load damping constant is actually a little bit hard. In spite of this difficulty, it can 
be defined by frequency response of real system [8]. In [10] and [11], load frequency dependency can 
be separated into two types: impedance and motor loads. Relation between power and frequency 
depends on the power factor of impedance load. For motor load type, coefficient of load dependency 
with frequency is linked to the inverse of the motor slip. If frequency decreases, power of motor load 
will then decrease. Finally, the load damping constant (D) is the summation of coefficient of power 
and frequency dependency of all loads.  
Classically, damping load constant has value ranged between 0.5 to 1 [19]. In many studies of 
frequency stability, load damping constant is even assumed to be equal to zero because this is the most 
critical situation. Large load damping coefficient means that active power of load can reduce 
frequency variations. This is relevant for the reduction of imbalance between load and generation, so 
frequency undergoes smaller variations.  
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3.2.4 Modelling of power system 
From equations (1.1), (1.2) and (1.8) to (1.10), the deviation of angular velocity in per unit (ωpu) 
can be defined as a function of source powers (diesel generator and photovoltaic power supplies, 
denoted Pm and Ppv respectively), load power (Pload) and equivalent inertia (H) in (3.8). Linear equation 
around an equivalent point of frequency deviation is presented in (3.9), using the Laplace transform. 
Frequency deviation (Δf) is then defined as a function of equivalent inertia and the difference between 
power variation of diesel generator (ΔPm), photovoltaic (ΔPPV) and load (ΔPload). 
𝒅𝛚𝐩𝐮(𝐭)
𝒅𝒕
=
𝟏
𝟐.𝑯.𝛚𝐩𝐮(𝐭)
(𝐏𝒎(𝐭) + 𝐏𝒑𝒗(𝐭) − 𝐏𝒍𝒐𝒂𝒅(𝐭)) (3.8) 
      𝚫𝐟(𝐬) =
𝟏
𝟐.𝑯.𝒔
(𝚫𝐏𝒎(𝐬) + 𝚫𝐏𝒑𝒗(𝐬) − 𝚫𝐏𝒍𝒐𝒂𝒅(𝐬))  (3.9) 
From equations (3.6), (3.7), and (3.9), the characteristic of system frequency can then be 
defined by the power unbalance between load and production (∆P), the equivalent equivalent inertia of 
the system (H) and the load-damping constant (D) in (3.10). From equations (3.2) and (3.5), transfer 
function between frequency deviation and power deviation of photovoltaic is defined in (3.11), where 
power variation of load independent from frequency part is equal to zero (∆Pch=0). Besides, if diesel 
generator participate only to primary frequency control (Ki=0), transfer function between frequency 
deviation and power variation of PV is given in (3.12). 
      𝚫𝐟(𝐬) =
𝟏
𝟐.𝑯.𝒔+𝑫
𝚫𝐏(𝐬) =
𝟏
𝟐.𝑯.𝒔+𝑫
(𝚫𝐏𝒎(𝐬) + 𝚫𝐏𝒑𝒗(𝐬) − 𝚫𝐏𝒄𝒉(𝐬))  (3.10) 
      
𝚫𝐟(𝐬)
𝚫𝐏𝒑𝒗(𝐬)
=
(𝟏+𝐓𝐠𝐬).𝐬
(𝟐.𝐇.𝐓𝐠).𝐬𝟑+(𝟐.𝐇+𝐓𝐠.𝐃).𝐬𝟐+(𝐃+𝐊𝐩).𝐬+𝐊𝐢
  (3.11) 
      
𝚫𝐟(𝐬)
𝚫𝐏𝒑𝒗(𝐬)
=
(𝟏+𝐓𝐠𝐬).𝐬𝐝
(𝟐.𝐇.𝐓𝐠.𝐬𝐝).𝐬𝟐+(𝟐.𝐇+𝐓𝐠.𝐃).𝐬𝐝.𝐬+(𝐬𝐝.𝐃+𝟏)
  (3.12) 
From equations (3.11) and (3.12), frequency variation then depends on parameters of: 
generator, power system, and characteristics of power fluctuation of photovoltaic. Parameters of the 
studied system in Figure 3.1 are presented in the Table 3.1 [19].  
Table 3.1 :  Parameter of islanding micro power system 
Diesel generator  
Rated power 1.6MW, 2MVA 
Initial power 1MW (0.5pu) 
Droop 8%  
Ki 2  
Tg 0.8 seconds  
Power min. - Max. 0.2pu-0.8pu 
Load   
Power 1.2MW (0.6pu) 
Photovoltaic (at PV plant #1)   
Rated power  0.25MW (0.125pu) 
Initial power  0.2MW (0.1pu) 
Power system   
Equivalent inertia (H) 1seconds  
Load damping constant (D) 0.12  
 
3.3 Isolated grid analysis according to parameter variation 
The impact of power fluctuation due to wind energy on system frequency has been already 
studied in [40],and [41]. The dynamic response of system frequency for a step change is then analyzed 
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in [40]. The frequency deviation linked to wind power is different because of the different types of 
turbine-governor. The reheat stream turbine, non-reheat steam turbine, and hydraulic unit are studied. 
All turbine types have a large impact in the medium frequency region. The hydro unit has a much 
larger transient frequency deviation than steam units because of its unique characteristics due to water 
inertia [1]. The impact of Automatic Generation Control (AGC) is also studied. However, it is slow 
and barely affects the transient peak value of the frequency deviation. 
Power fluctuations with various frequency have been studied with sine signal in [40]. A 
frequency of fluctuation of 0.1 Hz was the dominant frequency that caused large impact on system 
frequency. The transfer function between the frequency deviation and the power perturbation is 
analyzed. The high frequency power fluctuations are absorbed by generator inertia and the low 
frequency ones are damped by AGC. Without AGC, at low frequency of fluctuations, the gain of this 
transfer function is flat and equals to the droop [40].  
In this study, the different fluctuations of PV production are analyzed as they cause different 
effects on frequency response. So, various power fluctuations of solar energy (i.e. step, ramp, and sine 
signals) are applied to the system.   
3.3.1 Frequency analysis of isolated grid transfer function 
Transfer function between frequency deviation and power variation of PV is analyzed in 
frequency domain using Bode diagram. Only the magnitude between frequency deviation and power 
deviation is plotted in the following section. The most critical situation of frequency variation is first 
studied; then, a suitable region around the critical frequency will be defined for storage participation. 
Finally, an analysis of sensitivity of grid is proposed to analyze frequency variations. 
3.3.1.1 Critical frequency 
A zero and poles of system no secondary control in (3.12) with parameters in the Table 3.1 are -
1.25, and   -0.66 + 2.73i and -0.66 – 2.73i respectively. And zeroes of system with secondary control 
in (3.11) with parameters in the Table 3.1 are 0 and -1.25. And poles are -0.16, -0.57 + 2.72i and -0.57 
– 2.72i. Therefore, frequency system initial (without ESS) is stable because all real parts of poles are 
negative. Transfer function from (3.11) and (3.12) is analyzed in frequency domain with Bode 
diagram in Figure 3.4. The system with only primary frequency control can be assumed as a low pass 
filter. Fluctuations in high frequency are then absorbed by equivalent inertia of power system. 
Magnitude of transfer function in low frequency domain is constant at -21.85 dB or 0.08. This value is 
equal to the droop value of synchronous generator. It is well-known that frequency in steady-state does 
not return to 50 Hz with primary control. The low frequency variation is damped by secondary control 
or AGC. It corresponds to slow response and barely affects the transient peak value of the frequency 
deviation [1]. 
We can mention a particular frequency called the critical frequency (fcr), i.e. the frequency of 
power fluctuation that causes the dominant impact on system frequency. This critical frequency can be 
defined from amplitude of poles of system (3.11) or (3.12). Amplitudes of poles of system with and 
without secondary control are 2.78 and 2.81, respectively. It has been assumed that critical frequencies 
of these two different systems are identical. So, system with primary control in (3.12) is used to define 
critical frequency because of low order equation. To calculate poles of this system, the parameter AF in 
(3.13) is defined to separate real pole (for AF in positive value) and imaginary pole (for AF in negative 
value). Finally, critical frequency in rad/s is calculated in (3.14). This frequency depends on 
characteristics of synchronous generator (Tg), equivalent inertia (H), load damping constant (D) and 
droop coefficient of generator (sd). Impact of parameters on critical frequency will be discussed later.  
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Figure 3.4 Bode diagram of different frequency control of diesel 
𝑨𝑭 = (𝟐.𝐇. 𝐬𝒅 + 𝐬𝒅. 𝐓𝐠. 𝑫)
𝟐
− (𝟖.𝐇. 𝐓𝐠. 𝐬𝒅(𝑫. 𝐬𝒅 + 𝟏))  (3.13) 
      𝒇𝒄𝒓 =
{
 
 
𝟏
𝟒.𝒔𝒅.𝑯.𝑻𝒈
|−(𝟐.𝑯. 𝒔𝒅 + 𝒔𝒅. 𝑻𝒈. 𝑫) ± √(𝟐.𝑯. 𝒔𝒅 + 𝒔𝒅. 𝑻𝒈. 𝑫)𝟐 − (𝟖.𝐇.𝐓𝐠. 𝐬𝒅(𝑫. 𝐬𝒅 + 𝟏)|   ; 𝑨𝑭 ≥ 𝟎
√
(𝑫.𝐬𝒅+𝟏)
𝟐.𝑯.𝒔𝒅.𝑻𝒈
                                                                                                                                                    ; 𝑨𝑭 < 𝟎
 (3.14) 
The definition of critical frequency is used to classify worst case situation of power photovoltaic 
variation. Frequency of power fluctuation much higher than this critical frequency is filtered, resulting 
small frequency variations. On the contrary, frequency of power variation around critical frequency 
can cause very large frequency variations. Therefore, this situation is interesting for energy storage to 
limit grid frequency variations.  
From spectral analysis of PV power in topic 2.4.3, there is some power variation over 0.01Hz 
(from results of FHC in high frequency region). However, analyzed frequency of fluctuation in topic 
2.4.3 is limited at 0.1 Hz according to 5 seconds – data sampling time. Firstly, we will assume that 
there is no power variation of PV at critical frequency. However, this PV power fluctuation occurs in 
primary frequency zone which can be specified by cut-off frequency in the following topic. In order to 
study characteristic of PV power around critical frequency for further study, data sampling time 
should be lessen.  
3.3.1.2 Analysis of Bode diagram 
In this section, frequency of fluctuation is classified in several zones according to the regulation 
of system frequency. As it has been discussed in chapter 2, frequency of power fluctuation can be 
separated in three zones according to low (<0.01Hz), medium (0.01-1Hz), and high frequencies 
(>1Hz) [40]. Each frequency region corresponds to the band-width of secondary control, primary 
control and equivalent inertia of power system respectively. Secondary control of diesel generator 
filters low frequencies of power variation like a high pass filter. The equivalent inertia works as low 
pass filter. Define cut-off frequencies to separate frequency zones would be useful to define the 
interesting band-width of participation for an energy storage system. To calculate these cut-off 
frequencies, the dynamic part of diesel generator is firstly neglected in order to simplify the expression 
of the transfer function (Tg=0) in (3.15). Magnitude of transfer function in (3.12) and (3.15) are then 
illustrated in Figure 3.5. Dynamic part affects the medium frequency region which is the region of 
primary frequency control and it hardly affects the cut-off frequency. Therefore from (3.15), two cut-
off frequencies denoted wc1,2 can be calculated in (3.16). These frequencies depend on parameters of 
power system and frequency control system of diesel generator. 
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∆f(s)
∆Ppv(s)
=
s
2.H⁄
s2+
D+Kp
2.H
s+
Ki
2.H
 (3.15) 
wc = ±
D+Kp
4.H
+
1
2
√(
D+Kp
2.H
)
2
+
4.Ki
2.H
 (3.16) 
 
Figure 3.5 Bode diagram of system with secondary control (with and without dynamic part of diesel)  
From equation (3.16), low and high cut off frequencies are 0.025Hz and 1Hz. Therefore, for the 
studied islanding grid, the secondary frequency control limits frequency deviation for PV fluctuations 
below 0.025Hz. Power fluctuations above 1Hz are filtered by the equivalent inertia of the grid. 
Finally, the most critical frequency variation is situated between 0.025 Hz and 1 Hz, which is likely to 
be a suitable zone for the participation of an energy storage device. 
3.3.1.3 Sensitivity analysis of grid parameters 
Poles evolution of system with secondary control in Figure 3.6 is firstly analysis. The increasing 
of droop value (sd) does not affect to real part of poles two complex poles but it make a real pole 
increase which is risky to be in instable zone (positive real part). Inertia equivalent (H) and load 
damping constant cause the reduction of a real pole. But real part of two complex pole increase when 
inertia equivalent increases. Furthermore, time response of diesel generator does not cause any effect 
to a real pole but it cause the same effect to two complex poles as inertia equivalent. The results of two 
complex poles also validate for system without secondary control (there is no real pole). 
 
Figure 3.6 Poles evolution of system according to parameters variation 
Sensitivity of parameters of the transfer function between frequency deviation and power 
variation is then analyzed by Bode diagram. System without secondary control is firstly studied in 
order to study the impact of parameters on steady-state frequency (low frequency region). The 
equivalent inertia (H) has a great impact on the magnitude of transfer function only in high frequency 
region as illustrated in Figure 3.7. It can also be observed from Figure 3.7(b) and (c) that the droop 
value and the load damping constant have impacts on the magnitude of transfer function especially in 
low and medium frequency regions. In the low frequency region, the magnitude of transfer function is 
10
-3
10
-2
10
-1
10
0
10
1
10
2
10
3
-80
-70
-60
-50
-40
-30
-20
-10
0
M
ag
ni
tu
de
 (
dB
)
 
 
Bode Diagram
Frequency  (rad/s)
w ithout dynamic part
w ith dynamic part
60                                                              Chapter 3: Impact of photovoltaic power variation on system frequency
  
60 
 
constant and equals to the droop value (for D=0 only). Magnitude of transfer function decreases when 
load damping constant increases.   
System with secondary control is then studied. The equivalent inertia (H) has an effect on the 
critical frequency and high cut-off frequency in Figure 3.8. The constant inertia does not affect the  
low frequency region. In high frequency region, all responses have the same slop. Therefore, we verify 
that a power system with a high equivalent equivalent inertiapresents less frequency variations than 
system with low equivalent inertiafor an identical PV power variation. Next, the damping load 
constant and droop of diesel are varied. The damping load constant barely impacts the cut-off 
frequency in Figure 3.8(b). And it impacts only the magnitude of transfer function in medium 
frequency region.  
Droop value or primary frequency control parameter has the same effect on the transfer function 
as load damping constant. It impacts only on medium frequency in Figure 3.9; but the integral gain 
(Ki) has large impact on low frequency and low cut-off frequency as shown in Figure 3.9. A large Ki 
term (i.e. a small time response of AGC) increases low cut-off frequency, so bandwidth for primary 
control is smaller (secondary control takes part in some medium fluctuations).  
Impact of time response of diesel generator is also studied as illustrated in Figure 3.10. Time 
response of diesel generator barely affects to the cut-off frequencies. It casues much impact on 
medium frequency region. Increasing time response of the diesel generator will cause decreasing in 
critical frequency but magnitude of transfer function will rise up. Consequently, a large frequency 
variation of system with a large time response of diesel generator can occur. 
  
(a) (b) 
 
(c) 
Figure 3.7 Bode diagram of system (with only primary frequency control of diesel generator) with (a) different equivalent 
inertia (b) different load damping constant (c) different droops of diesel generator 
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(a) (b) 
Figure 3.8 Bode diagram of system (with primary and secondary control of diesel generator) with (a) different equivalent inertia (b) 
different load damping constant 
        
(a) (b) 
Figure 3.9 Bode diagram of system (with primary and secondary control of diesel generator) with (a) different droop value of diesel (b) 
different integral gain 
  
Figure 3.10 Bode diagram of system (with primary and secondary control of diesel generator) with different time response of diesel 
generator 
3.3.2 Time domain analysis according to PV time variations 
In order to analyze the impact of PV power variations on grid frequency, the system response is 
studied in this section without secondary control, because energy storage will assist diesel generator to 
limit frequency deviation in transient regime. Thus, different models of time variations are studied 
with step, ramp and sine signal inputs of our system. 
3.3.2.1 Impacts of tep and ramp signals on grid frequency 
PV power variation modelled with  ramp signal in Figure 3.11 can be presented in function with 
time in (3.17), where ∆Ppv(t) denotes the power deviation of PV in function with time, ∆P0 is 
amplitude of power deviation (or Ppv1-Ppv0), and ∆t is the duration of power change from Ppv0 to Ppv1. 
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Power deviation ∆P0 is negative if power fall down in Figure 3.11(a) and positive for increasing power 
in Figure 3.11(b). 
∆𝑃𝑝𝑣(𝑡) = {
∆𝑃0
∆𝑡
. 𝑡  ;   0 < 𝑡 ≤ ∆𝑡
∆𝑃0       ;     ∆𝑡 < 𝑡
 (3.17) 
 
(a) (b) 
Figure 3.11 Power and power deviation of PV in time domain (a) decreasing case (b) increasing case 
The power of solar energy decreases from Ppv0=200kW to Ppv1=100kW (or 0.1 per unit to 0.05 
per unit according to rated power 2MVA) with different durations (∆t) such as 0s (step), 5s, 10s, 
15s,…, 60s as shown in Figure 3.12(a). The frequency response is presented in Figure 3.12(b).  
The characteristics of frequency response with different durations (∆t) are presented in Table 
3.2. The rise time is duration for which the frequency response rises from 10% to 90% of steady-state 
value. The settling time is the time for which the frequency response is in the window +/-2% of the 
steady-state value. 
The duration of power change impacts the transient response of the frequency variation but the 
steady-state value of frequency is identical. The frequency value at steady state is 49.8 Hz. The 
minimum value of the frequency increases (i.e. frequency deviation decreases) when the changing 
duration increases. For 0s to 5s, the minimum frequency rises rapidly but after 5 to 60 seconds it 
barely increases. Study is also undertaken on the different amplitude of power change. The amplitude 
of power fluctuation impacts only the steady-state response. More power fluctuations are presented, 
more frequency variations in steady state are observed 
 
(b) 
Figure 3.12  (a) Power variations of solar energy (b) Frequency responses 
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Table 3.2 :  Summary results of frequency response for different time of power change 
∆t (s) f minimum (Hz) 
time at f minimum 
(seconds) 
rise time 
(seconds) 
settling time 
(seconds) 
0 49.520 0.65 0.13 6.77 
5 49.770 5.2 3.45 9.00 
10 49.790 10.2 7.86 11.90 
15 49.790 15.2 12.20 16.90 
20 49.790 20.2 16.50 21.60 
25 49.800 25.2 20.15 26.20 
30 49.800 30.2 23.80 31.50 
 
The power fluctuation is changed with different durations. The minimum frequency (in transient 
response) is plotted versus the duration for various power fluctuations in Figure 3.13(a). It can be 
observed that the minimum frequency changes rapidly for the small duration (0 to 10 seconds), but it 
changes slowly for durations more than 10 seconds for all power fluctuations. The most critical 
situation of power fluctuations for frequency variations corresponds to PV step change with large 
magnitude of power change.  Finally, the amplitude of frequency deviation in steady state is also 
plotted versus different durations of change in Figure 3.13(b). 
It can also be seen in Figure 3.14 that the maximal absolute frequency deviation evaluates as a 
linear function with the absolute power change for all durations. The equations represented relation 
between frequency variation, maximal power variation, and time duration will be specified in the 
following topic.   
The maximal frequency deviation according to PV power with ramp signal is smaller than step 
signal for the same amplitude of power variation. For the long durations (above 10 seconds), the slope 
of frequency deviation with power change is quite identical. For long duration of change, the power 
deviation should be high enough to have the same frequency deviation as the step power fluctuation. 
For example, frequency deviation 0.3 Hz is occurred by the step power variation 0.03 per unit. But 
power in ramp signal with durations above 10 seconds should be about 0.07 per unit for the same 
frequency deviation. 
Parameters of system such as droop value, equivalent inertia and load damping constant are also 
changed. The results of frequency response for variations of these different parameters are 
summarized in Annex II. When the droop value increases, the minimum frequency will fall down (the 
frequency deviation from nominal frequency (50Hz) increases) but the frequency deviation at steady-
state rises up. However, the frequency response takes more time to recover to its steady state when the 
droop goes up. 
The frequency deviation in transient response decreases when the equivalent inertia (H) 
increases. This parameter does not cause any impacts on the frequency at steady-state value but the 
frequency response takes more time to return back to its steady state for high equivalent inertia. 
The frequency deviation decreases both in transient and steady state when the load damping 
constant goes up but the frequency response takes less time to come back to its steady state value for 
high damping load constants. These results are much closed to physical interpretations of these 
parameters. 
Finally, sensitivity of these parameters is also studied for different durations of power change of 
(from 0 to 60 seconds). The minimum frequency is plotted versus the duration of change for each 
variation of parameters as illustrated in Figure 3.15(a), (b), and (c). The equivalent inertia (H) does not 
cause any effects on the system frequency for a duration upper than 20 seconds. The frequency 
deviation increases when the droop value increases or when the load damping constant decreases. 
Therefore, a power system with a large droop value and a load damping constant closed to 0 present 
high risks on frequency variations for PV fluctuations with long duration of change. 
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  (a) (b) 
Figure 3.13 (a) minimal value of grid frequency (b) frequency deviation in steady state versus different duration of change for 
various amplitude of power deviation 
 
Figure 3.14 The maximum frequency deviation versus amplitude of power deviation for various durations of change 
 
(a) (b) 
 
(c) 
Figure 3.15 Minimum frequency versus the duration of change for variation of (a) equivalent inertia(b) droop value of diesel 
generator (c) load damping constant 
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3.3.2.2 Impacts of sine signal on grid frequency 
Power of photovoltaic is assumed to be modelled as a sine signal in (3.18) where Pv0 denotes the 
initial power of photovoltaic, dP is the maximum power deviation, fPV is the frequency of power 
signal. In this study, the solar plant is supposed to produce 0.05 p.u. (100kW) (Pv0=0.05 p.u.) and the 
maximum power deviation is firstly equal to 0.05 per unit (dP=0.05 per unit). The example of power 
signal is presented in Figure 3.16. The frequency of power fluctuation (fPV) varies from 0.05 Hz to 1 
Hz, around the critical frequency. 
Ppv (t) = Pv0 + (dP*sin (2*pi*fPV*t))   (3.18) 
 
Figure 3.16 Power fluctuation of solar energy in sine signal fPV=1Hz and its frequency response 
The frequency response evaluates in sine signal as the power signal in Figure 3.16. The 
frequency can be defined as shown in (3.19) where df is the system frequency deviation from nominal 
frequency (1 per unit or 50 Hz), f_frequency response is the frequency of system frequency response, 
and phase shift is the angle shifting of frequency response from the power signal. The characteristic of 
frequency response which is presented in the following table is analyzed where fPV is the frequency of 
power variation and f_frequency calculated is the frequency of frequency response. 
System frequency (t) = 1+df*sin (2*pi*f_frequency response *t + phase shift)       (3.19) 
Table 3.3 :   Summary result of frequency response for various fluctuation frequencies 
fPV (Hz) 
frequency (Hz) df f_frequency 
calculated (Hz) 
Phase shift calculated 
max min Hz rad degree 
0.05 50.210 49.79 0.210 0.050 -0.22 -12.33 
0.08 50.22 49.78 0.220 0.075 -0.17 -9.68 
0.10 50.23 49.77 0.230 0.100 -0.36 -20.52 
0.20 50.34 49.66 0.340 0.200 -0.51 -29.23 
0.30 50.57 49.43 0.57 0.300 -0.31 -17.71 
0.40 50.96 49.04 0.96 0.400 0.05 2.7 
0.50 50.9 49.09 0.900 0.500 1.23 70.74 
0.75 50.39 49.61 0.390 0.750 1.45 83.16 
1.00 50.25 49.75 0.250 1.000 1.51 86.40 
 
From the data reported in Table 3.3, it can be obviously seen that the frequency of grid 
frequency response is identical to the frequency of power fluctuation signal. The system frequency 
deviation (df) increases when the frequency of power fluctuation (fPV) rises up until the frequency of 
power signal is 0.4-0.5Hz. While the frequency of power signal is continuously increased, the system 
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frequency deviation decreases as shown in Figure 3.17. Frequency of power PV that causes maximal 
frequency deviation is called critical frequency, studied previously with Bode diagram.  
 
Figure 3.17 Amplitude of grid frequency response for different frequencies of PV fluctuation 
 
Figure 3.18 Maximal frequency deviations versus power deviations for various frequencies of fluctuation  
The maximal power deviation (dP) varies for different frequencies of power fluctuation (fPV) 
where other parameters are kept constant. The frequency of grid frequency response and its phase shift 
are not affected by the variation of the maximal power deviation. However, the different maximal 
power deviations cause difference in amplitude of system frequency deviation which can be seen in 
Figure 3.18. Slope of frequency deviation goes up when the frequency of power signal increased until 
0.4Hz; after that, the slope falls down if the frequency of power fluctuation continues to decrease. 
These results are quit identical as those presented in for wind farms [41].  
The impact of parameters such as inertia constant (H), load dumping constant (D) and droop 
value are studied. All parameters vary for each frequency of fluctuation with amplitude of power 
fluctuation equal to 100kW. The first studied parameter is the droop value of generator, from 1 to 
10%. The maximal frequency deviation is plotted for different droop values and frequencies of 
fluctuations as shown in Figure 3.19. The frequency deviation is directly linked to the variation of 
droop value for frequencies of fluctuation below 0.4Hz. Frequency deviation increases when the droop 
value of diesel rises up for frequencies of power fluctuation below 0.4Hz. Frequency deviation is 
maximal for droop values of 6%, 3%, and 2% for frequency of power fluctuation of 0.5Hz, 0.75Hz, 
and 1Hz respectively. Nevertheless, a droop value upper than 6 % has less impact on system frequency 
at frequency of fluctuation of 0.75Hz and 1Hz. 
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Droop value of diesel generator has impacts on the critical frequency of power fluctuation. In 
Figure 3.19, the frequency of power fluctuation which causes maximum frequency variation is 
different for each droop value. For instant, droop values of 1-2% are found when the critical frequency 
is above 1Hz. While the droop value of 2%-4% are at the frequency of fluctuation 0.75Hz where the 
largest frequency deviation occurred. Critical frequency is around 0.5Hz and 0.4 Hz for a droop 
between 4-7.5% and 7.5%-10.0% respectively. 
 
Figure 3.19 Maximal frequency deviations versus droop values for various frequencies of PV fluctuation  
The impact of equivalent inertia (H) is varied from 1 to 10. The frequency deviation maximum 
is plotted for difference equivalent inertia values and frequency of fluctuation in Figure 3.20. The 
frequencies of fluctuation above 0.4 Hz cause the same tendency of frequency deviation for various 
equivalent inertias. It causes a large impact on frequency for small inertia (below 3 seconds). The 
frequency deviation is decreased by the increasing of the equivalent inertia value. But it has less 
impact on frequency for equivalent inertia more than 3 seconds. Frequency variation is identical for 
different equivalent inertia for frequency of power fluctuation 0.05Hz, 0.075Hz and 0.1 Hz. For 
frequency of power fluctuation 0.2Hz and 0.3Hz, frequency deviation is maximal at equivalent inertia 
of 2-3 seconds, and 2 seconds respectively. Low frequency of power fluctuation has more effect on the 
frequency variation than fast power fluctuation in large equivalent inertia (more than 7 seconds).  
Various load damping constants are studied according to their impact on system frequency for 
different fluctuation frequencies. In this simulation, the load damping constant varies from 0 to 2. The 
zero load damping constant means that there is no load sensitive to frequency deviation. Higher the 
load damping constant value is, higher the load power decreases for the same frequency deviation. 
 
Figure 3.20 Maximal frequency deviations versus equivalent inertias for various frequencies of fluctuation  
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The maximal frequency deviation is plotted for different load damping constant values and 
frequencies of fluctuation for droop value of 4%, and 8% in Figure 3.21. Figure 3.21 illustrates that 
the dumping load constant has no effect on the system frequency when the frequency of power 
fluctuation is far away from critical frequency (0.4-0.5Hz for a droop value of 8% and 0.75Hz for 
4%). For frequency of fluctuation around the critical frequency, the frequency deviation decreases 
when the load damping value increases.  
 
Figure 3.21  Maximal frequency deviations versus load dumping constant for various frequencies of fluctuation (droop value 
of 4% in solid line and 8% in dash-dot line) 
All above results of this topic can also be founded by transfer function analysis with diagram de 
Bode. 
3.4 Analysis relation between frequency and power deviations 
From Figure 3.13 and Figure 3.17, relation between amplitude of frequency deviation and 
amplitude of power deviation is linear. In this section, efforts have been put to define this linear 
function for different signals of power fluctuations. The parameters of these equations depend on the 
parameters of power system (droop value, equivalent inertia and load damping value) and the 
characteristics of fluctuation signals such as, the duration of change and the frequency of PV 
fluctuations.  
3.4.1 Analysis for step signal 
Step signal expressed in Laplace domain in (3.20) is applied to transfer function in (3.12) and 
frequency response is obtained in (3.21). Parameters of (3.21) are redefined by A, B1, and B2 in (3.22) 
to simplify equation, so equation (3.21) turns to (3.23). 
∆𝑷𝒑𝒗(𝒔) =
∆𝑷𝟎
𝒔
 (3.20) 
 Δf(s) =
(1+Tgs).sd
(2.H.Tg.sd).s
2+(2.H+Tg.D).sd.s+(sd.D+1)
.
∆𝑃0
𝑠
 (3.21) 
A =
1
D+Kp
, B1 =
2.H.𝑇𝑔
D+Kp
, B2 =
2.H+𝑇𝑔.𝐷
D+Kp
 (3.22) 
∆f(s) =
𝐴.(1+Tgs)
B1.s2+𝐵2.s+1
.
∆𝑃0
𝑠
 (3.23) 
Inverse Laplace transform is applied to (3.23) to find the grid frequency response in time 
domain; then time instant (denoted tmin) of maximal frequency is found. Finally, the amplitude of 
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maximal frequency deviation is found and expressed as a linear function of the amplitude of power 
variation, according to a slope denoted by parameter K in (3.24). This parameter depends on 
parameters of isolated grids and diesel generator in (3.25) or (3.26). 
|∆𝒇𝒎𝒂𝒙| = 𝑲. |∆𝑷𝟎|  (3.24) 
If 𝑩𝟐
𝟐 − 𝟒.𝑩𝟏 ≥ 𝟎 
𝐊 =
𝟏
𝟐.𝐇.𝐓𝐠
[
𝐓𝐠
𝒂−𝒃
(𝒆−𝒃𝒕𝒎𝒊𝒏 − 𝒆−𝒂𝒕𝒎𝒊𝒏) +
𝟏
𝒂𝒃
(𝟏 +
𝟏
𝒂−𝒃
(𝒃𝒆−𝒂𝒕𝒎𝒊𝒏 − 𝒂𝒆−𝒃𝒕𝒎𝒊𝒏))] (3.25) 
; where   𝑡𝑚𝑖𝑛 =
1
𝑎−𝑏
ln (
𝑇𝑔𝑎−1
𝑇𝑔𝑏−1
), 𝑎 =
𝐵2+√𝐵2
2−4.𝐵1
2.𝐵1
,  𝑏 =
𝐵2−√𝐵2
2−4.𝐵1
2.𝐵1
 
If   𝐵2
2 − 4. 𝐵1 < 0 
  K = A. [1 +
𝑒−𝜀𝜔𝑛𝑡𝑚𝑖𝑛
√1−𝜀2
(𝑇𝑔𝜔𝑛 sin(√1 − 𝜀2𝜔𝑛𝑡𝑚𝑖𝑛) − sin(√1 − 𝜀2𝜔𝑛𝑡𝑚𝑖𝑛 + 𝜃))]  (3.26) 
; where    𝑡𝑚𝑖𝑛 =
𝜋
2
+𝛿
𝜔𝑛√1−𝜀
2
 , tan 𝛿 =
1−𝑇𝑔𝜔𝑛 cos𝜃
𝑇𝑔𝜔𝑛 sin 𝜃
 , tan 𝜃 =
√1−𝜀2
𝜀
 , 𝜔𝑛 =
1
√𝐵1
 ,  𝜀 =
𝐵2
2.√𝐵1
 
3.4.2 Analysis for ramp signal 
The maximal frequency deviation can also be expressed as a linear function with power 
variation. To find this relation between maximal frequency deviation and power deviation of ramp 
signal, Laplace transform is also applied to (3.17) and power deviation in (3.27) is obtained. This PV 
power signal is an input of system in (3.12). Amplitude of frequency deviation maximum is then 
calculated in function with parameter K(∆t) and amplitude of power deviation in (3.28), assuming that 
frequency response is minimum or maximum at time equal to ∆t (tmin =∆t). 
∆𝑃𝑝𝑣(𝑠) = −
∆𝑃0
𝑠
𝑒−𝑠.∆𝑡 −
∆𝑃0
∆𝑡.𝑠2
𝑒−𝑠.∆𝑡 +
∆𝑃0
∆𝑡.𝑠2
 (3.27) 
|∆𝑓𝑚𝑎𝑥| = 𝐾(∆𝑡). |∆𝑃0| (3.28) 
Parameter K(∆t) is a function of parameters like frequency control of diesel (sd), time response 
of diesel generator (tg), equivalent inertia of power system (H), damping load constant (D) and 
duration of change (∆t) in (3.29) or (3.30).  
If 𝐵2
2 − 4. 𝐵1 > 0 
K(∆𝑡) =
1
2.𝐻.𝑇𝑔.∆𝑡
[−
𝑇𝑔+∆𝑡
𝑎𝑏
+
3(𝑎+𝑏)
(𝑎𝑏)2
+
𝑇𝑔
𝑎𝑏(𝑎−𝑏)
(𝑎. 𝑒−𝑏∆𝑡−𝑏. 𝑒−𝑎∆𝑡) +
1
(𝑎𝑏)2(𝑎−𝑏)
(𝑏2𝑒−𝑎∆𝑡−𝑎2𝑒−𝑏∆𝑡)]  (3.29) 
; where    𝑎 =
𝐵2+√𝐵2
2−4.𝐵1
2.𝐵1
  ,  𝑏 =
𝐵2−√𝐵2
2−4.𝐵1
2.𝐵1
 
If 𝐵2
2 − 4. 𝐵1 < 0 
K(∆𝑡) =
A
∆𝑡
. [−∆𝑡 − 𝑇𝑔 +
𝑇𝑔𝑒
−𝜀𝜔𝑛∆𝑡
√1−𝜀2
sin(√1 − 𝜀2𝜔𝑛∆𝑡 + 𝜃) −
𝑒−𝜀𝜔𝑛∆𝑡
𝜔𝑛√1−𝜀
2
sin(√1 − 𝜀2𝜔𝑛∆𝑡 + 2. 𝜃)]  (3.30) 
; where    tan 𝛿 =
1−𝑇𝑔𝜔𝑛 cos𝜃
𝑇𝑔𝜔𝑛 sin 𝜃
 ,  tan 𝜃 =
√1−𝜀2
𝜀
 , 𝜔𝑛 =
1
√𝐵1
  ,  𝜀 =
𝐵2
2.√𝐵1
 
3.4.3 Analysis for sine signal 
The maximum frequency deviation can be defined in linear function with power deviation of 
PV in (3.31) where Ksine is slope in Figure 3.17. Parameter Ksine can be defined from amplitude of 
transfer function between frequency deviation and power deviation with the replacement of s by jωPV 
in (3.32) where ωPV corresponds to the PV fluctuation frequency. Parameter Ksine in (3.33) depends on 
parameters of power system, diesel generator and frequency of power variation (ωPV in rad/s). 
 |∆𝒇𝒎𝒂𝒙| = 𝑲𝒔𝒊𝒏𝒆. |∆𝑷𝟎| (3.31) 
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Δf(jω)
ΔP𝑝𝑣(jω)
=
(1+Tg(jω)).sd
(2.H.Tg.sd).(jω)
2+(2.H+Tg.D).sd.(jω)+(sd.D+1)
 (3.32) 
K𝑠𝑖𝑛𝑒 =
𝑠𝑑
1+𝑠𝑑𝐷
.
1
D1𝑒𝑞
𝟐𝝎𝟒+(D2𝑒𝑞
2+2D1𝑒𝑞)𝝎𝟐+𝟏
√(𝑇𝑔D1𝑒𝑞)2𝝎𝟔 + (𝑇𝑔
2D2𝑒𝑞
𝟐 + D1𝑒𝑞
𝟐 − 𝟐𝑇𝑔
2D1𝑒𝑞)𝝎𝟒 + (𝑇𝑔
2 + D2𝑒𝑞
𝟐 − 2. D1𝑒𝑞)𝝎𝟐 + 𝟏    (3.33) 
3.5 Limitation of power deviation diagram 
In the next chapter on control strategy for energy storage device, the power deviation of PV is 
assumed to be described only with step (∆t =0) and ramp signals. If the maximal frequency deviation 
(∆fmax) is chosen and fixed, (3.24) and (3.28) can be turned into (3.34), which defines an analytical 
relation between power variation (∆Ppv) and duration of power change (∆t) for a fixed maximal 
frequency deviation. Power deviation of (3.34) is then plotted as a function of fluctuation duration in 
Figure 3.22 ; the curve indicates the limitation of power variation to respect limitation on frequency 
variation. This limitation line, which depends on parameters of diesel generator and  isolated grid, thus 
defines the acceptable zone for power deviation of photovoltaic. The area below the limitation line is 
defined as the acceptable zone (frequency variation is in the limits). On the other hand, the area above 
this line corresponds to an inacceptable zone (with frequency deviations out of limits).  
|∆𝑃𝑝𝑣| = 𝑓𝑛(∆𝑓𝑚𝑎𝑥, 𝐾, ∆𝑡) (3.34) 
      
Figure 3.22 Limitation on PV power deviations according to maximal frequency deviation 
For example, if the maximal acceptable frequency deviation is fixed at 0.2Hz, power deviation 
at this frequency deviation can be plotted versus different durations of power change as illustrated in 
Figure 3.23. 
This limitation diagram in Figure 3.22 will be used in order to define a new control strategy for 
energy storage device in order to calculate the reference power of energy storage which will 
participate to primary control. This will be the main object of the chapter 5.   
 
Figure 3.23 Power deviation PV limit for (∆fmax=0.2Hz) 
3.6 Methodology to analyze power system with renewable energy  
One of the main questions to be answered is whether an expensive energy storage system should 
be installed in isolated grids with intermittent energy to participate to frequency regulation (to 
guarantee frequency stability and/or decrease frequency deviation).  
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Equations between the maximal frequency deviation (∆fmax (pu)) and the amplitude of power 
fluctuation (∆Ppv) in (3.24), (3.28), (3.31) have brought some answers to this question. Amplitude of 
power fluctuation (∆Ppv) in per unit can be defined as a fraction of percentage of power variation (∆Ppv 
(%)) from rated power of PV (Ppv_rated) and of diesel generator (Sdiesel_rated) in equation (3.35).  The 
proportion between these two rated powers (Ppv_rated/Sdiesel_rated) corresponds to the penetration rate of 
photovoltaics. The maximal frequency variation according to variation of PV power (∆fmax) should be 
smaller than defined acceptable frequency deviation (∆fstd) in (3.36). Therefore, from (3.24), (3.28), 
(3.31), (3.35), and (3.36), limitations of power deviation can be defined by (3.37). If PV power 
variations are assumed as step signals, Keq is equivalent to K calculated by (3.25) or (3.26). On the 
other hand, Keq equals to K(∆t) ((3.29) or (3.30)) or Ksine ((3.33)), if power of PV is defined as ramp 
signal and sine signal, respectively. Furthermore, the maximal of power penetration can be found by 
(3.38) with a fixed percentage of power fluctuation (∆Ppv (%)). 
     |∆𝑷𝑷𝑽| = ∆𝑷𝑷𝑽(%).
𝑷𝑷𝑽_𝒓𝒂𝒕𝒆𝒅
𝑺𝒅𝒊𝒆𝒔𝒆𝒍_𝒓𝒂𝒕𝒆𝒅
 (3.35) 
|∆𝒇𝒎𝒂𝒙| ≤ |∆𝒇𝒔𝒕𝒅| (3.36) 
∆𝑷𝑷𝑽(%).
𝑷𝑷𝑽_𝒓𝒂𝒕𝒆𝒅
𝑺𝒅𝒊𝒆𝒔𝒆𝒍_𝒓𝒂𝒕𝒆𝒅
≤
|∆𝒇𝒔𝒕𝒅|
𝑲𝒆𝒒
 (3.37) 
𝒎𝒂𝒙(
𝑷𝑷𝑽_𝒓𝒂𝒕𝒆𝒅
𝑺𝒅𝒊𝒆𝒔𝒆𝒍_𝒓𝒂𝒕𝒆𝒅
) = 𝒎𝒂𝒙(𝑷𝑷𝑽_𝒑𝒆𝒏𝒆%) =
|∆𝒇𝒔𝒕𝒅|
∆𝑷𝑷𝑽(%).𝑲𝒆𝒒
 (3.38) 
First analysis concerns the requirement of energy storage system. Methodology of analyze is 
proposed by separating situations into two different cases if fluctuations evaluate as sine or step 
signals (step signal causes larger frequency deviation than ramp signal). The specifications of system 
such as, the droop value, the equivalent inertia, the load damping, the initial power penetration of 
photovoltaic and the acceptable frequency deviation, are then defined. The maximal penetration rate of 
photovoltaic in equation (3.38) is then calculated where ∆Ppv(%) equals to a given value according to 
previsions or observations. If the specified power penetration rate is less than the maximal power 
penetration one (from (3.38)), then an energy storage should be needless for power system. 
In this study, PV power is assumed to be a step signal (the worst case of power fluctuation). The 
maximal penetration rate of PV in (3.38) is plotted versus percentage of power fluctuation (∆Ppv(%)) 
for various acceptable frequency deviations (∆fstd) in Figure 3.24 which the coefficient Keq of step 
signal equals to 0.1947 from (3.29) and parameters of system presented in Table 3.1).  
 
Figure 3.24 Maximal penetration rate of photovoltaic versus percentage of power fluctuation from equation (3.28) 
for various acceptable frequency deviations (PV power in step signal and Keq = 0.1947) 
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For example, the acceptable frequency deviation (∆fstd (pu)) is equal to 1/50 per unit (1 Hz) 
and the amplitude of power fluctuation (∆Ppv (%)) is taken equal to 80%. The maximal power 
penetration calculated by (3.38) is then equal to 12.84%. If the initial power penetration of 
photovoltaic is more than 12.84%, the energy storage is needed but if it is less than 12.84%, the energy 
storage should not be installed to guarantee frequency stability. 
3.7 Conclusion 
Frequency variation according to intermittent energy depends on frequency of power PV 
fluctuation (or duration of change), amplitude of power variation of photovoltaic and parameters of 
power system. Then, the power system works as a low-pass filter. High fluctuations of photovoltaic 
power cause less effects on the system frequency because of the equivalent inertia of the system (sum 
of inertia of all rotating machines). On the other side, low frequencies of power fluctuations are 
filtered by secondary control of diesel generator. Therefore the secondary control of the diesel 
generator acts as a high pass filter. Primary frequency control takes action in medium frequency of 
power variation.  
A complete analysis of parameter sensitivity on grid frequency has been proposed. Then, 
transfer function between the system frequency and the power fluctuation variations permit to define a 
critical frequency and cut-off frequencies which impact grid frequency time response. The critical 
frequency corresponds to the fluctuation which causes the largest grid frequency variation. In this 
study, it is about 0.45 Hz. This frequency depends on the parameters of system, such as the equivalent 
inertia and the generator droop value. A load damping constant has less affect to this frequency. Cut-
off frequencies separate low, medium and high frequencies of fluctuations and depend also on all 
parameters. From Bode diagram analysis, the low cut-off frequency mainly depends on integral gain 
of frequency control of diesel (Ki) but the high cut-off frequency mainly depends on equivalent inertia 
(H). If the frequency of fluctuation is upper than high cut-off frequency, the power variation causes 
less impact on system frequency. Equivalent inertia has large effect on this high frequency region. On 
the other hand, the less frequency of fluctuation is the less of frequency deviation when the frequency 
of fluctuation is less than low cut-off frequency. In low frequency of fluctuation region, secondary 
control brings frequency back to the nominal value. For system without secondary control, this low 
frequency region is affected by droop value (primary frequency control) and load damping constant 
which defines the steady-state frequency value. Consequently, the medium frequency of the power 
fluctuation which is taken by primary frequency control causes the largest frequency deviation. 
Critical frequency is also included in this frequency region. Load damping constant, equivalent inertia, 
droop value, and time response of diesel generator cause large impacts on frequency deviation.  
Study on different time response of PV power fluctuations reveals that power variation in step 
and sine signals with critical frequency cause large effects on frequency variations. When the duration 
rises up, the frequency deviation falls down. Linear equation between frequency variation and 
amplitude of power deviation has been illustrated and analytically defined for each power signal. 
Besides, if the frequency deviation is fixed for PV power described by step and ramp signals, the 
maximal acceptable power variation can be specified for different durations of change.  
Measured or estimated PV power variation that is over this power limitation can define 
participation of energy storage to frequency primary control. Furthermore, an analytical relation has 
been established defining the maximal PV penetration rate of an isolated grid from maximal frequency 
deviation, according to grid parameters. 
These results and analytical calculations will be used in Chapter 5 to define new strategies for 
energy management of storage devices dedicated to frequency control.   
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Chapter 4  
Energy storage system modelling and control  
 
 
 
4.1 Introduction 
According to the analysis of PV power fluctuations in Chapter 2 and the study of their impact 
on grid frequency in Chapter 3, energy storage devices seem to be a challenging source to guarantee or 
improve frequency performance of an isolated grid with a high penetration rate of intermittency. In the 
case of electrochemical or electrostatic storages, the active power of energy storage which participates 
in frequency regulation must be controlled via switching functions of an inverter (AC/DC conversion), 
with or without a DC/DC converter (of buck-boost type).  
Before defining any energy management strategy of energy storage, defining a power reference 
for energy storage in the following chapter, the complete system associated to an energy storage 
device as batteries or supercapacitors, consisting in a source of energy, a DC/DC reversible converter, 
an AC/DC inverter, a AC filter and associated control loops are described and validated with 
simulations in this chapter.  
4.2 Energy storage system (ESS) 
To control the participation of ESS in order to balance the power generation and consumption in 
isolated micro power system, it has to be connected to converter and/or inverter.  PQ inverter control 
and voltage source inverter (VSI) control have been proposed for ESS in islanding mode [14]. Many 
possible control strategies have been proposed for ESS, for example, PQ control which fixes active 
and reactive power for connected mode, droop control for which power of ESS change according to 
frequency variation and droop value, and frequency/voltage control which fixes frequency and voltage 
at initial value [20]. The droop and frequency/voltage control seem to be quite compatible with 
islanding mode. 
Renewable energy source is connected to power system via voltage source converter [103]. 
Frequency of islanding micro power system is controlled via active power. Current output of inverter 
in d-axis is used to control the active power of intermittent source. And current output of inverter in q-
axis is used to control the reactive power which allows us to control voltage output. 
The energy storage system can be separated in 3 parts:  power source, transmission, and control 
part. The energy storage device can be connected to power system via only inverter (AC/DC) as 
illustrated in Figure 4.1, in the case where DC voltage is assumed to be constant. The energy storage 
can also be connected to power system via converter (DC/DC) and inverter (AC/DC) as presented in 
Figure 4.2. The converter and inverter are controlled by their switching function which depends on the 
control strategy. Therefore, the proposed energy storage system consists of:  
i. Energy storage device 
ii. Interfacing energy storage device to power system (Converter, Inverter, and filter) 
iii. Frequency control – controller for ESS 
74                                                                                                                           Chapter 4: Energy storage system
  
74 
 
One must paid attention to another component, particularly in the case of frequency regulation: 
the PLL (for Phase Lock Loop) which aims to estimate frequency and phase angle of grid voltage, 
used for modelling and control of the inverter. 
 
Figure 4.1 Energy storage device connected to system via inverter, and AC filter 
 
Figure 4.2 Energy storage device connected to system via DC/DC converter, inverter, and AC filter 
AC or DC currents and grid power have to be specified. In our study, when energy storage is in 
discharge mode (i.e. injection of active power to the grid), the active power, the output current in d-
axis and the storage current are positive. On the other hand, all values are negative when energy 
storage is in charging mode. 
4.2.1 Energy storage device 
There are many kinds of energy storage technologies such as lead-acid or lithium-ion batteries, 
supercapacitors, flywheels, etc. Each type has different characteristics such as specific energy, specific 
power, time response, etc. Flywheel and supercapacitor have less time response so they are adapted to 
deliver faster power than battery technologies. However, their specific energy is small, so they cannot 
supply power for a long period. Selection of energy storage technologies depend on the application 
and power variations. 
Energy storage device is modeled as a DC voltage source in [14] by assuming that its output 
voltage remains constant whatever its state of charge or grid solicitations. However, DC voltage of 
energy storage is not constant: it varies along time and depends on output current of energy storage or 
State of Charge (SoC). Therefore, two energy storage technologies are studied and modelled in this 
thesis: electrochemical batteries with high power density (Li-ion for instance) and supercapacitors.  
Taking into account of frequency band-width for which an ESS should be interesting for 
primary control, a quasi-static model of battery has been used. This model, presented as an equivalent 
electrical circuit in Figure 4.3, consists in a DC voltage source (Eb) and its internal resistance (Ri). This 
model is valid for all batteries technologies with different parameters. DC voltage (Eb) corresponds to 
the open-circuit voltage that depends on accumulated energy or State of Charge (SoC). Internal 
resistance (Ri) combines all ohmic and faradic losses and depends on SoC, current of charge or 
discharge and also, temperature. To simplify the model, the internal resistance (Ri) is assumed to be 
constant [104]. DC voltage Eb is calculated by (4.1) where E0 denotes the voltage at full charge in Volt 
(V), Q the capacity of battery in Amps.Hour (Ah), K the polarization voltage in Volt (V), and it the 
integral of energy storage current (ibat) in (4.2). Each parameter is determined from discharging 
characteristics at nominal current.  
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Figure 4.3 Equivalent model of Battery 
 𝐸𝑏 = 𝐸0 − 𝐾𝑏 . 𝑄.
1
𝑄−𝑖𝑡
+ 𝐴. 𝑒−𝐵.𝑖𝑡  (4.1) 
 𝑖𝑡 = ∫ 𝑖𝑏𝑎𝑡(𝑡). 𝑑𝑡
𝑡
𝑡0
 (4.2) 
The supercapacitor is modelled by internal capacitor (C0), resistance (Rs), series of capacitor and 
resistance in parallel (C1//R1 and C2//R2) in Figure 4.4 [105].   Voltage output of super capacitor in 
(4.3) depends on output current of super capacitor (isc) and elements of equivalent model. In this study, 
supercapacitor modelled by internal capacitor (C0), and resistance (Rs) is sufficient for our simulation 
in order to simplified model equation. For defining voltage output of super capacitor in (4.3), only first 
and second components remain.  
   
Figure 4.4 Model of Super Capacitor 
 VSC(s) =  iSC(s)RS +
iSC(s)
C0s
+
iSC(s)R1
R1C1s+1
+
iSC(s)R2
R2C2s+1
 (4.3) 
 
An energy storage device is quite a compatible power source because of its fast time response 
and more considerations for local environment. However, its energy can be quite limited. The state of 
charge (SOC) of energy storage has to be calculated and managed in control system to check the 
availability of its energy.  
For batteries, the state of charge is approximated by the quantity of energy which is stored into 
the energy storage and depends on its initial capacity (Q0) in Amp-hour as presented in (4.4). The 
stored energy is then the integral of the energy storage current (ibat).   
SOC(t) =  
∫ ibat(t).dt
t
t0
Q0
. 100  (4.4) 
For supercapacitors, the State-of-Charge is also calculated from an approximation of stored 
energy, but in this case, the energy depends on the square of internal voltage. 
4.2.2 Interfacing  energy storage to power system 
A power electronic interface is mandatory to connect the energy storage to electrical grid. This 
is the transmission part. In some study [65], [106]–[108], energy storage has been connected to 
DC/AC inverter directly by assuming that the direct voltage of energy storage is quite constant. The 
inverter is used to control the active and reactive powers for grid. This interface may include also a   
DC/DC converter to control the current of energy storage and an inverter to control the DC voltage 
and reactive power [19]. After AC/DC inverter, signals will be filtered at AC side in order to limit 
harmonic distortion, particularly in the case of high penetration of renewable energy. Currents are 
finally filtered in order to limit high harmonic distortion, particularly in the case of high penetration of 
renewable energy.  
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In this study, energy storage is first directly connected to power system via AC/DC inverter 
because this system is simple. Then, focus is put on the association of DC/DC and DC/AC converters 
because it can be used to control the DC bus voltage and can be applied to any kind of energy storage. 
Moreover, this structure is interesting if PV source and different technologies of energy storage are 
connected together on the DC bus. 
Finally, inverter has to be connected to filter in order to reduce oscillation and harmonic in 
voltage and current output of inverter. There are many types of filter such as L, LC, and LCL. Filter 
with L or LCL structures are used when output current is controlled. In the case where the system is a 
voltage source, a filter LC is appropriate [109].  
4.2.2.1 DC/DC interfacing 
Equivalent diagram of the buck-boost converter is presented in Figure 4.5. Two IGBT with anti-
parallel diodes are controlled by switching function whose value is between 0 and 1. Voltage input of 
boost converter (Vhj) can be calculated by output DC voltage (Vdc) and switching function (αh). The 
output DC current of converter (Isrc) depends on storage current input (IES) and also switching function 
(αh).  
 
Figure 4.5 Model of DC/DC converter [105] 
4.2.2.2 DC/AC interfacing 
In Figure 4.6, equivalent electric circuit of inverter AC/DC is illustrated. Switches are also 
controlled by switching functions (U1, U2 and U3) [110]. AC output voltages of inverter (Vs1, Vs2, Vs3) 
is defined by three switching functions (β1, β2, β3). DC current (Idc) is a function with AC current 
output (Is1, Is2, and Is3), and three switching function (β1, β2, β3). Furthermore, three phase switching 
function, AC voltage, and AC current are transformed into Park representation to be compatible with 
controller design in the following topic which control the current output of inverter in d and q axis. 
Voltage output in d and q axis (Vsd,Vsq respectively) are defined by switching functions in d and q axis 
(βd, βq). And DC current is a function with switching function in d and q axis (βd, βq) and current in d 
and q axis (Isd, Isq).  
 
Figure 4.6 Model of AC/DC inverter [110] 
All dynamic models of converter and inverter are presented in the following chapter in order to 
form state-space representation of ESS. 
4.2.2.3 Design of interfacing of ESS 
The energy storage system described in Figure 4.2 is designed. This design is assumed to be 
also applicable to energy storage system with AC/DC converter only as shown in Figure 4.1. The 
converter is connected to energy storage via a resistance (Rfsj) and an inductance (Lfsj). The inverter is 
connected to DC/DC converter via a capacitor (Cdc) and a resistance (Rdc). The AC bus of inverter is 
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connected to power system via filters RL, LC, or LCL to eliminate high frequencies harmonics. A 
filter with only an inductance is not suitable because it needs a PWM frequency of PWM upper than 
20 kHz [19]. All parameters are designed base on frequency of PWM 7 kHz in Appendix III. Besides, 
frequency of PWM 5 kHz and 10 kHz are also be used to design parameters of AC bus in Appendix 
III. 
4.2.3 Control loops of energy storage system 
Control architecture consists in three levels of control. The first one corresponds to a high-level 
control, which defines the active power reference to limit grid frequency variation. Generally, the 
droop frequency control is used to calculate the power reference for energy storage by the variation of 
system frequency; which is measured by Phase Lock Loop (PLL). 
The secondary level of control consists in regulation of inverter currents in d and q axes to 
achieve references. Using the transformation in Park reference frame, the aim of this control loops is 
classically to synthesis PI controllers. The last level of control generates the switching functions to 
control state of switches using PWM or Hysteresis. 
The DC voltage and the reactive power can also be controlled depends on interfacing between 
energy storage and power system. If the energy storage is connected directly to the AC/DC inverter 
(called later as the ESS control #1), active power is controlled by switching function in d-axis (βd) and 
reactive power is controlled by switching function in q-axis (βq). As having mention earlier, DC 
voltage is assumed to be constant.  
Energy storage can also be connected to grid via a DC/DC and a AC/DC converters to control 
also the DC voltage. In this case, this voltage can be controlled by switching function of DC/DC 
converter (called ESS control #2) or by switching function in d-axis (βd) of inverter (or ESS control 
#3). The active power is controlled either by switching function in d-axis (βd) of inverter AC/DC or 
switching function of DC/DC converter respectively. The reactive power is always controlled by 
switching function in q-axis (βq).  
4.2.4 PLL description 
The Phase Lock Loop is an electronic system which is used to measure grid frequency. This 
element is very important for our study on frequency stability. Moreover, the angle of system that is 
used in Park’s transformation for inverter modelling and control is obtained also with this element. 
There are a lot of types of PLL. The classical three-phase PLL or SRF-PLL in Figure 4.7(a) consists of 
a PD block that is constituted by a Park-transformation, a low pass filter (denoted LF) which is often a 
PI regulator and a VCO which can be approximated to an integrator for small variations of frequency 
[19], [111].  
 
Figure 4.7 General diagram of classical Phase Lock Loop 
4.3 Control system architecture of energy storage system 
Control architecture is separated into two parts according to the different interfaces of Energy 
Storage (denoted ES) with power electronics converters (DC/DC and AC/DC). In this chapter, control 
objectives are to achieve references of active power, AC currents and DC voltage. Three types of 
systems have been presented earlier according to the structure of the ESS and the controlled variables 
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(ESS control loops #1, 2 or 3). However, these three control systems have two identical parts which 
are the droop frequency control and the Phase Lock Loop which are firstly described. 
4.3.1 Droop frequency control 
If the frequency deviation is negative (e.g. frequency falls under the nominal frequency (50Hz)), 
the energy storage supplies active power in a discharging mode. On the contrary, energy is stored 
when the frequency deviation is positive (the ESS absorbs thus active power). The droop control of 
storage device is presented Figure 4.8. 
The active power variation of energy storage is obviously limited to the maximum charging and 
discharging powers of the storage device. These powers are commonly related to the rated power of 
energy storage, and are assumed to be equal to Pst_max. Currently, the droop characteristic is then 
symmetrical according to the rated frequency. However, some asymmetrical curves are also studied in 
order to optimize operating costs of ESS.  
The normal active power of energy storage is of course equal to zero. The energy storage takes 
part in the frequency control only when the frequency is different from the rated value (f0). 
Consequently, the reference of storage power (Pst) is defined in (4.5), where Kst denotes its own energy 
reserve. This energy is linked to the storage droop (sst) and the maximal power denoted Pst_max. 
 
Figure 4.8 Droop characteristic for energy storage 
PES(f) = −KES(f − f0)  (4.5) 
                   KES =
1
ses
.
2∗PES_max
f0
      (4.6) 
This part can be called the active power reference calculation for energy storage. As the load 
power is supposed to be constant, the active power of energy storage is then calculated according to 
the variation of PV power. 
4.3.2 Energy storage control #1: ES+AC/DC (no control of Vdc) 
From Figure 4.9, the Phase Lock Loop (PLL) calculates frequency from measured voltage. 
Then, power reference of energy storage is defined by droop frequency control and reference current 
in d-axis is calculated by (4.13) without any control of reactive power. Finally, current controller will 
define the reference voltage for Pulse Width Modulation (PWM) which generates switching function 
to AC/DC inverter. 
refES
rd
refrd P
V
I __
.3
2
   (4.7) 
Measured line currents of inverter are transformed with Park representation in d and q axes; 
these transformed currents are then compared to their reference value. Then, a PI controller calculates 
reference voltage in d (Vsd_ref) from current error in (4.8) where Kpi and Kii are the proportional gain 
and the integral gain of the controller respectively. 
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Figure 4.9 Control diagram of energy storage control # 1 
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Figure 4.10 Closed loop of three phase current control 
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It has been supposed that the filter in Figure 4.9 is a RL filter. Therefore, the current in d-axis 
can be calculated from output voltage in d-axis of inverter by inductance of filter (Lac) and resistance 
of filter (Rac) [109]. Closed loop diagram of current in d-axis is illustrated in Figure 4.10. To define 
parameter of PI controller, the closed loop transfer function between current (Ird) and reference current 
(Ird_ref) is defined in (4.9). Then, the denominator of closed-loop transfer function (4.9) is compared to 
the canonical form of (4.10) when ξ is the damping constant and ωn signifies time response of this 
controller (tr with ωn=5/tr). Consequently, parameters of PI controller are defined in (4.11). In this 
study, ξ is equal to 0.7 and time response of controller of 7ms.  
 22 2 nnss    (4.10) 
 acacnpi RLK  2 ,     
2
nacii LK   (4.11) 
According to the selected parameters of three phase current controller, Figure 4.10 represents 
the response of d-axis current with a reference change from 10A to 15A at 1 second. Time response of 
current in d-axis in Figure 4.11 presents an overshoot of 16.07A and a settling time of 7ms, which is 
identical to the time response of the selected controller. 
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Figure 4.11 Time domain response of current of energy storage with step change in reference (P controller) 
Design of this energy storage control system is not too complicated because there is only one 
controller. Time response of this controller should be selected according to the PWM frequency of 
7kHz. 
4.3.3 Energy storage control #2: Control Vdc by DC/DC and control id by 
AC/DC 
This type of energy storage is connected to AC bus via DC/DC converter and AC/DC inverter. 
The control architecture of energy storage system becomes more complicated. Indeed, only one 
controller as the previous case is insufficient. At least, two controllers are needed: one for the DC/DC 
converter and another for the inverter. In this case, the power of energy storage is controlled with the 
inverter, as the previous case. 
In Figure 4.12, DC voltage is controlled by switching function of DC/DC converter. The DC 
voltage control consists in the DC voltage controller, the controller of the energy storage current (Isst) 
and the local control of switches (PWM). Control of AC/DC inverter or power active control is 
equivalent to the energy storage system #1 which has already been designed earlier. Therefore, only 
DC voltage control is presented in this section.  
 
Figure 4.12 Control diagram of energy storage control # 2 
4.4.1.1 Internal control loop of storage current 
This controller defines voltage reference signal to PWM which generates switching function to 
converter. A proportional controller (P controller type) is selected to obtain short time response [109]. 
Closed loop control of current of energy storage is illustrated in Figure 4.13. 
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Figure 4.13 Closed loop system of current of energy storage control 
The current of energy storage is calculated from the input voltage of DC/DC, and parameters of 
smoothing inductance (LES) and the total resistance modelling converter losses (RES). Transfer function 
of energy storage current and its reference is reported in (4.12) with Kp_es is the gain of proportional 
controller. From (4.12), we have designed Kp_es from a determined band-width of frequencies (BP_ES) 
of controller in equation (4.13). We have chosen a pass band frequency of 1000 rad/s. Energy storage 
current control with P controller is validated with MATLAB. The initial reference current is equal to 
5A and it changes to 10A at 1 second. Energy storage current in Figure 4.14 reaches the reference 
value with good performances. There is no steady-state error and its settling time is around 5ms. 
 
Figure 4.14 Time domain response of current of energy storage with step change in reference (P controller) 
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4.4.1.2 DC voltage controller 
DC voltage is controlled by a PI controller which is used to calculate the current reference of 
energy storage by the difference of square of DC voltage from square of reference value. This control 
uses square value of DC voltage because current of energy storage is in linear function with square of 
DC voltage in (4.14). Therefore, from Figure 4.15 and (4.14), the closed loop transfer function 
between square of DC voltage and its reference is presented in (4.15). Parameters of this PI controller 
are defined in (4.16) where Kpv is proportional gain and Kiv is integral gain of controller. 
 
Figure 4.15 Closed loop system of DC voltage control 
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Time response of this controller (trv=5/ωnv) has to be also well selected in relation to the 
frequency of PWM of converter (fconv). If frequency of PWM of converter is equal to 7 kHz, time 
response of DC voltage controller is selected as 500 times of time response of PWM (500/fconv), so it is 
about 70ms. The selected DC voltage controller with parameters Kpv and Kiv is validated in MATLAB 
with a voltage reference at 800 V and 805 V at 5 seconds. In Figure 4.16, DC voltage follows the 
reference value but there is an overshoot at 805.7 V. There is no steady-state error and the settling time 
is around 0.07s (for ±1% of ∆V (5V)). Moreover, output of this controller (IES_ref) is used as an input or 
reference of energy storage current controller in Figure 4.13 (with P controller). Current of energy 
storage in Figure 4.17 has a large overshoot at 1 second with the DC voltage variation. 
For inverter control, frequency of PWM of inverter (finv) is selected at 7 kHz. Time response (tr) 
of three phases current controller is then selected at 50 times of time response of PWM (50/finv) so it is 
7ms. Parameters of PI controller Kpi and Kii in (4.11) are defined. 
This energy storage system control is more complicated than energy storage system control #1 
but DC voltage is now controlled. Results of simulation are reported in the following section to 
compare the energy storage system controls. 
 
Figure 4.16 DC voltage response with DC voltage reference change at 1 second 
 
Figure 4.17 Current of energy storage response with DC voltage reference change at 1 second 
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4.3.4 Energy storage control #3: Control IES by DC/DC and Vdc by AC/DC 
In this case, energy storage is connected to AC bus via two power electronics converters 
(DC/DC and AC/DC) as illustrated in Figure 4.18, which is the same as the energy storage control #2, 
excepted that the active power of energy storage which participates to frequency regulation is 
controlled by switching function of DC/DC converter. Meanwhile, the DC voltage is controlled by 
switching function in d-axis of AC/DC inverter. 
 
Figure 4.18 Control diagram of energy storage control # 3 
In Figure 4.18, for a specified power reference (Pes_ref), the current reference of energy storage 
(Ies_ref) is calculated by (4.17), where VES0 is the voltage of energy storage which is assumed to be 
fixed at its rated value. Then, the energy storage current controller has for output the voltage reference 
signal of DC/DC converter.  
According to the defined DC voltage reference, the current reference in d-axis is calculated by 
the DC voltage controller. Then, the current in q-axis reference is defined by the reactive power 
controller as the reactive power reference. Currents in d-axis and q-axis are sent to three phase current 
controller to generate the output voltage reference of inverter. Consequently, the PWM generates the 
switching function for inverter. 
0
_
_
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refES
refES
V
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I   (4.17) 
4.4.1.3 Current of energy storage controller 
This controller is equivalent to that of energy storage current, designed in the previous section 
in Figure 4.13 (with energy storage system control #2). The current of energy storage is then 
controlled to follow the reference of (4.17). Parameters of P controller are also defined by (4.13). 
4.4.1.4 Three phases current controller 
The controller of AC currents is equivalent to controller defined in section 4.3.2. Voltage output 
reference in d-axis and q-axis are calculated from the difference between measured value and actual 
value of current output in d-axis and q-axis, respectively, as shown in Figure 4.10. Parameters of PI 
controller of three phase current controller is defined in (4.11) where ξ (damping constant) is chosen at 
0.7 and tr (time response of controller (ωn=5/tr)) is also fixed at 7ms. 
4.4.1.5 DC voltage controller 
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DC voltage controller consists in PI controller and transformation of DC current to output 
current reference in d-axis of inverter (see red box of Figure 4.19). Current output reference in d-axis 
of inverter will be used in three phase current controller in the following section. PI controller will 
generate DC current reference which is DC current at Cdc and Rdc bus. Then, the DC current input to 
inverter is calculated as the difference between DC current output of converter DC/DC (isrc) and DC 
current (idc_ref). Finally, current output reference in d-axis of inverter is calculated by (4.18) where 
Vdc_mes is measured DC voltage and Vr is rms AC voltage phase to ground. To define parameters of PI 
controller (Kp_vdc and Ki_vdc), closed loop system of DC voltage in Figure 4.19 is defined in (4.19). The 
proportional gain of DC voltage controller (Kp_vdc) and the integral gain of DC voltage controller 
(Ki_vdc) are defined in (4.20) while comparing (4.19) to (4.10). 
 
Figure 4.19 Closed loop system of DC voltage control 
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Figure 4.20 DC voltage response according to DC voltage reference change at 1 second 
Time response of this DC voltage controller (tr_vdc) has to be well selected in relation to time 
response of three phase current controller. We have finally chosen 10 times of time response of three 
phase current controller. DC voltage controller with the selected parameters Kp_vdc and Ki_vdc with tr_vdc 
70ms and ξ 0.7 is validated in MATLAB with a voltage reference change from 800 V to 805 V at 1 
second. The DC voltage reaches its reference and has no steady-state error in Figure 4.21. However, 
an overshoot of 806.5V is resulted which is larger than DC voltage response of energy storage control 
# 2. Settling time of DC voltage response is equal to 0.157 second which is larger than time response 
of controller (0.07s). Output of this controller (Ird_ref) is used as an input or reference of three phase 
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current controller in Figure 4.10. The current of inverter in d-axis in Figure 4.22 has large overshoot at 
1 second when DC voltage varies. 
 
Figure 4.21 Current output of inverter in d-axis response according to DC voltage reference change at 1 second 
Energy storage controls #2 and #3 have three controllers which are validated by reference 
signal. All control signals (current and voltage) well follow their reference. 
4.3.5 Phase Lock Loop (PLL) 
To define the power reference of ESS needed for droop characteristics, the grid frequency has to 
be well-known. The Phase Lock Loop (PLL) permits to measure frequency of power system. 
According to Phase Lock Loop in Figure 4.7, low pass filter is replaced by controller PI where KP_PLL 
is a proportional gain and KI_PLL is an integral gain in Figure 4.22. Furthermore, low pass filter can 
also be replaced by IP controller [19]. 
 
Figure 4.22 Phase lock loop with PI controller 
Voltage output in d-axis and q-axis can be presented as function of the RMS voltage phase to 
ground (Vr), the initial angle of AC voltage (θr), and the measured angle (θest). The angle variation has 
been around θest - θr which is equal to -π/2, thus the voltage in d-axis is equal to √3Vr and voltage in q-
axis is zero, followed with the assumption of cos(∆θ) in (4.22). Consequently, closed loop transfer 
function between voltage in q-axis and its reference in Figure 4.22 can be written in (4.23) and the 
parameter of PLL can be defined by (4.24). 
[
𝑉𝑟𝑑
𝑉𝑟𝑞
] = [
√3𝑉𝑟. 𝑠𝑖𝑛(𝜃𝑒𝑠𝑡 − 𝜃𝑟)
−√3𝑉𝑟. 𝑐𝑜𝑠(𝜃𝑒𝑠𝑡 − 𝜃𝑟)
]  (4.21) 
cos(Δ𝜃) ≈ Δ𝜃  (4.22) 
V𝑟𝑞
V𝑟𝑞_𝑟𝑒𝑓
=
−√3𝑉𝑟(𝐾𝑃_𝑃𝐿𝐿𝑠+𝐾𝐼_𝑃𝐿𝐿)
𝑠2−(√3𝑉𝑟𝐾𝑃𝑃𝐿𝐿).𝑠−√3𝑉𝑟𝐾𝐼_𝑃𝐿𝐿
 (4.23) 
K𝑃_𝑃𝐿𝐿 =
2.𝜉𝑃𝐿𝐿.𝜔𝑛_𝑃𝐿𝐿
−√3𝑉𝑟
 ,  K𝐼_𝑃𝐿𝐿 =
𝜔𝑛_𝑃𝐿𝐿
2
−√3𝑉𝑟
 (4.24) 
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However, measured frequency by PLL has some errors in dynamic response. Frequency 
response of PLL has fast variations. A low pass filter is proposed to eliminate this fast dynamics of 
measured frequency (time constant of low pass filter is chosen to 10ms, which corresponds to a cut-off 
frequency of 16Hz) [19].  
The studied isolated grid is simulated in MATLAB with load variation from 0.5MW to 1MW 
at 3 seconds. Frequency response from PLL with varying ωn_PLL and frequency from diesel generator 
(angle velocity of synchronous machine) are illustrated in Figure 4.23. Fast dynamic are presented in 
frequency response. Large bandwidth of PLL (fast time response) causes large fast dynamic response 
in Figure 4.23. However, small bandwidth of PLL (for slow time response) can cause oscillations on 
response and instable system. The low pass filter designed with a time constant of 10ms cannot 
eliminate all fast dynamic responses. To improve frequency response of PLL, the time constant of low 
pass filter has to be increased but it will cause some delay to frequency response as it is illustrated in 
Figure 4.24.  
It is too difficult to select parameters of PI controller or filter to satisfy the fast tracking and 
good filtering characteristics. Therefore, a bandwidth frequency of PLL (ωn_PLL) equal to 50rad/s is 
selected with a cut-off frequency of low pass filter of 20 ms by trade-off between a fast tracking and 
good filtering characteristics. 
 
Figure 4.23 Measured frequency from PLL for various ωn_PLL 
 
Figure 4.24 Measured frequency from PLL for various time constant of low pass filter 
4.4 Simulation of energy storage system with droop characteristic 
Energy storage system is added to the initial power system which consists of diesel generator 
(1.6MW, 400V), PV plant (250kW) and load (1MW, 400V) in Figure 4.25 for decreasing frequency 
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variation after active load power variation, meanwhile power of PV is assumed to be constant. 
Different energy storage control systems (1 to 3) are simulated with model topology of power system 
whose parameters are presented in Annex IV. Step time simulation is firstly elaborated, followed with 
the study of each energy storage control system according to load power variation (of 10kW for 
energy storage control # 1 and 100kW for energy storage control # 2 and 3). Consequently, all control 
systems are compared to each other. For all simulations, current in q-axis is controlled to zero. 
Therefore, energy storage does not produce or absorb reactive power. 
 
Figure 4.25 Simulated system representation 
Step time around 50 μs is sufficient to simulate power system in MATLAB for steady state and 
transient analysis [66]. Indeed, simulations of system with renewable energy which has converter or 
inverter connected to power system needs very small step time. The step time depends on resonant 
frequency of filter and frequency of PWM. Frequency of simulation should be at least 20 times of 
resonant frequency and 50-100 times of PWM frequency. However, small step time takes very long 
simulation time.  
Energy storage control #2 with RL filter is simulated for different step time simulations (50 μs 
and 10μs). The PWM frequency is equal to 5 kHz. Power of load increases by 0.1 MW at 3 seconds. 
Figure 4.26 illustrates AC current output of energy storage system from 4 seconds to 4.05 seconds. 
Small step time caused signal very different to sine wave in Figure 4.26 (step time 10μs). However, 
simulations with step time of 10 μs takes about 10 minutes. If step time decreases, time simulation is 
too long and may be out of memory.  
 
(a)                                                                                     (b) 
Figure 4.26 AC current output of energy storage with sampling time simulation (a) 5e-5 seconds (b) 1e-5 seconds 
Power system with renewable energy (with converter and/or inverter) can also be simulated 
with real time simulator as RTLAB©. In RTLAB simulation, the ratio of the simulated frequency to 
the PWM frequency decreases to a ratio of 5 to 10. The time simulation is shorter because of 
performance of the CPU processor. For example, for PWM frequency of 10 kHz, the needed step time 
simulation is at least equal to 10 to 20μs. The RTLAB can be used for off-line simulations (i.e. not 
connected to hardware) as the simulation in MATLAB in order to reduce time simulations. The 
RTLAB with hardware-in-the-loop (HIL) will be discussed in Chapter 7. 
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4.5.1 Simulation of ESS control #1 
Energy storage with only inverter AC/DC in Figure 4.1 is connected to power system initial. 
Active power of load changes from 1MW to 1.01MW (active power of load increases 10kW) at 3 
seconds. Frequency input of droop control of energy storage system is 50Hz from 0 to 2.5 seconds to 
wait diesel generator in steady state. And after 2.5 seconds; frequency input value is measured from 
PLL.  
Parameters of PI controller are defined in (4.11) where ξ is 0.7 and time response of controller 
(tr) is 7ms. The PWM frequency is 10 kHz and step time simulation is 2 μs. The energy storage system 
is connected to power system via filter RL. 
 
(a) (b) 
Figure 4.27 (a) AC voltage output (b) AC current output of ESS according to increasing of load power 10kW 
Voltage output of energy storage in Figure 4.27(a) is in sine signal. Current output of energy 
storage which is illustrated in Figure 4.27(b) is quite alike sine signal but there are some oscillations. 
The DC voltage of inverter which is shown in Figure 4.28(a) is quite constant. Furthermore, Figure 
4.28(b) shows that current output of energy storage in d-axis follows its reference although there is an 
oscillation. If power variation of load is larger than 30kW, output current in d-axis is not able to follow 
its reference because of high variation of DC voltage and saturation by inductance. If this inductance 
is reduced, power variation can be larger but AC output current will come out with a really bad sine 
signal. 
  
(a) (b) 
Figure 4.28  (a) DC voltage of AC/DC (b) Current output in d-axis and its reference value according to increasing of load 
power 10 kW 
Frequency response of system without and with energy storage is compared in Figure 4.29. 
Energy storage reduces frequency deviation in transient response and steady-state value. Angle 
velocity measured from synchronous machine in Figure 4.29(a) is quite similar to the measured 
frequency from PLL except in some fast dynamic response. However, this fast dynamic of measured 
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frequency PLL does not cause any effects on the control system of energy storage. Frequency 
deviation according to load power variation of system with energy storage is smaller than the initial 
system (without energy storage). 
 
 (a) (b) 
Figure 4.29 Frequency response of system without and with ESS according to increasing of load power 10 kW (a) angle 
velocity of synchronous machine of diesel generator and (b) measured frequency by PLL 
 
(a) (b) 
Figure 4.30 (a) DC voltage of AC/DC (b) Current output in d-axis and its reference value according to decreasing of load 
power 10 kW 
Furthermore, decreasing of load power -10kW is also simulated. AC voltage and current output 
of energy storage are quite similar to the increasing situation of load power in Figure 4.27(a) and (b). 
However, DC voltage or voltage output of energy storage barely increases in Figure 4.30(a) (it barely 
decreases for load power rising). While the current in d-axis and its reference is in negative value 
which signifies that current flow from power system to energy storage system or energy storage 
absorbs power (in charge mode). Nevertheless the current in d-axis is well followed its reference but 
with some oscillations. 
    
(a) (b) 
Figure 4.31 Frequency response of system without and with ESS according to increasing of load power 10 kW 
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Finally, angle velocity of synchronous machine and measured frequency by PLL are plotted in 
Figure 4.31(a) and (b) respectively. Measured frequency by PLL has fast dynamic response similar to 
previous simulation. Frequency is increased after active power of load decreases. This is obviously 
indicated that energy storage can reduce frequency variation. 
4.5.2 Energy storage control #2 
Energy storage with DC/DC and AC/DC with controllers designed in 4.4.3.1 is validated with 
power system which consists of diesel generator and load. This simulation is similar to previous 
simulation of energy storage control system 1 except that the active power variation of load is 100kW 
at 3 seconds. Output AC voltage and current of energy storage (focus during load power variation 2.95 
to 3.2 seconds) are illustrated in Figure 4.32(a) and (b). The AC voltage is constant. On the contrary, 
AC current of energy storage is increase at 3 seconds to inject active power to power system in order 
to limit the frequency deviation as shown in Figure 4.33(a).  
The reduction of active power of load 100kW at 3 seconds is also simulated. Frequency 
response of system with and without energy storage in Figure 4.33(b) shows that energy storage is also 
relevant to the reduction of frequency deviation in this case.  
 
(a) (b) 
Figure 4.32 (a) AC voltage output (b) AC current output of ESS system according to increasing of load power 100kW 
    
(a) (b) 
Figure 4.33 Frequency response of system without and with ESS (a) increasing of load power 100kW (b) decreasing of load 
power 100kW 
DC voltages of increasing and decreasing of load power which are illustrated in Figure 4.34(a) 
and (b) respectively have some variations after disturbance and return back to the reference value 
(1000V). For the increasing case, DC voltage response decreases from its reference value and turn 
back to reference value with rise time (80% of overshoot) of 0.019 second and settling time (+/-1% of 
steady state value) of 0.073 second. For the other case, DC voltage increases after the disturbance. Its 
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rise and settling times of DC voltage response are 0.017 and 0.059 second respectively. DC voltage 
variation according to rising of load power is larger than in decreasing case for the equivalent power 
variation. 
 
(a) (b) 
Figure 4.34 DC voltage of AC/DC (a) increasing of load power 100kW (b) decreasing of load power 100kW 
    
(a) (b) 
Figure 4.35 Current output in d-axis and its reference value (a) increasing of load power 100kW (b) decreasing of load power 
100kW 
    
(a) (b) 
Figure 4.36 Current of energy storage and its reference value (a) increasing of load power 100kW (b) decreasing of load 
power 100kW 
The current output in d-axis and DC current of energy storage of these two different cases are 
also plotted in Figure 4.35 and Figure 4.36 respectively. All current responses follow their reference 
immediately because time response of three phase current controller and energy storage current 
controller are small (7ms). Currents is in positive value in load increasing case for the injection energy 
to power system and in negative value in load decreasing case for the absorption energy. Current 
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response of decreasing load power case has larger oscillation than in increasing case. The current of 
energy storage has large oscillation because its reference from DC voltage controller is not quite 
constant and has some oscillations. 
4.5.3 Energy storage control #3 
Energy storage system with controlling DC voltage by switching function in d-axis of inverter 
and power of energy storage (via current of energy storage) by switching function of inverter is 
simulated with an increasing and decreasing load power. AC voltage and current output of energy 
storage are illustrated in Figure 4.37(a) and (b). 
Energy storage with this control system can also reduce frequency deviation according to load 
power variation in Figure 4.38. The frequency response of this control system is a slightly smaller than 
that of energy storage control #2. The overshoot of DC voltage by this control system is also smaller 
than the previous control system in Figure 4.39. The DC voltage response of energy storage control # 
3 is the inverse of control system #2. DC voltage increases after the increasing of load power but it 
decreases in the previous control system. Rise and settling times of DC voltage in increasing of load 
case shown in Figure 4.39(a) are 0.017 second and 0.061 second, respectively and these values shown 
in Figure 4.39(b) are 0.017 second and 0.064 second, respectively. This shows that rise time and 
settling time of DC voltage by this control system are quite closed to the values of control system #2. 
 
(a) (b) 
Figure 4.37 (a) AC voltage output (b) AC current output of ESS system according to increasing of load power 100kW 
    
(a) (b) 
Figure 4.38  Frequency response of system without and with ESS (a) increasing of load power (b) decreasing of load power 
100kW 
Output currents in d-axis and its reference (signal from DC voltage controller) of two different 
studied cases are illustrated in Figure 4.40(a) and (b). Reference signal presents more oscillation than 
measured current signal. Furthermore, current in d-axis of this control system is larger than current of 
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control system #2. Current of energy storage are presented in Figure 4.41. All current achieved 
correctly their reference value. 
    
(a) (b) 
Figure 4.39 DC voltage of AC/DC (a) increasing of load power 100kW (b) decreasing of load power 100kW 
      
(a) (b) 
Figure 4.40 Current output in d-axis and its reference value (a) increasing of load power 100kW (b) decreasing of load power 
100kW 
    
(a) (b) 
Figure 4.41 Current of energy storage and its reference value (a) increasing of load power 100kW (b) decreasing of load 
power 100kW 
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4.5 Conclusion 
In this chapter, electrical and control architectures of energy storage system have been studied 
and designed. Energy storage is connected to power system via interfacing system which consists of 
DC/DC converter and AC/DC converter and filter. Although, energy storage can be connected to only 
inverter AC/DC (no DC/DC) with the assumption that the DC voltage constant but this system is not 
robust to high power variation. Therefore, energy storage with DC/DC and AC/DC which facilitates to 
control DC voltage by switching function of DC/DC or switching function in d-axis of AC/DC is 
proposed. Energy storage control #2 (control Vdc by switching function of DC/DC) and control system 
#3 (control Vdc by switching function in d-axis of AC/DC) give similar results except that DC voltage 
overshoot by control system 3 is smaller than control system #2. 
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Chapter 5  
Coordinated strategy for energy storage system 
participation to primary frequency control  
 
 
 
5.1 Introduction 
In isolated power system with high penetration of PV, the frequency is risky to be instable or its 
variations can be large and unacceptable. Energy storage can then be used to maintain the stability 
and/or improve the frequency response to avoid large perturbations. In literature reviewed, most 
studies have applied energy storage for primary frequency control to limit frequency deviation 
according to load variation which corresponds to instantaneous variations (like step signal). In this 
study, energy storage participates in primary frequency control in order to improve the frequency 
variation according to intermittency which is described by slower fluctuation than load variation. 
Frequency deviation according to slow fluctuation is then smaller than fast fluctuation for the same 
amplitude power deviation. However, these disturbances can be met frequently. Furthermore, energy 
storage can be used as the main source of frequency regulation. Droop control strategy is then applied 
to energy storage system while power of diesel generator is fixed at 60% of its nominal value [60] in 
order to limit variations around an efficient operating point. 
For sudden power variation (load variation or loss of power source), the droop control is applied 
for energy storage to assist generator to balance active powers. However, the transient frequency 
response is not quite improved by droop control. It allows reducing the steady-state value of frequency 
response with an equivalent proportional controller. Many studies have tried to improve the transient 
response of the grid frequency. Then, in reference [19], the storage has to inject its rated power during 
a short time if the derivative time of frequency is over its reference. Although the frequency deviation 
in transient domain is reduced, it is not an optimal control. Besides, other power management of an 
ESS is proposed in [66], where the participation of the energy storage to frequency regulation is 
defined with a high pass filtering of wind power variations. 
 From the previous study on the impact of PV variation on grid frequency, a new strategy using 
the diagram of PV limitation presented in Figure 3.22 is proposed. The energy storage is then solicited 
to participate to frequency regulation if PV power variation is out of the acceptable limit. Moreover, 
from the study on the transfer function between frequency deviation and PV power deviation, a 
filtering strategy is also proposed. Energy storage with this second strategy will control the time-
response of frequency for medium and high frequency band-widths of power fluctuation. These two 
strategies are elaborated and simulated with a real PV plant #1 (250kW) during 3 months. Results of 
their performance are compared to the classical droop control which has been already presented in 
chapter 4. 
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5.2 Indicator for comparison of strategy analysis 
Studied isolated grid consists in diesel generator, photovoltaic plant, energy storage system 
modelled in chapter 4 and constant load as illustrated in Figure 5.1(a). It is assumed that at the 
beginning of simulation, the load power (0.6 per unit or 1.2 MW) equals to the summation of the 
initial power of diesel generator (0.5 per unit here or 1MW) and the initial power of PV (0.1 per unit 
or 0.2MW). The initial reference of power for the energy storage is then equal to zero; the frequency is 
equal to 50 Hz. The diesel generator has a primary frequency control with a droop (sd) equal to 8%. 
The dynamic response of diesel is modelled by a first order transfer function, shown in (3.5). The grid 
frequency is calculated by (3.10). Equivalent control diagram of this power system is presented in 
Figure 5.1(b). In this chapter, active power of load remains constant. Energy storage is help to reduce 
frequency deviation and maintain stability according to power variation of PV.  
Indicators to define performance of the different strategies are the maximal frequency deviation 
and the number of occurrences where grid frequency is over the acceptable limit. Moreover, 
participation of energy storage is also analyzed. The maximal active power of energy storage for 
charging and discharging modes are compared. The useful energy which is calculated as the difference 
between the maximal and minimum values of the stored energy along time duration is illustrated in 
Figure 5.2. Maximal power and useful energy will help us also to design the energy storage device. 
Furthermore, the maximal power and used energy of diesel generator are also analyzed in order to find 
out the extent that energy storage can reduce the participation of diesel generator.  
Power of diesel generator (with primary and secondary controls) and energy storage in time 
domain will be also analyzed in the frequency domain by Fourier transform (as for PV power analysis 
in Chapter 2). The spectrum is analyzed by computing FHC indicator. Frequencies more than 1 Hz, 
between 0.01Hz to 1 Hz, and below 0.01Hz define high, medium, and low frequency regions 
respectively. 
                                   
 (a) (b) 
Figure 5.1 Simulated system 
 
Figure 5.2 Energy used calculation 
5.3 Strategy with limitation diagram on PV variation 
The study on intermittency in the chapter 2 is used to define a new control strategy for energy 
storage device. From chapter 2, power signals of PV plant present many types of fluctuation: fast 
fluctuation, slow fluctuation, etc. as illustrated in Figure 5.3. The significant parameters used to define 
the different situations are the power variation (∆P) and the duration of power change (∆t). The 
outcome reveals that each type of fluctuation causes different impact on the grid frequency. 
Chapter 5: Coordinated strategy for ESS  97 
 
 
        
Figure 5.3 Different PV power signal with (a) fast fluctuation (b) slow fluctuation   
PV power is assumed to evaluate as step and ramp signals. From chapter 3, the maximal 
frequency variation can be calculated from power variation and parameter K(∆t) in (3.28). Power 
variation and duration of power change which causes fixed maximal frequency deviation in (3.34) 
have been also defined. Then, the power limitation diagram is plotted in Figure 3.22. This is used to 
define different zones according to PV power deviation. Let us remember that the area below the 
limitation line is defined as the acceptable zone (the frequency variation remains in the acceptable 
limits) while, the area above this line corresponds to the inacceptable zone. The energy storage will 
participate to regulate frequency variation when the power deviation and the duration of power change 
are out of the acceptable limit. Finally, this PV limitation diagram will be used to size the energy 
storage device. 
The energy storage is connected to power system via an interface with power electronics 
converters (DC/DC reversible converter and AC/DC inverter), and a RLC filter shown in Figure 5.4. 
The control architecture of this ESS has been already defined and designed in the chapter 4. In this 
study, the focus is put on the active power control and only energy storage power calculation part 
(blue box in Figure 5.4).   
 
Figure 5.4 Energy storage systems 
5.3.1 Control strategy algorithm 
Dynamic parameters of power system (PI controller of frequency control of diesel generator, 
time response of diesel generator, equivalent inertia and load damping constant) and maximal 
acceptable frequency (∆fstd) are firstly defined in order to design the limitation of power variation 
(∆Ppv_limit) versus the duration of power change (∆tlimit) as illustrated in Figure 3.22. The parameter K 
and K(∆t)  of step signal and ramp signal from chapter 3 is used. However, the step signal (dt=0) 
cannot be detected in reality. It appears only at the beginning of simulation. The power variation for 
very small time different (dt) is considered as a step change, i.e. when time duration (dt) is equal to 
time resolution (ts). 
After defined the limitation curve, the power management for frequency regulation is presented 
in Figure 5.5, where n denotes the number of loops calculation.  
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The PV power is first measured, followed with the calculation of the power variation (∆Ppv(t)) 
and the duration of change (∆t(t)) for each time resolution (ts) as illustrated in Figure 5.6. This power 
difference and the duration of change are then reported on the limitation curve. If the fluctuation of PV 
power remains in inacceptable zone (pink circle in Figure 5.6), the power reference of energy storage 
(Pes_ref(t)) is then defined as the difference between the actual power variation (∆Ppv(t)) and the 
maximal acceptable power variation at specific duration of change (∆Ppv_limit(∆t(t))) in (5.1). On the 
contrary, the power reference of energy storage is null if it is in the acceptable zone (orange circle in 
Figure 5.6). However, the power reference of energy storage does not change to zero immediately. 
The actual power reference of energy storage is 85% of its former value (85%*Pes_ref(t-ts)) because the 
power variation just returns back to acceptable but still risky zone (green circle in Figure 5.6). Indeed, 
a fast change of storage power can cause a frequency variation. And if energy storage power reduce 
slowly (over 85%), energy needed of energy storage is high and power of energy storage is not near 
zero before the next PV power variation. Besides, the state of charge (SoC) of energy storage should 
be checked whether the energy storage. 
Pes_ref(t) = ∆Ppv(t) - ∆Ppv_limit(∆t(t))    (5.1) 
Summarized calculation of power reference of ESS is divided into 3 cases: 
1.) Pes_ref(t) = 0 when State of Charge (SoC) is out of limit. 
2.) Pes_ref(t) = 85% of power reference before (85%*PES_ref(t-ts)) when power difference and 
duration of change are in the acceptable zone or if active power of photovoltaic is stable. 
3.) It is the difference between the power variation of PV and the limited power variation as 
when power difference and duration of change are in the unacceptable zone and the SoC is 
in acceptable limit. 
 
Figure 5.5 Power management algorithm for strategy with limitation diagram  
 
Figure 5.6 Control strategy 
Chapter 5: Coordinated strategy for ESS  99 
 
 
The important part is the power variation and the duration of change calculation. The power 
difference (∆Ppv(t)) is the difference between the actual power (Ppv(t)) and the reference power (P0(t)) 
as shown in (5.2). The value of reference power (P0(t)) is the initial power of PV (Pini). This power is 
signified from the difference between the initial power reference of diesel generator (the power which 
causes the frequency to be equal to 50Hz) and the power of load (assumed to be constant). Only 
primary frequency control is considered in this study so the power reference of diesel generator is 
fixed. The duration of change (∆t) is the difference between actual time and reference time (time at 
power reference) (t0) as presented in (5.3). However, it is not applicable for real power system because 
initial power is not fixed for an entire day. Therefore, diesel generator with primary and secondary 
frequency controls is investigated and power reference should be adapted according to secondary 
frequency control. 
∆Ppv(t) = Ppv(t) – P0 (t)       (5.2) 
∆t (t) = t – t0       (5.3) 
5.3.1.1 Power system without secondary control 
The fluctuation of PV can be separated into 3 situations as shown in Figure 5.7. The first 
situation is simple; the power decreases or increases continuously. The power reference (for a fixed 
brightness and temperature) keeps constant at initial power (Pini). The time reference (t0) is time at Po1 
during the situation 1a and the beginning of situation 1b until the power of PV passes the power initial 
again at Po2. The time reference (t0) changes when PV power is equal to Po2. Firstly, the power of PV 
decreases from Po1 to Po2. The power variation (∆P1) and its duration of change (∆t1) may be located in 
the acceptable zone (the green circle) in Figure 5.6.  
 
Figure 5.7 Power variation of PV for system without secondary control 
The second case is the situation where active power keeps constant. This case is detected if the 
power variation is null (2a in Figure 5.7) or if the actual power variation equals to the previous power 
variation (2b and 2c in Figure 5.7) as shown in equation (5.4). The actual power reference of energy 
storage is then equal to 85% of its former value (85%*Pes_ref(t-ts)). The power reference of energy 
storage decreases continuously to give some duration for the diesel generator to adapt its power. 
∆Ppv(t) =∆Ppv(t- ts)    or  ∆Ppv(n) =∆Ppv(n-1)   (5.4) 
The last case is the fluctuated power of PV situation. This situation is the same as the first 
situation. The time reference (t0) is also changed when PV power passes at Po3 or Po4. The major 
problem of this situation is that some fast fluctuations cannot be detected for the real signal of PV if 
the time resolution is not small enough. 
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An example of power difference (∆P) according to duration of change (∆t) calculation is 
presented in Figure 5.8. The initial power is equal to 0.1 per unit. From this initial power at 5 seconds, 
the power difference and the duration of change are calculated from this point until the power of PV 
reached 0.1 per unit again at 25 seconds. The time reference (t0) turns to 25 seconds. The time 
reference will be changed again if the power of PV equals to the initial power of 0.1 per unit. 
 
Figure 5.8 Calculation of power deviation of PV 
5.3.1.2 Power system with secondary control 
The fluctuation of PV power is also separated into 4 situations as illustrated in Figure 5.9. The 
first and second situations are similar as the previous case without secondary control and time 
reference is calculated with the same principle. Therefore, the power reference (keeping frequency at 
its nominal value) changes from Pini1 to Pini2. Consequently, at the end of this situation, power 
reference of PV change to Po2 and Po3 thanks to an augmentation of brightness for instance. The time 
reference (t0) changes when Ppv equals to Po2 or Po3. 
 
Figure 5.9 Power reference defined 
The last case corresponds to fluctuated power of PV. It is quite equivalent to the first situation.  
5.3.2 Validation of power management with simulation 
The initial simulated system consists of diesel generator with droop frequency control (no 
secondary frequency control), a constant load and photovoltaic plant (as a disturbance of system 
frequency). The active power of PV varies with time. Energy storage system is then added to the 
system. The new control strategy explained above is applied and compared to the classical primary 
frequency control with droop characteristics. The simulated signal is used to validate the control 
algorithm. Then, the secondary control is studied according to PV power variation. Finally, a real PV 
signal measured at PV plant #1 is simulated to validate this control strategy. 
5.3.2.1 Results with a simulated signal 
Slow fluctuations of PV power in Figure 5.10 (a) are first simulated. The power of PV is 
constant and decreases continuously from 0.1 per unit at 5 seconds. Then, it is stable for several times 
at 0.05 per unit. After that, it increases again until reaches 0.15 pu at 30 seconds and is stable again 
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from this point. The frequency response of initial system (without energy storage) and system with 
energy storage are compared in Figure 5.10(c). The power of energy storage in Figure 5.10(b) is 
calculated with the algorithm. The power deviation and the duration of PV power change are 
calculated and compared to the limitation curve in Figure 5.10(d) and (f). The maximal acceptable 
frequency variation is fixed to 0.2 Hz. 
From Figure 5.10, the system with energy storage is compared to the initial system (without 
energy storage) in 6 different situations. 
Situation a: From t=0 to t=5 seconds, the power of PV is constant at 0.1 per unit. The power 
difference is null so the power reference of ESS should be 85% of former power reference 
(85%*PES_ref(t-ts)) (condition 2b). The initial power reference of ESS is zero. Therefore, the power 
reference of ESS during this time remains to zero. The frequency keeps constant at 50 
Situation b: From t=5 seconds, the power of PV decreases continuously from 0.1 pu to 0.05 pu 
at t=10s. In Figure 5.10 (d), it can be seen that the power difference (∆P) in blue line is less than the 
limitation (∆P limit) in green line from t=5 to t=7 seconds. Consequently, the power of energy storage 
is still null. Although the frequency decreases from 50 Hz, it is still in acceptable limit (more than 49.8 
Hz). At t=7s, the power variation is upper than the limitation, so the power of energy storage is 
calculated by equation (5.1). We can observe in Figure 5.10 (c) that after 7 seconds the frequency in 
blue line (without energy storage) is less than 49.8Hz but the frequency in green line is still in 
acceptable value thanks to the participation of energy storage. 
Situation c: From t=10 seconds to t=20 seconds, the PV power is constant at 0.05 per unit. The 
power of energy storage is continuously decreased while waiting the generator diesel participation to 
regulate the frequency variation. It can be seen that from 13 seconds, grid frequency of the initial 
system and the system with energy storage are identical because the power of energy storage is small 
and the frequency is mostly regulated by diesel generator.  
Situation d: From t=20 seconds, the power of PV starts increasing again from 0.05 per unit and 
reaches 0.1 per unit at t=25 seconds. The power variation during this situation is always less than the 
limitation so the power of energy storage is still reduced. The frequency is also in acceptable range 
during this period. 
 
(a) 
(b) 
(c) 
(d) 
(e) 
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Figure 5.10 (a) Simulated power of PV (slow fluctuation) (b) Power of ESS (c) Frequency response of system without and 
with ESS (d) Calculated power variation of PV and limitation (e) Calculated duration of change 
Situation e: At t=25 seconds, the power of PV is 0.1 per unit so the time reference (t0) is 
change to 25 seconds here. This case is the same as the situation b.   
Situation f: From t=30 seconds, the power of PV is stable again at 0.15 per unit. This case is 
the same as the situation c. However, in this case, the power of PV is upper than the initial power. It 
means that the power of source is more than the power of load. Therefore, the energy storage should 
absorb power (i.e. is in charging mode) and its power reference is negative. 
5.3.2.2 Additional algorithm according to secondary control of diesel for real signal  
As in real power system, for which the grid frequency returns to the nominal value with the 
secondary control; the power reference of PV (P0) has then to be changed along with time. Therefore, 
the determination of reference power (P0) is analyzed. P0 is defined as the initial power of PV (power 
of PV at t=0) which is the difference between power initial of diesel generator and load. As a matter of 
fact, this is the reference power which keeps frequency equal to 50Hz.  After simulation, if Ppv 
fluctuates continuously, P0 and t0 will be updated as shown in Figure 5.11(a).  
        
 (a) (b) 
Figure 5.11 Power PV signal (a) fluctuates continuously (b) decreases and is stable at new values 
For only this algorithm of reference point detection, our control strategy works correctly for 
several minutes according to power variation of PV. For working in longer period, there are other 
points of view that have to be considered in defining the reference point; such as, the stable of power 
of PV in long period (more than 10 minutes), and the secondary control of diesel generator. The 
question is: which power reference (P0) is suitable for the calculation of power deviation (∆P). If 
power of PV is stable for several minutes in Figure 5.11(b), the frequency is stable at a steady-state 
value and the secondary control of diesel generator turns on and allows frequency to come back over 
50 Hz. The reference power of PV has to be changed. However, the big problem is when it has to be 
changed. 
 
Figure 5.12 Power of PV 26/08/2011 
The PV power of PV plant #1 on 26/08/2011 is illustrated in Figure 5.12, which has been 
separated into 4 periods. From 0 to 5 hours, power of PV remains constant at zero. In this first period, 
the frequency is stable at 50 Hz if there are no other disturbances in power system. Power is then 
increases slowly from 5 to 8 hours. In this period, the participation of energy storage is not necessary 
as the frequency changes slowly. The primary and secondary frequency control of diesel generator 
will take action in this period. From 8 a.m. to 2 p.m., power continuously fluctuates and presents 
sometimes stable periods for several minutes. This period may need the participation of energy 
 
Update P0, t0 and dFstd  
Ppv 
Pinitial 
 
Ppv 
Pinitial 
Update P0, t0 ?? 
 
5h 8h 14h 
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storage. Finally after 2 p.m., power of PV decreases slowly and remains stable at zero. Consequences 
are equivalent as periods 1 and 2. 
Concentration has been put merely on the third period (8 to 14 hours) when the power of PV 
continuously fluctuates. When the power of PV is stable, the secondary control does not work during 
this period. The power reference is constant at power initial value. The reference time and the maximal 
frequency deviation are updated when the power equals to the initial power, the participation of energy 
storage being needless.  
From Figure 5.13, it can be observed that the frequency response is improved according to the 
proposed control strategy; however, some frequencies are out of limit (more than 50.2Hz or less than 
49.8Hz). Most of these frequencies occur when the absolute value of power deviation in one second is 
over 0.01 pu. This problem may be induced by approximation on the definition of power reference 
(P0) or the inability of the proposed control strategy to detect the fast fluctuations of PV power. 
According to this study, one of the most influent parameter is the power reference which is used to 
define the power deviation, and then have a huge impact on the control accuracy as well as on power 
and energy levels of energy storage. 
The secondary control of diesel generator has been studied before adding another algorithm to 
improve the power reference determination. Finally, a new algorithm is added and completes this first 
one. 
 
Figure 5.13  (a) Power of PV (b) Power of energy storage (c) Frequency response (d) Power deviation of PV from 
P0 and limitation (e) Power deviation of one step sampling time 
a.) Secondary control study 
The reference power of diesel is defined from frequency deviation and PI controller in (1.7). 
Parameter Kp is linked to the primary frequency control (Kp=1/R; where R denotes the droop value) 
and Ki defines the secondary control part. The power system that consists of diesel generator and load 
is simulated to study the secondary control of diesel. The frequency response according to power of 
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load variation illustrated in Figure 5.14(a) is for different Ki with a droop value of 6%. For the control 
without secondary control (Ki =0), frequency does not return back to 50Hz. If Ki increases, the time 
response of secondary control will decrease and the frequency returns to 50Hz faster but frequency 
response presents some oscillations. The power of diesel generator for Ki equals to 2 and 4, for a droop 
of 6%, are compared in Figure 5.14(b). Small Ki (large time response of secondary control) causes 
slower decrease of the primary control power and slower increase of power of secondary control. 
 
 (a) (b) 
Figure 5.14 (a) Frequency response (b) power of diesel generator according to increasing of load power with different K i 
The secondary control has an impact on power reference of PV (P0). When the power of PV is 
stable, the frequency is also stable and the secondary control turns on and brings frequency back to 50 
Hz. It means that the initial power for diesel and PV turns to the new point. So the value of power 
reference has to be changed. The power of PV has to be stable for about 10-15 minutes in order to 
provide sufficient time for secondary control. 
The significant questions are whether the power of PV is stable long enough for secondary 
control to finish its function, or whether the power reference has to be changed if the secondary 
control works but has not finished yet its action and when the power reference should be updated. To 
answer all these questions, real power signals recoded every 5 seconds of PV plant of 250kW at 
26/08/2011 are studied. MATLAB facilitates to approximate the power from real power of PV (black 
point or red line in Figure 5.15) for each 0.1 second or 1 second (each blue line in Figure 5.15) by 
linear extrapolation. Droop value of diesel is equal to 8% and Ki is equal to 2. 
 
Figure 5.15 Linear extrapolation for power of PV 
The power variation for one step time which is calculated by (5.5) corresponds to the difference 
of power between the blue lines where ts is the sampling time. In this study, the power deviation (∆PP) 
for one sampling time (ts) is calculated for ts of 0.1 second and the system frequency is plotted in 
Figure 5.16. 
∆PP(t) = |Ppv(t) – Ppv (t-ts)| (5.5) 
In Figure 5.16, the secondary control starts working when ∆PP is small. In order to observe the 
value of small ∆PP, the time period between 3.4x104 to 3.6 x104 seconds (duration of 2000 seconds) of 
Figure 5.16 is zoomed and illustrated in Figure 5.17. It can be seen that at time 350 seconds that the 
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power of PV starts to be stable, the power deviation in one step time is about 0.016kW/0.1second and 
the secondary control starts working (the frequency turns to 50 Hz). During 350 to 850 seconds, the 
power of PV is stable and the power deviation is around 0.016kW/0.1second. Then, there are some 
variations before a new phase of stability at 930 seconds. After that, the power deviation decreases to 
be below than 0.1kW/0.1second and the secondary control brings the frequency back to 50Hz. It also 
turns on at 1420 seconds. During 1420 to 1800 seconds, the power deviation is less than 
0.14kW/0.1second except that at time 1620 seconds the power deviation is about 0.16kW/0.1second 
with some frequency variations. However, it is quite small and can be neglected. Therefore, the power 
deviation for one step, which the secondary control turns on and the initial power (P0) is changed, is 
less than 0.16kW/0.1second (1x10
-4
 per unit/0.1second or 0.064% of power rated of PV in 0.1 second). 
It can also be expressed that the secondary control starts working when the power deviation of PV 
(rate of change of PV power) is 1.6kW per second. If the sampling time is changed, this power ∆PP 
has to be adapted. For example, if sample time is 5 seconds, the secondary control starts working when 
∆PP is less than 8 kW/5seconds (5x10-3 per unit/5second or 3.2% of power rated of PV in 5 seconds). 
 
Figure 5.16  (a) Power of PV (b) Power variation for one sampling time (c) Simulated frequency signal between 2.8x104 to 5 
x104 seconds 
 
Figure 5.17 (a) Power of PV (b) Power variation for one sampling time (c) Simulated frequency signal during 3.4 
x104seconds to 3.6x104seconds (2000 seconds) 
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b.) New additional algorithm for power reference determination 
The initial power of PV (P0) has been decided to change when the frequency is stable at 50 Hz 
or closed to 50 Hz. The frequency turns to 50 Hz by the secondary control of diesel generator. 
Therefore, the reference power P0 is related to the secondary control. In the previous study, 
information of power variation ∆PP which causes starting of secondary control have been searched 
out. Therefore, in the definition of P0, the maximal power variation (dP_steady) has to be fixed. If 
∆PP is less than dP_steady, the power of PV is set to be stable. Well, the period (t_steady) at which 
power is stable (∆PP<dP_steady) has to be carefully defined. The initial power P0 is changed when 
∆PP<dP_steady is upper than t_steady. This period should not be too long, because the energy storage 
should decrease its power as soon as the secondary control begins. P0 is changed in order to set power 
variation (∆P=Ppv-P0) at zero and ∆P is in acceptable limit.  
The parameters dP_steady and t_steady are then varied and the system with PV for one day is 
simulated. The system frequency is analyzed, followed by studies on the impact of the parameters of 
frequency control of diesel (droop, Ki) on dP_steady and t_steady is studied. Finally, parameters 
dP_steady and t_steady are validated for other PV signals. 
i. Simulation 1 : Variation of dP_steady for fixed t_steady at 5 seconds 
The power system that consists of diesel generator (with primary and secondary control), load 
(power constant), PV, and energy storage system is simulated in MATLAB – Simulink. The control 
power of energy storage system has different parameter dP_steady (use to define P0) and the period 
t_steady is fixed at 5 seconds. The period t_steady is selected at 5 seconds because the ESS should 
start to reduce its power as soon as possible when the secondary control starts working. It should not 
be too small in order to give enough time for detecting a stability of PV power. 
The number of occurrences of frequency deviation which are more than 0.2 Hz of frequency 
of the system without ESS is 192. When dP_steady is larger than 2x10
-3
, power reference (P0) always 
changes (P0 equals to Ppv). Energy storage system does not participate to regulate frequency at all 
because power deviation ∆P is always zero. For dP_steady from 1x10-3 to 2x10-3, ESS participates 
sometimes but frequency is not in the acceptable limit. Energy storage system brings frequency back 
to the acceptable limit range (49.8-50.2Hz) when dP_steady is less than 1x10
-3
.  
 
 (a) (b) 
Figure 5.18 (a) Power of energy storage (b) energy of energy storage for different dP_steady and t_steady 5 seconds 
Power and energy of energy storage and diesel are calculated in this section. The energy 
storage device often participates to regulate frequency when the dP_steady decreases as shown in 
Figure 5.18(a). In Figure 5.18(b), stored energy of energy storage is negative for dP_steady equal to 
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1x10
-4
, 5x10
-5
 and 1x10
-5
. It means that energy storage is mostly in a discharging mode. For dP_steady 
equal to 5x10
-4
and 1x10
-3
, the stored energy is upper than the initial state so energy storage is mostly 
in a charging mode. The minimal value of energy used occurs when dP_steady is of 5x10
-4
. 
Furthermore, the maximal power of primary power of diesel is reduced by energy storage in Figure 
5.19. The maximal of primary power is minimal at dP_steady 5x10
-4
. The maximal power of primary 
power of 1x10
-5
 is larger than the others. Energy used of primary control of diesel is not quite different 
between the system with and without energy storage. The minimum energy used is obtained at 
dP_steady 5x10
-5
.  
If dP_steady 5x10
-4
 is selected, the energy of energy storage is seldom used but it does not 
have any profound impacts on energy used of the primary control of diesel comparing to the situation 
without energy storage system. On the other hand, energy storage is too often used and energy used of 
primary control of diesel is reduced at dP_steady 5x10
-5
. Therefore, the selection of dP_steady will 
depend on the preference between, the minimum use of energy storage and the reduction of energy 
used for primary control of diesel. A dP_steady at 5x10
-4
 has been selected (to minimize energy used 
of energy storage with improve frequency performance) with a varying t_steady in the next section. 
However, this parameter has to be adapted if the parameter of frequency control of diesel changes. 
  
 (a) (b) 
Figure 5.19  (a) Maximal and minimal powers (b) useful energy of primary control of diesel for different dP_steady and 
t_steady of 5 seconds 
ii. Simulation 2 : Varying of t_steady for dP_steady fixed to 5x10-4 
In this simulation, the t_steady period is modified. Frequency is always in acceptable limit if 
t_steady is less than 60 seconds. When t_steady increases, energy storage participates less. Energy 
storage is more in discharge for t_steady of 30 and 60 seconds. It means that energy storage 
participates less to frequency control but it is in service for a long period. When t_steady increases or 
dP_steady decreases, the initial power (P0) does not often change. Therefore, energy storage should 
inject/absorb more energy. If the power deviation is still in the problem zone, it will be in this zone for 
a long time before P0 changes and power variation (∆P) turns to zero.  
Energy used of energy storage is minimal at t_steady equal to 5 seconds. Energy storage also 
reduces the maximal power of primary power of diesel. However, it does not have many impacts on 
energy used of primary control of diesel. Energy used for primary control is the smallest at t_steady 
60s. The selected parameters are dP_steady 5x10
-4
 and t_steady 5 seconds. These parameters will also 
be validated with different PV signals. 
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 (a) (b) 
Figure 5.20 (a) Power of ESS (b) energy of ESS for different t_steady and dP_steady 5x10-4 
 
 (a) (b) 
Figure 5.21 (a) Minimal and maximal powers (b) energy used of primary control of diesel for different t_steady and 
dP_steady 5x10
-4
 
iii. Simulation 3 : Varying parameter of frequency control for diesel 
As having mentioned earlier, these two parameters: dP_steady and t_steady which have been 
used to define power reference (P0) are affected by the parameters of frequency control of diesel. 
When the droop value decreases, participation of diesel in primary frequency control increases. 
Frequency deviation is then reduced. Therefore, the frequency deviation will be small (or almost in 
acceptable range) if droop value of diesel is small. For the studied power system, if the droop value is 
smaller than 6%, there is no frequency problem.  
For parameter Ki of the secondary control, time response of secondary control decreases when 
Ki increase. Diesel generator will then participate faster to the secondary control. Therefore, power 
and energy of diesel generator to regulate frequency is increased. The frequency deviation is decreased 
when Ki increases (time response reduces). Parameter dP_steady 5x10
-4 
and t_steady at 5 seconds can 
guarantee to maintain the frequency deviation at less than 0.2 Hz for Ki more than 2. If Ki decrease, 
these two parameters have to be modified to make frequency deviation within the acceptable limit. 
When Ki increases, energy storage has to participate more continuously for a long time. Therefore, 
dP_steady should be decreased while t_steady should be increased to cause less change on power 
reference. For example, if Ki is 1, dP_steady should be 1x10
-6 
and t_steady of 60 seconds to reduce 
frequency deviation according to power variation of PV.   
c.) Validation of the complete control strategy with real PV power signal 
The defined and complete algorithm is simulated with different real PV signals (with dP_steady 
and t_steady equal to 5x10
-4 
and 5 s respectively). The PV signals of PV plant #1 for all 3 months are 
simulated. Frequency is always in acceptable limit except in 20/10/2011 using the strategy with 
limitation diagram.  
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Six illustrations of power variation from more to less fluctuated signals, which are classified by 
their FHC in high frequency (see 2.4.3), are illustrated in Figure 5.22 (a) to (f) respectively. Frequency 
response of the initial system (without energy storage) according to fluctuated signal (20/10/2011, 
26/08/2011, and 27/08/2011) (Figure 5.22 (a) to (c)) are out of limits and presented in Table 5.1. Small 
power variations on 11/09/2011, 31/08/2011 and 27/08/2011 have not caused any large frequency 
variations. The frequency of the initial system (with no energy storage) is always in the acceptable 
limit. Therefore, participation of energy storage is not needed in this situation of fluctuation. However, 
energy storage may seldom participate on 11/09/2011 because the minimum frequency is increased 
(frequency deviation from 50Hz decreases) as shown in Table 5.1. 
System frequency according to all power fluctuation signals is always in the acceptable limits 
using our strategy with ∆Ppv limitation except on 20/10/2011. However, the frequency response of 
system with energy storage, using this strategy, has evaluated out of limits twice, which it is not so far 
away from the acceptable range. 
 
(a) (b) (c) 
 
(d) (e) (f) 
Figure 5.22 Power of PV signal (a) 20/10/2011 (b) 26/08/2011 (c) 27/08/2011 (d) 11/09/2011 (e) 31/08/2011 (f) 28/08/2011 
Table 5.1: Frequency response analysis of system initial and system with ESS for six different PV signal  
PV power 
signal 
FHC in 
high 
frequency 
region (kW) 
Initial system (without ESS) System with ESS using limitation strategy 
Number of 
occurrences with  
frequency out of limits 
fmax 
(Hz) 
fmin 
(Hz) 
Number of occurrences 
with  frequency out of 
limits 
fmax 
(Hz) 
fmin 
(Hz) 
20/10/2011 18.4 1480 50.33 49.73 2 50.18 49.797 
26/08/2011 12.5 208 50.24 49.73 0 50.16 49.84 
27/08/2011 11.9 610 50.33 49.65 0 50.18 49.81 
11/09/2011 4.35 0 50.09 49.865 0 50.09 49.873 
31/08/2011 2.88 0 50.04 49.95 0 50.04 49.95 
28/08/2011 0.975 0 50.02 49.98 0 50.02 49.98 
Frequency response and power of energy storage in time domain of the most fluctuated signal 
(20/10/2011) are presented in Figure 5.23. Frequency variation of the initial system (without energy 
storage) is larger than frequency deviation of system with energy storage which is controlled by 
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limitation strategy in Figure 5.23(a). Energy storage helps mostly to keep frequency within the 
acceptable limit. Power of energy storage, as illustrated in Figure 5.23 (b), is quite large. 
 
(a) (b) 
Figure 5.23 Impact of our strategy on : (a) the frequency response (b) the power delivered by energy storage for power signal 
on 20/10/2011 
5.3.3 Robustness analysis 
Strategy with limitation diagram is approved with a lot of real PV power signals. However, 
performance of this strategy depends on the accuracy of limitation ∆P diagram, time of detection of 
deviation of energy storage, accuracy of measured PV power and accuracy of PV power reference (P0) 
determination.  
5.3.3.1 Impact of limitation diagram 
The limitation of power deviation (∆Ppv) and duration of change (∆t) are fixed by parameters 
which are supposed to be well-known, such as frequency deviation limitation and droop value of 
diesel generator, and approximate parameters, such as equivalent inertia, load damping constant and 
time response of diesel generator. In this study, each parameter is varied about 50% and the 
limitation curves are plotted in Figure 5.24. Figure 5.24 (a) and (b) show that the known parameters 
(maximal frequency deviation and droop value of diesel generator) have a large impact on limitation 
curve. In the contrary, the approximate parameters have less impacts on limitation curve as shown in 
Figure 5.25 (c), (d), and (e). 
5.3.3.2 Impact of error on PV measured power 
Power reference calculation of energy storage is dependent to the PV measured power. An error 
between ±0-20 % is then added to the measured power of PV; the number of occurrence where 
frequency deviation is more than 0.2 Hz is then analyzed. Positive errors cause small impact on 
frequency because the power of energy storage is over estimated, so that frequency remains in 
acceptable limit. On the other hand, negative error causes large effect on frequency because the power 
of energy storage is under estimated in this case. With real PV power signals measured on 20/10/2011 
which is the most fluctuated signal during three months, frequency is out of limit when error of 
measurement is more than 10%.  
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                             (a)       (b) 
    
(c)                        (d) 
  
(e) 
Figure 5.24 Limitations ∆Ppv diagram with different (a) Maximal value of frequency deviation (b) Droop value of diesel 
generator (c) Equivalent inertia (d) Load damping constant (e) Time response of diesel generator 
5.3.3.3 Impact of time for decision according to participation of energy storage 
In our control strategy, 3 time parameters are used: the sampling time of measured PV power 
(denoted Ts_pv), time to take decision for participation of energy storage power (denoted Ts_st) and 
step time simulation (denoted Ts). Generally, time to take decision for energy storage participation has 
to be at least upper than the sampling time of measurement (Ts_st  ≥ Ts_pv ), because the reference of 
energy storage is defined from the PV power.  
Time to take decision of 1 and 5 seconds is compared while sampling time of measured PV 
power of 0.1 second. Number of occurrences where frequency is out of limits increases when time to 
take decision of power of energy storage grows up but it is still smaller than number of occurrences of 
the initial system (without energy storage) as shown in Table 5.2. Time to take decision of power of 
energy storage every 5 seconds is too long. The problem will be detected too late. Frequency deviation 
is already over 0.2 Hz when the problem is detected (power deviation is over limitation diagram). 
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However, for larger system PV and larger power system, power fluctuation is more slowly so time to 
take decision of energy storage can be longer. 
Table 5.2: Results of simulation with different time to take decision of power of ESS for PV power 20/10/2011 
Number of occurrence dF > 0.2 Hz fmax (Hz) fmin (Hz) 
For system without ESS 1480 50.33 49.73 
For system Ts_st = 0.1s 2 50.18 49.797 
For system Ts_st = 1s 86 50.23 49.76 
For system Ts_st = 5s 1328 50.33 49.63 
5.3.4 Strategy with limit power deviation diagram conclusion 
This control strategy with limitation diagram can bring frequency to the acceptable limit with 
dP_steady of 5x10
-4
 and t_steady of 5 seconds for a rated power of diesel generator of 1.6MW, 
2MVA. This strategy uses more power of energy storage compare to droop strategy. However, this 
strategy can save the use of energy storage for less fluctuation signals. This strategy will be compared 
to other strategies later. From robustness analysis, a good predication of parameters and an accurate 
measurement of PV power are needed in order to anticipate appropriated strategy. 
5.4 Filtering strategy 
According to the previous study of transfer function between frequency deviation and PV power 
deviation in Chapter 3, the frequency of PV signal fluctuation can be separated into 3 zones for low 
(<0.016Hz), medium (0.016-1.6Hz) and high frequencies (>1.6Hz). The secondary control of diesel 
generator takes action against power fluctuations in low frequency region; fluctuations in high 
frequencies are filtered by equivalent inertia of power system. The energy storage then assists diesel 
generator for primary frequency control. In this study, energy storage is also used for the same 
purpose. A new strategy based on filtering of PV profile is then proposed below. 
5.4.1 Description of filtering approach 
Various filter types (high pass, low pass, and band pass filters) are used on power variations (for 
load and PV) to define power of diesel and/or energy storage for their participation in frequency 
control. Four different filtering strategies are then proposed: 
1. Filter strategy #1: Diesel with a low pass filter, Energy storage with a high pass filter. This 
strategy limits action of diesel generator to secondary control (i.e. low frequency region). 
Therefore, a low pass filter is applied. The energy storage device takes action for high 
frequency fluctuations (medium and high frequency region). 
2. Filter strategy #2: Diesel with classical frequency control (primary and secondary controls), 
Energy storage with a high pass filter. Frequency control of diesel generator is classical in 
order to implement a feedback loop on frequency control. The energy storage assists diesel 
generator in primary frequency control by using high pass filter. 
3. Filter strategy #3: Diesel with classical frequency control, Energy storage with a band pass 
filter. Band pass filter is used to replace the high pass filter of filter strategy #2. This filter 
limits energy storage action to medium frequencies. High frequency variations are filtered by 
equivalent inertia.    
4. Filter strategy #4: Diesel with a low pass filter, Energy storage with a primary droop control. 
This strategy is the inverse of filter strategy #2. This strategy makes energy storage the main 
source of primary frequency control and limit diesel power to participate only to the secondary 
control. 
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These different filter strategies are analyzed and compared to system without energy storage in 
frequency domain, using Bode diagrams. Then, these strategies are simulated in time domain using 
MATLAB-Simulink. 
5.4.2 Analysis filter strategy in frequency domain 
The frequency response of the islanding grid is presented in Figure 5.1(b). The disturbance is 
the variation of both PV power and load power, which corresponds to the power deviation (∆Pdiff) in 
(5.6). In this study, power of charge is assumed to be constant so that the dominant power deviation 
∆Pdiff is the PV power variation (∆Ppv). The low pass filter for diesel is modeled in (5.7) as illustrated 
in Figure 5.25(a). Moreover, the band pass and high pass filters for energy storage are defined in (5.8) 
and (5.9) respectively. Transfers function between frequency deviation (∆f) and power deviation 
(∆Pdiff) including filter strategies of energy storage are then analyzed. 
 
                             (a)       (b) 
Figure 5.25 (a) Low pass filter (b) High pass filter 
∆𝑃𝑑𝑖𝑓𝑓 = ∆𝑃𝑝𝑣 − ∆𝑃𝑐ℎ (5.6) 
∆𝑃𝑚
∗
∆𝑃𝑑𝑖𝑓𝑓
=
−1
1
2𝜋𝑓𝑐1
𝑠+1
 ; 
1
2𝜋𝑓𝑐1
= 𝜏1  (5.7) 
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(
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  (5.8) 
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−
1
2𝜋𝑓𝑐2
𝑠
1
2𝜋𝑓𝑐2
𝑠+1
 ; 
1
2𝜋𝑓𝑐2
= 𝜏2 (5.9) 
5.4.2.1 Filter strategy #1 
In this strategy, diesel generator takes action in low frequency region and energy storage 
participates in high frequency region. Transfer function between frequency deviation and power 
variation with energy storage is shown in (5.10). It can be seen that, if damping load constant (D) is 
zero, the frequency presents a steady-state error (it does not return to 50Hz). For instance, cut-off 
frequency of low pass and high pass filter is selected to be equivalent at 0.025Hz. Magnitude of Bode 
diagram is plotted for D equal to 0 and 1 in Figure 5.26. Magnitude of Bode diagram in Figure 5.26(a) 
is equivalent to system without secondary control and without filtering at low frequency. The steady-
state error is not null. On the other hand, the low frequency region is filtered by load in Figure 5.26(b) 
if damping load constant (D) is not null. That means system frequency with this filter strategy does not 
return to 50Hz if damping load constant is null. System needs at least a closed-loop of the measured 
frequency, either with droop or damping load constant (or both droop and damping load constant). 
This filter strategy, which does not return measured frequency in control loop (open loop system 
of frequency and power deviation), must be applied to power system with non-zero damping load 
constant. Although damping load constant is selected at zero in most articles, because it is the most 
critical problem against frequency, this parameter is different of 0 in real power system. For example, 
the islanding power system “Les Saints”, has a damping load constant equal to 0.12. Therefore, for all 
following simulations, the damping load constant (D) will be taken at 0.12. 
∆𝒇
∆𝑷𝒅𝒊𝒇𝒇
=
𝝉𝟏𝒕𝒈𝒔
𝟐+(𝝉𝟏+𝒕𝒈−𝝉𝟐)𝒔
(𝟐𝑯𝒔+𝑫)(𝝉𝟏𝒔+𝟏)(𝒕𝒈𝒔+𝟏)
.
𝟏
(𝝉𝟐𝒔+𝟏)
 (5.10) 
𝛕𝟏 = 𝛕𝟐 = 𝟏/(𝟐 ∗ 𝐩𝐢 ∗ 𝟎, 𝟎𝟐𝟓)  (5.11) 
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 (a) (b) 
Figure 5.26 Magnitude of transfer function between frequency variation and power variation of filter strategy #1 (a) load 
damping constant is zero (b) load damping constant is one 
The cut-off frequency of the two filters is varied. In the reference case, active zones of diesel 
and energy storage are separated independently (cut-off frequencies are equivalent to 0.025Hz or 0.16 
rad/s). Next, the cut-off frequency of low pass filter (fc1) is increased and causes a larger action region 
of diesel generator (it participates more in medium frequency). It means that medium frequency region 
is assumed by diesel and energy storage. Finally, action region of energy storage is increased to some 
low frequency region by reducing cut-off frequency of high pass filter (fc2). Magnitude of Bode 
diagrams for different cut-off frequencies is plotted in Figure 5.27. 
 
Figure 5.27 Magnitude of transfer function between frequency variation and power variation of filter strategy 1 with different 
cut-off frequencies 
If cut-off frequency of low pass filter (fc1) is increased, the magnitude of df/dP in low and 
medium frequency will increase as shown in Figure 5.27. Therefore, the frequency deviation is larger 
for the same power deviation. When the cut-off frequency of high pass filter (fc2) is reduced, the 
magnitude of df/dP in high frequency region decreases. From these results, the cut-off frequencies of 
the two filters should be equivalents. 
Equivalent cut-off frequency of two filters is then varied from 0.025Hz to 0.001Hz as illustrated 
in Figure 5.28. The magnitude of transfer function decreases in medium frequency region when cut-off 
frequency reduces. The frequency deviation in medium frequency fluctuation is improved according to 
system without energy storage. So that the cut-off frequency of two filters should be equivalent to a 
low value in order to enlarge the working band-width of frequencies for energy storage. 
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Figure 5.28 Magnitude of transfer function between frequency variation and power variation of filter strategy #1 with 
different cut-off frequency 
The frequency deviation by the fluctuation of PV in some medium and low frequency regions of 
this filter strategy (all cut-off frequency) is higher than frequency deviation of system without energy 
storage for the same amplitude of power variation because this filter strategy does not return measured 
frequency value. This strategy can cause more frequency variation than system without energy storage 
if cut-off frequencies are not well defined. 
5.4.2.2 Filter strategy #2 
For this case, the energy storage system takes action in high frequency region and diesel is 
controlled by classical frequency control (with primary and secondary controls). The transfer function 
is given in (5.12). So that this strategy does not have steady-state error although damping load constant 
is zero. The cut-off frequency of high pass filter for energy storage system is then varied. The 
magnitude of Bode diagram is illustrated in Figure 5.29. 
∆𝐟
∆𝐏𝐝𝐢𝐟𝐟
=
𝐭𝐠𝐬+𝟏
(𝟐𝐇𝐭𝐠)𝐬𝟑+(𝟐𝐇+𝐭𝐠𝐃)𝐬𝟐+(𝐊𝐩+𝐃)𝐬+𝐊𝐢
.
𝟏
(𝛕𝟐.𝐬+𝟏)
 (5.12) 
When the cut-off frequency of high pass filter is risen up, energy storage system will participate 
less in medium frequency so that the frequency deviation in this frequency region is larger for the 
same amplitude of power variation. The fluctuation in high frequency region is more filtered with 
energy storage, which can be interpreted that energy storage is coordinated with equivalent inertia of 
system to regulate frequency. However, there is no variation of PV power in high frequency, upper 
then 1 Hz (cf. chapter 2). 
 
Figure 5.29 Magnitude of transfer function between frequency variation and power variation of filter strategy #2 with 
different cut-off frequency 
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5.4.2.3 Filter strategy #3 
This filter strategy is quite similar to filter strategy #2 except that energy storage is limited to 
work in the medium frequency zone. There is no coordination with equivalent inertia to filter 
fluctuations in high frequency. The band-pass filter is illustrated in Figure 5.30. The cut-off frequency 
at high frequency (fc1) is for low pass filter and cut-off frequency at low frequency (fc2) is for high 
pass filter. Transfer function in (5.13) show that there is no steady-state error. Furthermore, Bode 
diagram of this transfer function (for fc1=1.2Hz, fc2=0.025Hz) is plotted in Figure 5.31, comparing to 
system without energy storage. The magnitude of df/dP is equivalent for system with and without 
energy storage in low and high frequency regions. Magnitude of df/dP of system with energy storage 
is the lowest at frequency around 1.1 rad/s (0.21 Hz) that is approximately around the frequency at the 
maximal gain (wo = √1 𝜏1. 𝜏2⁄ ) of band pass filter (0.99 rad/s). 
 
Figure 5.30 Band pass filter 
 
Figure 5.31 Magnitude of transfer function between frequency variation and power variation of filter strategy #3 
∆𝐟
∆𝐏𝐝𝐢𝐟𝐟
=
𝐭𝐠𝐬+𝟏
(𝟐𝐇𝐭𝐠)𝐬𝟑+(𝟐𝐇+𝐭𝐠𝐃)𝐬𝟐+(𝐊𝐩+𝐃)𝐬+𝐊𝐢
.
𝛕𝟏.𝛕𝟐𝐬
𝟐+𝛕𝟏𝐬+𝟏
(𝛕𝟐.𝐬+𝟏)(𝛕𝟏.𝐬+𝟏)
 (5.13)
 
From the Hurwitz criterion and equation (5.12) and (5.13), the system is stable if summation of 
Kp and D is strictly greater than 0 (Kp+D>0). Therefore, the droop value and the load damping 
constant cannot be null at the same time. 
5.4.2.4 Filter strategy #4 
The control system of diesel and energy storage is taken turns. The low pass filter is applied for 
diesel generator to participate only to the secondary control. Classical primary frequency control (with 
droop value) is applied to energy storage. This makes the system to be a closed loop system without 
any steady-state error. The cut-off frequency of low pass filter for diesel is varied (droop for storage is 
equal to 6%) and magnitude df/dP is plotted in Figure 5.32. When the cut-off frequency increases (i.e. 
diesel participates more), the magnitude of transfer function is more filtered in low and medium 
frequency regions but it is not affected in high frequency regions. Then, magnitude of df/dP is 
equivalent for system with and without energy storage and for all cut-off frequencies because this 
frequency region is regulated by equivalent inertia of system. 
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∆𝐟
∆𝐏𝐝𝐢𝐟𝐟
=
𝟏
𝟐𝐇.𝐬+(𝐃+𝐊𝐩𝐬𝐭)
.
𝛕𝟏𝐭𝐠𝐬
𝟐+(𝛕𝟏+𝐭𝐠)𝐬
(𝐭𝐠.𝐬+𝟏)(𝛕𝟏.𝐬+𝟏)
 (5.14) 
 
Figure 5.32 Magnitude of transfer function between frequency variation and power variation of filter strategy #4 with 
different cut-off frequency 
 
Figure 5.33 Magnitude of transfer function between frequency variation and power variation of filter strategy #1 with 
different droop values of ESS 
The droop for energy storage is varied for cut-off frequency of 0.025Hz in Figure 5.33. Droop 
value of energy storage does not impact the magnitude of df/dP in high frequencies. When droop value 
for storage increases, magnitude of df/dP in low and medium frequency increases so frequency 
deviation is larger for the same amplitude of power deviation. 
5.4.2.5 Comparison of different filtering strategies 
Finally, all filter strategies are compared to system without any energy storage as illustrated in 
Figure 5.34 (with a damping load constant 0.12). The cut-off frequencies of low and high pass filter of 
strategy #1, and of high pass filter of strategy #2 are at 0.025Hz. Cut-off frequencies of low and high 
pass filter of strategy #3 are 0.025Hz and 1.2 Hz respectively.  Cut-off frequency of strategy #4 is 
0.025Hz with a droop value for energy storage of 6%. 
The first strategy (in red line), which corresponds to an open-loop system, is worse than the 
others in low frequency region (<0.016Hz or 0.1rad/s). In high frequency region (>1.6Hz or 10rad/s), 
the first and second strategies which apply high pass filter for energy storage have less magnitude of 
∆f/∆Pdiff. Therefore, the frequency deviation is less than the other cases for the same magnitude of 
power variation. Energy storage participates to regulate frequency in equivalent inertia zone. In 
medium frequency zone (0.016-1.6 Hz or 0.1-10rad/s), filter strategies 2, 3, and 4 have less magnitude 
∆f/∆Pdiff than system without energy storage. Magnitude ∆f/∆Pdiff of filter strategy #1 is also smaller 
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than system without energy storage in the same medium frequency region. This indicates that energy 
storage can coordinate to reduce frequency deviation in this zone (for the same amplitude of power 
variation). The filter strategy #4 cannot reduce frequency deviation as much as strategy #1 (in some 
frequency range), 2 and 3. To improve the strategy #4, droop value for energy storage has to be 
decreased (energy storage have to participate more). 
In summary, the grid frequency can be unstable if damping load constant is zero and if there is 
no primary control (no droop) at the same time for diesel, which is controlled by a classical frequency 
control system (primary and secondary control). For control system of diesel by filtering, grid 
frequency does not return to 50Hz if damping load constant is null. System needs the return of 
frequency to form a closed-loop system, either droop or damping load constant. Performance of filter 
strategy depends on the cut-off frequency of filter. All filter strategies are then simulated in time 
domain in MATLAB-Simulink. 
 
Figure 5.34 Magnitude of transfer function between frequency variation and power variation of different filter strategies of 
energy storage system 
5.4.3 Analysis of filtering strategies in time domain 
The system in Figure 5.1(b) is simulated. The PV signal of 26/08/2011 is studied as a 
disturbance of system. Firstly, grid frequency response is analyzed to define the performance of each 
strategy. Next, the power and energy of energy storage and diesel generator are analyzed. The droop 
value of diesel is fixed at 8% and Ki is equal to 2.  
5.4.3.1 Filter strategy #1 
From system analysis in frequency domain in previous sections, this strategy can cause more 
frequency deviations than system without energy storage. Filters with a cut-off frequency of 0.025Hz 
are firstly used. Frequency response of power signal on 26/08/2011 (in Figure 5.22(b)) in Figure 
5.35(a) shows that frequency deviation of system with this filter strategy is larger than system without 
energy storage (diesel is controlled by classical control loops). The cut-off frequency is then reduced. 
Frequency deviation of system with this strategy is always large until a cut-off frequency of 0.001Hz; 
the frequency deviation of initial system is then improved as illustrated in Figure 5.35(b). This 
frequency response is always in acceptable limit (49.8-50.2Hz). The cut-off frequency of 0.001Hz is 
also used to simulate the most fluctuated signals during 3 months, e.g. on 20/10/2011 (see Figure 
5.22(a)). The frequency response in Figure 5.36(b) shows that cut-off frequency 0.001Hz of this filter 
strategy can reduce frequency deviation of initial system. 
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 (a) (b) 
Figure 5.35 Frequency response of system with filter strategy #1 for cut-off frequency (a) 0.025Hz (b) 0.001Hz in 
26/08/2011 
      
Figure 5.36 Frequency response of system with filter strategy #1 for cut-off frequency 0.001Hz in 20/10/2011 
From Figure 5.27 and results in time domain simulation, it can be noticed that the frequency of 
the initial system has been improved and frequency remains within the acceptable limits, if magnitude 
of transfer function ∆f/∆Pdiff of system with filter strategy is less than the initial system for frequency 
more than 0.06rad/s or 0.0095 Hz.  
Power of energy storage and diesel generator on 26/08/2011 and 20/10/2011 are illustrated in 
Figure 5.37 and Figure 5.38. With this strategy, the energy storage works as the main source of 
primary frequency control and diesel generator takes action only in secondary control. 
 
 (a) (b) 
Figure 5.37 (a) Power of diesel generator (b) Power of ESS in 26/08/2011  
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 (a) (b) 
Figure 5.38 (a) Power of diesel generator (b) Power of ESS in 20/10/2011 
5.4.3.2 Filter strategy #2 
High pass filtering of PV power is applied to energy storage. Cut-off frequency of filter is then 
varied from 0.001Hz to 0.1Hz. Grid frequency, power of energy storage, primary power of diesel, and 
secondary power of diesel are compared and shown in Figure 5.39. Energy storage of this strategy can 
reduce frequency deviation of system without energy storage for all cut-off frequencies, but frequency 
response with cut-off frequency more than 0.05Hz is out of the acceptable limit as illustrated in Figure 
5.39(a). Cut-off frequency of 0.001Hz (like in strategy #1) causes very small frequency variations 
because all fluctuations are assumed by fast energy source like energy storage. The power of energy 
storage with 0.001Hz cut-off frequency is the largest in Figure 5.39(b). When the cut-off frequency is 
decreased (i.e. band-width of energy storage is increased), power of energy storage increases as shown 
in Figure 5.39(b), but the primary power of diesel decreases in Figure 5.39(c). The secondary power of 
diesel for cut off frequencies of 0.025, 0.05, and 0.1Hz are quite equivalent to secondary power 
without energy storage shown in Figure 5.39(d). The cut-off frequency of 0.001Hz reduces secondary 
power of diesel. 
Therefore, if energy storage is needed to be used as the main source of primary frequency 
control, cut-off frequency of high pass filter should be very small. However, if energy storage is 
required just to participate only when frequency is critical (optimum use of energy storage), cut-off 
frequency should be around 0.025Hz.  
Energy used of energy storage and diesel generator is calculated. Energy used of energy storage 
for each cut-off frequency is illustrated in Figure 5.40(a) with the primary control of diesel generator 
in Figure 5.40(b). Energy of energy storage by filter 0.001Hz is much larger than the others. On the 
contrary, the energy used for primary control of diesel is smaller than the others. 
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 (c) (d) 
Figure 5.39  (a) Frequency response (b) Power of ESS (c) Power of primary control of diesel generator (d) Power of 
secondary control of diesel generator  of power system with filter strategy #2 in 26/08/2011 
Furthermore, power of energy storage and primary power of diesel in time domain shown in 
Figure 5.39(b) and (c) respectively; are analyzed according to their variations by standard deviation 
calculation in Figure 5.41(a) and (b). When cut-off frequency rises up, standard deviation of power of 
energy storage decreases (less variation) but that of diesel increases (more variation) as illustrated in 
Figure 5.41  (a) and (b) respectively. However, standard deviation of primary power diesel of system 
with energy storage is smaller than the system without energy storage. 
 
 (a) (b) 
Figure 5.40 (a) Energy used of ESS (b) Energy used of diesel generator of power system with filter strategy #2 in 26/08/2011 
 
 (a) (b) 
Figure 5.41 Standard deviation of (a) power of ESS (b) power of primary control of diesel generator for different cut-off 
frequency of filter strategy #2 in 26/08/2011 
Power of energy storage and power of primary control of diesel generator in time domain are 
transformed to frequency domain by Fourier Transform as shown in Figure 5.42(a) and Figure 5.43(a). 
Spectrum of power of energy storage with cut-off frequency 0.001Hz is quite different from the 
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others. From spectrum of these powers, FHC (by equation (2.21) in chapter 2) is calculated to signify 
variation of signal in each frequency range regions as illustrated in Figure 5.42(b) and Figure 
5.43(b).When cut-off frequency decreases, energy storage participates more in low and medium 
frequency regions. The primary power of diesel is reduced in high and medium frequency regions but 
it decreases in low frequency only with cut-off frequency of 0.001Hz. 
 
 (a) (b) 
Figure 5.42 (a) Spectrum (b) FHC in each frequency region of power of ESS for different cut-off frequency of filter strategy 
#2 in 26/08/2011 
 
 (a) (b) 
Figure 5.43  (a) Spectrum (b) FHC in each frequency region of power of primary control of diesel generator for different cut-
off frequency of filter strategy #2 in 26/08/2011 
 
 (a) (b) 
Figure 5.44 (a) Standard deviation (b) FHC of spectral of power total of diesel generator for different cut-off frequency of 
filter strategy #2 in 26/08/2011 
The total power of diesel (primary and secondary) is analyzed in time and frequency domain. 
Figure 5.44(a) Figure 5.52 shows that cut-off frequency 0.001Hz can reduce variation of power of 
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diesel. The total power of diesel in medium and high frequency regions; are reduced by energy storage 
as shown in Figure 5.44(b). 
As having mentioned above, if the objective of energy storage system is merely to limit 
frequency deviation and save the use of ESS, cut-off frequency 0.025Hz has to be used. In the case 
that the power of diesel generator has to be also reduced, cut-off frequency selected has to be very low 
like 0.001Hz. 
5.4.3.3 Filter strategy #3 
This strategy is quite similar to filter strategy #2 except that it limits working of energy storage 
in high frequency region (energy storage only participate for medium frequency of fluctuation). The 
low cut-off frequency (fc2) is firstly fixed at 0.025Hz and high cut-off frequency (fc1) is varied from 
0.5 to 1.2 Hz. Frequency responses for all cut-off frequency of this strategy is quite similar to 
frequency response of strategy #2. Primary and secondary power of diesel and power of energy 
storage is also quite identical to strategy #2. The energy used of energy storage and primary power of 
diesel is compared in Figure 5.45. Energy used of primary control of diesel and energy storage by this 
filter strategy is smaller than strategy #2. When high cut-off frequency of band pass filter increase, 
working region of energy storage also increase so it will participate more. Figure 5.45 shows that 
energy used of energy storage increases when fc1 increases but in small value of difference. Energy 
storage reduces the energy used of primary control of diesel in Figure 5.45 (b). Increasing of high cut-
off frequency (fc1) does not cause any effect on energy used of primary control of diesel.  
    
 (a)  (b) 
Figure 5.45 (a) Energy used of ESS (b) Energy used of diesel generator of power system with filter strategy #3 in 26/08/2011 
5.4.3.4 Filter strategy #4 
In case that energy storage works as the main source of primary frequency control. The 
frequency returns to make closed loop system by droop control for energy storage. Low pass filter of 
PV power is applied for diesel generator to mainly coordinate for secondary control. Droop for energy 
storage is firstly fixed at 4% and cut-off frequency of low pass filter is varied from 0.001Hz to 1.5Hz.  
Frequency response and power of energy storage have been illustrated in Figure 5.46. This strategy 
with cut-off frequency 0.001Hz and 0.025Hz causes more frequency deviation than system without 
energy storage in Figure 5.46(a). If cut-off frequency increases (diesel works in medium frequency 
region or in primary control), frequency deviation is then decreased. However, it is not all in 
acceptable limit. To improve the frequency response, the rated power of energy storage should be 
increased or droop value for energy storage is decreased to let energy storage participate to regulate 
frequency longer. Referring to the sizing of energy storage, it needs diesel generator to participate in 
primary control. It can be seen in Figure 5.46(b) that power of energy storage decreases when cut-off 
frequency rises up. 
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The objective of this strategy is to limit diesel to work only in secondary control in which cut-
off frequency of low pass filter should be less than 0.025 Hz (cut-off frequency of power system 
shown in Figure 3.4). Therefore, energy storage has to be redesigned for filter 0.025Hz and 0.001Hz. 
Frequency is in acceptable limit if power rated of energy storage is increases from 0.3MW to 1MW 
with cut-off frequency 0.025Hz and droop for energy storage 4%. For cut-off frequency 0.001 Hz, 
power rated of energy storage should be 1MW and droop for storage should be 2% to make frequency 
in acceptable limit. 
The standard deviation of power of energy storage decreases when cut-off frequency decreases 
as shown in Figure 5.47. Therefore, power of energy storage has less variation for high cut-of 
frequency. Besides, cut-off frequency 0.001 Hz for diesel generator makes energy storage participate 
more than energy storage with classic primary control of diesel generator and vice versa for other cut-
off frequencies. Spectral of power of energy storage in Figure 5.46(b) is presented in Figure 5.48(a). 
Spectral of energy storage with cut-off frequency 0.001Hz for diesel generator is dominating others. 
FHC of spectral in Figure 5.48(b) shows that cut-off frequency 0.001Hz causes energy storage 
participate more in low and medium frequency region. But in high frequency region, all cases are quite 
identical. 
The total power of diesel is analysed. The variation of the total power of diesel is reduced by 
energy storage. Cut-off frequency 0.001Hz causes the smallest variation in Figure 5.49(a). The 
variation in medium and high frequency regions are also decreased by energy storage. And cut-off 
frequency 0.001Hz causes more reduce in medium frequency region as illustrated in Figure 5.49(b).     
 
 (a) (b) 
Figure 5.46 (a) Frequency response (b) Power of ESS of power system with filter strategy #4 with different cut off frequency 
in 26/08/2011 
 
Figure 5.47 Standard deviation of power of ESS with filter strategy #4 with different cut off frequency in 26/08/2011 
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 (a) (b) 
Figure 5.48 (a) Spectral (b) FHC in each frequency region of power of ESS for different cut-off frequency of filter strategy 
#4 in 26/08/2011 
   
 (a) (b) 
Figure 5.49 (a) Standard deviation (b) FHC in each frequency region of power total of diesel generator for different cut-off 
frequency of filter strategy #2 in 26/08/2011 
Cut-off frequency is then fixed at 1.5Hz and droop for energy storage is varied by decreasing 
from 4% to 2%. Frequency deviation is reduced to be all in the acceptable limit by droop for energy 
storage 2% as shown in Figure 5.50.  
In the case that the ESS is designed to work as the main source of primary frequency control, 
cut-off frequency of low pass filter should be very low like 0.001Hz but power rated of energy storage 
(sizing) have to be large in order to guarantee frequency performance.  
 
Figure 5.50 Frequency response of power system with filter strategy #4 with different droop of ESS in 26/08/2011 
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5.4.3.5 Comparison of different filtering strategies 
In this topic, different filter strategies are compared. Frequency response, power and energy of 
ESS, and power and energy of diesel generator are analyzed. The parameter of each strategy have been 
defined and shown in Table 5.3.  
Table 5.3: Parameter of filter strategies 
Filter strategy Diesel generator Energy storage system 
1 Low pass filter with fc1=0.001Hz High pass filter with fc2=0.001Hz 
2 Primary and secondary control High pass filter with fc2=0.001Hz 
3 Primary and secondary control 
Band pass filter with fc1=0.5Hz 
fc2=0.001Hz 
4 Low pass filter with fc1=0.001Hz 
Primary control by droop with 
Pes_rated 1MW and droop 2% 
Parameters selected in Table 5.3 have been chosen according to the fact that all system 
frequencies are in the acceptable limit and frequency band-width of action for energy storage is quite 
similar. Rated power of energy storage does not induce any impact on control algorithm of filtering 
strategies #1 to #3 but it has an effect on strategy #4. All strategies are simulated with PV power signal 
of PV plant#1 in 28/08/2011 and 20/10/2011 and compared to system without energy storage. From 
Figure 5.51(a) and Figure 5.52(a), energy storage reduces frequency deviation of the initial system 
(without energy storage). Moreover, the frequency deviation of filtering strategy #2 is always minimal. 
Maximal, minimal power and energy used of energy storage system of different strategies are quite 
similar as illustrated in Figure 5.51 (b) and (c), and Figure 5.52 (b) and (c).  
Used energy of diesel with system including energy storage is greater than system without 
energy storage as shown in Figure 5.51 (d) and Figure 5.52 (d). Figure 5.51 (e) and Figure 5.52 (e) 
indicate that primary power of diesel of the initial system (no energy storage) is reduced by strategy #2 
and #3 (strategy #1 and 4 no primary control). Therefore, the energy used for primary control of diesel 
also decreases with energy storage device.   
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 (c) (d) 
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 (e) (f) 
Figure 5.51 Data analysis of PV signal 26/08/2011 (a) Frequency maximal and minimal (b) Power maximal and minimal of 
energy storage (c) Energy used of energy storage (d) Energy used of diesel generator (e) Power of primary control of diesel 
(f) Energy used of primary control of diesel 
 
 (a) (b) 
 
 (c) (d)  
 
 (e) (f)  
Figure 5.52 Data analysis of PV signal 20/10/2011 (a) Frequency maximal and minimal (b) Power maximal and minimal of 
energy storage (c) Energy used of energy storage (d) Energy used of diesel generator (e) Power of primary control of diesel 
(f) Energy used of primary control of diesel 
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5.4.3.6 Sensitivity on parameters of Diesel frequency control 
If Ki decreases, time response of secondary control of diesel will increase. Energy used for 
primary control is also increased because frequency returns to 50Hz quite slow. For the system with 
energy storage by all filter strategies with cut-off frequency 0.001Hz, frequency is always in the 
acceptable limit when Ki decreases to 1. Power of energy storage and diesel do not change too but the 
energy used for primary control of diesel increases. However, if cut-off frequency becomes larger 
(0.025Hz), when Ki decreases, cut-off frequency has to be decreased as in the Bode diagram with 
different Ki as shown in Figure 5.53. 
 
Figure 5.53 Magnitude of transfer function between frequency variation and power variation with different integral gain of 
secondary control of diesel generator 
5.4.4 Filtering strategy conclusion 
Filtering strategy for energy storage can reduce frequency deviation of initial system without 
energy storage. Performance of filter strategy depends on its cut-off frequency. If cut-off frequency of 
high pass filter for energy storage is very low (0.001Hz), energy storage can turn to be the main source 
of primary frequency control. 
Strategies 1 and 4 have risk to cause more frequency variations than initial system. For filter 
strategy #1, cut-off frequencies of two filters should be equivalent and small (below 0.001 Hz) in order 
to improve frequency response of the initial system.  In case of strategy #4, rated power of energy 
storage, droop for energy storage and cut-off frequency of low pass filter have to be well defined. 
5.5 Simulation and comparison of different strategies 
Power system in Figure 5.1 with the most fluctuated PV power signal (20/10/2011) is simulated 
in MATLAB-Simulink with different strategies of energy storage system. Power of ESS (∆PES) is 
defined by different strategies as presented in Table 5.4. The first system is an initial system without 
ESS. The second strategy is the classical primary frequency control which is applied to energy storage 
system. Others are strategies those presented in topic 5.3 and 5.4.  
Cut-off frequency of all filter strategies is selected at very low value because filter strategy #1 
needs very low cut-off frequency to improve the frequency response. Power rated of energy storage 
does not cause any impact on control algorithm of strategy with limitation diagram and filter strategy 
#1 to #3. However, it has an effect on droop for storage and filter strategy #4. Energy storage system 
by filter strategy becomes the main source of primary control. Therefore, its power rated should be 
grown up and droop value should be low. 
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Table 5.4: Parameter of different strategies 
Strategy Diesel generator Energy storage system 
Initial PI controller No 
Droop for ESS PI controller 
Droop control with Pes_rated 0.3MW 
and droop 6% 
Limitation diagram PI controller Power deviation limit line 
Filter strategy #1 
Low pass filter 
with fc1=0.001Hz 
High pass filter with fc2=0.001Hz 
Filter strategy #2 PI controller High pass filter with fc2=0.001Hz 
Filter strategy #3 PI controller 
Band pass filter with fc1=0.5Hz 
fc2=0.001Hz 
Filter strategy #4 
Low pass filter 
with fc1=0.001Hz 
Droop control with Pes_rated 1MW 
and droop 2% 
5.5.1 Time domain analysis 
Frequency response and maximal/minimal values of frequency of each strategy are plotted in 
Figure 5.54and Figure 5.55respectively.  Frequencies of all systems with energy storage (except for 
the droop control of energy storage) are in the acceptable limit (49.8-50.2Hz). For droop control, 
frequency performance (frequency variation) depends on the frequency sensitivity coefficient (K in 
W/Hz), that is defined as a function of droop value, nominal frequency and rated power of energy 
storage. Power rated of energy storage (Pst_rated) is firstly fixed at 0.3 MW, and droop value of 
energy storage at 6%; K is then equal to 10
5
 W/Hz. Rated power of energy storage should be around 
0.75 MW (increase K to 2.5x10
5
 W/Hz) to make frequency remains in the acceptable limits with this 
strategy 
 
Figure 5.54  Frequency response of different strategies for ESS in 20/10/2011 
  
Figure 5.55 Frequency maximal and minimum of different strategies for ESS in 20/10/2011 
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Power of energy storage of filter strategies is higher than other strategies in Figure 5.58(a). 
Furthermore, its standard deviation is also higher but the primary power of diesel and its standard 
deviation of the initial system are reduced by filter strategies 2 and 3 as shown in Figure 5.59. Filter 
strategies 1 and 4 have no power of primary control by diesel. Filter strategies can reduce power and 
energy used of primary control more than droop strategy and limit ∆Ppv strategy. However, the energy 
used of energy storage is larger. In the case that the main target is to be replaced diesel generator with 
energy storage; filter strategies with low cut-off frequency (0.001Hz) is a promising strategy. The 
energy storage of strategy limitation diagram shown in Figure 5.58; participates less often than the 
others but it can keep frequency within the acceptable limit. Furthermore, power of primary control of 
diesel is also reduced by this strategy as shown in Figure 5.59 although it is not as large as the filter 
strategies. Strategy limitation diagram seems to be the optimal use of energy storage. 
     
 (a) (b) 
 
(c) 
Figure 5.56 (a) Power of ESS (b) Standard deviation of power of ESS (c) Energy used of ESS for different strategies in 
20/10/2011 
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(c) 
Figure 5.57 (a) Power of (b) Standard deviation of power of (c) Energy used of primary frequency control of diesel 
generator for different strategies in 20/10/2011 
For filter strategies 2 and 3, the energy storage is overused if objective is only to improve 
frequency response. Cut-off frequency of high pass filter (fc2) can be increased to 0.025Hz and 
frequency response is always in the acceptable limit as illustrated in Figure 5.60(a). Although the 
maximal frequency deviations of strategy #2 and #3 shown in Figure 5.58 are larger than that of in 
Figure 5.55, it is always in the acceptable limit. Standard deviation of power of energy storage and its 
stored energy of strategies 2 and 3 shown in Figure 5.59 are reduced. However, standard deviation of 
primary control of diesel and its energy used of primary control is increased and near the value of the 
initial system.  
 
Figure 5.58 Frequency maximal and minimum of different strategies for ESS with cut-off frequency 0.025Hz for filter 
strategy #2 and #3 in 20/10/2011 
  
 (a) (b) 
Figure 5.59 (a) Standard deviation of power of (b) Energy used of ESS of different strategies for ESS with cut-off frequency 
0.025Hz for filter strategy #2 and #3 in 20/10/2011 
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 (a) (b) 
Figure 5.60 (a) Standard deviation of power of (b) Energy used of primary frequency control of diesel generator of different 
strategies for ESS with cut-off frequency 0.025Hz for filter strategy #2 and #3 in 20/10/2011 
5.5.2 Analysis in frequency domain 
Powers of energy storage and diesel generator of each strategy are compared. Spectral of power 
of energy storage for each strategy is shown in Figure 5.61(a) and its variation for each frequency 
range (FHC) is illustrated in Figure 5.61(b). Concerning the energy storage with droop control and 
limitation diagram strategies, both participate less in medium and low frequency than with the filter 
strategy. Power of energy storage by limitation diagram strategy is larger than the others in high 
frequency region.  
    
(a) 
 
(b) 
Figure 5.61 (a) Spectral (b) FHC in each frequency range of power of energy storage system 
Power of primary control for diesel in frequency domain and its FHC for each frequency range 
are illustrated in Figure 5.62(a) and Figure 5.62(b) respectively. Filter strategies 1 and 4 do not have 
primary power because low pass filter is used to control the diesel. Energy storage by all strategies can 
reduce primary power of diesel in medium frequency region. Filter strategies 2 and 3 can also reduce 
primary power of diesel in low frequency region. FHC of primary power by filter strategy #2 (high 
pass filter for energy storage and classical frequency control for diesel) is less than the others in all 
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frequency regions. Filter strategy #3 causes less reduction in high frequency region, but in this region, 
primary power is increased by strategy with limitation diagram. 
  
(a) 
 
(b) 
Figure 5.62 (a) Spectral (b) FHC in each frequency range of power of primary frequency control of diesel generator 
Standard deviations of the total power of diesel and its FHC for each frequency range are 
illustrated in Figure 5.63(a) and (b) respectively. Energy storage can reduce the variation of power of 
diesel especially by filter strategy. The total power of diesel in low frequency region is identical for all 
strategies. Energy storage by all strategies can also reduce the total power of diesel in medium 
frequency region. Filter strategy causes more reduction in this frequency region. There is no power 
required for diesel in high frequency region for filter strategies 1, 2, and 4. Strategy with limitation 
diagram causes more variation in high frequency region. 
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(b) 
Figure 5.63 (a) Spectral (b) FHC in each frequency range of power total of diesel generator 
5.5.3 Participation of energy storage system for each strategies 
In this section, participation of energy storage in one day is studied. Time, power, and energy 
during charge and discharge during one day are separated as illustrated in Figure 5.64. Time of 
discharge is plotted versus maximal power during each discharge. Furthermore, maximal power during 
discharge and total energy of each discharge during one day are plotted for each strategy. Discharge 
power of energy storage by droop control is less than the others and spreads in wide range of small 
values as shown in Figure 5.65(a). Energy storage by strategy with limitation diagram participates less 
often than the other strategies (see Figure 5.65(b)). Time discharge of energy storage by limitation 
diagram is also shorter than the other strategies. Time, power, and energy discharges of filter strategies 
#1, #2, #3, and #4 are quite identical.   
 
Figure 5.64 Power of energy storage during charge and discharge 
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 (c) (d) 
    
 (e) (f) 
Figure 5.65 Discharge power and time of energy storage during one day by (a) Droop control strategy (b) Strategy with ∆Ppv 
diagram for ESS (c) Filter strategy #1 (d) Filter strategy #2 (e) Filter strategy #3 (f) Filter strategy #4 
 
 (a) (b) 
10
-4
10
-3
10
-2
10
-1
10
0
10
1
10
2
10
3
0
500
1000
1500
2000
2500
Power maximum of st discharge(kW)
ti
m
e
 d
is
c
h
a
rg
e
 (
s
)
305900 filter strategy 1 (0.001Hz)
10
-4
10
-3
10
-2
10
-1
10
0
10
1
10
2
10
3
0
500
1000
1500
2000
2500
Power maximum of st discharge(kW)
ti
m
e
 d
is
c
h
a
rg
e
 (
s
)
305900 filter strategy 2 (0.001Hz)
10
-4
10
-3
10
-2
10
-1
10
0
10
1
10
2
10
3
0
500
1000
1500
2000
2500
Power maximum of st discharge(kW)
ti
m
e
 d
is
c
h
a
rg
e
 (
s
)
305900 filter strategy 3 (0.001Hz)
10
-4
10
-3
10
-2
10
-1
10
0
10
1
10
2
10
3
0
500
1000
1500
2000
2500
Power maximum of st discharge(kW)
ti
m
e
 d
is
c
h
a
rg
e
 (
s
)
305900 filter strategy 4 (0.001Hz)
10
-10
10
-8
10
-6
10
-4
10
-2
10
0
10
2
10
4
10
6
10
-4
10
-3
10
-2
10
-1
10
0
10
1
10
2
P
o
w
e
r 
m
a
x
 o
f 
s
t 
d
is
c
h
a
rg
e
(k
W
)
Energy total discharge (kWh)
305900 Droop st 6%
10
-10
10
-8
10
-6
10
-4
10
-2
10
0
10
2
10
4
10
6
10
0
10
1
10
2
Energy total discharge (kWh)
P
o
w
e
r 
m
a
x
 o
f 
s
t 
d
is
c
h
a
rg
e
(k
W
)
305900 strategy with limit dP
 
 
136                                                                                                              Chapter 5: Coordinated strategy for ESS 
136 
 
    
 (c) (d) 
    
 (e) (f) 
Figure 5.66 Maximal power during discharge and total energy of each discharge during one day (a) Droop control strategy 
(b) Strategy with ∆Ppv diagram for ESS (c) Filter strategy #1 (d) Filter strategy #2 (e) Filter strategy #3 (f) Filter strategy #4 
From Figure 5.66 (a) to (f), energy of the maximal discharge and power at this point are 
plotted in the Ragone diagram in Figure 5.67 [44]. Maximal values of discharge power and energy of 
all filter strategies are larger than strategy with limitation diagram and droop control and correspond to 
technological choice as flywheel (all couples of data (energy, power) are quite included in the 
flywheel zone of normal operation). Strategy with limitation diagram is included in the zone of double 
layer capacitor or flywheel actions. The maximal discharge time of each strategy in Figure 5.65 (a) to 
(f) and power at this point are also plotted in Figure 5.68(a). The maximal power discharge and its 
time discharge are shown in Figure 5.68(b).  
 
Figure 5.67 Power discharge and energy total discharge maximal 26/08/2011 
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 (a) (b) 
Figure 5.68 (a) Maximal time discharge and power discharge at this time discharge (b) The maximal power 
discharge and time discharge at this power discharge 
PV power signal on 20/10/2011 which is the most fluctuated signal is also analysed. The 
maximal energy discharge and its discharge power of all strategies are plotted on Ragone diagram in 
Figure 5.69. In the same way, the maximal time discharge and its discharge power are illustrated in 
Figure 5.70(a) and the maximal power discharge and its time discharge are shown in Figure 5.70(b). 
Filter strategies are included in the “battery” zone (as Li-ion). Strategy with limitation diagram is in 
the zone of flywheel and SMES. The maximal time discharges of all filter strategies are larger than the 
others for all two days in Figure 5.68(a) and Figure 5.70(a). Maximal power discharges of different 
filter strategies are larger than the others for two days in Figure 5.68(b) and Figure 5.70(b). At the 
point of the maximal time discharge, discharge power of energy storage by strategy with limitation 
diagram is larger than the others. 
 
Figure 5.69 Power discharge and energy total discharge maximal 20/10/2011 
 
 (a) (b) 
Figure 5.70 (a) Maximal time discharge and power discharge at this time discharge (b) The maximal power 
discharge and time discharge at this power discharge 
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In the following section, impact of cut-off frequency of high pass filter of strategy #2 is 
studied. When cut-off frequency increases, maximal power discharge is quite identical but energy 
discharge decreases as shown in Figure 5.71 because energy storage participates less. For cut-off 
frequency 0.001 Hz, power and energy is in battery zone but for other cut-off frequencies they are in 
capacitor or flywheel zone. For low cut-off frequency, energy storage should have high energy 
density.  In Figure 5.72(a), maximal time discharge of cut-off frequency 0.001 Hz is much larger than 
the others. And power discharge at this time discharge is also very high. The maximal power discharge 
in Figure 5.72(b) of all cut-off frequencies does not have too much different. The maximal power 
discharge of cut-off frequency 0.001 Hz is always the highest.  
 
Figure 5.71 Power discharge and energy total discharge maximal with strategy #2 on 20/10/2011 
     
 (a) (b) 
Figure 5.72 (a) Maximal time discharge and power discharge at this time discharge (b) Maximal power discharge 
and time discharge at this power discharge 
5.5.4 Impact of PV penetration rate  (version provisoire) 
Rate penetration PV is the proportional between power installed of photovoltaic and summation 
of power of all production units. All previous simulations, power rated of diesel and PV are 1.6MW 
and 250 kW respectively, and rate of penetration is about 16%. Power rated of PV is increased to 
rising rate penetration of PV. On the other hand, rate penetration of PV is reduced by decreasing of 
power installed of PV shown in Table 5.5. Power PV signal on 20/10/2011, which is the most 
fluctuated signal, is then defined as the source of disturbance in this simulation. Firstly, each strategy 
is studied. Power rated of energy storage is 0.3MW for the first three strategies except the last filter 
strategy 4 which is 1MW of energy storage. 
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Table 5.5: Power rated of diesel and PV penetration rate 
Power rated of diesel 
(kW)  
Power installed of PV 
(kW) 
Rate penetration PV 
(%) 
1600 
133.33 8.33% 
160.00 10.00% 
200.00 12.50% 
250.00 15.63% 
333.33 20.83% 
400.00 25.00% 
533.33 33.33% 
666.67 41.67% 
800.00 50.00% 
5.5.4.1 System initial (without energy storage system) 
System without energy storage system is simulated with different power rated of PV. Their 
frequency response and power of primary control of diesel is illustrated in Figure 5.74(a) and (b). 
Frequency deviation increases when PV penetration rate increases (power rated of diesel reduces). 
Power of primary control of diesel is increased with the increase of penetration rate of PV because the 
frequency variation has been raised up.  Small diesel generator with droop 8% cannot guarantee 
frequency performance. Droop value of primary control should be reduced or energy storage system 
should be installed in order to improve frequency response of system with high PV penetration rate. 
 
 (a) (b) 
Figure 5.74 (a) Frequency response (b) Power of primary control of diesel generator of power system without energy storage 
system for various penetration rates of PV on 20/10/2011 
5.5.4.2 Droop control strategy for energy storage system 
In this study, energy storage system is controlled by classical primary frequency control to 
coordinate with the diesel generator in frequency regulation. Firstly, droop value 6% is selected for the 
study with various PV penetration rates. Frequency deviation; shown in Figure 5.75(a), increases with 
the increase of penetration rate of PV which is similar to the system without energy storage system. 
Furthermore, power of ESS also rises up when PV penetration rate increases as shown in Figure 
5.75(b). Power of primary control of diesel generator which is illustrated in Figure 5.75(c) will 
decrease when penetration rate of PV grows up which is opposite to the system without ESS. Droop 
value or power rated of energy storage has to be adapted when penetration rate increases. 
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 (a) (b) 
 
(c) 
Figure 5.75 (a) Frequency response (b) Power of ESS (c) Power of primary control of diesel generator of power system with 
ESS by droop control for various penetration rates of PV 
5.5.4.3 Strategy with limit ∆Ppv diagram 
This strategy causes some large frequency variation in large high penetration rate of PV as 
illustrated in Figure 5.76(a) which could be a problem of determination of power reference (P0).  
Parameters of algorithm of this strategy will be adapted later in 5.5.4.6 according to the penetration 
rate of PV. Power of ESS is larger when PV penetration rate increases in Figure 5.76(b) but power of 
primary control of diesel decreases in Figure 5.76(c). 
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(c) 
Figure 5.76 (a) Frequency response (b) Power of ESS  (c) Power of primary control of diesel generator of power system with 
ESS by strategy with limit ∆Ppv diagram for various penetration rates of PV 
5.5.4.4 Filter strategy 1 to 4 
The filter strategy 2 is the representative of all filter strategies. For cut-off frequency 0.001Hz, 
frequency variation in Figure 5.77(a) is very small for all rate penetration PV and is always in the 
acceptable limit (49.8-50.2Hz). On the contrary, frequency variation is very large for cut-off frequency 
0.025 Hz, and larger than the acceptable limit for PV penetration rate over 25% in Figure 5.77(b). 
 
 (a) (b) 
Figure 5.77 Frequency response with cut-off frequency (a) 0.001Hz (b) 0.025Hz of power system with ESS by filter strategy 
2 with various penetration rates of PV 
5.5.4.5 Comparison of all strategies 
Number of occurrences which frequency is out of limit (over 50.2 or less than 49.8) with 
different rate of penetration PV for each strategy shown in Table 5.4  are plotted in Figure 5.78. 
Number of occurrences which frequency deviation is more than 0.2 Hz increase when penetration rate 
of PV rises up as shown in Figure 5.78. For very low PV penetration rate (less than 8%), energy 
storage system is needless because frequency is always in the acceptable limit because frequency 
control of diesel generator can guarantee frequency performance. 
Droop control for energy storage system can reduce frequency deviation but it cannot retain all 
frequencies in the acceptable limit for high penetration PV. Droop 6% can guarantee frequency 
performance (frequency in the acceptable limit) until the penetration rate touches 10% (power rated of 
PV 160kW). For high penetration PV, droop value for ESS has to be decreased or power rated of ESS 
should be increased to guarantee frequency performance. 
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Filter strategy 2 and 3 with cut-off frequency 0.001Hz can guarantee frequency performance for 
all power rated of PV (133kW to 800kW). However, for PV penetration rate over 40%, some 
frequencies deviation of filter strategy 3 is larger than the acceptable limit. Frequency is always in the 
limit because cut-off frequency is very small and working window of ESS (fast response source) is 
very large. Power of primary frequency control of diesel for penetration rate of PV 16% (power rated 
of PV 250kW) is very small. Therefore, it can be cited that cut-off frequency of 0.001Hz of filter 
strategies 2 and 3 can guarantee frequency performance for all rates of penetration less than 50%. If 
the reduction of power of the diesel generator is the purpose, low cut-off frequency (like 0.001Hz) is 
suitable. However, for low penetration rate of PV, energy storage is over sizing for this low cut-off 
frequency. The cut-off frequency has to be designed in relation to rate of penetration of PV which will 
be elaborated later.  
  
Figure 5.78 Number of occurrence of over limit frequency variation versus penetration rates of PV for different strategies 
Strategy limit ∆Ppv diagram causes less number of occurrences than frequency which is out of 
the limit than filter strategies 1 and 4 when rate of penetration of PV increases. However, it causes 
worse frequency problem than system without energy storage system for PV penetration rate over 
40%. Performance of filter strategies 1 and 4 depend on the cut-off frequency. Therefore, for high 
penetration PV, cut-off frequency has to be reduced. For strategy limit ∆Ppv diagram, parameter 
dP_steady which is used to define power reference (P0) has to be adapted. 
The maximum power of ESS and its energy used with different rate of penetration PV are 
illustrated in Figure 5.79. Power maximum and energy used of ESS of droop control 6% are always 
smaller than the others and increase when rate penetration PV rises up. Furthermore, their values by all 
filter strategies are quite identical and constant for all PV penetration rates. They also rise up quite 
rapidly in low penetration rate of PV but will be slow for rate of penetration higher than 30%. For PV 
rate of penetration over 30 %, energy used of ESS by strategy with limit ∆Ppv diagram is larger than 
by filter strategies.  
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 (a) (b) 
Figure 5.79 (a) Power discharge maximum (b) Energy used of ESS versus penetration rates of PV for different strategies 
Power maximum and energy used of primary control of diesel are analyzed. Power maximum 
and energy used of primary control of diesel of no energy storage system, filter strategy 2, and 3 is 
constant for all penetration rates of PV in Figure 5.80. Power maximum of primary control of strategy 
with limit ∆Ppv diagram is higher than the others for rates of penetration over 25%. Power and energy 
of filter strategies 2 and 3 are much smaller than the others. For droop strategy, power falls down 
when rate penetration PV increases. 
 
 (a) (b) 
Figure 5.80 (a) Power maximum (b) Energy used of primary control of diesel versus penetration rates of PV for different 
strategies 
5.5.4.6 Improve control strategy according to rate penetration PV 
According to previous topic, rate penetration of PV has an influence on control strategy of 
energy storage system. Objective of this study is to find out how to determine the parameters of 
control strategies for high penetration PV while frequency performance will be guaranteed.  
a) Droop control strategy 
To guarantee frequency performance for high penetration PV, droop value of energy storage 
system should be low and/or power rated of energy storage should be increased. Number of 
occurrence over the limit frequency variation is lessen when the droop decreases as illustrated in 
Figure 5.81(a). Small droop value for energy storage can guarantee frequency performance for high 
penetration rate of PV. Power maximum of primary control of diesel is very small for low droop value 
of energy storage as shown in Figure 5.81(b). Nevertheless Figure 5.82 shows that power and energy 
of energy storage for smaller droop is larger than the others. 
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 (a) (b) 
Figure 5.81 (a) Number of occurrence of over limit frequency variation (b) Power maximum of primary frequency control of 
diesel generator versus penetration rates of PV of droop control strategy for ESS 
 
 (a) (b) 
Figure 5.82 (a) Power discharge maximum (b) Energy used of ESS versus penetration rates of PV of droop control strategy 
for ESS 
Various droop values for ESS are compared to the other strategy and are illustrated in Figure 
5.83. Droop for ESS should be 2% in order to have number of occurrence less than strategy with the 
limit ∆Ppv diagram. For high penetration of PV, only small droop value is not sufficient to decrease 
frequency deviation. Power rated of energy storage should be increased too. 
 
Figure 5.83 Number of occurrence of over limit frequency variation versus penetration rates of PV for different droop values 
of ESS (comparing to other strategies) 
Power rated of energy storage is then increase to 0.5MW (initial power rated is 0.3MW) with 
droop 2% for different penetration rates of PV. Number of occurrence which frequency deviation over 
0.2 Hz is decreased by rising power rated of energy storage in Figure 5.84. 
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Figure 5.84 Number of occurrence of over limit frequency variation versus penetration rates of PV of droop control strategy 
for ESS (with different power rated of energy storage) 
b) Filter strategies 
Figure 5.78 shows that filter strategies 1 and 4 cannot guarantee frequency performance in high 
penetration of PV. Droop and/or power rated of energy storage have to be adapted similar to the droop 
control strategy which has been presented in the previous topic for filter strategy 4. In case of filter 
strategy 1, cut-off frequencies of two filters have to be very small in high penetration rate of PV (in 
case of similar cut-off frequency for two filters). Besides, cut-off frequency of high pass filter for 
energy storage system should be small; but that of low pass filter for diesel generator should be large 
in order to increase the working band of each power source. In this topic, cut-off frequency of filter 
strategies 2 and 3 are redesigned. Frequency response of power system with energy storage system by 
filter strategy 2 is always in the acceptable limit for cut-off frequency 0.001Hz when PV penetration 
rate grows up as shown in Figure 5.78. Cut-off frequency 0.01Hz can bring frequency into the 
acceptable limit until the rate is approached 34% as illustrated in Figure 5.85. Large cut-off frequency 
can also guarantee frequency performance in small rate of penetration. Therefore, cut-off frequency 
should be selected in relation to power rated of diesel or penetration rate of PV. Although small cut-off 
frequency such as 0.001Hz can guarantee frequency performance in large window of penetration rate 
of PV, ESS is over used in low penetration rate.  
 
Figure 5.85 Number of occurrence of over limit frequency variation versus penetration rates of PV of filter strategy 2 with 
various cut-off frequencies 
Power maximum and energy used of ESS are illustrated in Figure 5.86. Power of ESS is 
constant for all rates of penetration as shown in Figure 5.86(a) and it is maximal at cut-off frequency 
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0.001Hz. Energy used as illustrated in Figure 5.86(b) increases when penetration rate of PV increases 
and energy used of cut-off frequency 0.001 Hz is always higher than the others. 
Power maximum and energy used of primary control of diesel are shown in Figure 5.87. Power 
maximum is always constants for all PV penetration rates. It is obvious that ESS can reduce power 
maximum of the initial system (without energy storage system). Power maximum of cut-off frequency 
0.001Hz is less than the others. Energy used shown in Figure 5.87(b) is quite identical for cut-off 
frequency 0.01-0.1Hz but energy used of cut-off frequency 0.001Hz is much less than the others. 
 
 (a) (b) 
Figure 5.86 (a) Power discharge maximum (b) Energy used of ESS versus penetration rate of PV of filter strategy 2 with 
various cut-off frequencies 
 
 (a) (b) 
Figure 5.87 (a) Power maximum (b) Energy used of primary frequency control of diesel generator versus penetration rate of 
PV of filter strategy 2 with various cut-off frequencies 
All cut-off frequencies of filter strategy 2 are then compared to the other strategies and 
illustrated in Figure 5.88. For penetration rate of PV over 15%; filter strategy 2 with cut-off frequency 
0.05 and 0.1Hz has more number of occurrence which frequency is out of limit more than droop 
control strategy (droop 6%). For cut-off frequency 0.001 and 0.01Hz have better frequency 
performance than the others (but similar to filter strategy 3) for all PV penetration rates.  
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Figure 5.88 Number of occurrence of over limit frequency variation versus penetration rate of PV for different cut-off 
frequencies of filter strategy 2 (comparing to other strategies) 
As having mention earlier, cut-off frequency of filter strategy 2 can be selected relying on the 
penetration rate of PV. Defining cut-off frequency from different penetration rates can be done as 
follows:  
1. Define frequency deviation acceptable  (dF_std)  
2. Define power variation maximum of PV (dPmax)  
3. Calculate Amp_bode_max in (5.15) 
4. Read frequency cut-off maximal (F_cut_max) at Amp_bode_max from Bode diagram 
in Figure 5.89. Consequently, cut-off frequency can be selected as less than or equal 
to this frequency cut-off maximal. 
Amp_bode_max = 20*log(|dF_std|/|dPmax|) (5.15) 
 
 
Figure 5.89 Cut-off frequency maximum selected for filter strategy 2 from Magnitude of Bode diagram of transfer function 
between frequency variation and power variation 
For example, dF_std is selected at 0.2Hz (0.2/50 per unit) and dPmax is 50% of power rated PV 
(0.5*250/1600 per unit) for power rated of diesel 1600kW and the Amp_bode_max is -25.82dB. From 
bode diagram in Figure 5.90; F_cut_max is 0.3rad/s or 0.05Hz. It then can be seen from Figure 5.88 
that number of occurrence of cut-off frequency 0.05Hz is always zero until the penetration rate gets to 
16% (power rated of PV 250kW). 
If rate penetration is 25% (power rated of PV 400kW), F_cut_max will be 0.012Hz which can 
be seen from Figure 5.88. The cut-off frequency 0.01Hz can keep frequency in the acceptable limit for 
penetration rate of 25%. 
5 10 15 20 25 30 35 40 45 50
0
0.5
1
1.5
2
2.5
3
3.5
x 10
4
rate of penetration PV (%)
n
o
. 
o
c
c
u
rr
e
n
c
e
 |
d
F
|>
0
.2
H
z
 
 
no st
droop st 6%
strategy limit dP
Filter strategy1
Filter strategy3
Filter strategy4
Filter strategy2 0.001Hz
Filter strategy2 0.01Hz
Filter strategy2 0.05Hz
Filter strategy2 0.1Hz
F_cut_max 
148                                                                                                              Chapter 5: Coordinated strategy for ESS 
148 
 
 
Figure 5.90 Magnitude of Bode diagram of transfer function between frequency and power variations 
For filter strategy 3 (band pass filter for ESS), low cut-off frequency has been selected as the 
same as the filter strategy 2 mentioned above. High cut-off frequency should be adapted for high 
penetration rate.  To select high cut-off frequency, Amp_bode_max is used and read maximal of high 
cut-off frequency (F_cut_max2) which is higher than the previous cut-off frequency maximal 
(F_cut_max) shown in Figure 5.91. 
 
 
Figure 5.91 Cut-off frequency maximum selected for filter strategy 3 from Magnitude of Bode diagram of transfer function 
between frequency and power variations 
c) Strategy with limit ∆Ppv diagram  
Finally, control parameters of strategy with limit ∆Ppv diagram have to be adapted. Parameter 
dP_std and t_std which are used to define or change power reference (P0) should be modified when 
penetration rate of PV increases. For PV penetration rate 20% (power rated of PV 320kW), number of 
occurrence which frequency is out of limit of strategy with limit ∆Ppv diagram (dP_std 5e-4 per unit, 
t_std 5 seconds) is 190. If dP_std is 1e-7 per unit and t_std is 30 seconds, frequency is always in the 
acceptable limit. However, in the same situation but with power rated of PV 400kW (25% penetration 
rate), number of occurrence is reduced from 509 to 9. Therefore, parameter dP_std should be 
decreased and t_std should be increased when PV rate of penetration increases. Although parameter 
dP_std 1e-7 and t_std 30 seconds causes less frequency variation, it makes energy storage always in 
charge mode. Furthermore, energy storage system also participates in secondary control. Therefore, 
energy storage system in high penetration rate of PV should participate in secondary control. As slow 
fluctuation (large duration of charge dP) causes more impact on frequency than low penetration rate of 
PV. This means that energy rated (maximum) of energy storage should be high. 
5.5.5 Sizing of energy storage 
Energy storage installed in isolated micro power system generally is designed according to its 
control strategy and/or cost and/or power system. Generally, energy storage is installed to coordinate 
with diesel generator in frequency regulation. Power rated of energy storage by droop control depends 
on primary frequency control parameters of thermal plant (droop and power rated) and droop value of 
energy storage [38]. Referring to the sizing of energy storage by [19] which has concerned with 
improving transient response of frequency after load disturbance by injecting power at power rated of 
energy storage. The optimal sizing of energy storage is also proposed in [65] with new algorithm 
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which has used overloading characteristics of BESS including characteristics overloading capacity and 
permissible overloading duration.  
Furthermore, energy storage is installed to system with renewable energy to maintain the 
stability or reduce frequency variation. Power rating of energy storage connected to wind farm is 
designed according to spreadsheets developed on the basis of the probabilistic approach [59]. Energy 
storage can also be designed by power variation of wind energy [66].  
Energy storage installed to this studied system with photovoltaic is designed according to two 
control strategies presented in 5.3 and 5.4 which can be elaborated as follows. 
5.5.5.1 Strategy with limit ∆Ppv diagram 
Power of energy storage by strategy with limit ∆Ppv diagram depends on power measured of PV 
and power variation maximal (from limitation diagram in Figure 3.22). To design power and energy 
installed of energy storage, the recorded power variation of PV should be preliminarily known. In 
2.4.2 of Chapter 2 (Study characteristics of power fluctuation of photovoltaic), the distribution of 
power variation (∆P) for different time differences (∆t) have been founded.  
The duration of power change (∆td) and the amplitude of power fluctuation (∆P) which are 
illustrated in Figure 5.92; are the key parameters which will link data recorded and limitation diagram 
to sizing the energy storage. It has been assumed that the duration of change (∆td) in this chapter 
equals to the time different (∆t) which is used to calculate the power deviation in 2.4.2 of Chapter 2. 
The power deviations limited have been known for each duration change. Furthermore, the number of 
occurrence of power deviation which is larger than the limited power deviation has also been found by 
2.4.2 of Chapter 2. Therefore from all these information, the necessity of the installation of energy 
storage can be finalized with its optimal power and energy rated. 
 
Figure 5.92 Calculation of power variation  
From the limitation diagram illustrated in Figure 3.22, the maximum power deviation for each 
time difference is defined; followed by the recording of the distribution of power deviations in order to 
find out the number of occurrence which the power deviation is more than the selected limit (in both 
negative and positive value of power deviation). The power deviation which needs to be regulated for 
each time difference will then be selected. For example, the limited power deviation of studied system 
for time difference 10 seconds is 0.08 per unit or 128kW. From the distribution of power deviation for 
time different 10 seconds of photovoltaic 250kW shown in Figure 5.93, power deviation 128kW (pink 
line) is the acceptable maximum frequency variation. Power deviation over 128kW can cause 
frequency variation over the selected acceptable limit. The energy storage in this issue will take part to 
change power deviation characteristic which will affect to the frequency variation. Power deviation 
problem selected 150kW (red line) is brought back to the limitation (bring red line to pink line) by 
energy storage. Furthermore, the new acceptable point can be power in the acceptable zone (green 
line) to assure the stability of optimal frequency performance (bring red line to green line). In this 
case, power rated and energy installed of energy storage should be higher.  
150                                                                                                              Chapter 5: Coordinated strategy for ESS 
150 
 
 
Figure 5.93 Distribution of power deviation maximal in 3 months for time different 10 seconds with different case study 
If the purpose is to bring the power deviation problem (power deviation that needed to be 
regulated) to the limited line (first case), there will be three choices of regulation. The first choice or 
choice A as shown in Figure 5.94(a); the power deviation is kept constant but the duration of change is 
longer which is illustrated in red line in Figure 5.94(b). This case the energy storage works to smooth 
down the power deviation of photovoltaic. The new duration of change is turned to ∆td1 as shown in 
Figure 5.94(b). The second choice B; the duration of change is kept constant but the power deviation 
falls down which is presented in green line in Figure 5.94(b). The new power deviation after being 
regulated by energy storage is ∆P1. Finally, the power deviation decreases and the duration of change 
increases which is the last choice C. This choice has many paths because the power deviation and 
duration of change can be many values. The power duration changes to ∆P2 and the duration of change 
turns to ∆td2 as shown in Figure 5.94(b). If choice B is selected, there will then have new power 
deviation ∆P1 for duration of change ∆td; followed by the calculation of power and energy of installed 
energy storage. 
      
 (a) (b) 
Figure 5.94 (a) Limitation ∆Ppv diagram (b) Power deviation response with different cases of new power deviation 
Figure 5.95 illustrates the new power deviation of choice B. The power rated can be defined as 
the difference between power deviation problem of PV (∆Ppv) and power deviation limit (∆Plimit) as 
presented in (5.16). The energy of energy storage is the area between the power deviation limit 
(∆Plimit) for duration of change (∆td) and the power deviation (∆Ppv) as shown in Figure 5.95. It has 
been assumed that energy storage will participate only in transient response (during variation of power 
PV). While power of PV remains stable (no power variation); frequency response is stable too. Energy 
storage by strategy with limit ∆Ppv diagram will reduce its power (as having mention in 5.3.1 situation 
2b in Figure 5.5). Diesel generator which has larger time response will take action in this steady-state 
response and after that the secondary control of diesel generator will bring frequency back to the 
nominal value. The energy of energy storage will therefore be at half of the multiple of duration of 
change and the power of energy storage presented in (5.17). 
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Figure 5.95 Power deviation response of situation B (in green line) comparing to the initial power deviation (in black line)  
itPVst PPP lim  (5.16)
 
)(
2
1
limitPVdst PPtE   (5.17) 
According to the proposed method to sizing the energy storage, this method is applied to studied 
power system in order to calculate the power rated and energy of energy storage. The power system 
consists of diesel generator 1.6MW and load. Photovoltaic 250kW is also installed in this power 
system (PV penetration rate is 16%). The power of this PV is recorded every 5 seconds for 3 months 
(August to October 2011). 
The first step is to analyze whether the energy storage is needed. Figure 5.96 shows the 
limitation of power deviation (∆P) of PV for each duration of change (dt). For 5 seconds duration of 
change, the power deviation limit is 0.04503 per unit or 90kW. Figure 5.97 shows the histogram of the 
maximum power deviation for 5 seconds duration of change (from intermittent study); some 
occurrences which the power deviation is larger than 90kW have been observed. Therefore, the energy 
storage is needed to be installed in this power system. 
 
Figure 5.96 Limitation curve of power deviation (∆P) for different duration of change (dt) 
 
Figure 5.97 Histogram of ∆Pmax for dt 5 seconds 
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Sizing of the energy storage is undertaken. The power and energy of energy storage are 
calculated for different durations of change (5, 10, 30, and 60 seconds).  The power of energy storage 
presented in (5.16) is the difference between the absolute power deviation of PV (∆Ppv) (in Figure 
5.97) and the limit power deviation from curve (∆Plimit) in Figure 5.96. The negative power of energy 
storage signifies that the energy storage is in charge mode. On the contrary, the energy storage is 
discharging when the power of energy storage is positive. Consequently, the power of energy storage 
for each power deviation (∆Ppv) and the number of occurrence of each Pes are defined. The total 
energy is the multiple of energy storage for one time (in (5.17)) and the number of occurrence.  
From Figure 5.97, the power deviation which is more than the limit power deviations (∆Plimit; 
90kW in Figure 5.96) for 5 seconds duration of change is presented in Table 5.6 with their number of 
occurrence. The maximum amplitude of power deviation is +160kW (increase power) and -140kW 
(decrease power). The mean value of maximum power deviation is used for each power deviation 
range to calculate the power of energy storage. 
The power and energy of energy storage which are calculated from (5.16) and (5.17) are 
presented in Table 5.6. Energy total is the multiple of energy in kW.s with number of occurrence. The 
maximum needed powers of energy storage are 50kW and -70kW in charge and discharge modes 
respectively. While the maximum energy values are 125kWs and 175kWs in charge and discharge 
modes respectively. 
Table 5.6: Data from Figure 5.97 for power deviation which out of limit and Sizing of energy storage for dt 5 seconds 
∆Pmax (kW)  
mean value 
-160 -140 -120 -100 
 
 
 
 
 
100 120 140 160 
∆Pmax (kW)  
range 
<-150 
-150 to 
-130 
-130  to 
-110 
-110  to 
-90 
90  to 
110 
110  to 
130 
130  to 
150 
>150 
no. Occurrence 0 9 26 88 74 44 30 8 
Power of energy 
storage (kW) 
70 50 30 10 -10 -30 -50 -70 
Energy (kWs) 175 125 75 25 -25 -75 -125 -175 
Total Energy 
(kWh) 
0.00 0.31 0.54 0.61 
 
-0.51 -0.92 -1.04 -0.39 
 
Figure 5.98 Histogram of ∆Pmax for dt 10 seconds 
Table 5.7: Data from Figure 5.98 for power deviation which out of limit and Sizing of energy storage for dt 10 seconds 
∆Pmax (kW)  
mean value 
-180 -160 -140 -120 -100 
  
  
  
  
  
  
  
100 120 140 160 180 
∆Pmax (kW)  
range 
<-170 
-170 to -
150 
-150 to 
-130 
-130  to 
-110 
-110  
to -90 
90  to 
110 
110  to 
130 
130  to 
150 
150  to 
170 
>170 
no. Occurrence 0 23 50 86 142 119 84 68 44 6 
Power of energy 
storage (kW) 
85 65 45 25 5 -5 -25 -45 -65 -85 
Energy (kWs) 425 325 225 125 25 -25 -125 -225 -325 -425 
Total Energy 
(kWh) 
0.00 2.08 3.13 2.99 0.99 -0.83 -2.92 -4.25 -3.97 -0.71 
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From Figure 5.96, the maximum power deviation is 95kW for 10 seconds duration of change. 
Power of energy storage for each power deviation of PV which is over limit is presented in Table 5.7. 
The maximum power of energy storage needed is 65kW and -85kW in charge and discharge modes 
respectively and are 325kWs in charge and 425kWs in discharge modes for the maximum energy. 
Furthermore, energy storage is sized for duration of change 30 and 60 seconds as presented in 
Table 5.8 and Table 5.9 respectively. Power deviation maximal of time differences 30 and 60 seconds 
from Figure 5.96 are 99kW and 100kW respectively. Power maximal of energy storage both in charge 
and discharge modes with energy and total energy for different durations of change are summarized in 
Table 5.10. 
Table 5.8: Data from histogram of power deviation which out of limit and Sizing of energy storage for dt 30 seconds 
∆Pmax (kW)  
mean value 
-180 -160 -140 -120 -100 
  
  
  
  
  
  
100 120 140 160 180 
∆Pmax (kW)  
range 
<-170 
-170 to -
160 
-150 to -
130 
-130  to -
110 
-110  to 
-90 
90  to 
110 
110  to 
130 
150  to 
170 
131  to 
150 
>170 
no. Occurrence 18 65 87 122 171 175 114 82 57 27 
Power of 
energy storage 
(kW) 
81 61 41 21 1 -1 -21 -41 -61 -81 
Energy (kWs) 1215 915 615 315 15 -15 -315 -615 -915 -1215 
Total Energy 
(kWh) 
6.08 16.52 14.86 10.68 0.71 -0.73 -9.98 -14.01 -14.49 -9.11 
Table 5.9: Data from histogram of power deviation which out of limit and Sizing of energy storage for dt 60 seconds 
∆Pmax (kW)  
mean value 
-200 -180 -160 -140 -120 
  
  
  
  
  
  
120 140 160 180 200 
∆Pmax (kW)  
range 
<-190 
-190 to -
150 
-170 to -
150 
-150 to -
130 
-130  to 
-110 
110  to 
130 
150  to 
170 
130  to 
150 
170 to 
190 
>190 
no. Occurrence 0 29 55 84 120 117 86 60 29 2 
Power of 
energy storage 
(kW) 
100 80 60 40 20 -20 -40 -60 -80 -100 
Energy (kWs) 3000 2400 1800 1200 600 -600 -1200 -1800 -2400 -3000 
Total Energy 
(kWh) 
0.00 19.33 27.50 28.00 20.00 -19.50 -28.67 -30.00 -19.33 -1.67 
Table 5.10: Data summary of power and energy total of energy storage for each duration of change 
dt (s) 
Charge Discharge 
Pes_max 
(kW) 
Energy (kWh) 
Energy total 
(kWh) 
Pes_max 
(kW) 
Energy 
(kWh) 
Energy total 
(kWh) 
5 50 0.035 0.31 70 0.049 0.39 
10 65 0.090 2.08 85 0.118 0.71 
30 81 0.338 6.08 81 0.338 9.11 
60 80 0.667 19.33 100 0.833 1.67 
Power of energy storage in charge mode is maximal at 80kW to 81kW for 30 and 60 seconds 
duration of change. Energy climbs up when time difference increases because energy storage 
participates with high power for long period. The maximal of energy total in charge mode is 19.33 
kWh at 60 seconds duration of change because energy storage has to absorb high power for long 
duration and number of occurrence at this high power is large as presented in Table 5.9. For discharge 
mode, power maximal is 100kW and energy is 1.67kWh at time difference of 60 seconds. However, 
the maximal energy total at 30 seconds duration of change is 9.11 kWh which is quite larger than at 
time difference of 60 seconds. Energy total of energy storage in discharge mode of time difference 60 
seconds is small because number of occurrence at this high power is only two as shown in Table 5.9. It 
can be assumed that this fluctuation can be neglected. Therefoer, power deviation needed to regulate 
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of time difference 60 seconds can be reduced from 200kW to 180kW which causes power of energy 
storage is 80kW, energy is 325kW.s and 0.67 kWh similar to charge mode. 
In conclusion, power rated of energy storage and its energy are selected at is 80kW and 
0.67kWh respectively. 
5.5.5.2 Filter strategy 2 
Energy storage with high pass filter strategy has been sizing in [66] according to wind power 
variation. In our study, their methodology is modified for power variation of PV. Effective storage 
capacity (AESS) in Watt.s can be defined by (5.18) where τ2 is time constant of high pass filter (inverse 
of cut-off frequency) and Ppv_max is power rated of PV with the assumption that power of PV varies 
with its entire power. However, this design is not optimal because power variation of PV does not 
equal to its power rated. Equation (5.19) is proposed where c0(max) is coefficient of power fluctuation of 
PV.  
From 2.4.2 in Chapter 2, power variation maximal of PV has been defined to be 180 kW (few 
occurrences of power variation over 180kW and has been neglected a having mentioned in previous 
topic) and c0(max) equals to 72% where power rated of PV is 250kW. For cut-off frequency 0.001 Hz, 
capacity storage is 7.96kWh but 0.32kWh is need for cut-off frequency 0.025 Hz. Increasing cut-off 
frequencies will reduce the effective storage capacity because the working band of energy storage is 
decreased.  
AESS= τ2.Ppv_max ;      τ2 =1/(2*pi*fc2))  (5.18) 
AESS= τ.c0(max).Ppv_max  (5.19) 
Energy storage by limit ∆Ppv diagram and by filter strategy 2 with cut-off frequency 0.025Hz 
cause quite the same frequency performance and participation of diesel generator. However, energy or 
effective storage capacity of filter strategy 2 is half of strategy with limit ∆Ppv diagram. Therefore, 
energy storage by filter strategy 2 is not suitable as strategy with limit ∆Ppv diagram (60 seconds) for 
long period frequency regulation.  
5.5 Conclusion 
Two strategies; limit ∆Ppv diagram and filter, are proposed with coordination with power PV 
variation. These two strategies are validated with real power PV. Energy storage system by limit ∆Ppv 
diagram can reduce frequency variation according to power variation of PV. This strategy depends on 
the measured power of PV and determination of power reference which is used to define the power 
variation. Filter strategy 1 to 4 can also be guarantee frequency performance but with some 
limitations. For instance, filter strategies 2 and 3 with low cut-off frequency (0.001 Hz) can reduce 
power of primary frequency control of diesel generator but with larger power and energy used of ESS. 
Therefore, strategy with limit ∆Ppv diagram happens to be the optimum use of ESS. Power 
participation of ESS by this strategy is quite large but with less frequently. On the other hand, filter 
strategies with low cut-off frequency can optimize the use of diesel generator in primary frequency 
control. In spite of higher power participation of ESS by filter strategies than the others, its power of 
primary control of diesel generator is small. 
Finally, frequency variation in high penetration PV can be guaranteed by filter strategy 2 and 3. 
Strategy with limit ∆Ppv diagram has to be adapted the power which signifies the stable power PV 
(dP_steady). In case of filter strategy 1; its cut-off frequency should be reduced but droop value and 
power rated of energy storage should be increased for droop strategy and filter strategy 4 in high 
penetration PV.  
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Chapter 6  
Design of an H infinity controller for energy 
storage system 
 
 
 
6.1 Introduction 
The control architecture of an energy storage system (ESS) consists in two main parts, one 
concerning the generation of a power reference, and the other, the control of inverter currents. Inverter 
interfacing the energy storage system can be used to control power participation of ESS to primary 
regulation frequency and/or control of DC voltage. The reference of ESS can be defined by droop 
control (described in Chapter 4) or another strategy based on a limitation diagram or a filtering 
strategy presented in Chapter 5.  
Classical primary frequency control with a simple structure of ESS (storage device associated 
with an AC/DC inverter) has been represented in Figure 4.12. But the control architecture and design 
become more complex for ESS consisted with two converters (a chopper and an inverter as seen in 
Figure 4.15 and Figure 4.22). All parameters of controllers have then to be carefully defined. They 
depend on parameters of energy storage system such as its state-of-charge, its internal resistance, the 
capacitor of the DC bus, and parameters of filter. The sensitivity of such parameters must be included 
into the design of controllers as uncertainties on modelling and measurements (on grid frequency or 
PV production for instance). Moreover, it should be interesting to design multivariable controllers for 
integrated systems of production, including PV and storage devices connected to a DC bus before any 
connection to the grid, solution proposed by a lot of manufecturers (site [ATAWEY, SINTEO, 
SIEMENS, ….]) 
In this study, we have thus designed a robust control of grid frequency, based on H infinity 
control theory. After a short description of the methodology used for designing a robust controller, the 
state-space modelling of the ESS is presented and linearized for the steady-state operating points. 
Then, the desired dynamic performances are expressed in the frequency domain, before synthetizing 
the H infinity controller. Finally, the dynamic performances of the energy storage system are analyzed 
according to robustness. 
6.2 H infinity (𝐇∞) controller 
Generally, a controlled system with closed-loop control should keep a stable behavior while 
following a given reference with desired performances. This behavior is characterized by a nominal 
stability (NS) and nominal performance (NP). Controller should be able to guarantee desired 
performances even in presence of model uncertainties, parameter uncertainties or low variations of 
operating points. If control system with uncertainties remains stable, system is characterized by a 
robust stability (RS) or robust performance (RP) when the system response with uncertainties achieves 
the desired performance.  
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Control system consists of plant (G(s)) and controller (K(s)) is illustrated in Figure 6.1, where 
y(t) and u(t) are output and input of plant respectively. G(s) can model either a single input single 
output (SISO) system or a multi inputs multi outputs (MIMO) one. Besides, there are many possible 
disturbances of system such as reference (r(t)), input disturbance (di(t)), output disturbance (dy(t)), 
measurement noise (n(t)), etc. Controller K(s) is designed to achieve desired objectives and 
performances such as attenuating the effects of disturbances or measurement noises, or to avoid 
actuators saturation.  
To evaluate the performance of a complete control of a MIMO system, five sensitivity functions 
can be defined: output sensitivity (Sy), output complementary sensitivity (Ty), input complementary 
sensitivity (Tu), plant sensitivity (SyG), and controller sensitivity (KSy) which represent the 
relationship between output (y(t)) or control input (u(t)) and several inputs (output disturbance, 
reference, input disturbance, and noise). For single input single output system (SISO), output 
sensitivity and input sensitivity are identical because G(s). K(s) equals to K(s).G(s). Complementary 
sensitivity functions of input and output are also equivalent for SISO case.  
 
Figure 6.1 Classical control architecture 
Output sensitivity function (Sy) models the transfer function between the output (y(t)) and the 
output disturbance (dy(t)) in (6.1); the output complementary sensitivity function (Ty) is the transfer 
function between the output (y(t)) and the reference (r(t)) or negative of noise (-n(t)) as presented in 
(6.2). Plant sensitivity function (SyG) in (6.4) represents the relation between the output (y(t)) and the 
input disturbance (di(t)). Furthermore, the relation between control input and inputs and the transfer 
function between control signal (u(t)) and input disturbance (di(t)) are negative of input 
complementary sensitivity function (Tu) as shown in (6.3). Finally, controller sensitivity (KSy) in (6.5) 
presents the transfer function between control signal (u(t)) and negative of output disturbance (-dy(t)), 
or reference (r(t)) or negative of noise (n(t)) [112].  
     𝐒𝒚 =
𝒚(𝒕)
𝒅𝒚(𝒕)
= (𝑰𝒑 + 𝑮𝑲)
−𝟏
 (6.1) 
     𝐓𝒚 =
𝒚(𝒕)
𝒓(𝒕)
= −
𝒚(𝒕)
𝒏(𝒕)
= (𝑰𝒑 + 𝑮𝑲)
−𝟏
𝑮𝑲 (6.2) 
     𝐓𝒖 = −
𝒖(𝒕)
𝒅𝒊(𝒕)
= 𝑲𝑮(𝑰𝒎 +𝑲𝑮)
−𝟏 (6.3) 
     𝑺𝒚𝐆 =
𝒚(𝒕)
𝒅𝒊(𝒕)
= 𝐒𝒚(𝒔). 𝑮(𝒔) (6.4) 
     𝐊𝐒𝒚 =
𝒖(𝒕)
𝒓(𝒕)
= −
𝒖(𝒕)
𝒏(𝒕)
= −
𝒖(𝒕)
𝒅𝒚(𝒕)
= 𝐊(𝒔). 𝐒𝒚(𝒔) (6.5) 
Each sensitivity function relates to different objectives controller design. For example, if 
objective of the controller design is a noise attenuation, output complementary sensitivity function (Ty) 
and controller sensitivity function (KSy) have to be taken into consideration. On the other hand, output 
sensitivity function and controller sensitivity function are the main influencing factors to be analyzed 
for reject disturbance objective. Furthermore, controllers can be designed to respond to many 
objectives such as tracking reference and robustness against noise measurement, or reject output 
disturbance and noise attenuation, etc. However, it is difficult to achieve all objectives in the controller 
design, compromising between each objective is inevitable.  
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The H infinity controller is introduced as an optimization and robust control problem. In 1960s, 
linear quadratic Gaussian (LQG) which is a multivariable design technique has been developed to 
solve multiobjectives design of controller. Although it could achieve some good performances, 
robustness of closed-loop system is quite poor. Therefore, H infinity control theory which can take 
robustness issue into account in feedback design has been introduced by Zames and Francis in the 
early 1980s [113]. 
The closed loop system of an H infinity problem is described in Figure 6.2, with the transfer 
function of plant P(s) which is controlled by optimal controller K(s). The initial transfer function (G(s) 
is then completed with some weighting functions (W(s)) expressing the desired dynamic performances 
in order to form P(s). P(s) is defined as a state space system presented in (6.6) to (6.9). Inputs of plant 
system P(s) consist in input disturbance (w) and control input (u) which is generated from controller 
K(s) as shown in Figure 6.2. Outputs of plant system P(s) are the measured outputs (y), which are sent 
to the controller K(s). 
The H infinity control objective is to find a stabilizing controller K(s) that minimizes the H-
infinity norm of the closed-loop transfer matrix Tzw from disturbance w to output z for a given open 
loop plant P(s) as presented in (6.10), where Fl(P,K) is the “lower” linear-fractional representation 
[112]. However, in practice, an optimal controller is not necessary to solve a H infinity problem 
(global minimization of ||Tzω(s)||∞ [112], [114]. A Suboptimal controller is often computed instead. 
According to global minimal value γ, the H infinity suboptimal control problem is to define the 
limitation of minimal value γ∞ > γ. Therefore, H infinity suboptimal controller is designed to ensure 
constraints shown in (6.10) where γ∞ is the minimum bound of the H infinity suboptimal control 
problem.  
 
Figure 6.2 System of H infinity controller 
𝑃(𝑠) = [
𝐴 𝐵1 𝐵2
𝐶1 𝐷11 𝐷12
𝐶2 𝐷21 𝐷22
] (6.6) 
?̇?(𝑡) = 𝐴. 𝑥(𝑡) + 𝐵1. 𝑤(𝑡) + 𝐵2. 𝑢(𝑡) (6.7) 
𝑧(𝑡) = 𝐶1. 𝑥(𝑡) + 𝐷11. 𝑤(𝑡) + 𝐷12. 𝑢(𝑡) (6.8) 
𝑦(𝑡) = 𝐶2. 𝑥(𝑡) + 𝐷21. 𝑤(𝑡) + 𝐷22. 𝑢(𝑡) (6.9) 
‖𝑻𝒛𝒘(𝒔)‖∞ = ‖𝑭𝒍(𝑷(𝒔), 𝑲(𝒔)‖∞ < 𝜸∞ (6.10) 
There are a lot of numerical methods to find and design the controller K. One of the most 
familiar methods consists in resolving LMI (Linear matrix inequalities) formulation. LMI is then a 
powerful tool in robust control optimization theory. The solution of LMIs means solving a convex 
optimization problem [115]. The optimal design of controllers for MIMO systems with multi-objective 
performances is the main interest of this methodology. Conversely, the order of controller may be high 
even if some methods of order reduction are possible and proven. It must also be noticed that this 
robust control is adapted to linear system, and then to small-signal disturbances. H infinity controller 
has been ever used to to control power electronic converters (inverter DC/DC and AC/DC) [116], and 
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power generation (diesel generator, energy storage, etc.) [117], [72], but not ever on grid frequency 
regulation.     
6.2.1 Weighting function design 
One of the more important steps of H infinity controller design is the definition of dynamic 
performance of the system. The desired robustness and performances specification are implemented in 
plant P as weighting functions on the characteristics of the sensitivity transfer function [112]. 
Weighting functions are then used in the design and analysis of controller. In the following, the S/KS 
mixed sensitivity problem is considered; this problem corresponds to a rejection of perturbance and to 
reach performances. Weighing function expressed in frequency domain can then represent 
specifications on system response in time domain [116], [117].   
Output sensitivity function presented in (6.1) is weighted by a function of output performance 
(We) represented in Figure 6.3 and defined in equation (6.11), where ωB is linked to the band-width 
and then, to the time response, Aε is the steady-state error and Ms has an impact on system overshoot 
and stability margins. Rise time is approximated to be equal to 2.3/ωB. Furthermore, Ms should be less 
than 2 (6dB) to guarantee a sufficient module margin. High cut-off frequency of weighting function 
(ωB) cause high closed loop bandwidth, fast time response, fast rejection of the disturbance, and good 
robustness to parametric uncertainties. Furthermore, the settling time can be approximated from ωB 
and Aε (i.e. 2.3/Aε.ωB). 
Dynamic performance of control input is designed by weighting function of control input (Wu) 
shown in (6.12) on controller sensitivity (KS) (in (6.5)). In Figure 6.4, Mu is designed according to 
system behaviour at low frequency and some limitation of control input [117]. Frequency parameter 
(ωbc) which is related to close loop bandwidth has an influence on robustness and can be designed to 
achieve good robust performance (RP). For example, low ωbc can be better to limit measurement 
noises and reduce effects of model uncertainties.     
     
𝟏
𝑾𝒆(𝒔)
=
𝒔+𝝎𝑩.𝑨𝜺
𝒔
𝑴𝒔
+𝝎𝑩
 (6.11) 
     
𝟏
𝑾𝒖(𝒔)
=
𝑨𝒖.𝒔+𝝎𝒃𝒄
𝒔+
𝝎𝒃𝒄
𝑴𝒖
 (6.12) 
 
Figure 6.3 Weighting function design for output performance 
 
Figure 6.4 Weighting function design for control input 
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All weighting functions are integrated in the H infinity formulation; this becomes: 
     ‖
𝑾𝒆. 𝑺
𝑾𝒖𝑲𝑺
‖
∞
≤ 𝜸∞ (6.13) 
Methodology to study H infinity problem can then be detailed [116]: 
1. Analyze and model the initial system G(s) to select objective of control, such as: a good 
reference tracking, best disturbance rejection, robustness against noise, etc.  
2. Define control inputs and measured outputs, and express output performance 
3. Dynamic performances of system (bandwidth, rise time, overshoot, and stability margins) 
are defined and expressed into frequency domain. Consequently, one or several weighting 
functions (W(s)) are obtained according to the number of objectives. 
4. Design of robust controller (K) : 
4.1. Design of the full order controller 
4.1.1. The plant P(s) is defined from G(s) and W(s)  
4.1.2. Design the controller K(s) (Receive the full order controller K which is the 
order of system plus the order of weighting function). The H infinity norm 
γ∞ is calculated using dedicated Matlab functions (Yalmip interface and 
Sedumi solver [118]). 
4.2. Reduce order controller such as PI controller [119] 
4.2.1. Transform the P(s) (from full order) in form of PI study 
4.2.2. Calculate the initial PI  
4.2.3. Design the controller K(s) with PI from 4.2.2 and H infinity norm γ 
defined. 
5. If there is no solution for LMI resolution, the performance (weighting function) or 
objectives of control have to be changed. On the other hand, if the controller is found, the 
controller is optimal and then, the robustness of system with controller has to be analyzed 
for stability and performances. 
6. Analyze the robustness of (P, K) system using the μ-analysis (cf. the following section). 
According to the problem of droop control, the H infinity controller is firstly designed and 
applied to a storage energy system to improve the transient response of frequency against power 
variation of load and PV production, and robustness against parameter uncertainties.  
6.2.2 Robustness analysis: μ-analysis 
Any controller is designed from an approximated mathematical model of the system. Although 
represented model has dynamic (physical) response almost similar to the real system, some physical 
dynamics are commonly neglected due to the limitation of knowledge and the presentation of these 
dynamics into a mathematical model. For instance, a complex model of non-linear time-varying 
system is often linearized and its order reduced to simplify mathematical model and elaborate linear 
either non-linear control architectures. In controller design, a very complex and high order model, 
which is quite closed to a real system, can bring about a high robust controller against model 
uncertainties. Robust controller should be obtained but it will be quite difficult to achieve this 
controller. As the parameters of a mathematic model of plant are approximated and fixed, these can be 
deviated from the real system. Furthermore, effects of measurement imperfection (such as sensor 
noise) are classically neglected in simulated system. Differences between the actual system and the 
mathematical model (for controller design) may have effects on the stability and performance of a 
controlled system [113]. Therefore, the analysis of robustness has to be carefully carried out in order 
to avoid issues link to uncertainties.     
Robustness in the aspect of control system is an ability of a system to resist to the disturbance or 
any dynamic perturbation. Previously, controller K(s) is designed according to desired performance. In 
this topic, its robustness property is analyzed with the help of a special tool dedicated to H-infinity 
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control theory: the μ-analysis [112], [114]. Uncertainties are firstly modelled as a mathematical 
representation. Then, two robust properties, i.e. Robust Stability (RS) and Robust Performance (RP) 
are analyzed. If desired controller cannot achieve these two robust properties, this controller would be 
redesigned including model uncertainties. 
Uncertainties in robust control are separated into two groups: unstructured and structured 
uncertainties. The first group represents unknown structure and model order in high frequencies, 
nonlinearities of modelling, etc. The structured uncertainties represent variations of system parameters 
which have impacts on low frequency performance [120].  
According to the closed loop system illustrated in Figure 6.2, uncertainties are represented as 
Linear Fractional Representation (LFR) as shown in Figure 6.5. The plant (P) and controller (K) in 
Figure 6.5(a) are combined to the initial closed loop system with uncertainties (N) as presented in 
Figure 6.5(b). This LFR will be used to define transfer function from w to z as upper Linear Fractional 
Transformation (LFT) as presented in (6.14). The conditions defining robustness for stability or 
performances can be defines as [112]: 
 
Nominal stability (NS)  ↔  N is internally stable 
Nominal performance (NP)  ↔ ‖𝑁22‖∞ < 1  and condition of NS is checked 
Robust stability (RS)  ↔ 𝐅𝒖(𝑵, ∆) 𝑖𝑠 𝑠𝑡𝑎𝑏𝑙𝑒 𝑓𝑜𝑟 ∀∆, ‖∆‖∞ < 1  and condition of NS is checked 
Robust performance (RP)  ↔ ‖𝐅𝒖(𝑵, ∆) ‖∞ < 1  ∀∆, ‖∆‖∞ < 1 and condition of NS is checked 
 
Figure 6.5 Complete system control with uncertainties 
𝐅𝒖(𝑵, ∆) = 𝑵𝟐𝟐 +𝑵𝟐𝟏∆(𝑰 − 𝑵𝟏𝟏∆)
−𝟏𝑵𝟏𝟐 (6.14) 
The block ∆, which takes into account of all uncertainties of a closed loop system, is called the 
unknown matrix. The purpose is to find the maximum uncertainty for which the system remains stable 
(RS) and/or for which the response of a closed loop system achieves the desired performance. The 
term (I-N11.∆) is only one source of instability of transfer function from w to z as presented in (6.14) 
[112]. For robust stability analysis, M-∆ structure in Figure 6.5(c) is analyzed where M=N11. Two 
types of uncertainties (unstructured and structured uncertainties) use different methods to analyze 
robust stability. 
For unstructured uncertainties, all perturbations are collected into a single matrix so that ∆ 
includes the maximal normalized variation on uncertainties. The structure of ∆ is ignored and it is 
considered as a full complex transfer function matrix or a full-box complex perturbation uncertainty 
satisfying ‖∆‖∞ ≤ 1 [112]. Small gain theorem is used to define condition for stability [113]. The 
maximum uncertainty gain for which the system remains stable is defined according to the constraint: 
‖∆‖∞ ≤ 𝛿   𝑖𝑓 𝑎𝑛𝑑 𝑜𝑛𝑙𝑦 𝑖𝑓 ‖𝑀(𝑠)‖∞ < 1 𝛿⁄   [120]. Any unstructured uncertainty can be presented as 
additive, output multiplicative, output inverse multiplicative, additive inverse, input multiplicative, 
and input inverse multiplicative as illustrated in Figure 6.5, where one known block of transfer 
function to present all concerned uncertainties (such as WA(s), WO(s), etc.) and one unknown block 
Chapter 6: Design of an H infinity controller for ESS  161 
 
 
 
denoted ∆ with an index corresponding to the type of uncertainty [120]. The purpose is to find ∆ which 
defines the maximal gain of concerned uncertainties (WA(s), WO(s), etc.). 
 
Figure 6.5 Uncertainties representation 
On the other hand, structure of ∆ is concerned for the structured uncertainty so that the unknown 
uncertainty ∆ is in diagonal matrix and is defined as the maximal variation of each parameter with 
guarantee system stability and performance. The matrix ∆ has thus more elements linked to system 
parameters than the previous case; a more complex tool is then needed to define the robustness in this 
case. Structure singular value (denoted μ) which is the function to define necessary and sufficient 
conditions for RS and RP [112] is introduced. Moreover, structured singular value (μ) can be defined 
as stability margin of the system (a margin which is not defined in the frequency domain) according to 
uncertainties [117]. 
In practice, due to numerical solution issues, only the maximum and minimum bounds of μ are 
computed. Using the Nyquist theorem, it can be seen that the stability limit is reached at det (I −M(s) 
∆(s)) = 0. The MATLAB function “mussv” is used to calculated μ, which means a distance of the 
system to reach the instability. Conditions on value of µ for robust stability (RS) and robust 
performance (RP) are finally resumed [112]: 
 Nominal stability (NS)  ↔  N is internally stable  
Robust stability (RS)  ↔ ∀𝜔, 𝜇Δ𝑖(𝑁11(𝑗𝜔)) < 1  and NS 
Nominal performance (NP)  ↔ ∀𝜔, 𝜇Δ𝑓(𝑁22(𝑗𝜔)) < 1  and NS 
Robust performance (RP)  ↔ ∀𝜔, 𝜇Δ̂(𝑁(𝑗𝜔)) < 1  and NS 
The maximal and minimal value of μ is plotted through some frequency range to analyze the 
stability and performance of the closed loop system. If μ is less than 1 for RS and RP analysis, closed 
loop system is robust in stability and performance. For robust stability, system remains stable until 1/μ 
times the uncertainty level used to compute μ. However, this is not valid for robust performance.  
Uncertainty level has to be increased until μ moves near and then passes over 1 to signify the 
maximum acceptable uncertainties for robust performance. 
6.3 Energy storage system modeling 
The Energy Storage System is shown in Figure 4.2, with the energy storage device (ES), the 
DC/DC converter, the AC/DC inverter, and AC filter (RL) connected to power system composed with 
a diesel generator, a PV plant and an equivalent dynamic load as illustrated in Figure 6.7. The ESS is 
modeled as the initial plant G(s) as shown in Figure 6.8(a). Active and reactive powers are controlled 
by the switching function of DC/DC converter and the switching function in q-axis of the respectively. 
The DC bus voltage is regulated by the switching function in d-axis of the inverter. Therefore, the 
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outputs of performance (∆z) and measured outputs (∆y) in Figure 6.8(a) correspond to the frequency 
variation of the isolated grid (∆fres) and the variation of the DC voltage (∆Vdc). The control inputs (∆u) 
of Figure 6.8(a) correspond to the switching function of the DC/DC converter (∆αh), the switching 
function of the inverter in d-axis (∆βd), and the switching function of in q-axis (∆βq). The objective of 
the controller is to reject any small-signal output disturbance dy(t) in Figure 6.1. Therefore, the input 
disturbance (∆w) corresponds to the variation of load power and/or PV power variation (∆Pdiff) in 
equation (5.6). Although this system output can also include a reactive power variation when energy 
storage has to participate to voltage regulation, it will not be considered in this study. The different 
inputs, outputs and control variables of energy storage system G(s) are summarized in Figure 6.8(b). 
 
Figure 6.7 Studied power system 
        
(a) 
 
(b) 
Figure 6.8 Summary of inputs and outputs of the model 
Calculation of system frequency (i.e. the controlled output) and frequency regulation of diesel 
generator from Chapters 3 and 5 are firstly summarized. Then, the state space representation of 
frequency control with energy storage system is presented and validated with comparing to topological 
model in MATLAB-Simulink. 
6.3.1 Power system model 
Nonlinear equation of frequency shown in (3.8) is linearized around an operating point for small 
signal variation in (6.15). The symbol Δ is used to distinguish small variations of each variable. 
Furthermore, from equation (3.6) and (5.6), deviation of frequency variation (
𝑑∆𝑓𝑟𝑒𝑠
𝑝𝑢(t)
𝑑𝑡
) is then defined 
in (6.16). Frequency variation is induced by the unbalances of active powers between source and load. 
For the initial system without energy storage device, frequency regulation is assumed by diesel 
generator with droop control. Therefore, frequency regulation and dynamic response of diesel 
generator has to be considered. Power variation of diesel generator (∆Pm
pu
) in (6.16) depends on the 
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frequency variation. In Chapter 3, power deviation of diesel generator as a function of frequency 
variation has been defined in frequency domain (Laplace transform) as presented in (3.1) and (3.5). 
Consequently, the deviation of power variation of diesel generator in time domain (
𝑑∆P𝑚
𝑝𝑢(t)
𝑑𝑡
) is defined 
in (6.17), which will take into account only primary frequency control because the transient of 
frequency response is focused on in this study, and dynamic model of diesel generator is included in 
the first order transfer function. All power values and frequencies in (6.15) to  (6.17) are expressed in 
per unit. 
𝑑∆𝑓𝑟𝑒𝑠
𝑝𝑢(t)
𝑑𝑡
=
1
2.𝐻
(∆P𝑚
𝑝𝑢(t) + ∆P𝑃𝑉
𝑝𝑢(t) − P𝑙𝑜𝑎𝑑
𝑝𝑢 (t)) (6.15) 
𝑑∆𝑓𝑟𝑒𝑠
𝑝𝑢(t)
𝑑𝑡
=
1
2.𝐻
(∆P𝑚
𝑝𝑢(t) + ∆P𝑑𝑖𝑓𝑓
𝑝𝑢 (t)) −
𝐷
2.𝐻
∆𝑓𝑟𝑒𝑠
𝑝𝑢(𝑡) (6.16) 
𝑑∆P𝑚
𝑝𝑢(t)
𝑑𝑡
= −
1
𝑇𝑔
∆P𝑚
𝑝𝑢(t) −
1
𝑠𝑑.𝑇𝑔
∆𝑓𝑟𝑒𝑠
𝑝𝑢(𝑡)  (6.17) 
6.3.2 Energy storage system modelling 
The input voltage of the DC/DC converter is defined with the switching function (αh) and the 
DC bus voltage (Vdc). And the output current of converter (Isrc) is defined as a function of the 
switching function (αh) and the current of energy storage. The output voltage of inverter (Vsd, Vsq) is 
then expressed with the switching function (βd,βq) and DC bus voltage (Vdc). The current of the DC 
bus (Im) is a function of the switching function (βd,βq) and output current in AC bus (Isd,Isq). 
Storage device (denoted ESS) is connected to a DC/DC converter via a resistor and inductor 
(Rfsj and Lfsj) circuit as illustrated in Figure 6.9. Voltage input of converter DC/DC (denoted Vhj) is a 
function of the output voltage of energy storage (denoted VES), the current of energy storage (denoted 
IES), the resistor Rfsj, and the inductor Lfsj in (6.18). The DC/DC converter is connected to inverter 
AC/DC via a resistor (Rdc) and a capacitor (Cdc) filter. DC current of Cdc and Rdc bus (Idc) has been 
defined in (6.19). The input current of the inverter AC/DC (Im) is the difference between current 
output of converter DC/DC (Isrc) and current of capacitor and resistor bus (Idc) represented in (6.20). 
The output of the inverter and the AC part is then modelled. The inverter is connected to the 
grid via a RL filter as shown in Figure 6.9. Output currents of AC/DC inverter (Is1, Is2, Is3 or Isd, Isq) are 
equal to output currents of the ESS (Ir1, Ir2, Ir3 or Ird, Irq). Derivative of current output in d-axis and q-
axis has been defined in (6.21) and (6.22) respectively; where Rac and Lac denote the resistance and the 
inductance of the filter respectively, Vrd and Vrq are voltage of power system in d-axis and q-axis, Vdc 
is the DC bus voltage. 
 
Figure 6.9 Energy storage system connects to power system 
𝑽𝒉𝒋(𝒕) + 𝑳𝒇𝒔𝒋
𝒅𝑰𝑬𝑺(𝒕)
𝒅𝒕
+ 𝑹𝒇𝒔𝒋. 𝑰𝑬𝑺(𝒕) = 𝑽𝑬𝑺(𝒕) (6.18) 
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𝑰𝒅𝒄(𝒕) = 𝑪𝒅𝒄
𝒅𝑽𝒅𝒄(𝒕)
𝒅𝒕
+
𝑽𝒅𝒄(𝒕)
𝑹𝒅𝒄
 (6.19) 
𝑰𝒎(𝒕) = 𝑰𝒔𝒓𝒄(𝒕) − 𝑰𝒅𝒄(𝒕) (6.20) 
dIsd(t)
dt
= −
Rac
Lac
. Isd(t) −
1
Lac
. Vrd(t) +
1
Lac
. Vdc(t). βd(t) + 𝜔. 𝐼𝑠𝑞(𝑡) (6.21) 
dIsq(t)
dt
= −
Rac
Lac
. Isq(t) −
1
Lac
. Vrq(t) +
1
Lac
. Vdc(t). βq(t) − 𝜔. 𝐼𝑠𝑑(𝑡) (6.22) 
6.3.3 State space representation of studied system 
The state variables (∆x) correspond to small variations of energy storage current (∆IES), DC bus 
voltage (∆Vdc), inverter current in d-axis (∆Isd), inverter current in q-axis (∆Isq), power of diesel 
generator (∆Pm) and system frequency (∆fres). Derivative of ESS current can be defined as a function 
of some state variations and selected control input in (6.23). Furthermore, the derivative of the DC bus 
voltage can also be expressed with these variables in (6.24).  
𝒅𝑰𝑬𝑺(𝒕)
𝒅𝒕
=
𝟏
𝑳𝒇𝒔𝒋
𝑽𝑬𝑺(𝒕) −
𝟏
𝑳𝒇𝒔𝒋
𝜶𝒉(𝒕). 𝑽𝒅𝒄(𝒕) −
𝑹𝒇𝒔𝒋
𝑳𝒇𝒔𝒋
. 𝑰𝑬𝑺(𝒕) (6.23) 
𝒅𝑽𝒅𝒄(𝒕)
𝒅𝒕
=
𝟏
𝑪𝒅𝒄
. 𝜶𝒉(𝒕). 𝑰𝑬𝑺(𝒕) −
𝟏
𝑪𝒅𝒄
[𝜷𝒅(𝒕). 𝑰𝒔𝒅(𝒕) + 𝜷𝒒(𝒕). 𝑰𝒔𝒒(𝒕)] −
𝑽𝒅𝒄(𝒕)
𝑪𝒅𝒄.𝑹𝒅𝒄
 (6.24) 
Participation of energy storage in frequency regulation is firstly controlled by switching 
function of DC/DC (αh) via controlling current of energy storage. Therefore, power of energy storage 
(PES) is then calculated from voltage and current of the energy storage device (VES and IES) as shown in 
(6.25). For H infinity control synthesis, the equation is linearized around a steady-state operating 
point, i.e. when frequency variation is equal to zero (the frequency is equal to 50 Hz). Therefore, 
power variation of energy storage (∆PES) is determined in (6.26) where VES0 is the initial voltage of the 
ESS and IES0 is its initial current. Furthermore, nonlinear equations (6.23), (6.24), (6.21) and (6.22) are 
also linearized around the initial point in (6.27), (6.28), (6.29) and (6.30) respectively where Vdc0 
represents the initial DC voltage, αh0 is the initial switching function of DC/DC, IES0 is the initial 
current of energy storage, βd0 and βq0 are the initial switching function in d-axis and q-axis, Isd0 and Isq0 
are the initial current output in d-axis and q-axis, and ω0 is the initial frequency in rad/s. 
𝑷𝑬𝑺(𝒕) = 𝑽𝑬𝑺(𝒕). 𝑰𝑬𝑺(𝒕) (6.25) 
∆𝑷𝑬𝑺(𝒕) = 𝑽𝑬𝑺𝟎. ∆𝑰𝑬𝑺(𝒕) + ∆𝑽𝑬𝑺(𝒕). 𝑰𝑬𝑺𝟎 (6.26) 
𝒅∆𝑰𝑬𝑺(𝒕)
𝒅𝒕
=
𝟏
𝑳𝒇𝒔𝒋
∆𝑽𝑬𝑺(𝒕) −
𝟏
𝑳𝒇𝒔𝒋
∆𝜶𝒉(𝒕). 𝑽𝒅𝒄𝟎 −
𝟏
𝑳𝒇𝒔𝒋
𝜶𝒉𝟎. ∆𝑽𝒅𝒄(𝒕) −
𝑹𝒇𝒔𝒋
𝑳𝒇𝒔𝒋
. ∆𝑰𝑬𝑺(𝒕) (6.27) 
𝒅∆𝑽𝒅𝒄(𝒕)
𝒅𝒕
=
𝜶𝒉𝟎.∆𝑰𝑬𝑺(𝒕)
𝑪𝒅𝒄
+
𝑰𝑬𝑺𝟎.∆𝜶𝒉(𝒕)
𝑪𝒅𝒄
−
𝟏
𝑪𝒅𝒄
[𝜷𝒅𝟎. ∆𝑰𝒔𝒅(𝒕) + ∆𝜷𝒅(𝒕). 𝑰𝒔𝒅𝟎 + 𝜷𝒒𝟎. ∆𝑰𝒔𝒒(𝒕) +
∆𝜷𝒒(𝒕). 𝑰𝒔𝒒𝟎] −
∆𝑽𝒅𝒄(𝒕)
𝑪𝒅𝒄.𝑹𝒅𝒄
 (6.28) 
𝒅∆𝑰𝒔𝒅(𝒕)
𝒅𝒕
= −
𝑹𝒂𝒄
𝑳𝒂𝒄
. ∆𝑰𝒔𝒅(𝒕) −
∆𝑽𝒓𝒅(𝒕)
𝑳𝒂𝒄
+
∆𝑽𝒅𝒄(𝒕).𝜷𝒅𝟎
𝑳𝒂𝒄
+
𝑽𝒅𝒄𝟎.∆𝜷𝒅(𝒕)
𝑳𝒂𝒄
+𝝎𝟎. ∆𝑰𝒔𝒒(𝒕) + ∆𝝎(𝒕). 𝑰𝒔𝒒𝟎  (6.29) 
𝒅∆𝑰𝒔𝒒(𝒕)
𝒅𝒕
= −
𝑹𝒂𝒄
𝑳𝒂𝒄
. ∆𝑰𝒔𝒒(𝒕) −
∆𝑽𝒓𝒒(𝒕)
𝑳𝒂𝒄
+
∆𝑽𝒅𝒄(𝒕).𝜷𝒒𝟎
𝑳𝒂𝒄
+
𝑽𝒅𝒄𝟎.∆𝜷𝒒(𝒕)
𝑳𝒂𝒄
−𝝎𝟎. ∆𝑰𝒔𝒅(𝒕) − ∆𝝎(𝒕). 𝑰𝒔𝒅𝟎 (6.30) 
Frequency variation in (6.16) is then modified to be (6.31) with participation of energy storage 
while assuming that voltage of the energy storage (VES) remains constant (i.e. ∆VES=0) shown in 
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(6.26). Power of the energy storage in (6.26) has to be expressed in per unit for frequency calculation 
dividing it by the rated power of the grid (Srated). 
𝒅∆𝒇𝒓𝒆𝒔
𝒑𝒖 (𝐭)
𝒅𝒕
=
𝟏
𝟐.𝑯
(∆𝐏𝒎
𝒑𝒖(𝐭) + ∆𝐏𝒅𝒊𝒇𝒇
𝒑𝒖 (𝐭) +
𝑽𝑬𝑺𝟎 .∆𝑰𝑬𝑺(𝒕)
𝑺𝒓𝒂𝒕𝒆𝒅
) −
𝑫
𝟐.𝑯
∆𝒇𝒓𝒆𝒔
𝒑𝒖 (𝐭) (6.31) 
Equations (6.17), (6.27), (6.28), (6.29), (6.30), and (6.31) are arranged to form a linear state-
space representation, as (6.7), (6.8), and (6.9) for the following H infinity design. State variables (x(t)), 
control inputs (u(t)), disturbance input (w(t)), measured outputs (y(t)), and performance outputs (z(t)) 
are summarized in (6.32). Matrix denoted A, B1, B2, C1, C2, D11, D12, and D21 are presented in (6.33) 
by assuming that voltage of power system in d-axis (Vrd) keeps constant at the initial value (Vrd0), 
voltage of power system in q-axis (Vrq0) is zero, and voltage of energy storage is constant at its initial 
value (VES0). So, ∆Vrd(t), ∆Vrq(t), and ∆VSST(t) are all equal to zero.  
𝑥(𝑡) =
[
 
 
 
 
 
 
∆𝐼𝐸𝑆
∆𝑉𝑑𝑐
∆𝐼𝑠𝑑
∆𝐼𝑠𝑞
∆𝑃𝑚
𝑝𝑢
∆𝑓𝑟𝑒𝑠
𝑝𝑢
]
 
 
 
 
 
 
  , 𝑢(𝑡) = [
∆𝛼ℎ
∆𝛽𝑑
∆𝛽𝑞
], 𝑤(𝑡) = ∆P𝑑𝑖𝑓𝑓
𝑝𝑢 (t),  𝑧(𝑡) = 𝑦(𝑡) = [
∆𝑓𝑟𝑒𝑠
𝑝𝑢
∆𝑉𝑑𝑐
] (6.32) 
𝐴 =
[
 
 
 
 
 
 
 
 
 
 −
𝑅𝑓𝑠𝑗
𝐿𝑓𝑠𝑗
−
𝛼ℎ0
𝐿𝑓𝑠𝑗
0 0 0 0
𝛼ℎ0
𝐶𝑑𝑐
−
1
𝐶𝑑𝑐.𝑅𝑑𝑐
−
𝛽𝑑0
𝐶𝑑𝑐
−
𝛽𝑞0
𝐶𝑑𝑐
0 0
0
𝛽𝑑0
𝐿𝑎𝑐
−
𝑅𝑎𝑐
𝐿𝑎𝑐
𝜔0 0 2𝜋. 50. 𝐼𝑠𝑞0
0
𝛽𝑞0
𝐿𝑎𝑐
−𝜔0 −
𝑅𝑎𝑐
𝐿𝑎𝑐
0 −2𝜋. 50. 𝐼𝑠𝑑0
0 0 0 0 −
1
𝑇𝑔
−
1
𝑠𝑑.𝑇𝑔
𝑉𝐸𝑆0
2.𝐻.𝑆𝑟𝑎𝑡𝑒𝑑
0 0 0
1
2.𝐻
−
𝐷
2.𝐻 ]
 
 
 
 
 
 
 
 
 
 
, 𝐵1 =
[
 
 
 
 
 
0
0
0
0
0
1
2.𝐻]
 
 
 
 
 
 , 
 𝐵2 =
[
 
 
 
 
 
 
 
 −
𝑉𝑑𝑐0
𝐿𝑓𝑠𝑗
0 0
𝐼𝐸𝑆0
𝐶𝑑𝑐
−
𝐼𝑠𝑑0
𝐶𝑑𝑐
−
𝐼𝑠𝑞0
𝐶𝑑𝑐
0
𝑉𝑑𝑐0
𝐿𝑎𝑐
0
0 0
𝑉𝑑𝑐0
𝐿𝑎𝑐
0 0 0
0 0 0 ]
 
 
 
 
 
 
 
 
 ,  𝐶1 = [
0 0 0 0 1
0 1 0 0 0
], D11=D12=D21=0 (6.33) 
Furthermore, energy storage system can also be modeled using the control system #2 presented 
in Chapter 4 which controls the DC bus voltage by switching function of DC/DC and control power of 
energy storage (by controlling the output current in d-axis) by switching function in d-axis of AC/DC. 
Power of energy storage in (6.25) is then turned to be (6.34) and it is linearized in (6.35) by assuming 
that variation of voltage in d-axis is null. This modelling induces changet only in the frequency 
equation (6.31). 
𝑷𝑬𝑺(𝒕) = 𝑽𝒓𝒅(𝒕). 𝑰𝒔𝒅(𝒕) (6.34) 
∆𝑷𝑬𝑺(𝒕) = 𝑽𝒓𝒅𝟎. ∆𝑰𝒔𝒅(𝒕) (6.35) 
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6.3.4 Initial state calculation 
Almost all parameters in (6.33) have been defined in Chapter 4 except the initial values. In 
order to simplify the equations, the resistance of the DC bus is firstly neglected. It will be considered 
afterward. Three initial known values are: the voltage of energy storage (VES0), the DC bus voltage 
(Vdc), and the voltage of power system in d-axis (Vrd0).  
6.3.4.1  Case #1: Rdc is neglected  
From (6.23), at t=0 (initial state), derivative of current of energy storage is equal to zero based 
on the assumption that voltage of energy storage and DC voltage are constant at its initial value (VES0, 
Vdc0), and current of energy storage is also zero (energy storage does not participate in frequency 
regulation at the initial state). The initial switching function of DC/DC is therefore defined in (6.36). 
For this case (without Rdc), equation in (6.24) is changed to be (6.37). Derivative of the DC voltage in 
(6.37) is equal to zero at t=0, then the equation (6.38) is obtained. Finally, (6.39) and (6.40) are 
derived from (6.21) and (6.22) where derivative of current in d-axis and q-axis are equal to zero at t=0. 
Equations (6.38) to (6.40) are used to define the initial switching function in d and q axis in (6.41).  
𝛂𝒉𝟎 =
𝑽𝑬𝑺𝟎
𝑽𝒅𝒄𝟎
 (6.36) 
𝒅𝑽𝒅𝒄(𝒕)
𝒅𝒕
=
𝟏
𝑪𝒅𝒄
. 𝜶𝒉(𝒕). 𝑰𝑬𝑺(𝒕) −
𝟏
𝑪𝒅𝒄
. [𝜷𝒅(𝒕). 𝑰𝒔𝒅(𝒕) + 𝜷𝒒(𝒕). 𝑰𝒔𝒒(𝒕)] (6.37) 
𝟎 = −
𝟏
𝑪𝒅𝒄
. [𝜷𝒅𝟎. 𝑰𝒔𝒅𝟎 + 𝜷𝒒𝟎. 𝑰𝒔𝒒𝟎] (6.38) 
0 = −
Rac
Lac
. Isd0 −
1
Lac
. Vrd0 +
1
Lac
. Vdc0. βd0 + 𝜔. 𝐼𝑠𝑞0 (6.39) 
0 = −
Rac
Lac
. Isq0 +
1
Lac
. Vdc0. βq0 − 𝜔. 𝐼𝑠𝑑0 (6.40) 
𝛃𝒅𝟎 =
𝑽𝒓𝒅𝟎
𝑽𝒅𝒄𝟎
, 𝛃𝒒𝟎 = 𝟎 (6.41) 
6.3.4.2 Case #2: Rdc is taken into account 
The initial switching functions in d and q axis are equivalent to previous case in (6.41). 
Nevertheless in this case, the initial current of energy storage (IES0) is not zero. Derivative of DC 
voltage in (6.24) is zero at t=0, then equation (6.42) is obtained and the initial switching function of 
DC/DC in function with DC voltage, the initial current of energy storage, and resistance at DC bus 
(Rdc) in (6.43); equation (6.23) becomes (6.44). From (6.43) and (6.44), the initial current of energy 
storage is derived as a function of known parameters in (6.45). Finally, the initial current of the ESS is 
defined in (6.46).   
𝟎 =
𝟏
𝑪𝒅𝒄
. 𝜶𝒉𝟎. 𝑰𝑬𝑺𝟎 −
𝑽𝒅𝒄𝟎
𝑪𝒅𝒄.𝑹𝒅𝒄
 (6.42) 
𝛂𝒉𝟎 =
𝑽𝒅𝒄𝟎
𝑰𝑬𝑺𝟎.𝑹𝒅𝒄
 (6.43) 
𝟎 = 𝑽𝑬𝑺𝟎 − 𝜶𝒉𝟎. 𝑽𝒅𝒄𝟎 − 𝑹𝒇𝒔𝒋. 𝑰𝑬𝑺𝟎 (6.44) 
𝟎 = 𝑹𝒅𝒄. 𝑹𝒇𝒔𝒋. (𝑰𝑬𝑺𝟎)
𝟐 − 𝑹𝒅𝒄. 𝑽𝑬𝑺𝟎. 𝑰𝑬𝑺𝟎 + (𝑽𝒅𝒄𝟎)
𝟐 (6.45) 
𝑰𝑬𝑺𝟎 =
𝑹𝒅𝒄 .𝑽𝑬𝑺𝟎±√(𝑹𝒅𝒄.𝑽𝑬𝑺𝟎)𝟐−𝟒.𝑹𝒅𝒄.𝑹𝒇𝒔𝒋.(𝑽𝒅𝒄𝟎)𝟐
𝟐.𝑹𝒅𝒄.𝑹𝒇𝒔𝒋
. 𝑹𝒇𝒔𝒋. (𝑰𝑬𝑺𝟎)
𝟐 − 𝑹𝒅𝒄. 𝑰𝑬𝑺𝟎 + (𝑽𝒅𝒄𝟎)
𝟐 (6.46) 
In the following sections, only the first case (where Rdc is neglected) will be studied. 
6.3.5 Model validation 
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Nonlinear model and linear model of energy storage system and power system are compared to 
topological model described in MATLAB Simulink (see Chapter 4). The droop control is applied to 
ESS for primary frequency regulation. The time response of the DC bus voltage (Vdc), DC bus current 
of energy storage (Ies), AC current in d-axis (Isd), and frequency (fres) response of model in (6.33) 
according to variations of load power of ±100kW at 3 seconds (from initial load power 1MW) are 
separately illustrated in Figure 6.10 to Figure 6.13 respectively. All responses of non-linear and linear 
models are quite similar to responses of topological model. However, responses of topological model 
have some fast dynamics and oscillations which are not taken into account in state-space models.  
 Dynamics of DC bus voltage can be observed with non-linear and linear models; however, it is 
difficult to see them with the topological model because of oscillation as illustrated in Figure 6.10 (a) 
and (b). DC current of energy storage of non-linear and linear models shown in Figure 6.11 (a) and (b) 
are quite similar to average value of DC current of topological model and they well follow the 
reference signal. The AC current variations in d-axis of both non-linear and linear models are quite 
smaller than current in d-axis of topological model because the variation of AC voltage in d and q axis 
has been neglected. Finally, frequency responses of non-linear and linear models are quite identical to 
those estimated with the topological model except for dynamic transients. Fast dynamic frequency 
response of topological model is due to the PLL which is used to measure system frequency. But non-
linear and linear models do not integrate any model of PLL. 
  
(a) (b) 
Figure 6.10 DC voltage of energy storage system according to power variation (a) +100kW (b) -100kW 
    
(a) (b) 
Figure 6.11 DC current of energy storage according to power variation (a) +100kW (b) -100kW 
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(a) (b) 
Figure 6.12 AC current in d-axis of energy storage system according to power variation (a) +100kW (b) -100kW 
 
(a) (b) 
Figure 6.13 Frequency of power system according to power variation (a) +100kW (b) -100kW 
6.3.6 System analysis: stability, controllability and observability 
From state space representation model presented in (6.32) and (6.33), Bode diagrams of transfer 
functions between frequency variation and all inputs (∆Pdiff, αh, and βd) are plotted in Figure 6.14 (a) to 
(c) while current and switching function in q-axis are assumed to be zero. Transfer function between 
DC bus voltage variation and inputs are also plotted in frequency domain in Figure 6.14 (d) to (f). 
Power variation has not effect on DC voltage variation in Figure 6.14(d). 
  
(a) (b) (c) 
 
(d) (e) (f) 
Figure 6.14 Singluar values (gain) of transfer functions: (a) ∆fres/∆Pdiff (b) ∆fres/∆αh (c) ∆fres/∆βd (d) ∆Vdc/∆Pdiff (e) ∆Vdc /∆αh 
(f) ∆Vdc /∆βd 
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Stability, controllability, and observability of modelled system in (6.32) and (6.33) are 
investigated. Eigenvalues of matrix A are equal to -3.68±99.7i, -4.43, -0.66±2.73i. All real parts of 
eigenvalue of matrix A are negative, so the system is stable for small variations around the steady-
state operating point. Next, controllability is checked by MATLAB function “ctrb” for matrix A and 
B1. Rank of ctrb(A,B1) is equal to 6 so to the rank of A. Therefore, the system is controllable. Finally, 
MATLAB function “obsv” with matrix A and C is used to evaluate observability. Rank of obsv(A,C) 
is equivalent to the size of matrix A (6); the system is then well observable.  
In our study, only the active power of energy storage will be studied. Therefore, the steady-state 
system presented in (6.33) is simplified under equation (6.47), with simplifications of the current and 
the switching function defined in q-axis (no control of reactive power is studied). The system in (6.47) 
remains stable, controllable and observable.  
𝐴 =
[
 
 
 
 
 
 
 
 −
𝑅𝑓𝑠𝑗
𝐿𝑓𝑠𝑗
−
𝛼ℎ0
𝐿𝑓𝑠𝑗
0 0 0
𝛼ℎ0
𝐶𝑑𝑐
−
1
𝐶𝑑𝑐.𝑅𝑑𝑐
−
𝛽𝑑0
𝐶𝑑𝑐
0 0
0
𝛽𝑑0
𝐿𝑎𝑐
−
𝑅𝑎𝑐
𝐿𝑎𝑐
0 2𝜋. 50. 𝐼𝑠𝑞0
0 0 0 −
1
𝑇𝑔
−
1
𝑠𝑑.𝑇𝑔
𝑉𝐸𝑆0
2.𝐻.𝑆𝑟𝑎𝑡𝑒𝑑
0 0
1
2.𝐻
−
𝐷
2.𝐻 ]
 
 
 
 
 
 
 
 
 , 𝐵1 =
[
 
 
 
 
0
0
0
0
1
2.𝐻]
 
 
 
 
 , 
𝐵2 =
[
 
 
 
 
 
 −
𝑉𝑑𝑐0
𝐿𝑓𝑠𝑗
0
𝐼𝐸𝑆0
𝐶𝑑𝑐
−
𝐼𝑠𝑑0
𝐶𝑑𝑐
0
𝑉𝑑𝑐0
𝐿𝑎𝑐
0 0
0 0 ]
 
 
 
 
 
 
,  𝐶1 = [
0 0 0 1
0 1 0 0
], D11=D12=D21=0 (6.47) 
6.4 Controller design and validation 
To design controller H infinity (K(s)), plant P(s) in (6.6) which consists of plant (G(s)), transfer 
function of output disturbance to output (Gd(s)), and weighting functions (Wu(s) and We(s)) is built. 
Plant G(s) or energy storage with converter DC/DC and inverter AC/DC has been modeled in small 
linear signal equation in the previous topic (6.3). Transfer function Gd(s) relates to frequency variation 
according to power variation of load and PV in (6.16). Prior to the calculation of controller H infinity, 
desired performance has to be defined by designing weighting functions. Performance outputs are DC 
voltage (∆Vdc) and frequency (∆fres). H infinity controller is desired to reject disturbance which is the 
variation of active power of load and/or PV. The H infinity controller has to keep the desired DC bus 
voltage level and to improve the transient response of the system frequency. In this analyze, the 
reactive power control is not taken into account. The switching function in q-axis is then assumed to 
be null. Therefore, the control inputs for studied system are defined as αh and βd. However, controlling 
current in q-axis or AC voltage regulation can be integrated to control objective by adding a switching 
function in q-axis (βq) to another control input.  
The weighting function is then defined for frequency and DC voltage to the desired responses. 
Furthermore, weighting functions are also applied to other two control inputs in order to signify their 
limit. Consequently, controller is designed and validated.  
6.4.1 Weighting function design 
The first weighting function (We1) is designed for system frequency having a time response 
around 0.1 second, with a corresponding frequency pulsation (ωB1) of 25 rad/s. As mentioned in 6.2.1, 
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parameters Aε and M can be expressed according to dynamic performance in time domain [116].  Aε1 
which is related to the steady-state value of frequency response is defined as the ratio between 
frequency variation in steady-state and power variation of load and/or PV. Frequency variation in 
steady state of the power system without energy storage depends on droop value of primary frequency 
control of diesel generator in Figure 6.15. Equivalent inertia of the power system has effect on 
dynamic of frequency response as is has been described in Chapter 3. Steady-state frequency variation 
is 0.15Hz and 0.2Hz for a droop value of 6% and 8% respectively. Energy storage system has to be 
coordinated to reduce frequency variation of power system with droop value 8% (diesel generator less 
participates to frequency regulation). Desired steady-state frequency variation of system with energy 
storage is 49.9Hz (frequency variation 0.1Hz) for power variation of 100kW.  Therefore, Aε1 is defined 
in per unit value as 0.04 ((0.1/50)/(100kW / 2MW)). The module margin of the sensitivity function is 
limited to 2 in order to increase the robustness of the control [121]. The maximum frequency variation 
in transient response of droop value 8% and inertia equivalent 1 second is 0.28Hz as shown in Figure 
6.15. The maximum frequency variation (or overshoot) of desired frequency response is 0.2Hz or 
about 2 times of steady-state value. Therefore, MS1 is about 0.08 and the desired settling time of 
frequency response can be approximated as 2.3 seconds from 2.3/(ωB1.Aε1).     
  
(a) (b) 
Figure 6.15 Frequency response of power system without energy storage with different droop value and equivalent inertia 
(H1=1s, H2=2s) according to rising of load active power of100 kW (Tg of diesel generator is equal to 0.22 seconds) 
Energy storage by H infinity controller may not have deep effect on rise time of frequency 
response (from the choice of frequency pulsation (ωB1)). Rise time of frequency is fixed by the 
equivalent inertia of the power system (H) presented in figure 3.6(a) (Bode diagram of transfer 
function between frequency variation and power variation) and in Figure 6.15. Time response of 
frequency is slower (cut-off frequency of transfer function move to high frequency) when the 
equivalent inertia increases. Although the time response of the frequency variation cannot be reduced 
by the H infinity controller with measurement of only frequency variation, it can be decreased by 
adding derivative part of frequency to controller input and replace this part by H infinity controller for 
robustness to noise measurement [72].  
 The second weighting function (We2) is designed for DC bus voltage in order to have a time 
response around 50 millisecond (ωB=50 rad/s). The objective of the DC bus voltage control is to retain 
its value at the reference value. From PI controller, DC voltage variation is maximal at 0.006 V for 
power variation of 100kW. So MS2 is fixed at 2 (0.1/(100kW/2MW)). Steady state value of DC voltage 
variation should be closed to zero so Aε2 will be equal to 0.2 (0.01/(100kW/2MW)). These two 
weighting functions are presented in (6.48) and (6.49).  
Duty cycles of PWM of AC/DC inverter and DC/DC converter are both limited at 0.9 and cut 
off frequencies of Wu1 and Wu2 are both fixed at 7 kHz which is equivalent to Pulse Width Modulation 
0 2 4 6 8 10 12
49.7
49.75
49.8
49.85
49.9
49.95
50
50.05
50.1
System without energy storage dP=100kW
times(s)
F
re
q
u
e
n
c
y
 (
H
z
)
 
 
sd6%,H1
sd6%,H2
sd8%,H1
sd8%,H2
0 2 4 6 8 10 12
49.5
49.55
49.6
49.65
49.7
49.75
49.8
49.85
49.9
49.95
50
times (s)
F
re
q
u
e
n
c
y
 (
H
z
)
 
 
sd6%,H1
sd6%,H2
sd8%,H1
sd8%,H2
Chapter 6: Design of an H infinity controller for ESS  171 
 
 
 
(PWM) frequency. Consequently, the weighting functions of switching functions αh, βd (Wu1 and Wu2) 
are identical as defined in (6.50). 
𝑊𝑒1(𝑠) =
12.5𝑠+25
𝑠+1
 
(6.48) 
𝑊𝑒2(𝑠) =
0.5𝑠+50
𝑠+10
 
(6.49) 
𝑊𝑢1(𝑠) = 𝑊𝑢2(𝑠) =
𝑠+4.887𝑒4
0.01𝑠+4.398𝑒4
 
(6.50) 
6.4.2 Controller design and validation 
Full-order Hinfinity controller is calculated according to the system modeling and the definition 
of weighting functions using MATLAB© software, and especially; the H infinity tool (function 
“hinfsyn”). In accordance with the objectives, S-over-KS design is used to find the optimal and robust 
controller K(s). A full-order H infinity controller of order 9 is founded with a global minimal value 
(γmin) equal to 0.176. The output sensitivity function (S) which is defined as the ratio between output 
(y: ∆fres and ∆Vdc) and output disturbance (dy; ∆Pdiff) is plotted in comparison to their performance 
weighting functions (We1 and We2) as illustrated in Figure 6.16. Moreover, the transfer function KS, 
which is the controller sensitivity function and is defined as the ratio between control input (u; αh, βd) 
and output disturbance (dy; ∆Pdiff), is also compared to weighting functions of control input (Wu1 and 
Wu2) as illustrated in Figure 6.17 (a) and (b). Therefore, the sensitivity functions for studied system 
are: 
𝑆1 =
∆𝑓𝑟𝑒𝑠
𝑝𝑢
∆𝑃𝑑𝑖𝑓𝑓
, 𝑆2 =
∆𝑉𝑑𝑐
∆𝑃𝑑𝑖𝑓𝑓
, 𝑆1𝐾1 =
∆𝛼ℎ
∆𝑃𝑑𝑖𝑓𝑓
, 𝑆2𝐾2 =
∆𝛽𝑑
∆𝑃𝑑𝑖𝑓𝑓
  
To validate performance of the obtained controller, sensitivity functions and complementary 
sensitivity functions should be lower all along the bandwidth of frequencues than γmin/We or γmin/Wu 
from (6.13). Although the sensitivity function and complementary sensitivity function of frequency 
(S1 and KS1) are below, they are quite near γmin/We1 or γmin/Wu1 in Figure 6.16(a) and Figure 6.17(a) 
respectively. It means that the steady-state value and the overshoot of the desired frequency variation 
(defined weighting function) is much smaller than the specification. According to γmin = 0.176, the 
desired steady state and overshoot of frequency variation turns to be at 0.0176Hz and 0.035Hz 
respectively. Lower γmin signifies that sensitivity function is quite further away from the initial 
weighting function. 
 
(a) (b) 
Figure 6.16 Sensitivity function of (a) frequency variation (b) DC voltage variation 
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(a) (b) 
Figure 6.17 Complementary sensitivity function of (a) frequency variation (b) DC voltage variation 
The singular value of transfer function between frequency variation and power variation 
presented in Figure 6.16(a) also shows that energy storage can improve frequency response both for 
steady-state and dynamic behaviors. However, bandwidth in high frequency of system with and 
without energy storage is quite identical. As seen before, this is linked to the fact that the bandwidth in 
high frequency or rise time of frequency response is affected only by the equivalent inertia of the 
power system. 
Furthermore, characteristics of transfer function between frequency variation and power 
deviation in frequency domain presents the critical frequency of power variation according to Figure 
3.4 in Chapter 3. This critical frequency of power variation causes the largest frequency variation.  
Magnitude of transfer function between frequency variation and power deviation of system with 
energy storage (black line in Figure 6.16(a)) at a critical frequency is much below of system without 
energy storage in blue line. Therefore, impact of critical frequency is reduced by H-infinity controller. 
           
(a) (b) 
Figure 6.18 Frequency response according to load power variation (a) +100kW (b) -100kW 
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(a) (b) 
Figure 6.19 DC voltage response according to load power variation (a) +100kW (b) -100kW 
Previously, performance of system output has been validated in frequency domain. The system 
with its nominal parameters, controlled with K(s) in a closed loop system is then studied in time 
domain. A power variation of load is a disturbance of the studied system. The initial load power is 
equal to 1 MW, and variations of + 100kW are considered separately at 3 seconds. Frequency response 
of system with controller H infinity K(s) is illustrated in Figure 6.18, and compared to time response 
of the initial power system (without energy storage) and the system controlled with the droop control 
strategy (control #3). Indeed, the ESS controlled with the Hinfinity controller induces less frequency 
variations and DC voltage variation. As domain matter of fact, the frequency variation is within and 
far away from the desired response for robustness guarantee. Steady-state value of frequency variation 
of system with H infinity controller is about 0.018 Hz for both decreasing and increasing load power. 
Overshoot of frequency variation is reduced to 0.03 with the H infinity controller. Frequency response 
of system with energy storage is quite in respect to the desired performance (dash-dot black line in 
Figure 6.18). This coincides with results of frequency domain analysis. The DC voltage variations in 
Figure 6.19 (a) and (b) are quite small comparing to DC voltage response of ESS with control#3 (see 
Figure 6.10) and they are within the desired performance. 
Moreover, energy storage by H infinity controller reduces power and slow down response of 
primary frequency control of diesel generator as shown in Figure 6.20 (a) and (b). Participated power 
of diesel generator for frequency regulation is reduced in low and medium frequencies up to 50 rad/s 
(8Hz) as presented in Figure 6.21. Energy storage system with small time response will participate to 
limit dynamic frequency response. However, such technologies require a maximal power larger than 
the others. Then, maximal power of energy storage by droop control and H infinity controller are equal 
to 45kW and 100kW respectively as illustrated in Figure 6.20 (c) and (d). After load power variation, 
energy storage by H infinity controller will participate in frequency regulation with the entire load 
power variation.  
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 (c) (d) 
Figure 6.20 (a) Power of diesel generator according to load power variation +100kW (b) -100kW (c) Power of energy storage 
according to load power variation +100kW (d) -100kW 
 
Figure 6.21 Sensitivity function of transfer function between power variation of diesel generator and power variation of load 
and PV (∆Pdiff) 
From power response of energy storage, the rated power of energy storage can be defined from 
the maximal power of load or PV variation. Then, an important peak of power provided by the ESS is 
needed if a small variation of transient frequency is required. A compromise between the frequency 
variation and the rated power of energy storage is necessary. As the frequency variation of the system 
with energy storage by H infinity controller is fixed by the definition of weighting function, the 
desired specification should be modified in order to increase some frequency variation for power 
reduction and energy used of energy storage which has impact on ESS cost. For example, the desired 
steady state value can be increased from 0.1Hz to 0.19Hz (nearer to response of system without energy 
storage) to reduce the participated power of energy storage.  
The desired performance of frequency variation focuses only on primary frequency control. 
Therefore, energy storage does not participate to the secondary frequency control. Diesel generator 
will bring frequency back to 50 Hz after 15 seconds of disturbance. If energy storage is used to 
participate either to secondary frequency control, weighting function of frequency variation (We1) 
should be redesigned with small steady state value of frequency variation (small Aε1). However, in this 
case, a high rated energy of energy storage should be require and induces growth of investment costs. 
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Finally, sizing of energy storage according to robust control is studied. Frequency variation of 
system with energy storage by the classical primary frequency control depends on droop value of 
energy storage system and its rated power. To reduce frequency variation, droop value has to be 
decreased and/or power rated of energy storage should be increased. For robust controller, the 
participated power of energy storage for frequency regulation is quite equivalent to the power 
variation of load in dynamic region as illustrated in Figure 6.20(c). Therefore, energy storage can be 
designed according to the maximum power variation of load and PV. 
6.5 Robustness analysis 
Robust controller is designed according to desired performance in the previous section. 
Robustness of closed loop system is analyzed against parameter variation, uncertainties of operating 
point of diesel generator (that can be related to the time-varying PV power), and uncertainties on 
frequency measurement (through the Phase Lock Loop measurement of frequency). Controller K(s) is 
firstly designed to form a closed loop system while parameters of system are fixed to their nominal 
value (corresponding zero variation around the steady-state point). The sensitivity functions of 
frequency (S1) and DC voltage (S2) are analyzed against the desired weighting function We1, We1n, and 
We2 in singular value plot. Afterward, µ-synthesis is applied to analyze robust stability (RS) and robust 
performance (RP) against parameter uncertainties. Uncertainties on system modelling are not studied 
in this thesis. Finally, an unstructured uncertainty is studied, modelling an error on frequency 
measurement. 
6.5.1 Parametric uncertainties with sensitivity function analysis 
Parameters of the system can be separated into three groups: parameters of the energy storage 
system (Rfsj, Lfsj, Cdc, Lac, and Rac), parameters of diesel generator (tg, sd), and parameters of the 
isolated grid (H, D). Maximal uncertainties on energy storage system parameters (Rfsj, Lfsj, Cdc, Lac, 
and Rac) have been calculated to ±66% and ±65% for robust stability and robust performance 
respectively [122].  
The sensitivity of the grid equivalent inertia (H), the load damping constant (D), the droop 
associated to control of diesel generator (sd), the time response of diesel engine (tg), and the initial 
voltage of energy storage (Vsst0) is studied in this section with the help of the sensitivity functions. 
Then, Figure 6.22(a) shows that the equivalent inertia has a high impact on dynamic of frequency 
response but less important one on the DC voltage. The first sensitivity function (S1) plot (relation 
between frequency and output disturbance (power variation)) in Figure 6.22(b) shows also that higher 
the equivalent inertia, smaller the overshoot of the frequency response is but with a longer rise time. 
The gain of frequency variation is always less than the desired specification. The DC bus voltage 
variation is always within the desired response for any value of equivalent inertia. Load damping 
constant, droop value and time response of diesel generator have also significant effects on frequency 
response but less effects on DC voltage. The droop value and time response of diesel generator have 
effects on steady-state value and some dynamic in medium frequency range respectively as shown in 
Figure 6.23. 
On the other hand, the initial voltage of energy storage has an effect on the second sensitivity 
function (S2 – transfer function between DC voltage variation and power variation). It causes less 
effect on the first sensitivity function. Designed controller is robust in stability and performance 
according to the defined parameters uncertainties except that it does not have robust performance to 
uncertainty linked to initial voltage of energy storage as shown in Figure 6.24. Controller is designed 
according to critical parameters (small equivalent inertia, high time response of diesel generator, high 
droop linked to diesel generator and low load damping constant) to ensure the robustness against 
performance. 
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(a) 
 
(b) 
Figure 6.22 (a) Frequency and DC voltage response in time domain (b) S1 (sensitivity function of transfer function between 
frequency variation and power variation) for various inertia equivalents (H) 
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(c) 
Figure 6.23 S1 (sensitivity function of transfer function between frequency variation and power variation) for (a) various 
droop value of diesel generator (sd) (b) various time response of diesel generator (Tg) (c) various load damping constant (D) 
Variation of the initial voltage of energy storage from its “rated” value (750V) which has been 
taken into account in the design of controller, cause larger DC voltage variation as illustrated in Figure 
6.24(b). Response of DC voltage checks also the desired reference in dynamic response. Designed 
controller can ensure the desired performance up to 650V and 900V from sensitivity function analysis, 
which corresponds to variations of -13.33% and 20% from the reference value of 750V.  
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(b) 
Figure 6.24 (a) S2 (sensitivity function of transfer function between DC voltage variation and power variation) (b) DC 
voltage response in time domain for various initial voltage of energy storage (Ves0) 
6.5.2 µ-analysis for robustness 
In the previous section, robustness is analyzed in time and frequency domain. Then, 
robustness of system with H infinity controller is analyzed using the µ-analysis. It is analyzed 
according to the parametric uncertainties. Once a H infinity controller (K) has been designed, the 
matrix M which consists in P and K is determined. This matrix M is connected with matrix Delta 
using upper LFT. Matrix Delta contains unknown uncertainties. Robust stability and robust 
performance are then analyzed from M22 and M11 of matrix M. Uncertainty of each parameter is firstly 
defined by MATLAB function “ureal”. Robust stability and robust performance are analyzed weather 
the controller is in respect to the estimated uncertainties by MATLAB function “robuststab” and 
“robustperf”.  
Maximal uncertainties of each parameter are then analyzed. The designed controller is then 
robust in stability up to 95-100% of uncertainties from the initial value for all parameters presented in 
Table 6.1. Moreover, the controller is robust in performance according to uncertainties of load 
damping constant, droop linked to diesel generator and time response of diesel generator for 
uncertainties up to 95100%. It is also robust in performance for uncertainties up to 82% of equivalent 
inertia as shown in Figure 6.25. The closed loop system is robust in stability according to uncertainties 
of the initial voltage of energy storage up to 100% as illustrated in Figure 6.26(a). However, it is 
robust in performance for uncertainties on voltage up to ±17% as shown in Figure 6.26(b). 
Table 6.1 : Maximal uncertainties for robust stability and robust performance for different parameters 
Parameters 
Maximal uncertainties 
for Robust stability 
Maximal uncertainties for 
Robust performance 
H 99% 82% 
D >100% >100% 
Sd 99% 99% 
Tg 95% 95% 
Ves0 100% 17% 
When energy storage is used to regulate grid frequency according to power variations of load 
and/or PV, the voltage of energy storage device will vary with time (quickly with supercapacitors, 
slower with lead-acid batteries). The designed controller can guarantee the desired performance only 
for variations of voltage up to 17%, i.e in the range of voltages between 622.5 and 877.5V, and in 
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practice between 622.5 and 750 V for security. It can be noticed that this range of evolution seems to 
be quite a small range, especially for supercapacitors for instance. The controller is then redesigned 
with equivalent desired performance for different voltage of energy storage: 650V and 550V. Time 
response of frequency and DC voltage according to the initial Hinfinity controller designed for 750V 
and adapted controllers for 650 and 550V are illustrated in Figure 6.27  and Figure 6.28, respectively. 
Voltage of energy storage is taken equal to 750V, 650V and 550V at 0, 60, and 120 seconds 
respectively. Load power is increased to 100kW at 3, 65, 125 seconds. Frequency variation of the 
adapted controller is larger than the fix controller at 750V but it is still within the desired performance. 
The adapted controller shows that it can improve DC voltage response of the fix controller at 750V 
and makes DC voltage response always in the acceptable limit for equivalent voltage at 550V. 
 
Figure 6.25 µ plot of robust performance according uncertainty of inertia equivalent 
 
(a) (b) 
Figure 6.26 µ plot of (a) robust stability (b) robust performance according to uncertainty of equivalent value of 
voltage of energy storage 
 
Figure 6.27 Frequency response with different equivalent point of voltage of energy storage at 0, 60, and 120 seconds and 
load power variation 100kW at 3, 65, and 125 seconds 
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Figure 6.28 DC voltage response with different equivalent point of voltage of energy storage at 0, 60, and 120 seconds and 
load power variation 100kW at 3, 65, and 125 seconds 
6.6 Conclusion 
A Hinfinity controller retains the closed loop system stable and allows ensuring desired 
performance even with uncertainties. It also improves the frequency response in time domain and 
those of the DC bus voltage compared to the classical PI controller. Furthermore, it requires only grid 
frequency and DC voltage measurement. In case of PI controller, the measure of frequency, DC bus 
voltage, current and voltage of energy storage, AC current and AC voltage output of energy storage 
are needed. Therefore, the system with PI controller needs more sensors. Furthermore, the designed 
robust controller is quite robust in stability and performance according to parametric uncertainties 
except that equivalent voltage of energy storage has large effect on robust performance. The obtained 
H infinity controller is in high order. Reduction order of controller and PI H infinity controller should 
be studied. 
In this study, limitation of energy storage such as variation of energy storage voltage, State of 
Charge (SoC) and maximal power have not been taken into account. For further study, these should be 
taken into account by adding equation of voltage of energy storage, measured and add weighting 
functions for control current of energy storage, etc. Moreover, Rdc (signify loss) which is neglected 
should be considered in the further study. 
A Linear Parameter Variant (LPV) [112] approach should be also an interesting way of 
investigations to ensure stability and performances for any value of this voltage. Moreover, H infinity 
controller is quite promising for frequency regulation of diesel generator. Classical frequency 
regulation would then be replaced by a robust controller too. Weighting functions describing 
performances could be deduced from bandwidth filtering of the different sources. 
Besides, the impact of the Phase Lock Loop (PLL) information that measure grid frequency 
would be also interesting because PLL induces some fast dynamics of frequency response (see 
Chapter 4). Unstructured uncertainties according to the measured frequency by PLL should be 
analyzed followed by the redesign of a new controller which may be robust to this uncertainty.
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Chapter 7  
Simulation and validation on experimental test 
bench (RTLAB) 
 
 
 
7.1 Introduction 
The different strategies presented in the preceding sections have been simulated with 
mathematical models in MATLAB©. More complex the model is; longer time of simulation is taken. 
To validate controller synthesis and control strategy with almost identical to real system, a real-time 
simulator (RTLAB in this study) has been used to simulate the hardware and the simulated system. 
Some parts of the studied system are replaced by hardware and others are modeled with mathematical 
model in computer which is called hardware-in-the-loop (HIL). Due to the merit of the real-time 
simulator, the simulated time has been lessened and time of simulation is identical to the real time. In 
this chapter, RTLAB is introduced firstly, followed by the presentation of the simulated system and 
hardware; as well as, the methodology of the real time simulation will also be elaborated. Finally, the 
simulated results with some significant issues will concluded this chapter. In this thesis, the different 
controls of energy storage system studied in Chapter 4 are validated with a real DC/DC converter, 
connected to a pack of supercapacitors. Because of the limitation of hardware development and the 
leak availability of the test bench (without any real PV connected to the system), the PV power 
variations, presented in Chapter 2, will be emulated in this experimental work. This is the first step 
which allows validating controller design, and then, the validation of the different strategies with the 
complete system, will be done in a further study (PhD thesis of Linh Lam Quinh). 
7.2 RTLAB Presentation  
RTLAB is a distributed real-time platform which facilitates the simulation of highly complex 
models. Simulink dynamic models are thus connected to hardware to build hardware-in-the-loop 
(HIL). This tool thus reduces simulation time and saves cost. Real time platform consists of Command 
station, Compilation node, Target nodes, and I/O boards [123] as illustrated in Figure 7.1. The 
Command station is a computer workstation whose functions are to modify the models, record 
simulated results, and distribute code, etc. by RT-LAB software (with MATLAB Simulink). This is 
the interface part for user. The Compilation node is used to compile generated C code. Simulations can 
be run on one or several target nodes (one of them is defined as the compilation node).  The I/O board 
is a communication media which is used to link the command station to target node(s) and/or target 
nodes to hardware or external equipment. 
 
Figure 7.1 RTLAB platform 
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Fixed step time simulation should be used for power system simulation. Step time around 50 μs 
is enough to simulate power system in MATLAB, both in steady state and transients [66]. Sampling of 
time simulation should be small enough for reliable simulated results. Step time simulation should be 
smaller than inverse of 50-100 times of PWM frequency and 20 times of resonant frequency. 
Simulation inaccuracy could be caused if ratio between the simulated frequency and PWM frequency 
is small. High current distortion and jitter which does not exist in an actual system are detected 
because of the maximal time delay in one time step. This false current causes the difficulty to tune 
controller’s parameters [66]. Besides, high PWM frequency is needed for good sine signal of AC 
voltage and current which causes small sampling time. Simulations in MATLAB Simulink take quite a 
long time to simulate power system as having presented in Chapter 4. 
The real time simulation can increase the step time simulation (reduce simulation time) with 
guaranteed simulation accuracy. As one step time delay has been eliminated by RT-Event (RTE) in 
RTLAB platform simulation, ratio between the simulated frequency and PWM frequency is only 5-10. 
For a frequency of PWM equal to 5 kHz, the needed step time simulation are 4µs and 40 µs for off-
line simulation in MATLAB and for real time simulation with RTLAB respectively. 
For the real time simulation, mathematical model of system with designed controller is firstly 
validated. Then, hardware is determined and connected. Transmitting signal between hardware and 
RTLAB platform is tested. Finally, the real time simulation is evaluated in operation. 
7.3 Simulated system and step of simulation 
The studied power system consists of diesel generator, PV, ESS and load. As we have decided 
to analysis the behavior of the actual energy storage system, the others elements (diesel generator, PV, 
and load) are only modeled in MATLAB Simpowersystem Simulink as shown in Figure 7.2. The 
energy storage system consists of energy storage, DC/DC converter, AC/DC inverter and filter as 
illustrated in Figure 4.2. In this study, only the DC part is studied and has been modeled (energy 
storage device and DC/DC converter); of the DC/AC interface of the energy storage device has been 
also simulated, as illustrated in Figure 7.7(a).  
Hardware of this simulation is then: a DC controllable source (Figure 7.3) which can be 
replaced by a pack of supercapacitor (Figure 7.5), a DC/DC reversible converter, a constant load 
resistance (Figure 7.4(a)), and a DC controllable load (Figure 7.4(b)). The HIL system is separated 
into two configurations. The energy storage device is firstly modeled as a DC source and a DC load 
for discharge and charge modes respectively. The discharge and charge modes of energy storage are 
simulated separately in order to simplify the simulation. Another HIL system is quite similar to the 
real energy storage system with a supercapacitor pack connected to controllable DC load and source 
via a DC/DC converter. 
 
Figure 7.2 Real time studied system 
7.3.1 Hardware specification 
To emulate the DC side of the energy storage system, a pack of supercapacitor, a DC/DC 
reversible converter, a DC voltage source and a DC load are then needed and presented below.  
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7.3.1.1 Controllable DC source 
This DC source, depicted in Figure 7.3, is in type Xantrex XDC 600-20, which maximal 
specifications are 600V and 20A. It is controlled by an analog input of 0-10V. One analog output of 
RTLAB platform transmits a signal of [0-10V] to control this source. Output signal can be either the 
information of voltage (to represent a DC voltage source) or current (to represent a DC current 
source). Specified voltage and current in RTLAB software should be multipled with a rate of 1/60 and 
1/2 respectively before sending to this source. This DC source is used as to emulate the energy storage 
device in discharge mode (connected to input of DC/DC) and the AC part of energy storage in charge 
mode (connected to output of DC/DC). 
 
Figure 7.3 Controllable DC source  
7.3.1.2 DC loads 
Two different DC loads are used in these tests: a constant resistor of 106Ω and a controllable 
DC load. The resistor is connected to input of DC/DC to represent the energy storage device in 
charging mode and the output of DC/DC converter to model the AC part in discharging mode. 
Another DC load, illustrated in Figure 7.4, is a controllable DC load TDI RBL488 Series with a 
maximum power, voltage and current of 4kW, 400V, and 600A respectively. This DC load has three 
different ranges of operation: 0-20V, 0-200V, and 0-400V for voltage and 0-20A, 0-200A, and 0-600A 
for current. There are many modes of operation; for example, constant current mode, constant voltage 
mode, constant resistance mode, etc. In this simulation, [0-200V] and [0-20A] ranges have been 
selected with a constant current operation mode. The load current is calculated according to the AC 
part of energy storage system in RTLAB software with a multiplication rate of 1/2 for converting 
specified data to analog signal data in [0-10V] before being transmitted to the DC load.  
        
Figure 7.4 Description of the DC controllable 
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7.3.1.3 Super capacitor pack with its reversible DC/DC converter 
Supercapacitor system consists in one supercapacitor (type Maxwell BoostCap 165F), a Buck-
Boost converter (350A, IGBTs SEMIKRON, SKM200GB123D with 1200V and 200A maximal) and 
their electrical and thermal protections, as illustrated in Figure 7.5 and Figure 7.6. Electrical circuit of 
super capacitor pack and converter is re-configurable. Then, the super capacitor can be disconnected 
from the DC/DC converter and replaced by a DC voltage source or DC load (following the simulation 
of discharging and charging modes). Protection system consists of switches for security (in series with 
supercapacitor and one placed in parallel to a series resistance dedicated to prevent overcurrent) and 
another resistance of 5Ω, dedicated to the discharge of supercapacitor at the end of the simulation (to 
make State of Charge reaching 0%). 
          
(a) (b) 
Figure 7.5 Supercapacitor system (a) front view (b) back view 
 
Figure 7.6 Protection circuit of supercapacitor with its converter 
7.3.2 Hardware in a loop configuration 
Hardware which is represented by the DC part of the ESS is connected to the AC part and 
power system via the RTLAB software (the grid is modelled with MATLAB-Simulink). This link is 
assumed with I/O board and target nodes as illustrated in Figure 7.7. The DC part of the ESS in 
RTLAB becomes controllable DC voltage source if the DC/DC converter controls the DC voltage (see 
section 4.4.3 of Chapter 4), or controllable DC current source for controlling the storage current (see 
section 4.4.4 of Chapter 4). And controllable DC voltage or current source is connected to AC power 
system via an AC/DC interface and filters in RTLAB as shown in Figure 7.7 (in pink dotted block). 
Hardware of the DC part of ESS is more simplified than the simulated model in the previous 
chapter. According to hardware limitation, voltage of energy storage (SC) is reduced to 30-40V. This 
SC voltage has effect on the DC voltage output of DC/DC converter, as the switching function of 
DC/DC converter has been limited to 0.2-0.8. Therefore, the DC voltage reference equals to 150V for 
both separated simulations in discharge and charge modes, and to 70V for super capacitor simulation. 
Measured DC voltage will be multiplied with 1000/150 or 1000/70 to transform the DC voltage to be 
an appropriate value for connecting to AC system in RTLAB. Furthermore, power flow in hardware is 
also much smaller than the reference value because of limitation of the current.  
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To simulate complete ESS system, the supercapacitor with its associated chopper is connected 
to the AC system composed with a controllable AC source and load through the AC/DC inverter of 
Dspace as illustrated in Figure 7.8. The frequency regulation for the system via the AC/DC inverter is 
implemented in Dspace platform. Complete energy storage system is represented as an AC current 
source for connecting to AC grid in RTLAB simulator. All equipment, except the AC/DC inverter, are 
controlled by RTLAB. The output voltage of the chopper is controlled to 150V according Dspace 
specification [105]. Power variations of load and PV generate current signal to AC system as a 
disturbance. The Phase Lock Loop (PLL) is also implemented in Dspace in order to determine the 
frequency. Complete energy storage with DC and AC system is not simulated in this study because 
there was a problem of synchronization between the RTLAB and the Dspace platform. Moreover, the 
Phase Lock look has to be redesigned for robustness against noise of measured AC voltage.  
 
Figure 7.7 Hardware in a loop of DC part of energy storage system for DC voltage control 
 
Figure 7.8 Hardware in a loop for complete energy storage system simulation 
7.3.2.1 Separated charge and discharge mode simulation 
The DC voltage source and load are firstly used to test the control system architecture because 
of their simplicity and robustness against the real pack of supercapacitor. Discharging and charging 
modes of the energy storage device are then separately operated. For the discharging mode, as 
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illustrated in Figure 7.9(b), the energy storage device (input of the DC/DC converter) is replaced by a 
controllable DC source and the AC part of energy storage system (output of DC/DC converter) is 
emulated by a DC load or a resistance. On the contrary, input of DC/DC converter is connected to 
resistance and output of DC/DC converter is considered as the controllable DC source to emulate the 
charging mode configuration, as shown in Figure 7.9(c). These two different configurations are 
simulated with two different control loops: one which allows controlling the DC bus voltage (Vdc – 
voltage output of DC/DC converter) and the other, which controls the current of energy storage device 
(Ies – current input of DC/DC converter). The mathematical model of the supercapacitor presented in 
Chapter 4 is introduced in RTLAB to calculate its voltage and its value is taken into account as a 
control signal to DC source or DC load. 
 
(a) 
 
(b) 
 
(c) 
Figure 7.9 Configuration of HIL for separating charge and discharge mode (a) DC part of energy storage system (b) 
Discharge mode (c) Charge mode  
a.) Current of energy storage control  
To validate the current of energy storage controller, discharge and charge circuits shown in 
Figure 7.9 (b) and (c) are implemented as illustrated in Figure 7.10 (a) and (b).  The current at input of 
DC/DC converter is measured by current sensor, and then sent back to the controller implemented in 
RTLAB software to compare with the reference value and generate switching function in order to 
control converter. In discharge mode simulation, the calculated voltage of supercapacitor is 
transmitted to DC voltage source. In charge mode, the DC voltage of circuit in RTLAB is measured 
and sent to control DC voltage source whose voltage is quite stable at 150V. For current control of 
energy storage system, a resistance is use in place of the controllable DC load because two DC current 
sources cannot be connected in series.  
Active power of energy storage system (denoted Pes_ref), which has to be delivered to regulate 
frequency for different strategies as shown in Figure 7.11(a) is used to calculate the current reference 
of energy storage system (Ies_ref_r) (see Figure 7.10(b)) in (7.1) where real_gain is the ratio between 
maximal power of studied system and those of hardware and VES0 is the initial voltage of energy 
storage. The voltage across the resistance is neglected. The DC bus voltage output of DC/DC 
converter in discharging mode is not controlled with hardware but by the AC/DC converter in RTLAB 
software.  
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(a) 
 
(b) 
Figure 7.10 Hardware circuit of current of energy storage control (a) in discharge mode (b) in charge mode 
 
(a) (b) 
Figure 7.11 (a) Power of energy storage according to droop control strategy (b) Current of energy storage signal  
𝐼𝑒𝑠_𝑟𝑒𝑓_𝑟 =
𝑃𝑒𝑠_𝑟𝑒𝑓
𝑟𝑒𝑎𝑙_𝑔𝑎𝑖𝑛.𝑉𝐸𝑆0
 (7.1) 
b.) DC voltage control 
The DC bus voltage control is assumed by the control of supercapacitor current, as it has been 
developed in chapter 4. Discharge and charge circuits shown in Figure 7.9 (b) and (c) are implemented 
as illustrated in Figure 7.12 (a) and (b) for validation of DC voltage control.  The DC voltage (Vdc_mes) 
is measured at output of DC/DC and then transmitted to the I/O microprocessor for DC voltage 
controller. The DC voltage controller generates a switching function (α) to DC/DC converter. 
Furthermore, control signal for the equipment at input and output of DC/DC converter is also sent 
from RTLAB simulator. As it has been mentioned earlier, voltage of energy storage (Ves) is calculated 
from supercapacitor model in RTLAB and is transmitted to the equipment at input of the DC/DC 
converter for the simulation of discharge and charge modes. In discharge mode, the calculated voltage 
of supercapacitor is transmitted to the DC voltage source, and then calculated DC current is sent to the 
controllable DC load. In charge mode, the calculated DC current is sent to control DC source which is 
represented as the disturbance of control system.  
The network power fluctuations are then only considered as disturbances for this control loop. 
The output voltage is controlled to a constant value of 150V (suitable for connecting to Dspace 
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platform) according to the variation of DC current. The output of DC/DC or image of AC part of 
energy storage is controlled by current signal. Active power of energy storage system (denoted Pes_ref), 
as shown in Figure 7.11(a), is used to calculate the DC bus current (Idc_r) which corresponds to the 
disturbance of the system and modelled by equation (7.2) where Vdc_ref is the DC bus voltage 
reference.  
 
(a) 
 
(b) 
Figure 7.12 Hardware circuit of DC voltage control (a) in discharge mode (b) in charge mode 
𝐼𝑑𝑐_𝑟 =
𝑃𝑒𝑠_𝑟𝑒𝑓
𝑟𝑒𝑎𝑙_𝑔𝑎𝑖𝑛.𝑉𝑑𝑐_𝑟𝑒𝑓
 (7.2) 
Controlling DC voltage by switching function of DC/DC converter (α) defined in Chapter 4 
(Energy storage system control 2) consists of DC voltage and current of energy storage via PI 
controllers. The output of these controllers corresponds to the switching function signal. This control 
system is not robust to measurement noise. In the real time simulation, two PI controllers are replaced 
by H infinity controller which has been analyzed in this thesis. The H infinity controller is redesigned 
from the DC model equation in (6.27) and (6.28) and weighting function for DC voltage and α in 
(6.49) and (6.50). H infinity controllers have to be designed for different DC voltage references (150V 
and 70V) to guarantee desired performance.  
7.3.2.2 Supercapacitor simulation 
Super capacitor of 165F is connected to input side of DC/DC to inject or absorb energy. Output 
of DC/DC converter consists in controllable DC load and controllable DC source which work in 
parallel as illustrated in Figure 7.13 [105]. DC current (Idc_r) by equation (7.2) controls these two 
elements because only DC voltage control is simulated with this configuration. When DC current is 
positive, energy storage is in discharge mode and injects power to the DC load; the DC source is then 
disconnected in order to protect the equipment. On the contrary, DC source is connected when DC 
current is negative (charging mode). DC load is then disconnected to cease the absorption of energy 
from the DC source.  
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Figure 7.13 DC part of energy storage configuration for supercapacitor simulation 
Super capacitor (SC) needs to be recharge because the initial State of Charge (SoC) is zero. 
Switching function of DC/DC and current of DC source is fixed for 15minutes. Simulation can be 
started when the voltage of supercapacitor (SC) is at least equal to 30V. However, voltage of 
supercapacitor has to be watched over. It is measured from real supercapacitor and is then sent to 
RTLAB for checking. As the maximum voltage of SC is equal to 48V, all simulations are ceased to 
prevent the breakdown of this source if the voltage of SC is over 45V. 
7.4 Simulated results 
Power of energy storage which is used to regulate frequency for different strategies (Pes_ref) has 
been defined from the PV power signal of 20/10/2011 which corresponds to the signal with the 
maximum of fluctuations (see Chapter 2), between 3.955x10
4
 to 3.975x10
4
 seconds (around 11 a.m. 
for duration of 200 seconds), as illustrated in Figure 7.14. Current of energy storage or DC current 
output of DC/DC is then calculated from this power. 
 
(a) (b) 
Figure 7.14 (a) PV power profile (b) Power delivered by energy storage device for different strategies 
7.4.1 Results of charging and discharging modes 
Two different modes for charge and discharge are separated thanks to the sign of the power 
(Figure 7.12(a)). A positive or a negative current means that the storage device is either in a 
discharging or charging mode respectively. However, the discharge and charge currents cannot be at 
zero because of the limitation of switching function of DC/DC in the range [0.2-0.8] and limitation of 
resistance. The DC source (represented voltage of energy storage devices) always apply voltage to the 
converter; resulting in none zero voltage across the resistance. Therefore, the current can not be zero.  
7.4.1.1 Current control of energy storage 
From the power of ESS with a droop control strategy illustrated in Figure 7.14(b), reference of 
energy storage is calculated from (7.1) with real_gain of 50 and 250 in discharge and charge modes 
respectively. The gain real_gain of charge mode is much larger than the discharge mode because of 
the limitation of switching function. The acceptable range of switching function is 0.2-0.8 and DC 
voltage source is 150V. Therefore, the voltage across resistor is between 30-120V. Current passes 
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through resistor is limited between 0.28-1.13A for resistance 106Ω. The limitation current can be 
increased by reducing resistance but low current limit is more far away from the zero which causes 
small variation range of the reference current. 
The measured current well follows its reference for both discharge and charge mode as 
illustrated in Figure 7.14 (a) and (b). The measured DC voltage at input of inverter AC/DC in RTLAB 
software is constant at 1000V (see Figure 7.14(c)). 
 
(a) (b) 
 
(c) 
Figure 7.15 (a) Measured and reference current of energy storage in discharge mode (b) Measured and reference current of 
energy storage in charge mode (c) DC voltage (calculated in RTLAB software) for ESS with a droop control strategy 
7.4.1.2 DC voltage control 
In the previous simulation, input current of the DC/DC converter was controlled. In this section, 
its output voltage is controlled to a constant value of 150V (suitable for connecting to Dspace 
platform) according to the variation of DC current. The DC current is calculated from the power 
delivered by ESS with a droop control in Figure 7.14(b) and equation (7.1). In discharge mode, the 
calculated voltage of supercapacitor is transmitted to the DC voltage source, and then calculated DC 
current is sent to the controllable DC load. The output voltage of the DC/DC chopper is measured by a 
voltage sensor, and then transmitted to the DC voltage controller in RTLAB. Switching function is 
calculated from the error between measured DC voltage and its reference. In charge mode, the 
calculated DC current is sent to control DC source which is represented as the disturbance of control 
system. Finally, the DC voltage across this DC source is controlled. 
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(a) (b) 
Figure 7.16 (a) DC current for controlling controllable DC load (b) DC voltage reference and measured for 
discharging mode for ESS with a droop control strategy 
The measured voltage is quite constant at 150V in both discharge and charge mode as illustrated 
in Figure 7.16(b) and Figure 7.17(b); in accordance to the current variation depicted in Figure 7.16(a) 
and Figure 7.17(a) respectively. As mentioned in 7.3.5, measurement noise is significant. Low pass 
filter is then added to filter the measured voltage signal before transmitting to the DC voltage 
controller. 
 
(a) (b) 
Figure 7.17 (a) DC current for controlling controllable DC source (b) DC voltage reference and measured for charging 
mode for ESS with a droop control strategy 
7.4.2 Supercapacitor behavior 
From diagram shown in Figure 7.7, the DC part of energy storage system with supercapacitor is 
simulated with a DC voltage control. The power of energy storage illustrated in Figure 7.14(b) is 
converted to a DC current in Figure 7.18 with a gain equal to 1500. When current is over zero, the DC 
source will supply energy to charge super capacitor. On the contrary, the DC load will absorb energy 
from super capacitor when the current is negative. As having mentioned in 7.3.3, the DC load and DC 
source will not turn on simultaneously. Therefore, before starting this simulation, only the DC source 
is connected to the output of DC/DC in order to charged super capacitor with fixed switching function 
and charge current.  Super capacitor has to be charged about 15 minutes in order to increase its voltage 
above 30V. During this charge, the contactor of pre-charge resister is closed for disconnecting it 
(charging current is not limited). Once the voltage of supercapacitor is above 30V, charging simulation 
will stop and the DC voltage controller is tested to fix the output voltage of DC/DC at 70V.   
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Figure 7.18 DC current of different control strategies 
 
(a) (b) 
 
(c) 
Figure 7.19 DC voltage output of converter according to current signal of (a) droop control strategy (b) limit dPpv strategy 
(c) high pass filter for energy storage strategy 
During the first 20 seconds, the output DC voltage will not be controlled and the calculated DC 
current will not also be applied to the DC source and DC load. A current of 1A is fixed for the DC 
source and another zero for DC load. Switching function is fix at 0.5 and two contactors of super 
capacitor are opened (SC has not yet been connected to the DC/DC). Then, contactor in series with SC 
is closed but parallel contactor still opens to limit the current. Once the system is stable, the DC source 
and the DC load will be then controlled by the calculated current and the DC voltage output is also 
controlled.  
The DC voltage output according to the different current signals is stable at 70V as shown in 
Figure 7.19. However, there is some steady-state error around 1-2V. The measured voltage signal has 
much noise indicates that robust controller is needed. The voltage of super capacitor is also measured 
and illustrated in Figure 7.20. The voltage of SC is quite constant during the DC voltage regulation. 
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Figure 7.20 Voltage of super capacitor for droop control strategy simulation 
7.5 Conclusion 
The current of energy storage control with PI controller is validated with the real time 
simulation. However, the DC voltage control with PI controller cannot be applied to real system 
because of the measurement noise. Therefore, measurement noise becomes a significant problem 
which should be taken into account in controller design in order to minimize its influence on 
performances. The DC voltage controller is redesigned with H infinity controller and it is shown to be 
able to control the DC voltage with reliable robustness against measurement noise. 
Above all, control of DC part of energy storage is validated. Complete energy storage control 
system (AC and DC) should be tested. Phase Lock Loop (PLL) which is used to calculate the 
frequency from the measured AC voltage of power system should be carefully analyzed because the 
control system in AC part is based on a precise measurement of the frequency and the phase angle 
used for Park transformation. 
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Conclusions  
 
 
This study proposed a methodology to integrate energy storage technologies in isolated large 
microgrids with high penetration of photovoltaics. Energy storage is then a promising solution for 
primary frequency control in order to reduce the impact of power variation of photovoltaic on system 
frequency. 
Frequency variation depends on parameters of power system and diesel generators (according to 
their equivalent inertia, the load damping constant and the droop value), and characteristics of the 
active power variation (amplitude and duration of change). To specify the frequency problem, the 
amplitude of any fluctuation is not sufficient; then, the duration of variation plays an important rule on 
frequency deviation. Therefore, statistic approach cannot be used to link power variation to frequency 
variation, against probabilistic or frequency domain analysis which give all the information.  
Then, a limitation diagram defining the maximal PV power variation, for different durations of 
variation, is proposed to define the more appropriate participation of ESS for frequency regulation. 
Furthermore, energy storage is relevant to participate in medium frequency region. A strategy based 
on high-pass filtering of storage power has then been proposed and validated with simulations, 
according the characterization of PV fluctuations.  
Frequency of system without ESS according to the most fluctuation signal of PV plant #1 (on 
20/10/2011) is between 49.73-50.33Hz which is out of acceptable limit (49.8-50.2 Hz) 1480 times. 
The energy storage system with strategy limitation diagram reduces frequency to 50.18-49.79Hz 
which is almost within limit (out of limit 2 times). Moreover, frequency of system with ESS by 
filtering strategy is always within limit. Energy storage system with proposed strategies can decrease 
frequency variation and maintain frequency stability of isolated microgrids with a high penetration 
rate of PV. 
Installed capacity of ESS depends on the design of PVs and the maximal percentage of 
predicted power variation. Selected strategy for primary frequency control of energy storage depends 
on the desired objectives. For example, if optimal use of energy storage is required while frequency 
performance is guaranteed, strategy elaborated from the limitation diagram is an appropriate solution. 
If the utilization of diesel generator or thermal generator should be optimal or if their capacity should 
be decreased, thanks to an environmental point of view, filter strategy with seems to be a better 
solution because ESS assumes the primary frequency control and diesel participates only in the 
secondary control. However, the installed capacity of energy storage will be larger. In other case, if the 
objective is to obtain a good frequency response, then other filter strategies presented in this 
document, with classical droop control for diesel and high pass or band pass of PV power are more 
appropriate. 
Moreover, a complete architecture of control based on robustness issues has been proposed in 
this thesis, thanks to the design of a H infinity controller to optimize dynamic performances of the 
ESS, while ensuring robustness of stability and performances of the isolated microgrid. This study 
allows us to define a multivariable controller in an integrated design according to a methodology well-
adapted for engineers. Then, the designed robust controller gives very interesting results for stability 
and performance issues. 
The results show that it can retain the closed loop system stability in respect to the desired 
performance. 
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Perspectives 
 
Various perspectives can then be proposed for further works: 
Mid-term perspectives: 
- Methodology of this thesis can be applied to design energy storage for isolated microgrids 
with photovoltaic of capacity around 250kW.  For different capacity of photovoltaics, the 
defined strategies can be different. Therefore, characterizations of different photovoltaic 
sizes should be useful to validate the application of our strategies on any system, especially 
for PV plants with large capacity (>1  MW). Moreover, the combination of many 
photovoltaic plants connected in an isolated microgrid should also be characterized 
according to their impact on frequency variation. 
- This thesis deals with only technical aspects. Of course, economic point of view may be 
analyzed to define the best strategy of control. This would be relevant to apply strategies to 
real power system. The important question is: whether the ESS is the principal solution for 
frequency regulation in order to replace diesel generator or if is just a way to coordinate 
diesel generator in frequency regulation in order to optimize the use of energy storage. 
- Proposed ESS strategies should be coordinated with some solar forecasting systems [124]. 
Then, from forecasted variations of PV production, the best strategy should be defined and 
used to optimize performances of frequency regulation.  
- Some improvements of modelling could be explored. Firstly, dynamic loads should be 
analyzed and taken into account in energy storage study. Besides, the Phase Lock Loop of 
inverter interface is an important element in frequency control because it measures and 
transmits frequency signal to control system. Moreover, it also measures rotating angle for 
Park transformation. Therefore, a robust PLL should be explored and adapted for frequency 
control system.  
- In the study of robust control, the limitations of the energy storage device; such as, the 
variation of voltage, State of Charge (SoC), and the maximal power, have not yet been 
taken into account. For further study, these should be by adding equation of voltage of 
energy storage, measured and add weighting functions for control current of energy storage 
and taking into account of saturations in control strategies.  
- From robust analysis, equivalent point which uses to transform non-linear system to linear 
system has large effect to robustness of system in chapter 6. Therefore, the Linear 
Parameter Varying (LPV) systems should be applied to ESS control. The LPV controller 
adapts its parameters for different equivalent point. 
Long-term perspectives: 
- Secondary frequency control needs large energy capacity of the source and PV integration 
induce the necessity to follow the production hours with a secondary control. Therefore, the 
rule of energy storage devices for secondary frequency control should be analyzed.  
- The other advisable studies concern the possibility to apply the proposed methodology and 
the different strategies for isolated micro-grids with massive wind turbine energy and their 
ability to participate to frequency regulation. 
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Appendix I 
Number of occurrences for each maximal power 
change of each plant 
  
From number of occurrence in percentage is plotted versus the relative power fluctuation (ratio 
between the maximum power difference and the rated power (∆Pmax/Prated)) as shown in Figure 2.25, 
number of occurrences for each maximum power change of PV plant #2 with 10kW power rated (from 
11/2010 to 09/2011), and PV plant #3 with 190kW power rated (from 11/2010 to 09/2011) are 
presented in Table A.1. 
Table A.1: Summary results of number of occurrences for each maximal power change of each plant 
 
∆Pmax<
-75% 
-75%≤∆Pmax<-45% -45%≤∆Pmax<-15% -15%≤∆Pmax<-5% -5%≤∆Pmax<5% 
1min      
PV plant #2  0 299 2646 3299 43432 
PV plant #3  0 52 1461 2697 35655 
2 min      
PV plant #2  18 717 2495 3013 26907 
PV plant #3  0 194 1636 2451 23468 
5 min      
PV plant #2  44 820 2074 2413 13409 
PV plant #3  0 261 1528 1909 12490 
10 min      
PV plant #2  48 843 1841 2030 8417 
PV plant #3  1 301 1363 1633 7944 
15 min      
PV plant #2  60 818 1759 1736 6701 
PV plant #3  1 320 1314 1463 6335 
 
 5%≤∆Pmax<15% 15%≤∆Pmax<45% 45%≤∆Pmax<75% ∆Pmax>75% 
1min     
PV plant #2  3430 2611 329 0 
PV plant #3  2586 1490 61 0 
2 min     
PV plant #2  3034 2416 749 18 
PV plant #3  2386 1646 215 0 
5 min     
PV plant #2  2449 2035 817 49 
PV plant #3  1864 1454 285 0 
10 min     
PV plant #2  2056 1871 797 52 
PV plant #3  1554 1366 305 0 
15 min     
PV plant #2  1851 1807 757 58 
PV plant #3  1438 1293 315 0 
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Appendix II 
Sensibility parameters (droop, inertia 
equivalent, and load damping constant) for step 
power variation signal 
 
 
 
Frequency responses according step power variation of PV (from 200kW to 100kW) are 
analyzed while parameters of system such as a droop value, an inertia equivalent, and a damping load 
constant are varied. And the results are summarized in Table A.2, Table A.3, and Table A.4 for 
variation of droop value, an inertia equivalent, and a damping load constant, respectively. The power 
variation of source in negative value (-100kW), which means power of load is over power of 
generation; causes frequency reduces from 50Hz. Frequency response reaches its minimal value (f 
minimum) and returns back to its steady-state value (f_infinity). The minimum frequency can be 
explained as the maximum frequency deviation (∆f maximum) in absolute value which is the 
difference between nominal frequency (50Hz) and minimum frequency. And frequency deviation in 
steady stat (∆f steady state) can also be calculated from nominal frequency (50Hz) and steady-state 
frequency. Besides, rise time and settling time of frequency responses are also analyzed. The rise time 
is duration that the frequency response rises from 10% of steady-state value to 90% of frequency at 
steady state. The settling time is the time that frequency response is in the window +/-2% of frequency 
steady-state value. 
Table A.2: The summary result of frequency response when a droop value is varied 
Droop value; 
sd (%) 
f minimum 
(Hz) 
∆f maximum 
(Hz) 
f_infinity 
(Hz) 
∆f steady 
state (Hz) 
time at f 
minimum 
(seconds) 
rise time 
(seconds) 
settling time 
(seconds) 
1 49.837 0.163 49.975 0.025 0.21 0.01 8.66 
2 49.767 0.233 49.950 0.050 0.3 0.03 8.24 
3 49.712 0.288 49.925 0.075 0.38 0.05 7.52 
4 49.665 0.335 49.901 0.099 0.44 0.06 7.74 
5 49.622 0.378 49.876 0.124 0.5 0.08 7.09 
6 49.584 0.416 49.851 0.149 0.55 0.10 6.83 
7 49.547 0.453 49.827 0.173 0.61 0.11 7.25 
8 49.52 0.487 49.802 0.198 0.65 0.13 6.77 
9 49.481 0.519 49.777 0.223 0.7 0.15 7.06 
10 49.450 0.550 49.753 0.247 0.75 0.16 6.40 
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Table A.3: The summary result of frequency response when an inertia equivalent is varied 
Inertia equivalent ; H 
(seconds) 
f minimum 
(Hz) 
∆f maximum (Hz) 
time at f minimum 
(seconds) 
rise time 
(seconds) 
settling time 
(seconds) 
1 49.52 0.487 0.65 0.13 6.77 
2 49.637 0.363 1 0.28 6.55 
3 49.691 0.309 1.32 0.42 6.27 
4 49.722 0.278 1.62 0.58 5.35 
5 49.743 0.257 1.92 0.75 5.97 
6 49.758 0.242 2.24 0.93 6.32 
7 49.769 0.231 2.57 1.13 4.71 
8 49.777 0.223 2.93 1.33 5.17 
9 49.784 0.217 3.32 1.55 5.59 
10 49.789 0.211 3.75 1.78 5.94 
 
When the droop value increases, the minimum frequency will fall down (the frequency 
deviation (∆f) from nominal frequency (50Hz) increases) but the frequency deviation (∆f) at steady 
state rises up. And frequency has fast time response (rise time) for small droop value. The frequency 
deviation in transient response decreases when the inertia equivalent (H) increases. This parameter 
does not cause any impacts on the frequency at steady-state value which equals to 49.802 Hz for all 
inertia equivalent values. Therefore, inertia equivalent does not cause any effects to frequency in 
steady state as mention earlier in Chapter 3. Small inertia equivalent depends on sizes and number of 
rotating machines in system and means small capability to insist an existing frequency value. 
Frequency has fast time response but large variation for small inertia equivalent.   
Besides, the frequency response takes less time to recover to its steady state when the droop and 
inertia equivalent goes up. For studied system with time response of diesel generator 0.8 seconds, 
frequency response has some oscillations.  
The frequency deviation decreases both in transient and steady state when the load damping 
constant goes up but the frequency response takes less time to be back to its steady state when a 
damping loads constant increases. In conclusion, frequency in steady state depends on droop value and 
load damping constant but is independent on inertia equivalent. 
Table A.4: The summary result of frequency response when a damping load constant is varied 
Load 
damping 
constant ; D 
f 
minimum 
(Hz) 
∆f 
maximum 
(Hz) 
f_infinity 
(Hz) 
∆f steady 
state (Hz) 
time at f 
minimum 
(seconds) 
rise time 
(seconds) 
settling time 
(seconds) 
0 49.504 0.496 49.800 0.200 0.66 0.13 6.84 
0.25 49.523 0.477 49.804 0.196 0.65 0.13 6.68 
0.5 49.541 0.459 49.808 0.192 0.64 0.13 5.64 
0.75 49.558 0.442 49.811 0.189 0.63 0.13 5.53 
1 49.573 0.427 49.815 0.185 0.62 0.13 5.38 
1.25 49.588 0.412 49.818 0.182 0.61 0.13 5.47 
1.5 49.602 0.398 49.821 0.179 0.6 0.12 4.40 
1.75 49.614 0.386 49.825 0.175 0.59 0.12 4.31 
2 49.627 0.374 49.828 0.172 0.58 0.12 4.21 
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Appendix III 
Summary of parameters of energy storage 
system 
 
 
III.1 DC bus design 
Filter LCL is used in this design. The maximum DC voltage reference is defined by (A.1) where 
Vr is rms voltage phase to ground of power system (400/sqrt(3)), rmax is a maximal ratio between the 
maximum AC voltage output and DC voltage reference (1/2sqrt(2) for pure sinusoidal), and CLCL is in 
function with the frequency of power system (ωr; 2*pi*50rad/s), frequency of PWM (ωp;2*pi*7e3 
rad/s) and resonant frequency of filter LCL (ωf0) in (A.2). Parameter kn is selected at 0.5% (French 
standard) to eliminate harmonic pair n>4 of AC bus [19].  
LCL
r
refdc
Cr
V
V


max
max__
 (A.1) 
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r
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
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2
0
2
12 
  (A.2) 
Frequency resonant of filter LCL can be defined by (A.3) where kLCL is ratio of Lac1 and Lac2 and 
kconv is fraction of apparent current of nominal installation (usually 15-20%).  
convLCLn
LCLn
pf
kkk
kk
ff
.2)1.(.
)1.(.
0





 (A.3) 
From (A.3), resonant frequency of filter is selected at 2.8 kHz, resulting in the maximum DC 
voltage of 1.06kV from (A.1) is obtained. Therefore, the selected DC voltage reference (Vdc_ref) is 
1000V. 
Capacitor and resistor at DC bus are defined. Capacitor at DC bus (Cdc) should limit the 
variation of DC voltage and it is defined by (A.4) where Sn_ES is apparent power of energy storage 
(300kVA), tr is time response of current controller (7ms), kdc is percentage of acceptable maximal DC 
voltage variation from reference value (1%), and Vdc_ref is DC voltage reference (1000V). From the 
selected values, capacitor at DC bus (Cdc) should be more than 0.21F. Consequently, capacitor at DC 
bus is selected at 0.5F.  
2
_
_
refdcdc
rESn
dc
Vk
tS
C    (A.4) 
Furthermore, resistor at DC bus (Rdc) is designed. This resistor signifies loss that is proportional 
to apparent power of energy storage ( dc ). From (A.5), resistor at DC bus is 333Ω for dc  1%. 
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  (A.5) 
Parameters of DC bus depend on selected DC voltage and rated power of energy storage. 
Frequency of PWM which has impact on the maximum DC voltage as having described earlier will be 
varied later but the selected DC voltage is still fixed (this selected value always in acceptable limit). 
Therefore, all parameters of DC bus are constant while frequency of PWM and resonant frequency of 
filter change.   
III.2 AC bus design – Filter LCL 
Filter LCL in Figure A.1 is designed in case that filter has to eliminate harmonic of output 
current. Current output of filter (Ir) at frequency of PWM (ωp) should be less than current at harmonic 
n (
max
hnI ) which is eliminated in (A.6) [19]. In this study, current at harmonic n>4 is eliminated as 
having mentioned earlier and this current 
max
hnI  is proportional to the maximum current of energy 
storage with parameter kn.  
 
Figure A.1 Filter LCL 
  maxhnpr IjI  ; 
r
ESn
nhn
V
S
kI
3
_max      (A.6) 
Amplitude of transfer function between current output of filter (Ir) and voltage output of inverter 
(voltage before filter) (Vs) is defined in (A.7) and its value at frequency of PWM is half of DC voltage 
reference in (A.8). Therefore, from equation (A.6)-(A.8), inductance of filter LCL (Lac1) can be 
defined in (A.9) which two inductance of filter (Lac1 and Lac2) are equivalent (kLCL=1) at the value 
0.5mH. 
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     (A.9) 
From resonant frequency (ff0) in (A.10) and selected values of Lac1 and Lac2, capacitor of LCL 
filter (Cac) can be defined by (A.11). Capacitor of filter LCL calculated is 15 µF for resonant 
frequency 2.8 kHz. 
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III.3 AC bus design – Filter RL  
Filter RL in Figure A.2 is designed. Inductance (Lac) is approximated as the summation of two 
inductances of LCL filter (Lac1 + Lac2). Resistance of filter RL (Rac) that signifies loss of filter is 
designed from imperfection of inductance (Lac). It therefore is proportional to inductance in (A.12) 
where σ is factor of material quality that depends on apparent power of energy storage (σ=25 for 
300kVA) [19]. 
 
Figure A.2 Filter RL 

f
ac
X
R         (A.12) 
III.4 AC bus design – Filter LC (Thesis of Valero) 
Filter LC in Figure A.3 is analyzed. This filter can be analyzed as current source if capacitor of 
filter (Cac) is very small. This capacitor assists in the elimination of harmonic in voltage output. 
Inductance of filter (Lac) reduces the variation in current output [109]. Its minimum value can be 
calculated by (A.13) where TPWM is period of PWM (1/fP; 1/7e3), ∆Is_max is maximum variation of 
current output (15% of Is_max=Sn_ES/3Vr) (15% of 307.7A). Therefore, minimum inductance is 0.39 
mH. The maximum inductance of filter can be defined by limitation of DC voltage in (A.14). If sin (
) is zero and cos ( ) is 1, inductance maximal is 1.5H. If this inductance (Lac) equals to two times of 
inductance of LCL filter (Lac1), inductance designed before 1mH (2x0.5mH) is in acceptable limit. 
Therefore, inductance of LC filter (Lac) is 1mH. 
 
Figure A.3 Filter LC 
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The capacitor (Cac) is designed. From resonant frequency in (A.15) and ff0_LC 2.8 kHz, capacitor 
of LC filter is 3.2 µF. 
acac
LCf
CL
f
..2
1
_0

  (A.15) 
Table A.5: Summary of parameters of energy storage system 7kHz 
Parameter Description Value Unity 
Sn_ES Apparent power of energy storage 300 kVA 
Vr RMS voltage phase to ground of power system 400/sqrt(3) V 
Vdc_ref DC voltage reference 1000 V 
wr Frequency of power system 2*pi*50 rad/s 
fr Frequency of power system 50 Hz 
wp Frequency of PWM 2*pi*7e3 rad/s 
fp Frequency of PWM 7 kHz 
ωf0 Resonant frequency of filter 2*pi*2.8e3 rad/s 
ff0 Resonant frequency of filter 2.8 kHz 
kn Parameter eliminate harmonic pair n>4 0.50% 
 
klcl ration of Lac1 and Lac2 1 
 
kconv 
percentage of nominal apparent current of installation 
(15%-20% in general) 
15% 
 
rmax 
ratio maximal between AC voltage output maximal and 
DC voltage reference 
1/2sqrt(2) 
 
tr time response of current controller 7 ms 
kdc percentage of DC voltage variation maximal 1% 
 
∆Is_max variation maximal of current output 15% 
 
DC bus 
   
Cdc Capacitor at DC bus 0.5 F 
Rdc Resistor at DC bus 333 Ω 
Filter LCL 
   
Lac1 First inductance of LCL filter 0.5 mH 
Lac2 Second inductance of LCL filter 0.5 mH 
Cac Capacitor of LCL filter 15 µF 
Filter LC 
   
Lac Inductance of LC filter 1 mH 
Cac Capacitor of LC filter 3.2 µF 
Table A.6: Summary of parameters of energy storage system with different frequency of PWM 
Parameter Description Value (Different fp) Unity 
wp Frequency of PWM 2*pi*5e3 2*pi*7e3 2*pi*10e5 rad/s 
fp Frequency of PWM 5 7 10 kHz 
ωf0 Resonant frequency of filter 2*pi*1.8e3 2*pi*2.8e3 2*pi*4.5e5 rad/s 
ff0 Resonant frequency of filter 1.8 2.8 4.5 kHz 
Filter LCL 
     
Lac1 First inductance of LCL filter 0.55 0.5 0.47 mH 
Lac2 Second inductance of LCL filter 0.55 0.5 0.47 mH 
Cac Capacitor of LCL filter 30 15 5.38 µF 
Filter LC 
     
Lac Inductance of LC filter 1.1 1 0.98 mH 
Cac Capacitor of LC filter 7.2 3.2 1.35 µF 
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Appendix IV 
Parameters of energy storage control systems 
 
 
 
 
Table A.7: Parameters of different energy storage control systems 
Parameter Description Value 
Droop control of energy storage 
Pes 
 
300kW 
Res Droop value of energy storage 4% 
K Reserved energy 30MW/Hz 
Energy storage control system 1 
tr time response of three phase current controller 7ms 
Kpi Proportional gain of three phase current controller 1 
Kii Integral gain of three phase current controller 510.2 
Energy storage control system 2 
BP_ES Bandwidth of energy storage current controller (P type) 1000rad/s 
Kp_es Proportional gain of energy storage current controller (P type) 1.5 
tr_ies Time response of energy storage current controller (PI type) 7ms 
Kp_ies Proportional gain of energy storage current controller (PI type) 1.5 
Ki_ies Integral gain of  energy storage current controller (PI type) 765.3 
trv Time response of DC voltage controller 70ms 
Kpv Proportional gain of DC voltage controller 0.048 
Kiv Integral gain of  DC voltage controller 1.70 
tr Time response of three phase current controller 7ms 
Kpi Proportional gain of three phase current controller 1 
Kii Integral gain of three phase current controller 510.2 
Energy storage control system 3 
tr_ies Time response of energy storage current controller (PI type) 7ms 
Kp_ies Proportional gain of energy storage current controller (PI type) 1.5 
Ki_ies Integral gain of  energy storage current controller (PI type) 765.3 
tr_vdc Time response of DC voltage controller 70ms 
Kp_vdc Proportional gain of DC voltage controller 71.43 
Ki_vdc Integral gain of  DC voltage controller 2.55 
tr Time response of three phase current controller 7ms 
Kpi Proportional gain of three phase current controller 1 
Kii Integral gain of three phase current controller 510.2 
Phase Lock Loop (PLL) 
ξPLL Damping factor of PLL 1 
ωn_PLL Bandwidth of PLL 50rad/s 
KP_PLL Proportional gain of Phase Lock Loop -81.65 
KI_PLL Integral gain of Phase Lock Loop -2.04 
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Appendix V 
Simulation of strategy limitation diagram with 
simulated signal (fast fluctuation) 
 
 
The continuous power fluctuation in Figure A.4 is then simulated. The power of PV is 
fluctuated around the initial point of 0.1 per unit. The acceptable maximal frequency variation is 0.2 
Hz so that the range of acceptable frequency is 49.8Hz to 50.2Hz. From Figure A.4, the system with 
energy storage is compared to the initial system (without energy storage) and they are separated into 3 
situations. 
 Situation a: From t=0 to t=2 seconds, the power of PV increases from 0.1 per unit. The power 
difference (∆P) is less than the limited power (∆P limit) so that the power reference of energy storage 
should be at 85% of the former power reference (85%*Pes_ref(t-ts)) (condition 2a). The initial power 
reference of energy storage is zero. Therefore, the power reference of energy storage during this time 
is also zero. The frequency rises from 50 Hz and reaches 50.2 Hz at t=2 seconds. 
Situation b: This is the case that the power difference is out of limit. From t=2 to t=7 seconds, 
the power of PV rises continuously and reaches the optimal power 0.15 per unit at t=5 seconds and 
then decreases. During this period, the power variation (∆P) is larger than the limited power difference 
(∆P limit) as shown in Figure A.4 (d). Therefore, the power of energy storage is calculated by equation 
(5.1) (condition 3a) and it is negative which signify that the energy storage is in the charge mode. 
Figure A.4 (c) also shows that during this period the frequency in blue line (without energy storage) is 
more than 50.2Hz (means out of limit) but the frequency in green line is still in acceptable value 
because of the participation of energy storage. The periods 12-16 seconds and 22-27 seconds are in the 
same situation; with as exception that during 12 to 16 seconds the battery is in the discharge mode (the 
power of energy storage is positive) because the power of PV is less than the initial power (0.1 per 
unit). 
Situation c: In this case, the power of PV decreases or increases continuously and passes 0.1 
per unit and the power difference is always in acceptable zone. From t=7 seconds, the power of PV 
falls down and reaches 0.1 per unit at t=10 seconds. The power variation (∆P) during this situation is 
always less than the limit (∆P limit) so the power of energy storage is reduced continuously in 
negative value (in charge mode). The power reference of the actual energy storage is at 85% of the 
former power reference (85%*Pes_ref (t-ts)) (condition 2a). The frequency is also in acceptable range 
during this period. The period 17-22 seconds and 27-44 seconds are also in this situation; except that 
during 17 to 22 seconds the battery is in the discharge mode (the power of energy storage is positive) 
because the former power of energy storage is also positive. 
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Figure A.4 (a) Simulated power of PV (fast and continuous fluctuation) (b) Power of ESS (c) Frequency response of system 
without and with ESS (d) Calculated power variation of PV and limitation (e) Calculated duration of change 
 
(a) 
(b) 
(c) 
(d) 
(e) 
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